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Preface to ”Nondestructive Testing (NDT)”

Because of the unavoidable aging and deterioration of materials, the ef�cient maintenance of

civil structures and infrastructures is becoming a major issue for public and private institutions. As

a matter of fact, the structural conditions of built heritage affect both safety and economic aspects.

In this context, structural health monitoring (SHM) is emerging as a crucial research �eld, able to

provide vital information regarding the damage levels of structures and materials. In particular, by

exploiting the most advanced technologies and techniques, nondestructive testing (NDT) is the ideal

candidate for detecting defects and structural issues, both at the laboratory and full-scale levels, in a

non-invasive way. Among others, acoustic emission, vibration-based identi�cation methods, digital

image correlation, tomography techniques, sonic-ultrasonic tests, Raman and terahertz spectroscopy,

electromagnetic analysis, etc., allow us to evaluate the state of damage and its evolution over

time. The aim of this book is to collect the newest contributions by eminent authors in the �eld

of NDT-SHM, both at the material and structure scale. It therefore provides novel insight at

experimental and numerical levels on the application of NDT to a wide variety of materials (concrete,

steel, masonry, composites, etc.) in the �eld of Civil Engineering and Architecture.

Giuseppe Lacidogna

Editor
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Featured Application: Damage assessment of a reinforced concrete (RC) by means of di � erent
nondestructive testing (NDT) techniques. Joined application of a PZT sensor network for
AE-based local damage detection and a FOS setup for global strain mapping. Coupling of local and
global methods through DIC-based strain localization to reduce the uncertainty on the strain �eld
description. Potential for AE- and strain-based damage detection in large structures of interest to
civil engineering.

Abstract: This paper presents the structural and damage assessment of a reinforced concrete (RC)
beam subjected to a four-point bending test until yielding of reinforcing steel. The deterioration
progress was monitored using di � erent nondestructive testing (NDT) techniques. The strain was
measured by distributed �ber optic sensors (FOSs), embedded prior to concrete pouring. The initiation
and propagation of cracks were monitored by acoustic emission (AE) sensors attached to the surface
of the material. The recorded AE activity results in good agreement with FOS strain measurements.
The results of the integrated monitoring system are con�rmed by visual observation of the actual
crack pattern. At di � erent loading steps, digital image correlation (DIC) analysis was also conducted.

Keywords: reinforced concrete; four-point bending test; structural health monitoring; nondestructive
testing techniques; �ber optic sensors; acoustic emission monitoring; digital image correlation

1. Introduction

During their service life structural elements can experien ce variable and increasing demand
conditions (e.g., traffic increase in transportation infr astructures). They are also exposed to environmental
effects, that can also degrade their capacity and a� ect their performance. In particular, reinforced
concrete (RC) components can develop cracking due to tensile conditions that are normally absorbed
by steel reinforcements. However, cracking can lead to the exposure of the steel bars to the aggression
of external agents, such as chlorides, triggering corrosion and strength losses. In this incremental risk
scenario for existing infrastructures, the role of the structural health monitoring (SHM) becomes crucial
in order to detect unusual behaviors and damage [1–3].

The use of �ber optic sensors (FOSs) for SHM is proposed in several research works, including
the seminal one that dates to 1990 by Glossop et al. [4]. FOSs can be used in aggressive environments,
they show geometric adaptability, independence from electrical and magnetic �eld interference,
and high resolution [ 5]. These characteristics make them excellent for implementation in the civil
engineering �eld to detect anomalies and cracks in static conditions, while, in dynamic conditions,
they can also be used to assess modal parameters [6–8].
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Acoustic emission (AE) sensors have been widely used to detect early stage damage before it
results in failure. One of the earliest applications of AE was related to monitoring rotating machinery
in the late 1960s. A comprehensive and critical review on the �eld of application of AE to condition
monitoring and diagnostics of di � erent mechanical components can be found in Mba and Rao (2006) [9].
Behnia et al. [10] present a comprehensive review of the acoustic emission (AE) technique for its
applications in concrete structure health monitoring. Methods of AE are also developed for large
structures in �eld application, e.g., for walls, bridge decks and reinforced concrete multi-story buildings
(Carpinteri et al., 2007, 2011; McLaskey et al., 2010; Shiotani et al., 2009) [11–14].

Although AE sensors are normally developed using piezoelectric technology, there are many
examples where optical �bers have been introduced as an alternative to piezoelectric sensors
(e.g., Liang et al., 2009 [15]). However, there are a few applications where AE sensors are implemented
in addition to distributed FOS sensors for strain detection, in order to integrate the monitoring and
damage detection results obtained separately from the two systems. A representative example is
one by Li et al. [ 16], where the results of an experimental investigation on corrosion monitoring of
a steel reinforced mortar block through combined acoustic emission and �ber Bragg grating strain
measurement are presented. Ansari [17] provided a short review of long gage interferometric and
acoustic sensors with representative examples on the implementation of serially multiplexed long
gage interferometric sensors and multiplexing of optical �ber acoustic emission sensors. Moving to
composite �ber /epoxy materials, Park et al. [18] present an application for micro-failure evaluation
using embedded �ber-optic sensors and acoustic emission piezoelectric sensors.

Detection of crack-induced AEs by a piezoelectric (PZT) sensor network focuses on individual
cracks and displacements providing a very detailed damage description, but it su � ers from limited
detection range due to high attenuation of ultrasonic waves. Vice versa, global sensors act as a fully
distributed sensor network to be interrogated at any point along the �ber length or integrating the
response along the FOS length so as to cover a larger area. The disadvantage of global damage detection
systems is their poor damage location capability. Therefore, the concurrent application of local and
global methods combines damage detection possibilities and advantages of both systems.

Verstrynge et al. [19] applied a global FOS setup for AE-based damage detection in concrete
elements. This line-integrating technique did not allow AE source location—carried out in that
experiment through concurrent application of PZT transducers—but it has the potential for AE
detection in large structures of interest to civil engineering.

Here, AE-based local damage detection through a PZT sensor network is coupled with a FOS
setup for global strain mapping. FOSs act as a distributed sensor network to be interrogated at di � erent
points along the �ber length. Local and global methods are herein coupled through a digital image
correlation (DIC)-based strain localization covering an intermediate-sized area. Hence, DIC-based
strain data is herein used to reduce uncertainty on the FOS-based strain �eld description.

The integrated SHM system has been implemented in an RC beam specimen subjected to a
four-points loading test to monitor the state of cracking in terms of initiation and the thickness
propagation. The outcomes of the integrated AE and FOS monitoring systems are con�rmed by
comparison with the �nal crack pattern. At di � erent loading steps, digital image correlation (DIC)
analysis was also conducted in speci�c areas of the beam specimen to reconstruct the strain �eld.
A numerical model has been implemented to investigate the mechanical behavior of the beam up to
collapse and to con�rm the monitoring outcomes.

The following sections describe the methodology and the SHM systems; then, the laboratory
specimen and setup are discussed. Finally, the results and the conclusive remarks are presented.

2. Experimental Setup and Monitoring Systems

The laboratory test was conducted on a reinforced concrete beam under gradually increasing
loading in the four-point bending con�guration, as shown in Figure 1. The reinforced concrete beam is
4 m long and was designed to have a ductile behavior to be able to follow a progressive and gradual
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propagation of cracks. The cross section of the beam is 150 mm wide and 300 mm high. The longitudinal
reinforcements are composed of two bars of 14 mm in diameter at the bottom and two bars of 18 mm in
diameter at the top of the section, with a concrete cover of 30 mm. Stirrups of 8 mm in diameter as shear
reinforcement have been installed with 70 mm spacing at the bearings, while in the remaining beam
shear reinforcements are spaced every 140 mm. According to the Italian ministerial decree, Updating
of the Technical standards for construction (Gazzetta U � ciale, D.M. 17 Gennaio 2018), C20/25 and
B450C have been selected for the concrete and steel materials. The maximum aggregate size has been
�xed to 10 mm with a water–cement weight ratio of about 0.5 and 300 kg /m3 of cement.

The load frame and the front side of the beam specimen are shown in Figure 2 (top), with a servo
hydraulic actuator �xed at the center of the frame. A stepwise increasing load was applied downwards
in displacement control by means of steel roller bearings in a four-point bending con�guration.
The load was measured with a 1000 kN load cell at the bottom of the actuator, while the mid span
vertical displacement was measured through a linear variable di � erential transformer (LVDT) device,
compensated with two LVDTs measurement points at the beam supports. Figure 2 (bottom) shows
the beam specimen at the back side with the speckle pattern applied to a central surface of about
0.8 m length.

 
 

 

 

Figure 1. Specimen geometry and acoustic emission (AE) sensor locations. The eight AE sensors are
numbered from 0 to 7. Dimensions are in cm.
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Figure 2. Front (top) and back (bottom ) sides of the test setup showing the servo hydraulic actuator,
the linear variable di � erential transformer (LVDT) sensors, the location of some AE sensors, and the
speckle pattern on the central beam surface for digital image correlation (DIC) applications.

3. AE Sensors

Di � erent damage mechanisms and levels can be veri�ed during the four-point bending test of the
RC beam, such as tensile cracking followed by shear cracking, yielding of reinforced steel, and crushing.
The fracture propagation mainly includes two stages: accumulation of uncorrelated tensile cracks
between the central loads, and appearance of diagonal shear cracks, starting on the bottom surface
and developing to the top, interconnecting the previously formed tensile cracks. Statistical analysis of
the AE signal features can reveal trends that can be ascribed to di� erent damage stages. For example,
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shear events originate signals with longer rise time (the time delay between onset and peak amplitude)
and higher amplitude.

Eight 60 kHz resonant AE sensors were attached at one-fourth of the span's length (refer to
Figures 1 and 2 respectively for beam design and application). When the sensors are hit by a wave
(due to crack growth or another reason), the pressure on their surface is converted to electric voltage,
exploiting the piezoelectric e � ect. If the voltage was beyond a given threshold (60 dB to �lter out the
signal noise in the speci�c case), the signal was digitized and stored in an 8 channel Lunitek AEmission
system with 5 MHz sampling rate per channel. The software associated to the acquisition board permits
automatic extraction and storage of some basic parameters for each individual AE signal waveform
(feature-based AE analysis), such as amplitude, duration and ring-down counts (RDC), i.e., the total
number of times the signal exceeds the threshold level. RDC divided by duration gives the average
signal frequency.

4. FOS Sensors

Di � erent FOS distributed sensors have been embedded in the concrete beam to collect strain and
temperature measurements. In particular, strain sensors have been applied to the steel reinforcements
at the top (FOS #1) and the bottom (FOS #2) of the cross section along the whole beam length (Figure 3).

When the optical �ber is strained in the longitudinal direction, the backscattered light of Brillouin
is subjected to a frequency shift proportional to the strain. Equation (1) expresses the strain " as function
of the Brillouin frequency shift:

" =
� B(" ) � � B(0)

c
, (1)

where � B(" ) is the Brillouin frequency with strain, while � B(0) is the Brillouin frequency without
strain. The constant c is the proportional coe � cient of strain that depends on the sensor characteristics.
Basic principles of Brillouin systems are detailed in Bao et al. [20].

Although sensitive along the entire length, the �ber optic sensors measure at discrete points,
that are spaced by constant value called the sampling interval. The measured parameter is an average
over a certain length called spatial resolution and corresponds to the pulse width used to interrogate
the �ber. For the present research, a SHM FOS system usually employed in full scale real structures
has been used, thus the sampling interval and the spatial resolution have been assumed to be 0.2 and
0.5 m, respectively.

�‰

� X � H � X
�H

��
� 

� X � H �X

2.2

Figure 3. Fiber optic sensor (FOS) installation (dimensions in cm).

5. DIC Technique

DIC photogrammetry is a non-contact, optical measuring method adapted for extracting surface
displacement and geometry pro�les at di � erent stages or times from images acquired through a
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camera (or multi-camera). It has been proposed for structural inspection and monitoring, and has been
e� ectively applied previously to analyze di � erent structures at di � erent scales [21].

To perform a DIC measurement, a stochastic pattern (e.g., black dots on a white background or
white dots on a black background), must be applied to the surface of interest and the relative position
of each of them is identi�ed as the surface deforms over time. Each image can be considered as a
matrix of natural integers where white pixels have a 0 grayscale level, while level 100 is associated to
black pixels. Since a single value is not a unique point, a neighborhood of pixels is used (i.e., facets or
subsets). These facets include several dots of the pattern used and are typically squares with sides of
10–50 pixels. The main principle of DIC is to match the same physical point between a reference image
and several deformed images based on gray-scale variations of continuous patterns [22].

The DIC computation is herein performed through NCORR software [ 23], which is an open-source
subset-based 2D DIC package that uses modern DIC algorithms with additional improvements.

6. Test Results

The global behavior in terms of load and mid-span vertical displacement is illustrated in Figure 4.
Vertical load has been applied in multiple steps up to the yielding limit of reinforcing bars, and then
removed. The �rst cracking point can be identi�ed between steps #1 and #2. Then, the ductile beam
behavior allowed crack propagation up to step #7 when the longitudinal reinforcing steel bars at
the bottom of the cross section start yielding. The loading phase of the four-points bending test was
stopped at step #8 and loads removed from the beam (unloading phase).

 

Figure 4. Load versus mid-span de�ection at the di � erent load steps, from #0 to #8.

7. AE Measurements

7.1. Total AE Activity

The applied load history along with the accumulated AE events are shown in Figure 5. The number
of AE events started to increase rapidly during 4th and 7th load steps at approximately 2100 and 4500 s,
meaning intensive cracking phenomena occurred at the time of increased central de�ection. The major
cluster of events comes at the unloading stage, from approximately 6900 s, where a possible AE source
mechanism is the friction in aggregates and reinforcing bars due to cracks reclosing.

The AE activity is �rst investigated considering the individual sensor recordings and the related
statistical distributions of the signal parameters, i.e., peak amplitude, duration and average frequency.
Figure 6a shows the distributions of the received signals by sensors AE0 and AE1, and Figure 6b
shows those received by sensors AE4 and AE5. Considering the mean values of the distributions,
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recordings of AE0 and AE1 (located on the top surface of the beam) are characterized by lower
frequency, lower amplitude and longer signal duration than AE4 and AE5 (located next to the bottom
surface), namely <f> = 17 kHz vs. 31 kHz, <A> = 3.3 mV vs. 4.5 mV, and<Dt> = 0.8 ms vs. 0.4 ms.
These �ndings can be explained in terms of amplitude loss (signal attenuation)—stronger for high
frequencies—and, possibly, of spreading of AE wave packets traveling in a dispersive medium [ 24],
such as the concrete to some extent. Hence, the measured e� ects appear to be descriptive of AE activity
predominantly originating near AE4 and AE5 sensors, consistent with a crack pattern developing from
the bottom surface of the beam.

���•

Stages 1-3 Stages 4-6 Stages 7-8 

AE 

Load  

Figure 5. Step load (blue line) and cumulated AE signals time history (red line). Dashed lines correspond
to the 3rd, 6th and 8th load stages.

7.2. The b-Value Analysis

It is reasonable that as the load increases, larger-scale fracture events occur giving rise to AE
signals of larger amplitude. The signal amplitudes are converted in a magnitude scale by using the
equation M = log10 (V�V0), where V is the peak of voltage signal expressed in microvolts, and V0 = 1 � V
is the reference voltage (conversion to decibels is possible through M = AdB�20). The signal magnitudes
are studied by their cumulative distribution, using the b-value analysis. For a population of N events,
the b-value is calculated as:

log10 N(M ) = a� bM, (2)

where N(M) is the number of signals with magnitude higher than M, and a and b are �tting constants.

���•

Figure 6. Cont.
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(a) 

(b) 

���•

���•

�(
�(

,� ��

Figure 6. (a) AE features relationships and distributions of received signals by sensors AE0 and AE1.
The mean values of distributions represented by histograms from left to right are: <A> = 3.3 mV,
<f> = 17 kHz, and <Dt> = 0.8 ms. (b) AE features relationships and distributions of received signals by
sensors AE4 and AE5. The mean values of distributions represented by histograms from left to right
are: <A> = 4.5 mV, <f> = 31 kHz, and <Dt> = 0.4 ms.

The b-value expresses the absolute gradient of the cumulative magnitude distribution as illustrated
in Figure 7. As the fracture process becomes more intense, the percentage of high-amplitude events
increases relative to the low-amplitude ones in the total population, resulting in drops of the b-value [25].
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�(

� ��

Figure 7. AE magnitude distribution for di � erent damage conditions: low damage (high b-value) and
high damage (low b-value).

Taking into account the number N of recent events to calculate every single b-value, possible
decreasing trends can be identi�ed and associated with damage severity and change in structural
performance state, especially during laboratory loading tests where a single minimum is observed just
prior to specimen failure. The recommended value number of events for computation (see e.g., [ 24])
is typically N = 100. Smaller values would yield too strong oscillations, masking the actual trend.
Instead, using too large N, any small occurrence producing a small number of AE signals would be
undermined in the average of the large population. Here, four partitioning criteria are followed to
calculate the evolving b-values during the test, namely using disjoint subsets of N = 100 and 150 events
(Figure 8 (left)), or overlapping subsets of N = 100 events with step 25 and a loading stage-based
partition (Figure 8 (right)) [ 25,26]. The most important parameters to be considered in a b-value graph
are the general trend and the minima of the curve. Comparing all the time series, nothing more than an
oscillating trend can be identi�ed, with b-values mainly ranging between 1.2 and 1.6 (with an isolated
minimum at 1.1 reported in two cases) as descriptive of minor to moderate damage levels reached
during the test. As herein illustrated—and widely recognized—the b-value, although being sensitive
to damage, does not necessarily decrease monotonically. That is due to the presence of both healthy
material encountered during crack propagation and steel reinforcements that limit crack growth in
concrete matrix. Namely, fracture propagates during steel deformation or concrete sliding with respect
to steel. Fracture generates signals related to early damage, which are mixed with those of the already
heavily damaged part, as stated in [27–30].

 

�º

Figure 8. b-value time histories with dashed lines referring to the load stages of Figure 5. Using disjoint
subsets ofN = 100 (red dots) and N = 150 signals (cyan dots) (left ). Ib-value with overlapping subsets
of N = 100 events with step 25 (green dots) andb-value by a stage-based partition (blue dots) (right ).
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7.3. AE Source Location

Due to the con�guration of the experiment, the tensile surface is identi�ed at the bottom of the
beam cross sections. Therefore, crack initiation reasonably occurs close to the bottom surface. This is
revealed by Figure 9, where the height of localized AE sources is depicted for di � erent loading steps.
The �tting line identi�es the average height of localized events, exhibiting a slightly ascending trend.
At the lowest load level, the average location is close to the bottom surface ( � 0.06 m). As the cracks
propagate towards the top, the AE sources naturally move to higher y-locations, reaching 0.1 m.

�º

 

�.

�‹�Ž�Š�–���œ�1�•�Š

Figure 9. Height of localized AE events for di � erent loading stages. Adopted reference system (x, y, z)
as in Figure 1. Green color refers to load stages #1–#4, blue to #5 and #6, yellow to #7 and #8, and red
to #9.

The determined locations of AE events concerning di � erent loading stages are depicted together
with sensor positions in Figure 10. Location data are only available in 2D, along the beam's lateral axis
due to the almost 2D sensor setup, and therefore, information regarding depth position of AE sources
cannot be provided. Typically, AE source location is carried out along lines between detecting sensors,
i.e., AE0, AE1, AE4 and AE5. Hence, location data do not exactly match the crack initiation from the
bottom surface of the beam. One can see localized AE sources starting from the left and accumulating
vertically towards the top surface, as the signature of coalescence of uncorrelated tensile cracks and the
appearance of diagonal shear cracks. Red circles, representing localized events at the unloading stage,
are probably due to friction between aggregates and reinforcing bars during reclosing of the cracks.

-0.15

-0.05
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0.15

-1.6 -1.4 -1.2 -1y(
m
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Figure 10. Location of AE sources and AE sensors (numbered gray squares). Adopted reference system
(x, y, z) as in Figure 1 and color map as in Figure 9.

8. FOS Strain Measurements

In line with the con�guration of the experiment, the tensile state at the bottom of the beam cross
sections is revealed by Figure 11, which depicts the history of the internal positive strain measured
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by the embedded FOS #2 running about 30 mm from the bottom of the external surface. Vice versa,
the expected negative strain values in the compressed zone are measured by the FOS #1, running 30 mm
from the top external surface (Figure 3).

 

 

Figure 11. FOS strain measurements at di� erent loading stages along the beam length: FOS #1 (up),
FOS #2 (down ).

8.1. AE vs. FOS Measurements

Figure 12a,b compares the strain history (depicted by a blue line) measured close to the bottom
surface by FOS #2, respectively at the horizontal locations of � 1600 and� 1200 mm, with the accumulated
AE activity (red line) recorded by the nearest AE sensor, respectively AE4 and AE5.

�º �º

(a)           (b) 

�º �º

�º
�º

�º
�º

1-3 4-6 7-8 1-3 4-6 7-8 

Figure 12. Cumulative AE activity (red) and FOS strain (blue) time histories for: ( a) �ber optic n.9 at
x = � 1.6 m and AE sensor n.4; (b) �ber optic n.9 at x = � 1.2 m and AE sensor n.5. The dashed lines
identify the di � erent loading stages.
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Figure 13a,b compares the strain history measured close to the top surface by FOS #1, at x= � 1600
and � 1200 mm, with the accumulated AE activity recorded by the nearest AE sensors, namely AE0
and AE1. Both Figures 12 and 13 illustrate noticeable similarity between AE and FOS graphs.

�º �º

�º �º

�º
�º

(a)           (b) 

�º
�º

1-3 4-6 7-8 1-3 4-6 7-8 

Figure 13. Cumulative AE activity and FOS strain time histories for: ( a) �ber optic n.7 at x = � 1.6 m
and AE sensor n.0; (b) �ber optic n.7 at x = � 1.2 m and AE sensor n.1. The dashed lines identify the
di � erent loading stages.

8.2. Cracks Pattern

The results of FOS and AE monitoring are compared with the actual pattern of cracks directly
observable in the laboratory. Figure 14 shows the cracks at loading step #7 where the crack development
at the bottom side of the beam can be noticed. Furthermore, the transition of crack development from
the vertical shape (due to pure bending moment at the center of the beam) to the inclined shape at the
extremity (due to shear e� ects at the support) is highlighted.

 

Figure 14. Crack pattern at loading step #7 and numbered AE sensors.
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9. DIC Strain Assessment

A comparison between DIC results in terms of the strain �eld on the central span of the beam
specimen and the FOS #2 measurements has also been presented in this section. Figure 15 (top)
presents the strain �eld computed through DIC [ 22] at loading steps #4 (left) and #8 (right), while the
FOS strains at the bottom side of the specimen are reported for the same loading steps at Figure 15
(bottom). Focusing on the 0.8 m central length of interest, the FOS #2 sensor highlights a reasonable
constant tensile strain of about 1700� m/m at step #4 and 7000� m/m at step #8. These results have
been computed considering a sampling interval and spatial resolution of 0.2 and 0.5 m, respectively,
typically used for large real structures.

The DIC strain �eld at the bottom side results in the range 1000–3500 � m/m at step #4,
and 4000–12,000� m/m at step #8. Therefore, a satisfactory comparison between the two adopted
techniques can be veri�ed.

 

 

Figure 15. DIC (top) and FOS #2 (bottom ) outcomes at loading steps #4 (top-left) and #8 (top-right) in
the central area of the beam specimen (between the vertical loads—see Figure 2).

10. Numerical Analysis

A numerical model of the beam has been prepared through the applied element method (AEM) to
perform nonlinear static analysis and reproduce the laboratory observations up to collapse. The AEM
is a rather new method, akin to the discrete element method, which is capable of predicting with a
reasonable degree of accuracy the continuum and with a high degree of accuracy the discrete behavior
of structures during the collapse. The AEM has been proved to track the structural collapse behavior
passing through all the application load stages. Within the AEM, the structure is modeled as an assembly
of 8-points hexahedral elements. Therefore, each element is assumed rigid (6 degrees-of-freedom)
and has a 3-D physical solid shape. Two adjacent elements are assumed to be connected by one
normal and two shear springs distributed around the elements' edges on the interface. Each group
of springs represents the entire stresses and deformations of a certain volume. More details on the
theoretical aspects related to AEM and its comparison with �nite element method can be found in
Grunwald et al. [31].
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The four-points bending test on the reinforced concrete beam has been reproduced through
nonlinear static analysis in AEM. The results have been used to anticipate the structural behavior and
to compare with the measurements [ 32]. Di � erent AEM models have been developed by considering
a sensitivity analysis to identify a reasonable discretization for the beam. Accordingly, materials
have been assumed to be C20/25 and B450C for concrete and steel respectively, with nonlinear
constitutive laws following the models by Menegotto and Pinto for steel and Maekawa and Okamura
for concrete [33]. A 5 cm side-length element mesh has been selected for the comparison with SHM
systems as the reasonable compromise between computational e� orts and accuracy.

Considering the global behavior (Figure 16a), the AEM model performs satisfactorily by reasonably
anticipating the force–displacement response. Moving to the local behavior, the selected mesh results
also are able to correctly trace the bending and shear cracks. Figure 16b, in particular, reports the
development of a crack at step #8. The two regions where the AE and DIC techniques have been
applied can be observed. The strain concentration due to crack opening, as detected by the DIC
technique (Figure 15, top-right) in the central region and by the AE sensors at the extremity, is correctly
reproduced by the AEM simulation. It is worth underlining how the screen e � ect of voids, generated
by micro-fractures and distributed damage in the concrete matrix, does not allow the AE sensors to
detect the cracks generated at the mid-span of the beam.

(a)           (b) 

Figure 16. (a) Force–displacement response up to collapse, (b) development of cracks at step #8.

11. Conclusions

The implementation of integrated SHM schemes of nondestructive testing techniques is presented
in this paper for a reinforced concrete beam tested in laboratory through a four-points bending
arrangement. The beam is subjected to loading stages to induce characteristic concrete cracking and
steel reinforcements yielding. All of these phases have been identi�ed in a global behavior curve in
terms of force–displacement measurements.

The strain measures of the embedded �ber optic system have been compared to the acoustic
emission sensors' outcomes. Furthermore, visual observation of the actual cracks pattern has been also
considered in parallel with DIC analysis in the central region of the beam specimen.

The recorded AE activity resulted in good agreement with FOS strain measurements. Furthermore,
the results of the AE–FOS integrated SHM system are con�rmed by the actual cracks pattern.
Focusing on the pure bending moment region of the specimen, the strain �eld computed by DIC also
resulted in good agreement with the FOS tensile strains at the bottom side of the specimen.

A numerical model has also been prepared to investigate the mechanical behavior of the beam up
to collapse. The analysis has been focused on both the global behavior in terms of force–displacement
response, and also the local characterization of cracks. A satisfactory match between the numerical
outcomes and the monitoring data has been observed.
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Therefore, the integrated use of di � erent nondestructive testing techniques as proposed in this
paper is a reasonable and reliable SHM strategy for damage detection and localization in RC elements.
This study con�rms how the application of di � erent nondestructive testing techniques can be useful for
speci�c civil engineering applications, e.g., for large-sized structural elements where visual inspection is
not always possible and accurate. Thus, the simultaneous use of nondestructive testing techniques such
as acoustic emission, embedded �ber optic sensors, and digital image correlation, possibly aided by
visual inspection, seems to be a step toward the realization of a reliable real-time structural alert system.
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Abstract: In this study, to visualize damage and defects, such as cracks and voids in concrete, the SIBIE
(stack imaging of spectral amplitudes based on impact echo) procedure is applied and numerically
improved to construct a three-dimensional (3D) model of elastic wave propagation behavior. A unit of
arrayed accelerometers is installed to detect multi-channel signal waveforms in the frequency domain.
The resonant frequencies due to re�ections at each node in 3D lattice nodes are computed by using
the distances from elastic wave input to multiple output locations. The amplitudes corresponding
to the resonant frequencies in the spectrum are summed up as the re�ection intensity of elastic
wave at each node. The re�ection intensity distribution is visualized �nally in the targeted area
three-dimensionally. Case studies are carried out on the proposal of the improved 3D-SIBIE procedure,
applied to a concrete specimen with simulated-damage as well as in-situ highway RC (Reinforced
Concrete) slabs in service. As for the signal detection, a non-contact elastic wave detecting system
using a laser doppler vibrometer is also introduced to consider and validate the promising remote
sensing and inspection technique for damage evaluation in concrete with the 3D SIBIE procedure.

Keywords: non-destructive testing; concrete; impact-echo; elastic wave; SIBIE; 3D visualization;
accelerometer; laser doppler vibrometer; remote sensing

1. Introduction

1.1. Non-Destructive Testing for Concrete

It has been generally recognized that preventive and proactive maintenance ideas are necessary for
such social infrastructure as bridges and tunnels to develop rational life-cycle scenarios. For reinforced
concrete (RC) members, essential issues involve the establishment of a maintenance system with
appropriate measurements before evolving the serious damage and failure. For non-destructive testing
(NDT), to qualify the materials' property or structural integrity of concrete, several NDT methods have
been applied.

Since su� cient and e� ective maintenance of infrastructure is desired under the restriction of
budget, appropriate inspections by means of NDT must be applied adequately. As for the damage
assessment and estimation of repair and retro�t recovery in concrete structures, in addition to
developing e� ective NDTs, innovative methods corresponding to the damage characteristics must be
established in parallel. Also, it is strongly demanded to propose appropriate management systems for
ageing concrete infrastructures, adapting the aforementioned accurate and ready-to-use inspection
techniques for the damage in concrete.

In concrete structures of bridges such as decks, the most problematic type of damage is fatigue
damage due to numerous repetitions of excessive tra� c overloads [1,2]. The �nal form of damage due
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to cyclic loads is well known as horizontally induced large cracks in steel–concrete composite slabs [ 3].
As it is di � cult to detect interior damage, which potentially a � ects structural performance, by visual
inspection [4], this becomes a very serious problem for highway structures composed of reinforced
concrete (RC) [5]. For the RC bridge slabs in service, inspection work is generally allowed to implement
the bottom side, not including the top side, to avoid controlling the tra � c. Therefore, a one-side access
NDT method is strongly demanded to quantify or assess the damage in RC members. When the
special permission to access both sides is given for in-depth inspections or experimental purposes,
tomographic approaches with elastic waves have been applied to visualize the internal damages.
Speci�cally, AE (acoustic emission) sensors or accelerometer arrays are installed on the bottom side and
arti�cial excitations are made on the top side so the internal damage can be visualized with such elastic
wave parameters as P-wave velocity and energy attenuation [ 6,7]. One-side measurements with surface
wave techniques have thus been employed to investigate the interior damage of concrete [ 8]. However,
speci�c depths could not so far be identi�ed with this technique. Meanwhile, the impact-echo method
is the most well-used non-destructive testing for concrete structures to characterize the surface area of
interest [9,10]. The SIBIE (Stack Imaging of spectral amplitudes Based on Impact-Echo) procedure is an
advanced visualization technique using the data of impact echo testing [ 11,12]. SIBIE demonstrates a
two-dimensional (2D) internal image of concrete simply with one receiver while leaving such issues to
study such as 3D visualization and more accurate damage identi�cation.

1.2. Impact-Echo Method

Impact-echo is an acoustic method for the nondestructive evaluation of concrete, which is based
on the use of impact-generated elastic waves that propagate through concrete, and they are re�ected by
internal �aws or external surfaces [ 9]. Impact-echo can be used to not only determine the location and
extent of �aws, such as cracks, delamination, and voids in the targeted concrete, but also to provide
thickness measurements of concrete slabs as well [10].

As shown in Figure 1, in the impact-echo system, an induced elastic wave at a surface of concrete
propagates and re�ected by defects or the surfaces in concrete. The received signal is monitored
by a transducer coupled to the surface near the elastic wave source. The time-domain waveform is
transformed into the frequency-domain one using the fast Fourier transform (FFT). The frequency
spectrum contains those resonance frequencies due to re�ections at such interfaces as the internal
defects and the surfaces of the material of interest. When the P-wave velocity in the concrete is known,
the detected peak frequency can be expressed as in Equations (1) and (2), respectively.

fT =
Cp

2T
(1)

fd =
Cp

2d
(2)

where fT is resonance frequency due to material thickness, fd is resonance frequency due to internal
damage (defect),T is the thickness of targeted member, d is defect depth, and Cp is P-wave velocity
in concrete.

18



Appl. Sci.2020, 10, 2729

Figure 1. Schematic of impact-echo method applied to the testing interior concrete.

1.3. SIBIE Procedure

In order to visualize such defect as crack and void in concrete, SIBIE (stack imaging of spectrum
amplitudes based on impact-echo) procedure has been developed [11,12]. In the procedure, a targeted
cross-section is modeled and divided into square elements as shown in Figure 2. Then, resonant
frequencies obtained from FFT analysis due to elastic wave re�ections at each element are computed.
The travel distance from the input, which is excited by hammering (tapping) concrete surface with
steel sphere ball of 10 mm diameter, to the output through the elements is calculated by Equation (3).

R = r1 + r2 (3)

where r1 is the distance from the input (impact) point to the nodal point of an element and r2 is the
distance from the nodal point of an element to the output (signal detection) point. The resonant
frequencies due to re�ections at each element fR are calculated by Equation (4).

fR =
Cp

R
(4)

Figure 2. Mesh division and results of SIBIE (Stack Imaging of spectral amplitudes Based on
Impact-Echo) procedure [3].

In the frequency spectrum, amplitudes corresponding to these resonances are summed up at each
nodal point. Thus, the re�ection intensity as the data stacking result at all the analytical elements is
prepared for the visualized contour image. After the SIBIE analysis, a 2D view of the contour image
is displayed, and the high re�ected zone is visually identi�ed as the estimated location of anomaly
namely damage.
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The SIBIE procedure has been applied for the case studies in the author's previous research.
The results for detecting grouted and un-grouted PC (pre-stressed concrete) sheaths is illustrated as in
Figure 2 [11]. The size of each mesh is of dimensions 10� 10 mm. In the �gures, it can be observed that
both grouted and un-grouted sheaths were clearly identi�ed with the values of re�ection intensities.
The contour values are given as the relative amplitude, which is obtained by normalizing data with a
maximum amplitude provided from the FFT result, of the P-wave intensity computed from frequency
spectrum of received signal.

In the above-mentioned results, after the SIBIE procedure, it is possible to identify the grouting
condition only when the sheath location is preliminarily known. When the sum of distance R in
Equation (3) from input point to a nodal point and the nodal point to output point is the same
(Figure 2), it is understandable that the same re�ection intensities are given. As the location is based
on Equation (3), there are many candidates of nodes with the same travel distance, and therefore
the conventional the SIBIE procedure with only one receiver cannot occasionally provide correct
geometrical information for asymmetrically distributed damage to the vertical axis e.g., in Figure 2.
To upgrade the procedure from 2D to 3D with multiple receivers, in this study, an array with multiple
sensors over a targeted area is employed. Speci�cally, four accelerometers and laser doppler vibrometer
system, which is innovatively introduced for remote sensing technique, are used to improve the
identi�cation of damage in concrete. A concrete slab of existing structures and an experimentally casted
slabs embedded by arti�cial damage with styrofoam are subjected to the expanded SIBIE procedure.

1.4. Remote Sensing for Elastic Wave Detection with Laser Doppler Vibrometer

As for remotely detecting elastic waves propagated through concrete, non-contact acoustic systems
with a laser doppler vibrometer (LDV) for detecting signals have been reported [ 13–15]. These research
approaches provide remote and rapid operations for inspection works based on the elastic wave
method. In this study, a laser doppler vibrometer is also introduced, in addition to conventional
accelerometers, to detect the elastic wave in concrete. The signal output from LDV is generally a
continuous analog voltage that is directly proportional to the velocity component at targeted surface
along the laser beam direction. The system speci�cation of LDV used in this study is given as digital
velocity decoder with 0.5 Hz–22 kHz frequency band and velocity resolution is <0.02 (� m/sec)/

p
Hz.

The signal detectable distance of LDV is from 0.1 to 30 m. This enables the non-contact vibration
measurements of concrete surface and obtain the signal information required for the SIBIE analysis in
addition to the conventional contact signal acquisition system with accelerometers.

2. 3D SIBIE Procedure

2.1. Sensor Array with Accelerometers and Laser Doppler Vibrometer

To develop an improvement for the SIBIE procedure in this study, the measurement and the
computation steps in the procedure are extended to three-dimensional (3D) model, using a multi-
sensor (accelerometer) array unit for on-site measurement as shown in Figure 3. The unit is developed
to access only underneath an RC deck in service with 30� 30 cm grid composing of 4 sensors, arranging
each apex of 300 mm square. The thickness of the deck is approximately 400 mm, composed of 180 mm
RC (reinforced concrete), 70 mm FRC (�ber reinforced concrete) overlay, and 50 mm asphalt pavement.

The multi-sensor inputs and outputs provide the spectral amplitudes of resonance frequencies
due to 3D propagation of elastic wave re�ections at each element (voxels) in depth (thickness of the
targeted concrete) direction of 2D plane (300 � 300 mm), which is the volume of interest for 3D SIBIE
analysis. Additionally, to achieve remote-controlled non-destructive testing, the center of the array
unit is targeted by laser doppler vibrometer to obtain the signal as well as the accelerometers in the
laboratory test. Figure 4 shows the application overview and the received signal when introducing the
laser doppler vibrometer to detect the signals. As the waveform signal detected by LDV demonstrates
su� cient amplitude, this can be used as the received signal through the concrete by the SIBIE procedure.
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Figure 3. (a) Accelerometer array unit; ( b) Overview of on-site implementation.

Figure 4. (a) Laser doppler vibrometer; ( b) Detected waveform with application of laser doppler
vibrometer for laboratory test.

2.2. Computing Procedure for 3D SIBIE

The following steps show one-side access measurement and the computation procedure, developed
in this study for the 3D SIBIE procedure. Figure 5 displays the targeted volume of interest and cross
sections employed for the computation.

1. Place the sensor array on one surface of targeted concrete and hammer with steel sphere ball of
10 mm diameter near each sensor (n= 4) for 10 times respectively.

2. Divide 300 (x-direction) � 300 mm (z-direction) in depth (y-direction) for volume of interest into
10 mm meshes.

3. Employ the nodal points on the cross sections of x = 0, x = 300, z= 0, z = 300, x= z, x + z = 300 to
mitigate computational load.

4. Calculate R (travel length of elastic wave) from each nodal point to input and output points (R is
the shortest linear path as explained).

5. Search forfR frequencies due to re�ection of propagating P-wave with velocity of Cp.

6. Normalize the amplitude from 0 to 1 based on the highest peak value in the frequency spectrum
to cancel the variability of each manual hammering impact.

7. Stack amplitudes according to fR and quantify re�ection intensity values at each nodal point.

8. Visualize 3D geometry with the stacking data based on local polynomial regression method.

Figure 6 shows the example of frequency spectrum successfully obtained from the received
signal followed by FFT analysis. Sampling rate is set at 100 kHz in the following measurement.
Those sampling rates are appropriately determined to discuss the FFT (Fast Fourier Transform) results
in this study since the waveform is sampled at 10000 points for FFT to achieve the su� cient resolution
less than 50 Hz.

Meanwhile, some recorded waveform due to an impact of low energy may cause the low S /N
(signal-to-noise ratio) signal and FFT indeterminate peaks. The procedure of FFT signal data stacking
with /without including low S /N waveforms are shown in Figure 7. Tapping 10 times according to
the above-mentioned steps for 3D SIBIE method, FFT peak stacking results in giving an incorrect
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data with unclear frequency spectrum when some signals into a sensor are not entirely high S /N,
wherein n = 3, 6, 8, 9for the example. As a consequence, between the process of 5 and 6 for the
development of the 3D SIBIE procedure, low S/N signals are removed from the computation to
guarantee data quality. The FFT signal data stacking result without signal normalization procedure is
indicated numerically as in Figure 8, where the process of 6 is excluded. It is obvious that the spectrum
of n:3 is di � erent from others in 5 kHz implying that this is attributed to some noises. As shown in
Figure 8a, the stacked amplitude of 10 raw data without the signal normalization is in�uenced by the
noise signal of n:10 but now found in Figure 8b. The normalization for each frequency spectrum before
stacking is thus very e� ective on the data acquisition process of the 3D SIBIE procedure.

Figure 5. Volume of interest and cross section for 3D SIBIE procedure.

Figure 6. An example of FFT (Fast Fourier Transform) result of low S /N signal.

Figure 7. FFT signal data stacking procedure.
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Figure 8. FFT signal data stacking procedure with /without each signal normalization procedure.

3. Examination of 3D SIBIE Procedure

3.1. Application of Accelerometer Array for Detecting Signals

3.1.1. Reinforced Concrete Bridge Deck

The 3D SIBIE procedure has been applied for existing structures. A RC bridge deck in service
was targeted. Two di � erent areas were selected for the case study after the crack inspection work.
The crack inspection procedure is schematically described in Figure 9 with 4 steps as follows.

1. Drilling a 5 mm diameter hole into the concrete deck from the surface of asphalt pavement

2. Injecting epoxy resin (in orange-colored to clearly see the crack)

3. Re-Drilling a 10 mm diameter hole at the same location after the resin is hardened

4. Inserting a �exible �ber optic borescope into concrete to take photos

Figure 9. Visual rack inspection procedure.

Figure 10 shows an example of the view from the �berscope when it caught the crack �lled
with resin. In this way, damaged and non-damaged namely intact parts are chosen for the 3D SIBIE
procedure. Figure 11 shows the 3D SIBIE result for the RC deck in the intact part and Figure 12 shows
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that for RC deck in the damaged part where a lateral crack in concrete and also delamination between
an asphalt pavement layer and a concrete layer was found. The sensor array was placed on the bottom
surface of the deck and measurement was carried out for the 3D SIBIE procedure. The top surface
denotes that of asphalt pavement and the bottom shows the bottom of the concrete layer both in
Figures 11 and 12. In these �gures, the thickness of the concrete layer is 0–180 mm, 180–250 mm in the
�ber reinforced concrete (FRC) overlay, and the asphalt pavement is 250–300 mm from the bottom.
In the intact part as shown in Figure 11, no sharply de�ned re�ection intensity is found in the volume of
interest while, for the damaged part as shown in Figure 12, the color gradations show strong re�ections
of elastic waves due to anomaly such as cracks or voids around the bottom of the RC deck (see the
bottom area in the right side sectional view). Also, three layers consisting of concrete, FRC and asphalt
can be classi�ed by the 3D visualized image. As the strong re�ections are obtained from the large
di � erence of acoustic impedance of which the individual materials have, the delamination between the
asphalt and the concrete layers, which can be visually con�rmed, and sub-critical cracks, which cannot
be visually con�rmed, are possibly attributed to this fact.

Figure 10. Cracks �lled with resin ( a,b).

Figure 11. 3D SIBIE result at intact part.

Figure 12. 3D SIBIE result at damaged part.

3.1.2. Concrete Specimen with Simulated Defect

Concrete specimen using high-early strength cement was prepared for 30 MPa design strength.
The size is 300 (x-direction) � 400 (y-direction) � 300 mm (z-direction). The thickness is de�ned as
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y-direction in this study. Figure 13 shows the geometrical information of concrete specimens and
sensing (accelerometers and LDV) locations. As for experimentally simulating damage in concrete,
a cubic styrofoam of 300 (x-direction) � 50 (y-direction for thickness) � 150 mm (z-direction) was
embedded at 175 mm depth in the y-direction in the center of specimen.

Figure 13. Concrete specimens and sensor locations (with defect and with no defect (intact)).

As shown in Figures 14 and 15, when the accelerometer array unit is employed for detecting
signals, in the visualization results with the 3D SIBIE procedure for interior concrete, the location
of defect (simulated damage) is clearly identi�ed from 175 to 225 mm in the depth (y) direction in
Figure 14, where higher re�ection intensity is given, while no remarkable changes is not found in other
depths as well as in the intact specimen as shown in Figure 15. Note, the values of re�ection intensities
are provided as color gradations relatively from 0 to 1 as normalized data based on the maximum
value of each contour displayed. The re�ection intensity at the embedded styrofoam is even lower
than that of the thickness re�ection at 400 mm depth in the y-direction, since the acoustic impedance
of air is obviously lower than that of the styrofoam. As for the result of intact concrete in Figure 15,
only the thickness re�ection is demonstrably observed at 400 mm depth in the y-direction.

Figure 14. Result of 3D SIBIE procedure for damage-simulated concrete specimen.
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Figure 15. Result of 3D SIBIE procedure for intact concrete specimen.

3.2. Application of Laser Doppler Vibrometer for Detecting Signals

A laser doppler vibrometer for detecting signals has been introduced for the 3D SIBIE procedure
to visualize the simulated damage in the concrete specimen. When LDV signal detection is applied
and the data are introduced to the 3D SIBIE procedure, the visualized images in Figure 16 successfully
indicate the defect position with higher re�ection intensity at the middle depth of the specimen than
that at the other area in the targeted volume of interest. On the other hand, when it is applied to the
intact specimen as shown in Figure 17, an intensive re�ection is only obtained from the thickness at
400 mm depth in the y-direction, as is the case of the accelerometers.

Figure 16. 3D SIBIE result with LDV (Laser Doppler Vibrometer) signal detection for damage-simulated
concrete specimen.
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Figure 17. 3D SIBIE result with LDV signal detection for intact concrete specimen.

3.3. 3D SIBIE Procedure Improved with Signal Ampli�cation

As explained in this study, the 3D SIBIE procedure is developed based on 3D model with the
use of the multiple-sensor array. The procedure is successfully applied for the case studies of the
targeted concrete specimen for the laboratory test by employing the accelerometer array unit and the
laser doppler vibrometer for detecting signals as well as the case of the existing RC deck in service.
As the results, the extension of the 2D computation process for the conventional SIBIE procedure to 3D
coordinates enables to visualize the interior damage. The 3D SIBIE procedure has a great promise
for on-site and non-contact measurement and potentially could be used to operate remote and rapid
damage inspection and material assessment for concrete structures.

The 3D SIBIE procedure do not consider the attenuation of propagation in elastic waves so that
the results described above in Figures 14–17, relatively high re�ection intensity is found even in the
intact area of interest. Since the amplitude in frequency domain of the signal detected at the receiving
point with the accelerometers or LDV by re�ection of elastic wave becomes smaller as its propagation
distance becomes longer, it is considered that the deeper the detection depth in the targeted volume,
the smaller the re�ection intensity mathematically in the result of signal computing process of the
SIBIE procedure.

Pile Integrity Test (PIT) utilizes a simple principle of elastic wave characters to assure the quality of
the concrete pile. When elastic waves are excited at the pile head, it is assumed that elastic waves travel
at the speed of C inside the concrete pile shaft, and the pile length can be determined by measuring
the time lapse of T. Based on the detected signal waveform between the time of hammering and the
time of receiving re�ections on pile head, as shown in Figure 18, the amplitude of the re�ected wave is
attenuated due to the e� ect of geometrical or internal damping of the materials during the propagation.

Thus, in the applied technique for in-situ measurement, an exponential ampli�cation function is
applied across the recorded waveform to amplify the low energy re�ection peaks from the pile toe and
other internal defects such as voids and cracks [16–18].

In the same manner as in the signal ampli�cation method of PIT principle, the method is also
introduced for the 3D SIBIE procedure to correct the re�ection intensity in the visualization results.
Figure 19 shows some examples of actually recorded signals with the accelerometer sensor array,
explained in Figure 13, followed by hammering at concrete surface. In order to de�ne an exponential
function for signal ampli�cation in consideration with the signal attenuation through the targeted
concrete, an exponential function is derived for each data set from the obtained waveforms as in
Figure 20.
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Figure 18. Principle of PIT (Pile Integrity Test).

Figure 19. Detected signals at accelerometers with a hammer strike.

Figure 20. Signal attenuation along wave propagation in sensor distance.

The respective functions for each recorded data can be used to calibrate the attenuation of the
detected signals. By using the calibrated data according to the signal ampli�cation function, as shown
in Figures 21–24, the visualization images of re�ection intensity are modi�ed by the 3D SIBIE procedure.
The results indicate that the visualized images are changed due to the improved signal processing.
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This means that re�ection intensities at the damage-simulated part with styrofoam is su � ciently high
compared to those at an intact part without the consideration of the attenuation e � ect during elastic
waves propagation. On the other hand, as for intact cases, the relatively high re�ection intensities
expressed in the intact part are perfectly removed and only the high re�ection at 400-mm depth
corresponding to the boundary of the specimen is obtained.

Figure 21. Improved 3D SIBIE results for damage-simulated concrete specimen.

Figure 22. Improved 3D SIBIE results for intact concrete specimen.

In order to get even clearer visualized image, more elastic wave ray paths by increasing the
number of hammering locations and sensors would work e � ectively. In addition, it is necessary to take
into account the fact that the elastic wave velocity is not constant in real situation. It is assumed in
the above-mentioned computations of this study that the elastic velocity is the same throughout the
targeted concrete matrix. The further investigation needs to consider that the velocity could be varied
according to the material property and treated as the variable number in the 3D-SIBIE procedure.
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Figure 23. 3D SIBIE result with LDV signal detection for damage-simulated concrete specimen.

Figure 24. 3D SIBIE result with LDV signal detection for intact concrete specimen.

4. Conclusions

There is great demand for simpli�ed and innovative techniques for the maintenance and assessment
of concrete structures. Inspection works need to be ready-to-use as well as save time and costs related
to damage evaluation. Developments in this area will support damage visualization to diagnose social
infrastructures practically, i.e. highways, tunnels, and dams built using concrete.

In order to visualize damage, such as cracks and voids in concrete, the SIBIE (stack imaging
of spectral amplitudes based on impact echo) procedure was applied and improved numerically.
SIBIE was proposed in this study to be upgraded from a 2D to 3D model of elastic wave propagation
behavior. Using the multiple sensor array composed of a handy mechanical device with accelerometers,
the 3D SIBIE procedure was developed as a simple and ready to use measuring technique. It was also
found that the laser doppler vibration sensing method could work for the remote data acquisition in
the detection of elastic wave re�ection for the procedure.

The procedure was successfully applied for the case studies of targeting RC deck in service
as well as a concrete specimen for the laboratory test. In terms of results, the extension of the 2D
computation process for the conventional SIBIE procedure to 3D coordinates enabled to estimate and
display interior damages and geometrical information of materials constituting the layers of RC deck,
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such as asphalt pavement, �ber-reinforced overlay, and concrete. Additionally, the data computation
process was improved considering the signal attenuation during the propagation, resulting in a clearer
�nding in terms of the damage assessment in the visualized images than that of the conventional
calculation method.

It could be concluded that the 3D SIBIE procedure has a great promise for on-site measurement
and can be employed to operate deterioration diagnosis for invisible damage in concrete and material
assessment for concrete infrastructures accordingly.
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Abstract: The Italian Sacri Monti are heritage sites with some unique characteristics; they are
a successful symbiosis between nature and art and are uncon�ned structures, therefore always being
accessible but exposed to atmospheric agents, with many relevant consequences with regard to
conservation problems. The paper discusses some aspects related to the application of non-destructive
techniques (NDT) for the interpretation of degradation phenomena occurring in stone structural
elements. Ultrasonic and impact tests were used to evaluate the structural properties of the stone
columns in the Via Crucis portico, within the monumental complex of the Sacro Monte in Ghi � a
(Piedmont, Italy), in order to determine their conditions of maintenance and to evaluate the portico
static stability. Ultrasonic tests made it possible to obtain the value of the dynamic elastic modulus,
which was variable at di � erent points of the columns due to the diversi�ed level of material damage.
The impact test, performed with an instrumented hammer in the same points of the ultrasonic test,
enables, by comparison, a deeper knowledge of the surface resistance of damaged columns. These
results are the �rst step in a research path that will require further laboratory tests to better calibrate
the diagnostic techniques applied to di � erent levels of damage to surface materials.

Keywords: non-destructive techniques (NDT); historical buildings; maintenance; stone columns;
ultrasonic test; impact test

1. Introduction

Historical architectural heritage requires speci�c maintenance and restoration interventions,
especially in the presence of prolonged deterioration over time. Restoration works may control
deteriorations, which can a � ect monuments, without secondary e � ects on treated surfaces of the
historical elements [1–5]. Similarly, diagnostics, which is a fundamental phase of knowledge in
order to deepen the critical aspects of structure assessments and degradation causes, must operate
with technologies that can be used in a non-destructive and non-invasive way for the historical
buildings [ 6–13]. The main purposes related to the general framework of the material maintenance
conditions are those to re�ne methodological paths for such contexts, to have well-founded analytical
support and to reduce the error range in the qualitative and quantitative evaluation of the damage
process. Ultrasonic tests are one of the non-destructive techniques most often used in the �eld
of diagnostics on historical buildings [ 14–16]. They measure the wave speed through the material
thickness, which is in relation to the dynamic elastic modulus. The results obtained by tests on
architectural heritage are representative, if compared with known physical characteristics of similar
materials, of the degradation inside the structural section of historical elements. In addition, the impact
tests, performed with an instrumented hammer in the same points of the ultrasonic test, enable the
evaluation of the surface degradation level [17].
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This research concerns the mechanical characterization, through non-destructive techniques (NDT),
of the 13 stone columns (granitoid rock) that support the Via Crucis portico inside the monumental
complex of the Sacro Monte in Ghi � a. The Sacri Monti of northern Italy are a UNESCO heritage site
that includes nine complexes that constitute groups of chapels and other buildings with many artistic
masterpieces. All buildings are part of a high-quality natural environment. The �rst complex was
founded in the late 15th century in Varallo Sesia, and the others were constructed up to the end of
17th century and dedicated to di � erent aspects of the Christian faith [18]. In addition to their symbolic
spiritual meaning, they are of great beauty by virtue of the skill with which they have been integrated
into the surrounding natural landscape of hills, forests and lakes. They also house much important
artistic material in the form of wall paintings and statuary.

Many buildings within the Sacri Monti monumental complexes su � er from di � erent conditions
of degradation, linked in particular to the climatic conditions of moisture, rain, damp action from
capillary rising, freeze–thaw cycles that cause the detachment of plaster and the degradation of the
stone elements [19]. A research group of the Politecnico di Torino has been interested for years in
the study of non-destructive diagnostic techniques for the evaluation of degradation levels of the
architectural and structural elements of historical buildings in the Sacri Monti complexes [1,20–23].

In the speci�c case of the Sacro Monte at Ghi� a, the Via Crucis portico (Figure 1) is supported by
13 stone columns with evident intense super�cial material degradation. The portico was built between
1752 and 1761. It is marked by 14 spans and has columns and capitals made by stones derived both
from local “granitic stones”. It is possible that the origin of the stone of columns is not from historical
quarries but from erratic boulders found near the construction site (aplite is the current interpretation,
but other investigations are in progress), referred to in slang as “trovanti”, while for the capitals there
is a strong similarity with a serizzo quarried near Locarno (Valle Verzasca, Switzerland) (Figure 2).
Considering a macroscopic mineralogical analysis with a 10x magnifying glass, the rock is mainly made
up of more than 90% of crystalline clear silica minerals (quartz and feldspar), with little biotitic dark
mica and rare light mica. The main accessory mineral is a small red-vined garnet that characterizes the
stone. The veins present con�rm the low quality of the stone, almost certainly extracted from makeshift
material, greatly in�uencing the variability of mechanical characteristics. Perhaps, also for the lower
quality, it is very prone to degradation phenomena, worsened by atmospheric moisture, the presence of
salts, freeze–thaw cycles and thermal expansion, which is also due to strong summer radiation, which
can produce erosion and exfoliation on the stone surface [24,25] (Figure 3). The material degradation
is increasing from the inside to the outside of the structural section of the columns, and the result is
a decay of their compressive strength, the residual value of which needs to be investigated.

The aim of the ongoing research is to deepen the knowledge of the mechanical characteristics of
the columns of the Via Crucis portico resulting from degradation, to estimate their residual strength.
In order to improve the maintenance and conservation planning of the historical buildings belonging
to the Sacri Monti monumental complex, some non-destructive tests were carried out on the columns
of the portico to investigate the elastic modulus of the stone. Speci�cally, the ultrasonic technique was
used, associated with that of impacts for a more precise comparison of the stone surface degradation.
From the value of the dynamic elastic modulus, it was possible to estimate the compressive strength
of each single column using experimental reports. As a matter of fact, the ultrasonic and impact
tests showed a great variability of the elastic modulus already within the same column and between
columns. This variability was the demonstration of a material degradation distributed unevenly within
the same stone element and between the columns.
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Figure 3. Examples of erosion (a), exfoliation and detachment ( b) problems in stone columns of the
Via Crucis portico. The reference lexicon is that of the "Ente Nazionale Italiano di Uni�cazione" (UNI)
Standard rules 11182:2006.

These results could be used in forthcoming �nite element numerical modeling of the portico,
in order to evaluate its stability in the hypothesis of replacing the current roof covering, made with
lighter modern stones slabs, by traditional roof covering made by more heavy ones. The assessments
that emerged from these diagnostic tests will also be useful for future maintenance work planned for
the conservation of the Via Crucis portico; the diagnostic procedure proposed could then be extended
to investigate for the various degradation problems a � icting the historical buildings of Sacri Monti
monumental complexes.

The experimental results described represent a �rst phase of the research, which will be
subsequently extended to similar types of stones obtained from quarries on which to perform
compression tests in the laboratory and related non-destructive tests (ultrasonic and impact). In this
way it will be possible to calibrate the non-destructive techniques, which will then be more frequently
used in situ on valuable architectural elements.

2. Materials and Methods

Each column was investigated at the bottom, center and top by an ultrasonic test and subsequently
at the same points by an impact test. The choice of the points was based above all on a visual examination,
comparing points where the material degradation was evident with those in which the stone seemed
in better condition (the columns were also struck with light plastic hammers to hear their “sound”).
Both were non-destructive investigation techniques that adapt very well to analyze the architectural
element under investigation. The goal was to obtain the value of the elastic modulus and to evaluate
the quality of the resistant stone section subject to degradation. The test was also an opportunity to
compare the results of the ultrasonic test, useful for investigating the entire length of the stone section,
with those obtained from the impact test, which, on the contrary, estimates the material characteristic
deformation by analyzing only the external surface on which the hit is performed.

2.1. Ultrasonic Test

The ultrasonic test device consisted of a Proceq Pundit PL-200® pulse generator (0.1–7930� s
range; resolution of 0.1 � s for pulse speed <793 � s, 1 � s for pulse speed >793 � s; impulse voltage
100–450 Vpp); two transducers of 54 kHz, one emitting and the other receiving; a pulse ampli�er and
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determined according to the classical theory of the elastic collision between two bodies elaborated by
Hertz [17,29–31], using the following equations:

Es =
E� E0

�
1 � � 2

�

E0 + E�
�
� 2

0 � 1
� (2)

where E* was obtained by:

E� =

s
� 2, 87

T

� 5 m3

RA1
(3)

The parameters in Equations (2) and (3) are the following: A1 is the area beneath the diagram
(F, t) (see Figure 6),T represents the time in which the contact occurs between the two surfaces; R is
the radius of curvature (10 mm) of the impact mass m (0.207 Kg),E0 is the mass elastic modulus
(222,000 MPa) and� 0 is its Poisson's ratio (0.2), while, with regard to the stone material of the columns,
a Poisson's ratio � of 0.18 was considered [28].���™�™�•�ï�1���Œ�’�ï�1�X�V�X�V�ð�1�W�V�ð�1�¡�1�������1���������1�������������1 �^�1�˜�•�1�W�\�1
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Figure 6. (a) Generic force–time diagram of an impact test; (b) test results by impact test on column 1
of the portico.

3. Results

The diagnostic study of the structural characteristics of the columns of the Via Crucis portico was
mainly based on the execution of ultrasonic tests, which were followed by impact tests at the same
points. While the ultrasonic tests enable the evaluation of the dynamic elastic modulus of the columns
by measuring the speed pulses, the impact tests investigate the material degradation on the surface of
the columns (the detachment points of material, for example).

3.1. Ultrasonic Tests

The ultrasonic tests were carried out on all the columns of the Via Crucis portico on 1–3 points
each (depending on the visual level of degradation), in order to have an average of the speed pulses
and the related dynamic modulus over the entire height of the column. As can be seen from the results
of Table 1, the columns showed highly variable values of the dynamic modulus, sometimes even on
the same column. This variability con�rmed the diversi�ed state of material degradation to which the
columns were subjected in relation with the alteration of the original natural stone used (Figure 7).
Through Correlation Curve (4), experimentally obtained by Vasconcelos et al. [ 16], it was possible to
estimate the compressive strength, fc, of the granitoid rock from the value of the dynamic modulus.
The fc value obtained by the experimental correlation laws represents an estimation (the values of
which fall within the ranges present in the scienti�c literature), pending a better con�rmation from
subsequent tests that will be carried out in the laboratory. These tests will provide the compression
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stress results on samples taken from erratic stones present in the area, made of the same material as
that of the columns.

fc = 0.0407v � 36.31 (4)

Table 1. Values of dynamic modulus by ultrasonic tests on Via Crucis portico columns.

Column Test Point Height (cm) v (m /s) Ed (MPa) fc (MPa) 2

1
1 57 3269 25,878 97
2 98 2503 15,170 66
3 230 2805 19064 78

2
1 65 3411 28,183 103
2 123 2466 14,728 64
3 223 2494 15,067 65

3
1 70 2910 20,506 82
2 230 2939 25,406 96

4
1 60 4024 39,219 127
2 232 3908 36,985 123

5
1 68 2724 17,972 75
2 228 2738 18,156 75

6 1 55 2766 18,525 76

7
1 86 3402 28,033 102
2 206 2948 21,046 84

8
1 86 2774 18,644 77
2 229 3223 25,158 95

9 1 146 2495 15,080 65

10
1 100 2522 15,406 66
2 228 2756 18,402 76

11
1 101 2698 17,627 73
2 204 2773 18,629 77

12
1 90 2965 21,300 84
2 190 3178 24,468 93

13
1 35 4638 52,1111 1521

2 130 2840 19,532 79
3 224 3149 24,024 92

1 Basic element of the column made of di � erent stone materials of better quality. 2 Estimated according to the
correlation curve of Vasconcelos et al. [13].

3.2. Impact Tests

The purpose of the impact test was to verify the surface resistance of the stone elements, considering
their surface degradation. The impact test, when performed on homogeneous material such as concrete
or stone, can provide through Equation (2) values of the elastic modulus completely comparable to
those obtained by the ultrasonic technique [ 29]. It should be remembered that the value obtained with
the impact test represents a static elastic modulus (Es), the conversion of which into a dynamic value
deserves separate research considering the many di� erent formulas present in scienti�c literature for
the di � erent types of stones and rocks [32]. To obtain a correct and reliable correlation formula for
each type of stone, a large number of tests must be performed in the laboratory and correlated with
non-destructive tests; this correlation could then be calibrated as a suitable diagnostic technology to be
applied on speci�c architectural elements. However, since the test is based on an energetic evaluation
relative to the impact on the surface of the element (Figure 8), in presence of a surface degradation,
like the one found in situ, it does not provide elastic modulus values that can be correlated with those
obtained by ultrasonic tests.
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Table 2. Impact tests on new and old granitic stones.

Stone Es average (MPa) � (MPa)

New stone in the laboratory 34,711 843
Old stone of the columns 6394 5100

4. Discussion

The in situ diagnostic tests and their comparison in the laboratory show how dispersive the results
of the ultrasonic and impact tests can be when applied to architectural elements in a degraded state.
The surface roughness of ancient in situ elements a� ects the impact test results, not allowing a good
correlation with the values of the dynamic elastic modulus obtained from the ultrasonic tests. On the
contrary, the same tests performed in the laboratory on a sample of new and unaltered stone show
a very good correlation between the dynamic elastic modulus obtained from the ultrasonic tests and
the static modulus obtained from the impact test, both with a Gaussian curve characterized by very
small standard deviations.

The ultrasonic tests recorded speed waves average values of about 3000 m/s (Table 3), which the
scienti�c and experimental literature [ 16,28] classi�es as medium quality material. However, there is
a high variability of the values derived from the material degradation level (not excluding the original
alteration of the quarried material, from upper part of the extraction site, or by single big rocks like
the “trovanti”), from possible detachments or exfoliation of surface material. The speeds measured
on the same type of not degraded stone obtained from the quarry detected higher values (albeit with
little di � erence) and statistically more stable speed values (Table 3). The standard deviation value was
representative of the material degradation of the stone surface on which the ultrasonic and impact
tests were performed. In this case, both were characterized by a high value of the standard deviation
due to the diversi�ed level of material degradation that characterizes the columns of the Via Crucis
portico (Figures 10b and 11b). Vice versa, as is visible in Tables 2 and 3 and in Figures 10a and 11a,
corresponding to the same stone, though intact and without any material alteration, there was a very
low value of the standard deviation and a good correlation between the values of the elastic modulus
obtained from both types of non-destructive tests.

Table 3. Ultrasonic tests on new and old stones.

Stone Vaverage (m/s) Ed average (MPa) � (MPa)

New stone in the laboratory 3498 29,640 611
Old stone of the columns 2961 21,623 6183
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Figure 11. Gaussian distribution E d of non-degraded stone (a) and of the same type of stone degraded
in the columns of the Via Crucis portico at Ghi � a (b).
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and � 0, � 1, E0 and E1 are, respectively, Poisson's ratios and the elastic moduli associated with the sphere
(0) and the semi-in�nite space (1).

Considering that the sphere impacts on the surface in the initial time with a speed v0, and that v1

is the speed in the next instant, the following equation can be written:

m
dv
dt

= m
d2�
dt2

= � F, (A4)

and from (A1) and from (A4):
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Through integration, the following can be achieved:
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where K is the value indicated in (A2).
The maximum depth of indentation � * occurs in the case of d�

dt = 0, for which:
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The diagram (F, t) in the compression phase can be obtained by means of a second integration:

t =
� �

v0
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d(� / � � )
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5
2

� 1
2

. (A8)

The instant t*, corresponding to the maximum depth of the deformation � � during the impact,
referred to as time t1 in Figure 6a, is given by the following equation:

t� =
� �

v0

Z
d(� / � � )

�
1 � (� / � � )

5
2

� 1
2

= 1, 435
�
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� 1
5 . (A9)

The overall time T of the whole impact is given by:

T = 2t� = 2.87
�
m2/ RE� 2v0

� 1
5 . (A10)

From the curve (F, t) the experimental value of T is obtained, which, when inserted into (A10),
provides the value of E* (see Equation (3)). Finally, using Equation (2), the value of the elastic modulus
Es can be calculated.
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Featured Application: The procedure could be applied, on a municipal or territorial scale, in order
to proceed with a rapid assessment of the vulnerability of the existing historical heritage.

Abstract: Due to the conjunction between the European and African plates, complex tectonic
phenomena take place in the Mediterranean basin. These phenomena cause more or less violent
seismic resentments in the countries facing the basin itself. The di� used built historical heritage,
characteristic of villages in the Mediterranean countries, is the most vulnerable toward seismic action,
and in case of a catastrophic event can cause the loss of human lives. In Italy, the protection of
historic buildings is a signi�cant issue, and many regions promoted policies to ensure the safety of the
di � used built heritage. Research groups work in synergy to develop procedures for the vulnerability
assessment of existing buildings and to de�ne appropriate action plans. This research presents a little
or not at all invasive procedure for investigating vulnerability. This procedure is easily replicable and
able to support techniques already in use with innovative aspects such as laser scanning of the entire
complex and visual identi�cation of vulnerable elements through the BIM (building information
modeling) methodology. The procedure applicability is shown in the study of a Milanese farmhouse
that has been �nanced by Fondazione CARIPLO, Bandi 2017 Arte e Cultura-Beni culturali a rischio,
Project PRE.CU.R.S.OR.

Keywords: existing buildings; seismic vulnerability assessment; non-invasive experimental technics;
BIM models

1. Introduction

The Mediterranean basin, a cradle of many civilizations and a repository of a remarkable built
heritage, is located at the junction between the European and African tectonic plates. This conjunction
constitutes the so-called Faglia Giulia that runs along the entire Italian Apennine ridge (INGV Database
of individual seismogenetic sources DISS_v3, http://diss.rm.ingv.it /diss/), a set of more or less long
faults, often almost parallel to each other and juxtaposed, sometimes transversal, whose movements
are the cause of seismic resentments in the peninsula. In recent years, the land movements recorded on
the Italian Apennine ridge have caused considerable losses in the historical heritage of the a� ected
regions, not to mention the consequent loss of human lives due to the induced collapses. The reason
for these disasters is linked to the high vulnerability that characterizes the Italian historical heritage, as
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well as the historical heritage of all countries in the Mediterranean basin, which is not exempt from
vulnerability to seismic actions.

A campaign to secure the di � used built heritage requires a careful assessment of the buildings'
vulnerability and an economic commitment on the part of their owners. Since 2014, the ReLUIS
Network of Seismic Engineering University Laboratories (http: //www.reluis.it /) has been working to
survey the existing heritage and achieve a reliable vulnerability classi�cation. With the creation of
the Casa Italia department (http: //www.casaitalia.governo.it /it /) in 2016, a campaign was launched
to raise public and administrative awareness of the need to secure public and private buildings, also
encouraged by the introduction of possible tax bene�ts.

In recent years, to support and integrate government initiatives, seismic research has developed
numerous investigation methods aimed at the census of aggregate buildings and the subsequent
identi�cation of minimum units and structural units on which base the seismic behavior can be analyzed.

In complex urban situations, such as those present in historical centers, this census is not easy.
In recent decades, numerous studies have adopted Earth geo-referencing (GIS) technology. Such
tool allows association of an object not only to a geo-referenced location that is easy to browse,
but also to some of its peculiar characteristics. In the seismic �eld, this methodology has made it
possible to associate each geo-referenced object with the evaluated level of vulnerability. Consequently,
vulnerability maps of public and private buildings of entire municipalities could be drawn up [ 1–12].

To achieve both more detailed investigations on buildings seismic behavior and 3D representation
of the level of vulnerability characterizing some construction elements, recent research focuses on the
use of Building Information Modeling (BIM).

The BIM methodology is used in the identi�cation phase of vulnerable structural elements; as
a possible self-diagnosis process in the pre- and post-earthquake phase if associated with a health
monitoring system; as a tool for the creation of an emergency hub to control and shutdown particular
facilities (e.g., gas pipes) in the event of an earthquake [13].

As for the use of BIM in the �eld of seismic vulnerability, the structural analysis, seismic response
assessment, and fragility curves associated with di� erent levels of damage are implemented in a BIM
environment in order to obtain a 3D graphical display of vulnerable or damaged elements as well
as their associated level of vulnerability or damage. A cost analysis also allows the development of
clearer intervention strategies for both the designers and the clients [13–16].

The latter also includes the research proposal presented in this paper. The investigation procedure,
replicable on di � erent buildings, is based on a quick assessment of the vulnerability obtained with:

� The application of reliable methodologies already known in the literature,

� The use of laser scanner surveys,

� The implementation of the results in a BIM environment.

The implementation of the results in a BIM environment aims to obtain an e � ective graphical
representation of the di � erent aspects of building vulnerability, their severity and possible co-presence,
thanks to the opportunity o � ered by the BIM methodology to perform queries on probable occurrence
scenarios (in this case vulnerability scenarios), including the level of vulnerability found on each
interrogated element. This methodology is a �rst approach to the graphical representation of historical
buildings vulnerability. It can already be useful for planning a possible targeted diagnostic campaign
and for designing suitable interventions of seismic adaptation or improvement addressed to solve the
problems that have emerged. The implementation of the economic evaluation of the diagnostic and
seismic improvement interventions associated with every possible investigation scenario will be the
future objective of this research.

The proposed procedure has been applied to safeguard Cascina Cuccagna, a historic farmhouse
in the urban fabric of Milan city. The safety works have been partially �nanced by Fondazione Cariplo
in the framework of the calls for proposals Art and Culture-Cultural Heritage at risk.
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The paper is made of three sections: the �rst section presents the investigation procedure for the
vulnerability assessment of historic buildings. The second section introduces Building Information
Modeling (BIM) as a method of graphic detection of building vulnerabilities and of their impact on
the buildings' overall ability to withstand an earthquake of a certain magnitude. The third section
presents an application of the proposed method to Cascina Cuccagna, a historic building located in the
city of Milan, Italy.

2. The Procedure

The knowledge of a building and of its history is an essential prerequisite for any safeguarding
action; therefore, all possible historical documentation summarizing the di � erent construction phases
of the building should be retrieved and, if possible, their typical construction techniques.

Another form of knowledge comes from a detailed survey of the building in its current state, to be
compared with a previous survey, if available.

The next phase of knowledge will require visual and photographic investigations of the building
and the outline of its possible crack pattern. The identi�cation of the loads acting on the structural
elements will also be important, as well as the evaluation of the mechanical qualities of the masonry,
wooden elements, and �oors.

The results of this �rst phase of investigation provide enough elements to face an initial and rapid
assessment of possible vulnerabilities.

2.1. Historical Survey of the Building

In order for an intervention to be structurally e � ective, compatible with the existing built
patrimony, and respectful of its material, constructive and documentary characters, an articulated and
interdisciplinary survey has to be carried out. A fundamental contribution to the study of an existing
building or a constructed centre is the historical survey, which should take account of indirect and
direct sources of information.

Analysis of indirect sources include cataloguing of the data collected through documentaries,
archives, and bibliographic information, with the aim to reconstruct the evolution of the complex,
its building, and transformation phases and its load history as an history of the earthquakes that
occurred in the past. When known, the seismic history of the building is particularly relevant with
respect to the safety and intervention aspects. Of great relevance are also the iconographic elements
(views, ancient documents) giving information on the historical housing, allowing the evaluation of
the transformations of a territory and the comparison with its present con�guration.

A compared study is fundamental, especially when the research objects are minor centers or
rural architectures. If the documental (indirect) sources do not allow a complete reconstruction of
the complex evolution, the historical information coming from the documents should be veri�ed in
situ and accompanied by a direct analysis of the buildings. Direct sources, which sometimes are
the sole available if historic documents have been lost, come from the observation of the building
itself as a data source and include various methods for approaching the knowledge of the building
and its chronological phases. They can take advantage from a multidisciplinary approach which
critically combines the information coming from the detection of the adopted constructive techniques
and materials, traces of previous interventions, epigraphic and heraldic documentations if present,
decorative apparatus, and a stratigraphic survey when possible.

2.2. Geometry and Material Knowledge: Help Comes from the Laser Scanner Survey

In the vulnerability assessment, the laser scanner is certainly a useful type of survey. This
methodology is able to provide a 3D survey of the entire building, its precision depending on the �nesse
of the instrument and the density of the measured points. The output is a point cloud that represents
an operational guide for computer aided design (CAD) and BIM graphic rendering programs capable
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of transforming it into more classic, very detailed, reproductions such as plans, elevations and sections
(Figure 1).

As we will see, the laser scanner survey also allows the construction of a 3D model of the
entire building that serves as a basis for the Building Information Modeling (BIM), here used in the
identi�cation of vulnerable elements and their associated degree of vulnerability.

The knowledge process of an existing building should necessarily involve the detection of its
constructive materials and techniques, aimed at the reduction and control of physical, chemical,
and mechanical material decay. As mentioned, graphic representation is a fundamental tool in the
preliminary phase of knowledge as well as an accurate survey of the building in all its formal, material,
and degradation aspects, as well as in the subsequent preservation project.

The material survey is a fundamental tool of inquiry into the building and should be coupled
with the historical research and the geometric survey. It should thoroughly study the construction
consistency, the material origin and the production technique, the opening features which can help
dating the construction phases, and should note its features and peculiarities such as alignments, wall
thickness diversities, discontinuities, and variations of the wall apparatus, which are always indicative
of some signi�cant historical-artistic or simply of technical-constructive choice.
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Figure 1. CAD (Computer-Aided Design) geometric survey obtained from a points cloud: ( a) cloud
resolution; (b) CAD re-drawing of the transversal section.

2.3. Redrawing the Crack and Deformation Pattern

The building assessment requires the architectural redrawing of the complex starting from a
traditional survey or from the points cloud obtained from the laser scanner instrumental survey. This
redrawing could highlight:

� Possible deformation anomalies in the horizontal elements, symptom of high stress, decrease in
load-bearing capacity, constraints failure, etc.;
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� Possible out of plane of vertical elements, symptom of not contrasted horizontal thrusts, lack of
interlocking between walls, local instability of unconnected walls, etc.;

� Presence of not contrasted thrusts in the roof or incidence of vaults on load-bearing walls;

� Misalignments between walls and between inter-stories.

These anomalies could threaten the building safety and require a visual check and a more accurate
photographic survey.

For all the di � erent parts of the building, the survey should include drawings of the crack patterns,
a necessary step to formulate hypotheses on its possible causes and to suggest possible diagnostic
investigations to be carried out for a more thorough veri�cation of the problems found.

In the case of a historical asset, a material and pathological survey should also be carried out in
order to plan preservation interventions compatible with the historicity of the building.

2.4. Mechanical Characteristics of Structural Elements and Loads Analysis

Certainly, the knowledge level reached with rapid investigations and non-destructive tests can
only be limited, but it already provides the professional with information on where and how to obtain
more precise knowledge levels.

The loads analysis should be carried out taking into account the actions to which the structure
is currently subjected, considering any change in its intended use and the replacement of structural
elements, �oors, roo�ng membranes, or other transformations undergone by the building during its
service life.

If a detailed examination of the �ooring system is not possible, the acting loads can be estimated
according to the constructive typologies used at the building time or due to whatever change
has occurred.

For better knowledge of the mechanical characteristics of the structural elements, more or less
invasive experimental tests both in the laboratory and on site will be necessary. The connection
between �oors and walls, and between walls perpendicular to each other should be investigated
on-site. However, the damage level of wooden elements can already be detected through a visual
investigation of their crack and deformation patterns, of the constraints quality (if detectable), and of
any rottenness, biological, and/or parasitic attack. This could be part of the qualitative vulnerability
evaluation and provide useful indications for a selective and targeted diagnosis.

The masonry mechanical qualities will also have to be evaluated experimentally, but reasonable
hypotheses on the type of masonry texture present in the building can help to establish its quality
and behavior toward in plane and out of plane actions. The historical investigation, associated with
the knowledge of the construction techniques typical of the area, will allow achievement of truthful
assumptions about the type of masonry, while a possible geo-radar investigation could help understand
if the masonry is made of a single or multiple leaves.

A rapid method of characterizing the masonry quality has been developed by Borri et al. [ 17–20].
Having at their disposal a rich catalogue of masonry typologies typical of Italian regions [ 21,22]
(https://www.abacomurature.it /), the authors have developed a methodology that, on the basis of a
sample visual survey of the masonry surface, can provide an index of masonry quality. This classi�es
masonry into three categories against its possible response to vertical or horizontal—in plane or out of
plane—forces: good (A), medium (B), very bad (C) (Table 1 and Figure 2).

The masonry quality index (IQM) calculation is based on the rules of good building. It takes into
account the units' quality (type of brick /stone and its geometry), the mortar quality, the presence of
staggered joints, in prospect and section (if visible), and the presence of headers or other forms of
connection of the wall leaves. Depending on their recorded quality, each of these parameters is assigned
a weight. This weight is established on an empirical basis (expert judgment) and on a statistical basis
where possible (Figure 2).

The �nal evaluation associates the masonry with a certain IQM value as shown in Table 1.
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Table 2. C/Q Classi�cation /Quanti�cation) seismic method; structural de�ciencies to be considered for
vulnerability identi�cation (synthesis) [20].

N Description of Possible Vulnerable Evidences

1 State of conservation. Extent and severity of signi�cant cracks or serious decay.

2
Masonry quality. Assessment of compliance with the rule of art and number of walls with poor
workmanship.

3 Linkage. Connections or metal tying between outer and inner walls and with �oors and roofs.

4 Floors and roofs. Span or insu� cient support.

5 Structural regularity (only on sti � �oors). Presence of plane irregularities.

6
Inclusion of a building in a block or a line. Corner or head position, presence of protruding or
elevating elements not contrasted by other buildings.

7 Elevation regularity. Mass or sti � ness variation between two subsequent levels.

8 Foundation and soil. Evidence of foundation settlements.

9
Local structural defects. Thrusting elements, unsupported walls or pillars, superfetation,
hammering with adjacent buildings.

10
Vulnerable non-structural elements. Chimneys, parapets, balconies, eaves, veils, badly connected
signi�cantly heavy ceilings.

The results of the three simpli�ed checks are compared with the safety levels required by the Italian
NTC2018 standards for the protection of human life limit state (SLV) for the site under examination,
the considered type of building, and the envisaged class of use. These results are expressed in terms
of conventional safety factor ( SF). In other words: for each of the three checks, VG, VL, VS, and for
each veri�ed element, there will be a SFfactor (e.g.,SFVL,xi SFVL,yi factors related to the VL check on
element i in the direction x and y); the minimum safety factor obtained in the check under examination
will be divided by the safety factor present in the standard and referred to the SLV state.

SFVj (%) =
SFVj ,min

SFVj , SLV� Law
with j = G, L, S, (1)

SFVj (%) expressed in percentage, is the conventional safety factor for the checkVj .
SFVj ,min indicates the minimum safety factor among all the safety factors calculated for the check

Vj and for all the elements of the structural system, SFVj , SLV� Law is the safety factor indicated by the
code for the check Vj .

The minimum among all the safety factors SFVj will determine the vulnerability class of the
system [20]

SF(%) = min
n
SFVj (%)

o
with j = G, L, S, (2)

The combination of the vulnerability assessments with the minimum safety factor derived from
the three simpli�ed numerical checks results into the association of the building with a low, medium,
high or very high vulnerability class (Table 3).

Table 3. Anti-seismic classi�cation [20].

Safety Assessment for the State of Life Preservation Limit (SLV) A+
Results of the Numerical Assessment

Vulnerability judgment >80% 80%–60% 60%–40% 40%–20% <20%
Low vulnerability A B1 B2 C1 D1

Medium vulnerability B1 B2 C1 C2 D2
High vulnerability B2 C1 C2 D1 D3

Very high vulnerability C1 C2 D1 D2 E
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The methodology has been developed within the framework of the POR-ESFR 2007–2013 for
the Umbria Region seismic certi�cation /quali�cation of the existing asset (Seismic C /Q). Currently
the guidelines for the seismic C/Q have been formally acquired by the Umbria Region and the
Marche Region.

2.6. Non-Destructive Diagnostics

For interventions on buildings, the Italian Standard requires more or less severe safety factors
depending on the knowledge level reached about the typology and details and mechanical characteristics
of the building studied. In order to reduce the severity imposed by the regulatory coe � cients, a
diagnostic study should be necessary and the investigations previously described can help not to
disperse resources, highlighting critical points on which possible experimental tests should focus.

High knowledge levels require in-depth and invasive diagnostic investigations, often not
compatible with the available economic resources and the intrinsic value of the asset. Setting
up a non-destructive or minimally invasive testing campaign (sonic and ultrasonic tests, super�cial
and deep penetrometric tests, georadar, partial plaster removal, small inspections, etc.) focused on the
areas with the main problems can help contain costs but also reach a higher level of knowledge, as
required by regulations.

2.7. Identi�cation of Vulnerable Elements and the Level of Damage

In the literature, damage classi�cations for di � erent types of buildings are available: they are
de�ned from the study of the fragility curves that link the damage probability to the intensity of
the seismic event. However, these classi�cations mainly concern the probable response of a given
structural typology to a given seismic action [ 23–25], not the response of a single vulnerable element in
a single building. Therefore, the assessment of the vulnerability level of each element of the building
must follow other paths. In 2000 for the Marche Region, Francesco Doglioni proposed to associate
the forms of speci�c vulnerability, often found in existing buildings, with six well-de�ned causes
(Table 4) [26]. This classi�cation can be extended to the entire historical heritage at risk and represents
a very important starting point on which the identi�cation of speci�c vulnerabilities and an initial
estimate of the propensity to damage of vulnerable elements for an earthquake of a certain magnitude
can be based.

The propensity to damage can be assessed by associating weights to each detected criticality
connected with one of the speci�c vulnerabilities listed in Table 4. These weights can be established
according to the detected damage level.

Obviously, this step must be subjected to “expert” judgment. In fact, on the basis of an expert
judgment, a certainly subjective, but supported by the results of previous investigations, weight can
be assigned to each of the vulnerability forms found and a “judgment” can be formulated on their
in�uence on the overall vulnerable behavior of the building. In this way, each of them will be quali�ed
as absent (0), scarcely in�uential (1), averagely in�uential (2), signi�cantly in�uential (3).

More than one of the speci�c vulnerabilities listed in Table 4 may be present in the building
elements. Now, if each element were a� ected by more than one form of speci�c vulnerability, it would
be interesting to have an immediate graphical feedback of its vulnerabilities [13–16].

The research presented here focuses on the possibility of using the BIM methodology also in this
�eld, evaluating the e � ectiveness of a three-dimensional building representation with the graphical
identi�cation of elements a � ected by one or more forms of vulnerability and the classi�cation of their
level of in�uence on the total vulnerability of the building through a given range of colors.
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Table 4. Classi�cation of speci�c vulnerability forms in thematic groups attributed to six di � erent
possible causes.

Thematic Groups of Speci�c Vulnerability Forms Attributed to:

1 Initial methods of
construction

Materials and constructive
techniques

� Quality of supports and binders
� Masonry adhesion and/or cohesion

Geometric and dimensional
masonry characters

� Related to the masonry section:
positioning of the outer leaf

� Related to the architectural-structural
elements: slenderness

Elements that reduce the
masonry cross section

� Presence of fuel pipes
� Interruptions due to plants ducts
� Eaves/rain pipes within the

masonry section

Structural elements with
inadequate section

� Slenderness
� Poor thickness
� Towering elements

Peculiar openings
distribution

� Misaligned apertures
� Apertures close to corners

Lack of connection between
stone elements

� Inadequate interlocking
� Lack of adhesion

2
Building
transformation
processes

Enlargement
� Non-interlocked
� Discontinuous
� Of heterogeneous material

Super-elevation

Closing/opening of apertures

Subtraction of elements or
masonry parts

� Demolition of partitions
� Opening of large apertures

Inadequate or dangerous
structural solutions

� Unsupported walls
� Pillars above vaults

3

Lack of structural
connections and
role of existing
protection
devices

Wall-wall connections � Discontinuities in wall node

Wall-roof connections
� Non-compensated local thrust
� Lack or poor e� ectiveness of connectionsWall-�oor connections

Inadequate or damaged
connection systems

� Lacking or ine � ective ties
� Inadequate buttresses
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Table 4. Cont.

Thematic Groups of Speci�c Vulnerability Forms Attributed to:

4

Structural
deterioration and
lack of
maintenance

Masonry decay

� Lack of binder in the joints
� Masonry de-cohesion
� Presence of water
� Decay of stone elements

Decay of timber elements in
the roofs

� Heads rotting
� Decay of secondary elements and/or of

the tables
� General decay
� Elements de�ection

Lack of maintenance of
masonry and plasters

� Exposed outer leaf
� Plaster e� ciency

Lack of maintenance of the
roof

� Conditions of the covering layer
� Ine� cient eaves and pipes

5

Previous
structural
damage not
su� ciently
repaired

Seismic
� Cracking
� Deformations /out of plumb

Static
� Cracking
� Deformations /out of plumb

6
Recent structural
refurbishment

Executed with “modern”
techniques

� Reinforced concrete beams with
inadequate sections and/or detached from
the masonry

� Non-distributed and
nonhomogeneous injections

� Reinforced plaster non suitably connected
with the masonry

3. Building Information Modeling Applied to Seismic Vulnerability

The 3D design in BIM environment is able to support multidisciplinary collaborative processes
useful in the management and control of the building process; in fact, the BIM modeling allows
optimization of the planning, implementation, and management of the entire building complex from
the architectural, structural, and plant engineering point of view. Each element of the building,
created in BIM environment, has parametric characteristics that can be modi�ed: at each project
implementation, with additions or changes, the entire design system is updated according to the
changes made; this model potentiality allows a �exible management of the entire construction process
from design, to building, to maintenance.

BIM modeling can also be used in the interventions on existing assets. In this case, the graphic
reproduction of an existing building requires input from a base track; this base can be provided through
a points cloud obtained from a laser scanner survey, or a geometric survey �le resulting from computer
aided design (CAD) programs.

The 3D model, created as a geometric survey of the building, is then parameterized and reproduced
as a BIM model. The BIM modeling allows association of to each building element (component) and
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all its characteristics (geometry, material, mechanical parameters, etc.) in parametric form. Taking
advantage of this BIM environment peculiarity, it seems interesting to associate to each element, in
parametric form, with the vulnerability characteristics resulting from previous investigations.

The �rst step required by the parameterization procedure is creating an association between the
speci�c vulnerabilities found and their assigned weights for each individual element of the building.
The purpose of having a graphical resolution of the vulnerabilities requires that each vulnerability
and each weight is associated with a �eld that identi�es the type of speci�c vulnerability and the
weight it could have on the overall vulnerability of the building. The graphical representation o � ered
by the BIM modeling is certainly useful to have an immediate picture of the distribution of some
vulnerabilities, and their danger level, throughout the whole building. These graphic representations
can be obtained through targeted queries, a classic approach to work in a BIM environment.

These queries can concern the same speci�c vulnerability but with di � erent weight: 0 = absent, 1
= light damage, 2 = moderate damage, 3= severe damage.

� Query01_Querying the same vulnerability:

� “Presence of �ue pipes” classi�ed with weight 2.

� “Presence of �ue pipes” classi�ed with weight 3.

In the example shown, query01 gives the position of voids inside both load-bearing and
non-load-bearing walls, and the weight associated with this vulnerability according to the recorded
damage level.

Or they can concern two di � erent vulnerabilities

� Query02_Querying two vulnerabilities:

� “Uncompensated localized roof thrust” ranked with weight 3;

� “Unconnected building expansion” classi�ed with weight 2.

Query02, thus de�ned, gives the critical and signi�cant points for the possible detachment or
partial overturning of the masonry structure.

Another possible query is for three or more vulnerabilities.

� Query03_Querying three or more vulnerabilities:

� “No or poor e � ectiveness of wall-roof connection” classi�ed with weight 2.

� “Missing or ine � ective tie rods” classi�ed with weight 2.

� “Condition of the roof covering” classi�ed with weight 1.

This type of query, for instance, is useful for understanding the state of connection and degradation
of the roof structures with respect to the underlying masonry.

The parametric modeling and the performed queries presented here seem to overcome the
di � culties of a synthetic and global reading of the vulnerabilities present in a building. In fact, the
classi�cation of vulnerabilities is generally reported on spreadsheets and tables that are not easy
or quick to interpret, especially for non-professionals, as the property owners can be. A graphic
representation certainly helps the owner to better understand the problems of his building and to take
informed decisions on the interventions to be carried out.

4. Application of the Proposed Procedure to the Case Study of Cuccagna Farmhouse in Milan
(North Italy)

The methodology presented in this work has been applied in a project of redevelopment and
anti-seismic safety of a historical asset in the city of Milan, Italy.

In 2017, the pilot project PRE.CU.R.S.OR. was the winner of a grant from the Fondazione Cariplo
di Milano in the �eld of Art and Culture-Cultural Heritage at Risk, a funding line that supports
preservation interventions on assets protected by law. The involved asset is Cascina Cuccagna, one
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of the rural buildings still existing in the city of Milan (Figure 3). Until about the middle of the 20th
century, farmsteads represented the place of life and productivity for most of the inhabitants of the
Lombard plain. Still today, they are a remarkable architectural resource and often, as in the case of
Cascina Cuccagna, they are used with di� erent functions from the original ones.
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Figure 3. Cascina Cuccagna, (a) overall view and ( b) ground �oor plan.

Cascina Cuccagna represents an ideal scenario for a replicable “pilot project” of progressive
improvement of the earthquake resistance conditions on historical buildings. In fact, from the
construction point of view, its model is highly repetitive in Lombardy and more generally in northern
Italy. It is located in a context of medium-low seismicity that allows testing of investigation and
intervention techniques in safe conditions. Cascina Cuccagna is also the site of many cultural, social,
and economic activities and a good place for the culture dissemination of risk protection through the
direct observation of the actions to be taken, their invasiveness and interference with the users' lives,
the implementation timing, the possibility of extending them over time, and the related costs.

4.1. Historical Investigation, Survey, Redrawing, and Crack Pattern

Based on the historical research, the phases of expansion and modi�cation of the original building
over the years could be reconstructed (Figure 4).

The contact surfaces between portions built in di � erent periods are delicate and require attention
because, often, the extensions are made without su� cient connection to adjacent constructions. Some
of these surfaces have also been highlighted by redrawing the crack pattern (Figure 5): the red cracks
in Figure 5 are an example of this. The crack pattern survey performed room by room (Figure 6) has
highlighted other criticalities where a more in-depth investigation is required. Instead, the building
redrawing in a BIM environment from the laser scanner survey points cloud has highlighted some
shortcomings at the deformation level: �oor sags and possible lack of plomb (Figure 7).
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Figure 5. Example of crack pattern (in red a crack probably due to lack of connection between two
blocks built in di � erent construction periods).
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Figure 6. Crack pattern representation for each room of the building.
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Figure 7. Example of survey of a �exural anomaly in a �oor beam ( a) laser scanner survey; (b)
section redrawing.

The construction of the 3D model, again in a BIM environment (Figure 8), was the next
step in planning the management of the whole structural system in the phase of identi�cation
of speci�c vulnerabilities and in the phase of design and management of seismic consolidation and
adaptation interventions.
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Figure 8. Reconstruction of the parametric 3D model and photorealistic representation of the
white-model render: ( a) point cloud, ( b) re-drawing.
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4.2. Mechanical Characterization of Materials and Rapid Vulnerability Analysis

The survey on the masonry quality has shown masonry with variable quality, depending above
all on the time of construction (Figure 4). In this case, the calculation of a safety factor SF (%) (Equation
(2)) is not required, but we can assume that: for class A masonry, SF can be considered greater than 80%
of the value required by law; for class B masonry, it can be considered in the range of 50%–75%; while
for class C masonry, it can be considered between 25% and 50% of the value required by law. The walls
tested, except for a couple of cases, show a medium/high behavior to the transmission of vertical loads,
and some criticalities for the transmission of out of plane loads on the most deteriorated panels.

The rapid vulnerability assessment showed a good overall behavior for the whole building ( SFVG

> 80%) and also a good behavior of the wall leaves which, in case of an earthquake, could be subject
to tilting mechanisms ( SFVL > 80%). On the other hand, some roof and inter-storey �oors showed
problems in transmitting vertical loads (60% < SFVS < 40%).

The presence of non-structural elements that could cause vulnerability, such as �ue pipes or
balconies and walkways, together with poor �oor-masonry anchoring, led to a vulnerability level of
type B2 (Table 3).

The surveys, crack pattern observation and the rapid evaluations which were carried out have
indicated some important shortcomings, worthy of diagnostic investigation. Therefore, the following
were carried out:

� Geo-radar surveys in some rooms of the Cascina to understand the direction of �oor structural
elements when covered with a thatched ceiling, to verify the wall thickness as well as the
foundations depth and size. The foundations investigation has also con�rmed the probable
di � erence in the construction period of some parts of the building [27,28];

� Sonic investigations on some walls, in those areas where the crack pattern showed �ssures of
doubtful interpretation, in order to investigate the panel homogeneity and identify possible
detachments of internal leaves and/or surface plasters;

� Super�cial and deep penetrometric tests for mortars characterization;

� Bricks characterization based on the behavior detected on bricks preserved on site and probably
contemporary to the ones in use. The results obtained were compared with values available in the
literature for materials of the same type and period [29–31];

� Penetrometric tests (© Resistograph) to characterize the timber �oors and roofs [32–34].

Normally, a focused diagnostic phase such as the one described above a� ects less than 6% the cost
of the building's safety intervention.

4.3. Identi�cation of Speci�c Vulnerabilities

From the rapid evaluations and the experimental tests carried out, each vertical and horizontal
structural element and all the non-structural elements could be classi�ed as indicated in Table 4.
Each type of speci�c vulnerability found on individual elements was assigned a weight, according
to the damage level obtained in the previous investigations: absent damage (0), scarcely in�uential
(1), averagely in�uential (2), signi�cantly in�uential (3). The result of this operation is presented in
a matrix with a correspondence between structural elements and speci�c vulnerabilities, useful to
characterize the elements in a BIM environment. In the commercial software that was used, in addition
to the geometric, mechanical, and material characteristics, each structural element could be associated
with the table of speci�c vulnerabilities and weights assigned to each item referred to that element.
(Figure 9).

4.4. Queries on Vulnerability Levels Carried Out in the BIM Environment

Once the 3D model of the building had been prepared in a BIM environment and the matrix of
the correspondence between structural elements and speci�c vulnerability had been constructed, the
queries were carried out.
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After associating the vulnerabilities and their respective weights to the building elements, a
colored �eld (selected by the user for each query) was connected with each weight and queries
were carried out about the presence or absence of vulnerability elements and their in�uence on the
assessment of the overall vulnerability of the building (Figure 9).

Di � erent types of queries can be performed. The system can be queried about the presence of a
certain type of speci�c vulnerability throughout the building and its degree of incidence on a given
element or on the overall vulnerability of the system (Figure 10). The presence of two or more speci�c
vulnerabilities with di � erent degrees of incidence on the overall vulnerability can also be visualized
(Figures 10 and 11).

An interesting aspect is the possibility to know which elements are particularly vulnerable because
they are a� ected by two or more criticalities, each measured by its weight on the global vulnerability.
By carrying out a single query, the BIM system is able to respond to the question by highlighting the
elements that present all (and only) the queried criticalities and with the weights investigated. The
graphic result is the coloring of the elements a � ected by these vulnerabilities (Figures 12 and 13).

If e� ective structural improvements had been made, like an improvement of the connection
between the walls and the thrusting roof, the level of damage associated with the elements will be
decreased; so, by making new queries, the e� ectiveness of the improvements and their location will be
visualized in the model.
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Figure 9. Cont.
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Figure 9. Example of coupling between structural element, speci�c vulnerability, and associated
weights: (a) masonry wall thickness; ( b) roof cover.
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Figure 10. Simple query: presence of �ue pipes and their degree of incidence on the vulnerability of
the wall panel.
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Figure 11. Integrated queries: display of three di � erent types of speci�c vulnerabilities with an impact
of less than 2 on the overall vulnerability.
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Figure 12. Multiple queries: presence of multiple vulnerabilities with di � erent weights on the same
element of the system. The coloring identi�es the elements a � ected by all 3 vulnerabilities in the legend
with their weights.
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Figure 13. Multiple queries: presence of multiple vulnerabilities with di � erent weights on the same
element of the system. The coloring identi�es the elements a � ected by all 2 vulnerabilities in the legend
with their weights.

5. Conclusions and Future Developments

The research issue of assessing the seismic vulnerability of existing buildings is still unresolved. For
about thirty years, scholars and researchers have been working on quantifying the seismic vulnerability
of historical buildings, following di � erent approaches at di� erent levels of detail (rapid, static, dynamic
approaches, etc.).

This open-ended problem is raising awareness among the public and owners of the need
for implementing safety measures even on buildings not hit by the earthquake in areas with
medium-low seismicity.

In this work, we presented the application of a procedure for assessing the seismic vulnerability of
an existing building based on survey tools already present in the guidelines of several Italian Regions.

The procedure has proved to be e� ective and easy to use for a professional. The innovative part
of the work carried out consisted of the graphic representation of the results obtained.

Until now, the degree of vulnerability of individual elements or macro elements was only possible
in tabular or diagrammatic form, not easy to understand for non-experts. In this work, the use of
design in a BIM environment has been experimented. The adopted investigation procedure and the
non-destructive diagnostic tests used allowed de�nition of, for each structural element, a detailed
classi�cation of its vulnerabilities and their weight on the overall building vulnerability.

Therefore, in addition to the classic geometric, mechanical, and material characteristics, the use
of a BIM model allowed associating to each structural element the presence of vulnerability aspects
and their weight. By means of focused queries, speci�c vulnerabilities present in the building and the
reached level of damage (measured as a weight on the total vulnerability) could be highlighted. The
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graphic representation is very helpful to understand both the location of critical points and the problem
severity. The owner becomes aware that the building presents problems and that the interventions
have di� erent degrees of urgency but are necessary; on the other hand, the designer has a tool to plan,
in terms of time, the maintenance and adaptation interventions and to control ex-post the e � ectiveness
of the interventions carried out.

The procedure presented here served as a basis for planning the consolidation and safety
interventions on Cascina Cuccagna in Milan. Critical issues in the �oors of the South-West wing and of
the South-East wing have been highlighted that require immediate static safety interventions. The
�oors in the corner area between the South-East and the South-West wings also turned out to be poorly
connected to the perimeter masonry and require seismic adaptation. In addition, historical analysis
and geo-radar survey of the foundations have shown that the South-West wing is posterior to the
South-East wing; redrawing of the cracked pattern has shown a possible poor connection between the
perimeter walls of the two wings. All these aspects have been reported in the BIM environment and
expressed in graphic form. Thus, the designers were able to plan the most urgent interventions.

Of course, designing in a BIM environment is not without di � culties. First of all, every element
of the project must be precisely de�ned; if this gives great advantages to managing the construction
site, certainly it is a not easy constraint in the architectural design phase. In fact, if the architectural
design criteria do not follow the BIM environment logic from the very beginning, then the subsequent
modeling in a BIM environment is not so easy. Di � culties have also been met due to the compatibility
between CAD graphics and structural modeling programs, used in professional practice, with modeling
in a BIM environment; this a � ects the easy transfer of project �les in this environment.

These problems are mitigated when the application deals with existing assets, where geometries
and materials are given and the implementation in a BIM environment is easier. However, it is necessary
to underline that working on existing buildings also requires modeling of structural sections often out of
plan, variable, or deformed geometry not easy to shape with the simple elements present in the software.
Therefore, simpli�cations or devices are often used to facilitate the three-dimensional construction of
the building and the interchange with third-party software (structural, energy, computational, etc.).
This aspect must be solved as well as the improvement of graphic resolution; the architectural side is
still very poor and forces professionals to produce two or more types of design tables. Another aspect
in which the current BIM modeling is poor is its software compatibility to facilitate professional use.

As for the procedure introduced here, the authors believe that the proposed procedure can be
replicated with the same degree of e� ectiveness on other existing buildings and represents a real
way of involving the client in the safety processing of the existing historical heritage. However, in
order to improve the input of collected data and the graphic output, it will still require application
e� orts concerning both di � erent vulnerabilities and monitoring of the e � ectiveness of the implemented
actions for static and seismic adaptation.
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Abstract: Nonlinear ultrasound has attracted more and more attention. In classical acoustic nonlinear
theory, the source of nonlinearity is the change of constitutive relation of materials. Structure response
that distorts after a single tone ultrasound wave is important to detect imperfection. This is rarely
found in current simulations. The current simulation always introduces defects which do not match
to the classical acoustic nonlinear theory. In this manuscript, the recurrence expressions of three
kinds of imperfect materials for subroutine are given. The verifying simulation model that is used
for verifying recurrence equations and wave propagation model that are used for analysing the
process of ultrasonic propagation are established. The results show that the two constitutive models
are effective in the verifying simulation and the hysteresis material has some special characteristics.
Finally, ultrasonic propagation in two types of materials produce the expected harmonics, which build
foundations for simulations of nonlinear ultrasound.

Keywords: classical acoustic nonlinearity; constitutive behavior; ultrasonic testing

1. Introduction

Under cyclic loads or harsh environments, no matter what materials, parts and complete structures
will undergo material properties degradation. Continuous degradation leads to predictable and
unpredictable problems, sometimes with serious consequences. Therefore, it is necessary to do health
testing for structures or materials in practical engineering [1–5].

The early degradation of the mechanical properties takes up most of the life of the structures.
Generally in metals, the damage �rst appears in the form of dislocation substructures such as veins and
persistent slip bands (PSBs), and these accumulate at grain boundaries to produce strain localization
and then further produce micro-cracks. This process accounts for 80–90% [6,7] of the life of the whole
structure when the metal material structure is bearing a cyclic load or harsh environment. When the
cracks show, the life the of material is almost over, so the testing of the early properties of the materials
is particularly important.

With the development of ultrasonic non-destructive testing technology, linear ultrasound cannot
satisfy the current testing needs, because linear ultrasound technology has no high sensitivity in the
early stage of deterioration of material mechanical properties [ 8]. Studies show that the dislocation
substructures and resulting microplastic deformation do not cause large changes in the macroscopic
properties such as elastic modulus, sound speed and attenuation of a material [ 9,10], thus the changes
in the linear ultrasonic quantities are not large enough to be accurately measured with conventional
linear ultrasound.

The testing method of nonlinear ultrasound has attracted considerable attention in recent
years [3,11–16]. Ultrasonic waves are highly sensitive to material damage, propagate in all directions,
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spread quickly and have high penetration into materials [ 17]. The nonlinear phenomenon manifests
itself with second, third and even more harmonic generation: when a sinusoidal ultrasonic wave of
�nite amplitude at the f frequency crosses a nonlinear elastic material, harmonics at the 2f ,3f (et al.)
frequency are generated [18]. In refs [8–10], experimental results and physical models show that the
harmonic amplitude is directly related to material damage. Therefore, it can be expected that the
degree of material degradation can be evaluated by measuring the nonlinearity of the ultrasonic wave
propagated through the target material.

The sources of nonlinearity can be divided into classical acoustic nonlinearity and contact acoustic
nonlinearity (CAN). CAN manifests the phenomenon of nonlinearity by introducing a micrometer-
or even nanometer-level small crack, which has been done in many simulations [ 17,19–23] and
experiments [17,24–26]. However, it is known that when the material is under a load or in a severe
environment, not only a small area of the material is damaged (e.g., micro-cracks), but also every
under-service part of a structure is damaged to different degrees, which is rarely discovered in the
current simulation. It is dif�cult to decide where to set micro-cracks in simulation for the structure
under uniform load, but the material or structure must be damaged in service, so it is necessary to
study the degradation of the mechanical properties of the material or structure.

The work of this manuscript is based on classical acoustic nonlinearity. When the material is
undamaged, it complies with the linear constitutive relation. The wave propagation in the material is
linear. However, when the material is damaged, the mechanical constitutive behavior no longer obeys
the linear relation and the relation is complex and nonlinear [ 16,27,28]. As a result, the distortion of the
wave form appears and the harmonics are derived because the constitutive relation is no longer linear.

Different materials exhibit different constitutive behaviors when damaged. The coef�cient of
material constitutive relation is also different for different damage degrees. In current simulation
research, no one has carefully studied the constitutive relationship of materials. In addition,
few researchers has veri�ed the constitutive behavior of material in the simulation. Almost all
simulations show the nonlinear results directly, but it is not known whether the nonlinearity is caused
by the nonlinear constitutive relationship. In this manuscript, subroutines are written to de�ned three
constitutive relationships which are �rst and second order perturbation of classic nonlinearity and
nonlinear hysteresis respectively. Ref [28] compares linear wave propagation of a monofrequency
signal with the results for the various nonlinear and hysteretic contributions. The results of the
comparison are shown in Figure 1.

Figure 1. Schematic overview of the nonlinear contributions to the co nstitutive equation and its
implication for dynamic one-dimensional wave propagation of a finite-amplitude monofrequency signal.
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The remainder of this manuscript is organized as follows: Section 2 introduces not only the basic
theoretical background of nonlinear ultrasound and higher harmonics generation in theory but also
three constitutive behaviors which are written by a subroutine in simulations. In Section 3, a �nite
element model of the propagation of nonlinear longitudinal waves is described in detail. �nite element
method (FEM) simulation results are presented and discussed in Section 4, and conclusions are drawn
and future studies proposed in Section 5.

2. Classical Nonlinear Elasticity

In this section, the derivation of nonlinear wave equations in classical nonlinearity will be
reviewed, then we will introduce the constitutive relation of general materials. The general constitutive
relation can be decomposed to three basic constitutive relations.

In order to save computing resources, the stress is calculated by strain thorough recurrence
expression of the stress-strain relationship in simulations. Therefore, the recurrence relation of each
constitutive relation will be given in the follow subsection.

In order to unify the symbols in equations and make it easy for readers, the parameters involved
in this paper and their meanings are shown in Table 1.

Table 1. Main symbols used in the equation.

Free energy F
Lamé coef�cients l , m

Strain tensor #ik
Displacement component ui

Cartesian coordinate xi
Quadratic nonlinear perturbation coef�cient b

Cubic nonlinear perturbation coef�cient e
Hysteresis a

Simpli�ed �rst perturbation coef�cient C1(= � 1
2E0b)

Simpli�ed second perturbation coef�cient C2(= � 1
3E0e)

Simpli�ed nonlinear hysteretic coef�cient C3(= 1
2E0a)

Young's modulus E
Kronecker symbol di j

Strain rate �#= d#/ dt

2.1. Nonlinear Wave Equation

This subsection will begin with Hooke's law and simply study the source of classical acoustic
nonlinearity through theoretical analysis.

This is the general expression for the free energy of a deformed isotropic body [27]:

F = F0 +
1
2

l# 2
ii + m#2ik (1)

where, #ik is the strain tensor whose linear expression is [27]:

#ik =
1
2

(
¶ui

¶xk
+

¶uk

¶xi
) (2)

When nonlinearity is considered, the strain tensor should be expanded [27]:

#ik =
1
2

(
¶ui

¶xk
+

¶uk

¶xi
+

¶ul

¶xk

¶ul

¶xi
) (3)
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If only a one-dimensional situation is considered, the linear wave equation:

¶2u
¶t2 � c0

¶2u
¶x2 = 0 (4)

should be amended to:
¶2u
¶t2 � c0(1 � b

¶u
¶x

+ e(
¶u
¶x

)2)
¶2u
¶x2 = 0 (5)

There is another simpler theoretical explanation that when the material is undamaged,
the relationship between stress and strain is linear:

s = E# (6)

When the material is damaged, however, the relationship between stress and strain is no
longer linear:

s = E#(1 + b#+ � � � ) (7)

Substituting this relation into the one-directional wave equation:

r
¶2u
¶t2 =

¶s
¶x

(8)

Then the nonlinear wave equation is obtained:

r
¶2u
¶t2 = A

¶2u
¶x2 + B

¶u
¶x

¶2u
¶x2 + � � � (9)

Cantrell [7,29] et al. also established a similar second nonlinear ultrasonic wave equation:

r
¶2u
¶t2 = K2

¶2u
¶x2 + ( 3K2 + K3)

¶u
¶x

¶2u
¶x2 (10)

Therefore, it is found that when the material constitutive relation changes, the wave equation
is no longer linear. Based on this theory, when the material is damaged, the input of the system is
monochromatic, and the output must contain harmonics.

The derivation of wave equation above does not consider the nonlinear hysteresis for simplicity.

2.2. General Constitutive Relationship

To �rst approximation, the one-dimensional constitutive relation between the stress s and the
strain #used in simulations of the dynamic behavior of solids can be expressed as follows [28]:

s =
Z

E(#, �#)d# (11)

with E the nonlinear and hysteretic modulus given by [28]

E(#, �#) = E0f 1 � b#� e#2 � a[D#+ #(t)sign( �#)] + � � � g (12)

where E0 is the linear modulus, D#is the local strain amplitude over the previous period, sign( �#) = 1
if �#> 0 and sign( �#) = � 1 if �#< 0.

In simulation, the component of constitutive relation is needed:

si j = ld i j #kk + 2m#i j (13)

where di j is the Kronecker Symbol, di j = 1 if i = j and di j = 0 if i 6= j.
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2.3. Nonlinear Classic: 1st Perturbation (b)

If only the �rst perturbation is considered, the nonlinear modulus will be simpli�ed to:

E(#, �#) = E0(1 � b#) (14)

The one-dimensional constitutive relation between the stress s and the strain #should be:

s =
Z

E(#, �#)d#= E0#�
1
2

bE0#2 (15)

In the simulations, the code of the recursive constitutive equations are programmed as follows:

8
>>>>>>>>><

>>>>>>>>>:

D#m+ 1
ij = #m+ 1

ij � #m
ij

l m+ 1
ij = C1

#m+ 1
ij + #m

ij

2
+ l 0

mm+ 1
ij = C1

#m+ 1
ij + #m

ij

2
+ m0

sm+ 1
ij = sm

ij + di j ( l m+ 1
11 D#m+ 1

11 + l m+ 1
22 D#m+ 1

22 + l m+ 1
33 D#m+ 1

33 ) + 2mm+ 1
ij D#m+ 1

ij

(16)

where, l 0 and m0 are Lamé coef�cients when the material is linear.

2.4. Nonlinear Classic: 2nd Perturbation (e)

If only the second perturbation is considered, the nonlinear modulus will be simpli�ed to:

E(#, �#) = E0(1 � e#2) (17)

The one-dimensional constitutive relation between the stress s and the strain #should be:

s =
Z

E(#, �#)d#= E0#�
1
3

eE0#3 (18)

In the simulations, the code of the recursive constitutive equations are programmed as follows:

8
>>>>>>>>><

>>>>>>>>>:

D#m+ 1
ij = #m+ 1

ij � #m
ij

l m+ 1
ij = C2(

#m+ 1
ij + #m

ij

2
)2 + l 0

mm+ 1
ij = C2(

#m+ 1
ij + #m

ij

2
)2 + m0

sm+ 1
ij = sm

ij + di j ( l m+ 1
11 D#m+ 1

11 + l m+ 1
22 D#m+ 1

22 + l m+ 1
33 D#m+ 1

33 ) + 2mm+ 1
ij D#m+ 1

ij

(19)

2.5. Nonlinear Hysteretic (a)

If only the hysteresis of material is considered, the nonlinear modulus will be simpli�ed to:

E(#, �#) = E0f 1 � a[D#+ #(t)sign( �#)]) g (20)

In simulations, increment step and mesh elements are both set very small. Therefore, eliminating
the D#can be simple and satisfy the accuracy at the same time. The one-dimensional constitutive
relation between the stress s and the strain #should be:
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s =
Z

E(#, �#)d#=

8
><

>:

E0#�
1
2

E0a#2, �#> 0

E0#+
1
2

E0a#2, �#< 0
(21)

In the simulations, the code of recursive constitutive equations are programmed as follows:

8
>>>>>>>>><

>>>>>>>>>:

D#m+ 1
ij = #m+ 1

ij � #m
ij

l m+ 1
ij = c0

3C3

#m+ 1
ij + #m

ij

2
+ l 0 (c0

3 = 1,i f D#m+ 1
ij < 0 and c03 = � 1,i f D#m+ 1

ij > 0)

mm+ 1
ij = c0

3C3

#m+ 1
ij + #m

ij

2
+ m0

sm+ 1
ij = sm

ij + di j ( l m+ 1
11 D#m+ 1

11 + l m+ 1
22 D#m+ 1

22 + l m+ 1
33 D#m+ 1

33 ) + 2mm+ 1
ij D#m+ 1

ij

(22)

3. Numerical Simulation

Two two-dimensional (2D) �nite element method (FEM) models were built with Abaqus/CAE
and dynamic simulations were conducted with Abaqus/Explicit software.

The Explicit solver of Abaqus specializes in solving complex problems. It does not solve the
coupled equation of systems or generate the total stiffness matrix in each increment step, but recurs the
result in a small increment step in the time domain. It only calculates the total energy in the simulation
to determine whether there is divergence in each increment step.

What is more, the solver provides an interface—VUMAT, which is used to de�ne the mechanical
constitutive behavior of a material thorough FORTRAN language. Recursive expressions mentioned
in Section 2 are achieved by subroutine.

There are two 2D FEM models were build. The �rst model was built for verifying the correctness
of the codes. The propagation of the longitudinal wave was simulated in the second model.

3.1. Verifying the Model

In order to verify the reliability of the program, the following model was established.
The 2D verifying model was a square with 10 mm side length as shown in Figure 2. The boundary

condition set on the left side was encastré which means that the left edge could not move in the x and
y directions during the whole process. Displacement in the y direction of the top and bottom edges
was set to 0 so it could not move in the y direction. In the right side of the model, the displacement
boundary condition was used to produce deformation so as to analyze the relation between stress and
strain. The displacement signal in the right side of the verifying model was a triangular wave which is
shown in Figure 3. The amplitude of the boundary condition was set to 0.25 mm.

Figure 2. Geometry of the verifying model for simulations.
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Figure 3. Displacement signal for the right side boundary condition of the verifying model.

We chose steel as the simulation material because it is widely used. The material properties are
shown in Table 2. In this manuscript, all materials in the simulation were steel.

Table 2. Material properties in simulations.

Material Type Mass Density Young's Modulus Poisson's Ratio

Steel 7800 kg/m3 2 � 11 Pa 0.3

Abaqus software contains a wealth of mesh elements librarie s. We chose CPE4R (i.e., linear reduction
integral plane strain type) as the element type. It should be noted that the linear reduced integral refers
to the linear interpolation used by the mesh elements in the c alculation, which has nothing to do with the
nonlinear source mentioned in this manuscript, but only for saving calculation resources and meeting
the algorithm of Abaqus/Explicit solver.

The most important consideration is that only one mesh element was formed in the verifying
model which means the whole model was an element. It can be clearly known that the constitutive
relation does change in simulations by observing the stress and strain of an element. The whole
simulation can only be correct when the constitutive behavior of one element is correct.

3.2. Wave Propagation Model

After the code written for the different constitutive behavior was veri�ed, the wave propagation
in a solid was simulated to study different nonlinear phenomena from different materials whose
constitutive behavior was different.

The 2D model was 40 mm long and 20 mm thick as shown in Figure 4 The material properties are
in Table 2. The boundary conditions of four sides in the model were free boundary conditions which
means the stress on the boundary was zero.

Figure 4. The 2D wave propagation model and the place of excitation.
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The excitation was applied in the left edge of model within the width of 6 mm and the excitation
amplitude was 90 nm. The excitation signal was a �ve cycle tone-burst, as shown in Figure 5.
The window function was used to prevent spectrum leakage. The excitation signal adopted a frequency
of 3 � 106 Hz, and its expression was as follows:

y = sin(2p f t)(0.08+ 0.46(1 � cos(2p f t/5 ))) (23)
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Figure 5. (a) Temporal waveform of the excited tone burst signal. ( b) Frequency spectrum of the excited
tone burst signal.

Mesh generation is important in FEM. The mesh element size should be much smaller than the
wavelength, otherwise there is no wave propagation phenomenon. The accuracy requires that the
smallest wavelength l min must be correctly sampled to describe the propagating mode in the frequency
range for analysis. The denser the mesh, the more accurate the result. However, more density means
more computing resource usage. The mesh element size should balance the accuracy of results with
computing resources usage. Therefore, the spatial discretization of dx1 and dx2 of each element of the
mesh satis�es the condition [30]:

l min

max(dx1, dx2)
> 10 (24)

Due to the need to measure harmonics, the max(dx1, dx2) of mesh elements was set to 0.05 mm.
The type of mesh element was CPE4R which specializes in plane strain problems.

Another stability condition is that the time step must be chosen so that no wave can propagate
across one mesh spacing in less than one time step. Typically, the time discretization must satisfy the
condition [30]:

Dt � 0.7
min (dx1, dx2)

cl
(25)

where cl is the velocity of the longitudinal wave. Therefore, in order to be precise, the step time was
set as 1� 10� 9 s, and the total simulation time was 8 � 10� 6 s.

4. Simulation Result and Discussion

This section �rstly presents and discusses the simulation results generated from three group
verifying models. Simulation results from models of �rst and second order perturbation of classic
nonlinearity agreed with the nonlinear theory. However, the results of nonlinear hysteresis had
some differences from the ideal situation. Some analysis will be made based on the results. Finally,
two stable codes of classic nonlinearity were used in the simulation of wave propagation. The growth
of harmonics in different materials was obtained by multiple simulations.
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4.2.2. Nonlinear Classic: 2nd Perturbation (e)

A group of simulations in which the second perturbation coef�cient C2 was different were
conducted by Abaqus software.

The resulting signal is shown in the Figure 16 when C2 = � 3 � 107. It can be obviously seen that
the third and �fth harmonics were generated by the second perturbation.
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Figure 16. Simulation result of second order perturbation when C2 = � 3 � 107: (a) Time domain signal.
(b) Spectrum of signal. (c) Harmonic of signal.

Current �nite element simulation software requires that the deformation of mesh elements in
simulation should not be too large or it can not guarantee the correctness of result. Therefore, the mesh
elements should not be too small. On the other hand, if the objective is to measure the third or
�fth harmonics, mesh elements must be small enough as described in Equation (24). There is a
contradiction between the two theories, so there was no need to compare the amplitude of the third
and �fth harmonics in wave propagation.

5. Conclusions

In this manuscript, three types of constitutive relations are reviewed and their subroutines with
recursive expression are written. Two kinds of simulation models are established. One is to verify the
correctness of subroutines, and the other is to conduct ultrasonic simulation. From the result of the
verifying model, the subroutines of the �rst and second order perturbations satisfy the nonlinear theory.
Hysteretic material simulation shows the deterioration process of materials, but it cannot be directly
used to simulate the damaged materials and some analyses are made on it. Finally, the simulation
of the �rst and second order perturbation shows that the harmonics appear. Especially, nonlinear
coef�cient b0 increases with propagation distance in �rst order perturbation simulations and odd
harmonics of the second order perturbation simulations are obvious. The work in this manuscript
provides a new idea for the simulation of nonlinear ultrasonic testing.

There is still some follow-up work to be studied. Firstly, although recurrence equations can
improve the calculation speed, it is not suitable to study the hysteresis material directly. Secondly,
the current FE simulation software cannot guarantee the accuracy when the mesh element deformation
is too large. Thirdly, the recurrence equations are not veri�ed in three-dimensional simulation.
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Abstract: Two di � erent con�gurations of adhesive-bonded carbon �ber-reinforced plastic (CFRP)
specimens, joggled lap-joint specimens and single lap-joint specimens, are mechanically tested.
The mechanical tests show that the joggled lap specimens have lower strength than the single
lap specimens. The damage modes in both the specimens are analysed by the Acoustic Emission
descriptors recorded during the mechanical tests. The acoustic data as cumulative counts and
cumulative energy show the critical points of failure in both the specimen groups under loading.
Moreover, they also show that the damage modes in both the specimens are dissimilar. Finally, the data
provided by acoustic emission descriptors are veri�ed by fractographic analysis on the failed surface.

Keywords: acoustic emission; acoustic energy; acoustic counts; CFRP; single lap joint; joggled lap
joints; fractography

1. Introduction

The advancements in designing composite materials, particularly carbon �ber-reinforced plastic
(CFRP), have increased their usage tremendously in aerospace applications [1]. CFRPs are not only
sought for their high speci�c strength and sti � ness, but also for their feasibility in forming di � erent
structures through adhesive bonding, fasteners or the combination of both [ 2,3]. This paves way for
easy application of composite panels for repairing, thereby largely reducing both the manufacturing
costs and the idle time for the �ight. Each of these advancements in CFRPs has equally created
complications in predicting their strength and structural integrity, particularly in composite joints [ 4].

Adhesive bonds or the combination of adhesive and fasteners are preferred over the conventional
bolting and riveting of composite structures, as of late [ 5,6]. The stress concentration around the
circumference of the fastener holes and the non-circumferential stress distribution around the rivets /bolts
can accelerate structural failure in the composite materials [ 7–9]. However, in a bonded joint, uniform
stress distributions can be obtained. Their improved speci�c strength can be attributed to peel
stress and shear stress of the adhesive used. Nonetheless, the bonded joints have their limitations.
During shearing of the adhesive, stress energy is released in three di� erent modes: during the
adhesive opening mode, sliding mode and tearing mode [ 10–12]. Moreover, the speci�c strength
of the composite structure is governed by the adhesive thickness. Monitoring the bonding quality,
prediction of damage propagation through the adhesives and identifying low impact damages have
become tedious. This compels the researchers to search for di� erent damage characterization and
integrity monitoring techniques.
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Acoustic emission (AE) has become one of the most sought-after non-destructive evaluation
technique in recent years to characterize the damage progression in a composite structure. It is one
of the very few passive non-destructive evaluation techniques, which can provide details of the
damage progression during its entire loading history. When a material is strained, it releases sudden
energy in the form of elastic waves [ 13–15]. The AE technique records these elastic waves in terms
of both signal-based waveforms and parameter-based data such as peak amplitude, counts, energy,
duration and so on (which can be collectively called AE descriptors). Since the AE records the elastic
waves, this technique is very sensitive, even to transient signals [16–18]. This makes AE one of the
most e� cient and reliable techniques for characterizing damage progression.

However, for a composite material under loading, it is challenging to associate di � erent AE
descriptors recorded with di � erent types of damage mode. Although researchers have been working
tirelessly over the past 20 years and have identi�ed innovative ways to associate the recorded AE
signals with the damage modes, this still remain in debate [ 19,20]. Some researchers have associated
speci�c peak amplitudes and peak frequencies to the speci�c types of damage modes such as matrix
cracking, delamination and �ber breakage [ 21,22]. Others are not inclined towards this idea and
encompass the necessity of using di� erent signal-based descriptors such as frequency centroid and
weighted peak frequency [ 23,24]. In terms of common ground, numerous researchers alike have agreed
upon the reliability of using cumulative counts and cumulative acoustic energy [ 14,17,21]. The radical
change in the cumulative counts /energy with respect to time or displacement can identify the critical
damage points and help predict larger damage to the structure.

The question that persists is whether the AE technique can identify the di � erent damage modes
in a complicated material such as composite materials. In our previous works, the signal-based AE
parameter—the wavelets and parameter based function named as the `Sentry Function'—have been
used for characterizing the damage modes [16,17]. Moreover, numerical and �nite element models
were also designed for mode I delamination tests [ 6]. This work di � ers in a way that the relative
change in cumulative counts and energy are directly related to the damage modes. In the present
research work, the cumulative counts and cumulative energy distribution have been used to identify
the di � erent damage modes in a CFRP bonded with adhesives. For this purpose, two di � erent types of
CFRP-bonded specimens are used: joggled-lap shear (JLS) and single-lap shear (SLS). The fracture
analysis of the specimens is performed by using an optical microscope. The main objective of this
study is to understand the critical points of failure and the di � erences in the damage modes in both
JLS and SLS specimens using the AE technique.

2. Materials and Methods

2.1. Materials

For preparing the specimens, a prepreg fabric laminate with ER450 epoxy matrix (SAATI CIT
CC206 ER450 43%) was used. The carbon �ber con�guration is stitched with layers of �bers overlapping
one other. The nominal ply thickness is 0.244 mm. The composite laminates for both JLS and SLS
specimens (Figure 1) were cured by the autoclave method. Other details such as number of plies and
geometry of the adherend can be found in Tables 1 and 2, respectively. The specimens were prepared
by following the ASTM D5868–Standard Test Method for Lap Shear Adhesion for Fiber-Reinforced
Plastic (FRP) Bonding [25]. The adhesive used for this study has a shear strength of 25 MPa and a peel
strength of 65 MPa. The thickness of the adhesive coated and the area of the adhesive coated are also
provided in Tables 1 and 2.
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Table 3. Damage characteristics in JLS and SLS specimens.

Specimen Peak Load (kN)

Initial Rupture Final Rupture

JLS 1 6.02 4.09
JLS 2 2.67 3.89
JLS 3 3.86 5.57
Mean 4.18 4.52

Std. Dev. 1.70 0.92
SLS 1 7.05 7.75
SLS 2 7.06 5.96
SLS 3 5.93 7.36
Mean 6.78 7.02

Std. Dev. 0.75 0.94

The �rst major observation from the mechanical test results is the varying peak load values of
the same specimen group, both in JLS and SLS. This is common when it comes to the practice of
adhesive bonded specimens [27–29] because the bond quality is not only determined by the curing
characteristics, the thickness of the adhesive and other mechanical characteristics, but also on the
e� ciency of the user who handles the adhesives. The adhesives are normally mixed using a hand
mixer rather than a mechanical controller owing to its high viscosity and requirements. Thus, it is
inevitable that a considerable amount of di � erence can be observed between the adhesive bonded
specimens of the same group. This is the reason why there is a di� erence in both the peak loads at
initial and �nal ruptures and they are not similar between the same specimen group (refer to Figure 4
and Table 3). Furthermore, under this view, an increase in the number of test specimens would increase
the accuracy of the evaluation of the scattering but it not will reduce the latter.

As indicated in the previous sections, the thickness of the adherend does not generally
a� ect the strength of the adhesive bonded shear specimens under displacement-controlled mode.
Nonetheless, the thickness of the adhesive carries the majority, if not all the load. In the SLS specimens,
owing to their larger thickness than JLS specimens, higher peak loads are accounted for. The average
peak load at the initial rupture in SLS specimens is 6.78 kN, while the JLS specimens have an average
peak load of 4.18 kN. Similarly, at the �nal rupture stage, SLS specimens have an average peak
load of 7.02 kN, while JLS specimens have 4.52 kN. In SLS specimens, the load is carried along the
cross-sectional area of the adhesive region. However, in the JLS specimens, the shear strength of the
specimen is also governed by the end curvature e� ect. This is explained by Taib et. al. [11] in their
research work. Single lap joints, when loaded, transfer most of the load in shearing. Joggled lap
joints, however, transfer most of the load in peeling. This is also the reason why the joggled lap joints
have lower displacement when compared to the single lap joint specimens. The joggled joints su � er
lateral de�ections rather than shearing, which result in inducing high peel stress on the neutral axis.
This results in the crack initiating at the joggled knee of the curvature region. This will result in low
peak loads, which are observed in the present research work (see Table 3 and Figure 4). Similar results
have been presented by Kishore and Prasad [32], who also addressed the e� ect of the eccentricity of
the joggle in the strength of the joggled lap specimens. It has been addressed by both Taib et. al [32]
and Kishore and Prasad [33] that the joggled lap specimens will have lower strength in comparison
with the single lap joints. The same has been observed in the presented research work.

3.2. Acoustic Emission Results: Cumulative Counts and Cumulative Energy

The damage characteristics or the mode of failure in the adhesive bonded specimens cannot be
explained through the mechanical characteristics. Furthermore, predicting the failure at an early stage
is also not easy by studying only the mechanical characteristics. It can be explained by the acoustic
emission characteristics. The load vs. time curve of the JLS specimens is plotted over the cumulative
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energy represent the matrix cracking. The ratio between the cumulative energy and the cumulative
count varies at di � erent damage modes in a material. When this ratio exhibits a very low value, it can
be said that the energy is low with large counts. On that basis, this can be attributed to the matrix
cracking. Brittle fractures such as interlaminar crack growth and �ber breakage release large energy
acoustic events, which are responsible for the initial and �nal ruptures. Between the stages of the initial
failure and the �nal failure in the JLS 1 specimen, the material has experienced only matrix cracking.
This indicates that shearing has occurred in the adhesive region rather than peeling which attributes to
the low-energy acoustic events. This indicates that the JLS 1 specimen has carried more load before
failure than the JLS 2 and JLS 3 specimens due to the shearing mode of failure. This could be one of the
reasons why the JLS 1 specimen has a higher peak load when compared to JLS 2 and JLS 3.

In the cases of JLS 2 and JLS 3, they have similar load vs. time, cumulative counts and energy
patterns. Both these specimens experienced the initial rupture at a very early stage, 0.1 s for JLS 2 and
0.35 s for JLS 3. The cumulative counts and energy have also increased steeply at these time periods.
Beyond that point, the cumulative counts and the cumulative energy increase almost linearly with
one another. This represents the delamination in the adhesive bonded region. The adhesive peeling
is occurring at this stage, which is the reason for the simultaneous increase in the counts and energy.
While reaching the �nal stage of failure, JLS 2 and JLS 3 have probably experienced �ber breakage
which is indicated by the sudden increase in counts and energy near the �nal rupture region.

While looking at Figure 6, all the three specimens have almost similar patterns in terms of load vs.
time, cumulative counts and energy. However, the simultaneous increase in the counts and energy of
the SLS specimens must not be compared or to be confused with the JLS specimens. Although in both
the cases the cumulative counts and cumulative energy increased linearly, the slope of the increment
is entirely di � erent. The slope of the increment in SLS specimens is higher than the JLS specimens.
Therefore, they do not represent the same damage mode although it looks similar. In the SLS specimens,
the cumulative counts and energy are very low during the initial stages of loading until the specimens
have su� ered their initial rupture. In the SLS specimens, most of the load is distributed in shearing
and these low-energy and low-count AE signals indicate the shearing occurring in the adhesive region.
AE signals connecting to �ber breakages and transverse cracks growth release acoustic data with higher
energy and lower counts, owing to their lower order symmetric nature. Since the energy and counts
recorded are low during these stages, these signals are higher order asymmetric in nature that could be
connected only to shearing phenomena [20]. Beyond the region of the initial rupture, in all three SLS
specimens, the cumulative counts and energy start to increase simultaneously until they reach the �nal
failure. This indicates that the cumulative counts and energy were very low until the crack opens in
the adhesive. Generally, the crack openFs at the adhesive and adherend interface, which is governed
by the geometry of the overlapping area. Once the crack had opened, due to the brittle nature of the
adhesive, it progressed faster through the thickness of the adhesive. This interlaminar crack growth
always generates higher counts and higher energy. This pattern continued until the specimens failed
at the �nal rupture.

3.3. Fracture Surface Analysis

To con�rm the brittle failure of the adhesives in the SLS specimens and to identify the peeling and
�ber breakage failure in JLS specimens, the fractured surfaces were observed under optical microscope.
The fractographic results of specimen JLS is presented in Figure 7.
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Abstract: The main purpose of industrial nondestructive testing (NDT) is to diagnose the stability,
reliability and failure probability of materials, components and structures. Industrial component
mechanical strength is one of the most important properties NDT is used to characterize. Subtle
but perceptible changes in stress-strain behavior can be reliable indicators of defect formation. A
detailed review on the state-of-the-art NDT methods using optical-radiation, photoacoustic, and
photothermal techniques for mechanical strength evaluation and defect pre-diagnosis is presented in
this article. Mechanical strength is analyzed in terms of the deformation /strain �eld, the stress-strain
relation, and the residual stress in an elastic material subjected to tensile or compressive loading,
or impact. By introducing typical NDT experiments, the history and features of each methodology
are revisited and typical applications are discussed. This review also aims to be used as a reference
toward further research and development of NDT technologies characterizing mechanical strength of
materials and components.

Keywords: stress-strain relation; nondestructive testing; optical -radiation; photoacoustic; photothermal

1. Introduction

Nondestructive testing /evaluation (NDT /NDE) is a collection of scienti�c techniques which are
able to evaluate the properties and condition of materials without in�icting permanent damage on
them. They were originally designated for inspecting parts, products, and structures of high value.
The number of published research reports on NDT rapidly increased in the beginning of the 20th
century because of industrialization and the two World Wars. There have been wide applications
for NDT technologies in numerous �elds such as industrial manufacturing [ 1,2], aerospace and
aeronautics [3], civil engineering [ 4,5], and material science and technology [6,7]. Practical NDT
techniques used for materials characterization can reduce maintenance costs and enforce lifetime
management [8]. From the viewpoint of NDT on components made from solid elastic materials such
as alloys, polymers and composites, quality is assessed by inspecting the possible existence of defects
and changes in mechanical strength [9,10]. Conventionally, the mechanical strength of a material
is measured with a tensile machine and the stress-strain relation is determined by dynamic tensile
testing from load-free to failure [ 11–13]. The stress-strain data are recorded on samples of cylindrical,
center-necked shape and contact stress/strain measurement modules such as adhesive transducers are
usually part of the machine. Such tensile tests are destructive because samples undergo irreversible
deformation during the tensile test. To resolve the problem associated with mechanical strength testing,
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several nondestructive methodologies have been developed for the purpose of stress-strain evaluation.
Some of them focus on noncontact approaches which characterize the change of stress-strain state
by other physical �elds during tensile testing. Other methodologies do not involve tensile testing
but are devoted to measuring surface or internal residual stress distribution in an elastic sample
both qualitatively and quantitatively. Nevertheless, the ultimate goal always is pre-diagnosing the
mechanical strength of a component before actual cracks and failure occur.

This review article discusses typical NDT methodologies that measure stress or strain by means of
both contact and noncontact con�gurations. Noncontact methods can be used under extreme testing
conditions or for in-situ inspection. Features of these noncontact NDT modalities are discussed with
regard to their physical basis and state-of-the-art applications. No ranking of the various techniques is
made or conclusions drawn with respect to their relative advantages because they all have distinctive
features and limitations. It is expected that this review article will help interested readers to learn
about the underlying physical principles, development histories and modern applications of a number
of major NDT methods used for industrial quality control to-date.

2. Noncontact Mechanical Property Testing Methods

2.1. Optical/Radiation Techniques

The stress-strain relation of elastic materials is important because it is not only a way to characterize
the hardness and brittleness of raw materials, but also reveals the mechanical status of a sample under
test [14,15]. Normally, the strain value is measured with a strain gauge a � xed on the sample surface.
Under extreme conditions such as high temperature, strain sensors along with special designs of
insulating and high-Curie-temperature materials, are used for stress-strain measurements in contact
con�gurations [ 16–19]. Such a scheme cannot satisfy the requirements of many in-�eld applications due
to di � culties with transducer bonding. To perform totally noncontact measurements, digital-image
correlation (DIC), a.k.a. digital laser speckle (DLS), a purely optical imaging technique, was devised.
This method was �rst proposed by Lyons et al. [ 20] with the basic principle shown in Figure 1.
To avoid blackbody radiation from a high temperature surface, a visible-range expanded-beam laser
is usually adopted in DIC measurement to generate di � use-re�ection-induced speckle patterns. A
camera (with optical �lter) is placed in front of the sample to record speckle images during tensile tests.
By cross-correlating the digital images before and after tensile loading, the displacement �eld can be
determined using the following equation [21]:
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where ux and uy represent the two orthogonal displacement �elds in the camera, V i is the image
size and Dm, Dn are the respective cross-correlation values. P stands for the pixel pitch which is
determined by the resolution of camera. The ultimate strain �eld of interest can be further derived
from the gradients of ux and uy. Using the proposed method, Anwander et al. achieved strain
measurements in tensile tests at 1200 Celsius degree with aluminum [21]. Four years later, V �olkl
et al. further increased the temperature to 3000 degree with an Ohmic heater and conducted strain
�eld measurements using a similar DIC schematic [ 22]. Zhu et al. developed a time-dependent
DIC system and dynamically recorded the change of strain �eld under a constant loading rate with
respect to non-metallic composites [23]. By using laser extensometry, the local strain rate value can
be characterized by time-dependent phase shift of correlated signal thus real-time measurement
is possible.
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Figure 1. The schematic of digital-image correlation (DIC) strain evaluation.

Another interesting topic is exploring the stress-strain behavior of alloys under high temperature
which can reveal the strength of materials under extreme conditions, and also investigating how they
react to thermal stress at such high temperatures. Such a thermal reactive character can be used to
determine thermal compatibility with other materials in a heterogeneous structure [ 24]. Pan et al.
introduced an optical bandpass imaging system shown in Figure 2 to evaluate surface thermal strain
without a surface irradiating laser source [ 25]. The bandpass �lter allows only the violet-to-blue
light to pass and avoids interferences from blackbody radiation at high temperatures. The use of an
incoherent light source makes the system less costly but still sensitive [26]. The DIC of incoherent
speckle imaging technique can also be used for real-time strain recording, as proposed by Yang et al.,
to assist optimization of supersonic aircraft coating-material thermal shock processes [27].

 

��

����

�� ��

Figure 2. Strain measurement con�guration with blue light source, redrawn from [24].

Apart from industrial applications, noncontact optical measurements can also be used to perform
strength evaluation of concrete in civil engineering using an alternative con�guration of DLS. A
narrow collimated visible laser beam impinges perpendicularly on a sample surface, while the
camera monitors and captures scattered laser light from the incident spot at a non-normal angle
in a scanning patterns over the surface so as to determine roughness mappings. This method is
usually named laser triangulation. A series of tests with laser triangulation scanning were carried
out [ 28–30] to systematically quantify mechanical bonding strength between di � erent concrete layers.
The correlation between adhesive performance of concrete and roughness, grain size, texture etc. was
investigated. Optical non-contact measurements represent an accurate and e� ective modality for
evaluating mechanical strength of inelastic building materials.

DIC is a successful approach to remotely detect small displacements and reconstruct strain �elds. It
relies heavily on the resolution, processing speed and aberration performance of the camera. However,
there are some limitations with respect to its applications. The processing algorithm requires input of
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speckle images, therefore, the signal-to-noise ratio from highly re�ective surfaces can easily deteriorate.
Furthermore, the strain �eld inside the sample cannot be visualized with purely optical means.
The existence of local stress/strain should be justi�ed with other techniques to yield a comprehensive
stress-strain evaluation. Ionizing radiative electromagnetic waves have deep penetration and thus can
be used for internal stress-strain evaluation.

Among the established methods, X-ray di � raction is regarded as a classic and powerful tool
for diagnosing subsurface or internal stress without contact. Having very small wavelength, X-ray
radiation penetrates metallic materials and di � racts from irregular-lattice area caused by internal
stress/strain, a common case in the production of composites consisting of non-metal and metal layers
with di � erent thermal expansion/contraction properties [31,32].

X-rays have also been shown to be capable of evaluating the stress-strain relation from mechanical
tests by single-angle, two-angle and sin2 Y scattering modes [33–35]. The schematic of X-ray di� raction
and the associated relevant coordinates is shown in Figure 3. The basic principle for evaluating strain
due to external load can be represented as a function of latitudinal lattice spacing dY� as [32,33]:

"  � =
d � � d0

d0
(2)

where, d0 is the lattice spacing before deformation. The strain component can be determined by
analyzing the X-ray radiation signal in di � erent directions, i.e., at anglesY and Y. Based on this basic
principle, a numerical analysis was developed to obtain tomographic images of stressed materials in
recent reports [36–39]. X-ray computed tomography was further extended to evaluate mechanical
performance and defects. Youssef et al. [40] and Patterson et al. [36] investigated the stress-strain
property of polymers by X-ray tomography. They used a �nite element method to model and in-situ test
to validate elastic and hyper-elastic deformation properties of polymers under compression; Fieres et al.
focused on the new technology of 3D printing and used X-ray to test the failure possibility of printed
parts [37]; Xing et al. inspected jointed rocks with X-ray and scanning electron microscope to �nd
evidence of cracks under mechanical compression [39]. Although X-ray di � raction provides sensitive,
reliable and quantitative stress-strain measurements and usually acts as a reference, such radiographic
NDT has the obvious disadvantage of complicated instrumentation and harmful ionizing radiation
which requires high level of operation and testing standards. The extremely high sensitivity of X-ray
di � raction to stress makes it more applicable to small- and micro-scale structures in laboratories. Other
types of NDT such as ultrasonic scanning and thermography should be explored to �nd the possibility
for stress-strain evaluation and treat macro-scale components.

��

����

�� ��

 
Figure 3. Scheme of residual stress detection by X-ray di� raction.

2.2. Photoacoustic (PA) Techniques

Regarding optical NDT techniques, the term “photo” is used here to refer to the phenomenon of
photonic-to-acoustic (speci�cally ultrasonic) energy conversion. The photo-thermo-elastic or simply
photoacoustic (PA) e� ect was discovered by Alexander Graham Bell in 1880 [41], followed by a
number of theoretical and experimental research reports on the physical principle of ultrasound
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generation in solids by transient optical power absorption [ 42–44]. From the acoustic point of view,
the existence of stress in a sample can a� ect the propagation of elastic waves because of elastic
inhomogeneity or anisotropy. Such a phenomenon was �rst discussed theoretically by seismologist
Biot [45] and experimentally validated by Hughes and Kelly [ 46] and Bergman and Shahbender [47].
They concluded that the existence of static pre-stress can change the acoustic wave velocity inside
a medium, a phenomenon described as the acoustoelastic e� ect [48–50]. In the case of irreversible
residual stress, �nite and irrecoverable deformation and strain should be considered with the result
that the stress-strain relation becomes nonlinear [51]. According to Murnaghan's �nite deformation
of elastic materials, the stress-strain relation should be determined with the help of the free-energy
function Ws which is de�ned as [46,52]:

Ws =
1
2

(� + 2� )I2
1 � 2� I2 +

1
3

( l + 2m)I3
1 � 2mI1I2 + nI3 (3)

Here, � and � are the Lam² constants with respect to in�nitesimal deformation, l, m and n are
Murnaghan's constants determined by the type of sample material, I1, I2 and I3 are the strain invariants
of �rst-, second- and third-order. Conservation of energy requires Hooke's Law to be expressed as:

�� Ws = � i j
@�ui

@x j
(4)

where � W and � ui denote the �nite increment in free-energy function and displacement �eld, respectively.
� is the density after deformation. Combining Equations (3) and (4) results in an acoustoelastic equation
which connects static loading with the elastic wave velocity under hydrostatic pressure P:

� 0v2
c = � + 2� � P

3� + 2� (6l + 4m + 7� + 10� )

� 0v2
s = � � P

3� + 2� (3m � 0.5n + 3� + 6� )
(5)

The subscripts c and s imply compressive (longitudinal) and shear wave respectively. Subscript
0 denotes the undeformed state. The level of stress can thus be determined by measuring the wave
velocity based on Equation (5) [53].

A typical ultrasonic stress measurement setup is illustrated by Figure 4. The sample is �xed on a
tensile machine and subjected to uniaxial loading. Ultrasonic transducers are used to generate and
receive an acoustic pulse that propagates along the sample and measure the wave velocity from the two
ends. Chaki and Bourse extended this time-of-�ight velocity measurement to metallic cable strands and
determined their stress-strain state [54]. Gennisson et al. focused on stressed soft solids and explored
shear modulus measurements [55]. Besides bulk waves, surface acoustic waves were also used to
evaluate the existence and level of surface residual stress. A nonlinear acoustoelastic theory with respect
to Rayleigh wave propagation was introduced by Iwashimizu and Kobori [ 56]. They concluded that the
propagation of a Rayleigh surface wave in �nitely deformed solids satis�es the wave equation similar
to the linear-elastic material, only the elastic modulus tensor loses some of the symmetric conditions as
the regular stress-strain relation. More recently, Duquennoy et al. used an interdigitated transducer
and a laser interferometer to test super�cial residual stress experimentally [ 57,58]. The transducer was
designated for surface wave generation using a contacting approach.
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Figure 4. Stress measurement scheme by pulsed ultrasound.

The advantage of acoustic methodologies is their multimode propagation which is applicable
for both internal and super�cial stress-strain evaluation. However, the generation and detection of
ultrasonic waves invariably relies on contact transducers. Based on the PA e� ect investigated in the
1980s and 1990s, it is possible to realize noncontact acoustic stress-strain characterization. Kasai and
Sawada �rst discussed the possibility of stress distribution measurements using a PA microscope [ 59].
Because of the existence of photon-phonon energy conversion, the heat equation was modi�ed as:

Q
T0

+ � C
DT
T0

= �

 

� �
1
E2

@E
@T

�

!

D� (6)

where, E is Young's modulus, � is linear expansion coe� cient, � and D� are static stress and stress
change after deformation, Q is the heat �ux induced by photon (laser) irradiation and T is the
temperature, the subscript 0 refers to stress-free state. Equation (6) shows the coupling of stress
and temperature change. Using piezoelectric devices, the amplitude of the detected PA signal is
proportional to the D� for small signal approximation. However, Equation (6) does not seem to be
comprehensive enough and thus no experimental procedure was proposed in Ref. [59].

Muratikov et al. published a series of theoretical and experimental reports [ 60–62] on PA residual
stress evaluation. They started from the basic form of the �rst law of thermodynamics and Murnaghan's
nonlinear theory and wrote the modi�ed wave equation as:

@Pi j

@x j
= � 0

@2ui

@t2
(7)

where, ui is the displacement �eld and � 0 is the density before deformation. Equation (7) can be
regarded as an alternative form to Equation (4) by introducing the Piola-Kirchho � stress tensorPij [63].
Repeated subscripts stand for summation and the equation is in Euler coordinates ( x1, x2, x3). Pij is a
function of strain energy due to pre-stressing (Equation (3)) and photon-phonon conversion, the latter
being expressed as:
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!
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where, W0 is the free-energy function of laser radiation, � 0 and � 1 are thermoelastic coupling coe� cients
of static strain and repeated subscript summation is used. Further derivation shows that the PA signal
is proportional to the vertical displacement component. In their experiments, Muratikov et al. used
several levels of force to produce indentations on a silicon nitride sample and the PA signal was plotted
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as a function of laser scanning distance. Figure 5 shows the result using a certain level of indentation
with an obvious change of PA signal in the region of indentation-induced �aws. In their reports,
Muratikov et al. did not quantify the correlation between PA signal and the actual local residual
stress [60]. Moreover, the system used does not qualify as totally noncontact because of the use of
contacting piezoelectric crystals as detectors.

 
Figure 5. The scanning photoacoustic signal amplitude change. The visible defect is between 0
and 97 � m (“X” marking); reproduced from [ 60] with permission from The American Institute of
Physics© 2000.

Huan et al. developed a noncontact PA stress-strain measurement method using a
narrow-bandwidth immersion ultrasonic transducer [ 64]. The use of a tensile machine and adhesive
strain gauge enabled simultaneous measurements of actual strain and PA signal. As shown in Figure 6,
in the MHz range, the detected PA signal phase and amplitude show linear-to-nonlinear evolution of
local strain from elastic to plastic deformation. The results show that a change of elastic properties by
means of tensile stress exists even for linear deformation, although a corresponding explanation of the
stress e� ect was not given in the published report. Another limitation of the proposed setup was the
requirement for water coupling.

 

Figure 6. PA stress-strain test schematic with water coupling (left) and the stress-strain curve on the
basis of PA phase (right); reproduced from [64] with permission from Springer Nature © 2017.

If the ultrasonic wave is detected with an optical method, the PA stress-strain measurement can
be truly noncontact. As proposed by Sun and Zhou [ 65], a high sensitivity laser interferometric system
was developed to measure stress-induced delamination in carbon-�ber reinforced polymer. Based on
the principle of time-of-�ight approach [ 65], Karabutov et al. measured super�cial and subsurface
residual stresses in a metal with laser-induced ultrasound [ 66]. Not only lasers, but also incoherent
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sources such as a helium lamp, can be used in stress-strain analysis. McDonald et al. developed a
PA spectroscopic methodology to detect the stress level in some transparent materials such as a thin
polymer �lm [ 67]. A Fourier Transform Infrared (FTIR) spectrometer [ 68,69] was adopted in the test.
The presence of stress can slightly shift absorption peaks of the �lm, which lays a basis for quantitative
stress measurement by spectral analysis.

Photoacoustic techniques have inherent advantages for mechanical strength evaluation. Ultrasonic
wave mode propagation velocities exhibit a clear theoretical dependence on the stress-strain level [ 70],
which makes PA techniques sensitive and fast. Optical generation and detection schemes can produce
multi-physical and totally noncontact NDT methods. The main disadvantage of PA techniques is their
low energy conversion due to thermoelasticity and thus sophisticated apparatuses must be adopted.
In addition, they are not sensitive to stress accumulation and are hard to perform local tests with,
because ultrasonic waves travel fast in elastic media.

2.3. Photothermal (PT) Techniques

The discussion of PA signal dependence on the stress-strain state is based on the coupling
between elastic and thermophysical properties such as density and bulk modulus, the change of
which has perceptible impact on the acoustic signal. However, according to the thermodynamic
theory proposed by Landau and Lifshitz [ 71] and Love [ 72], a change of stress-strain energy can a� ect
another two groups of parameters apart from elasticity, namely, thermophysical properties [ 69] and
the thermoelastic coupling coe� cient [73,74]. Therefore, it is possible to determine the mechanical
performance of a material remotely by examining its thermal property changes by means of, e.g.,
thermal infrared detectors.

The earliest implementation of this relationship is found in a patented instrumentation system
named Stress Pattern Analysis by measurement of Thermal Emission, or SPATE [75]. A sample under
test is �xed on a repetitive loading machine which provides a constant strain rate. The temperature
associated with the strain energy change is measured with an infrared detector. The measurement is
based on the relation between temperature and stress level described in Equation (6) and as a result a
quantitative measurement of stress can materialize [76]. SPATE is a passive infrared thermographic
(IT) system that does not require pumping external energy: the thermal radiation is the result of stress
work in the sample. In 1988, Wong et al. reported that IT method can also be used for characterizing
static loading in addition to cyclic loading state such as in a SPATE system [ 77]. They exerted a static
bending load on an aluminum plate and captured thermographic images with an infrared camera. By
analyzing the images before and after static deformation, they validated the possibility of detecting
residual stress in metallic materials [ 77]. Similar tests were carried out for thermographical residual
stress analysis in titanium alloys in NASA by Gyekenyesi and Baaklini [ 78]. Quinn et al. tested a series
of steel and aluminum alloys with a commercial tensile machine and an IT setup. The thermoelastic
signal even showed a qualitative stress distribution around holes on plates [ 79]. For hyper-elastic
materials such as polymers, the use of passive IT can also diagnose residual stress and fatigues in
them [80]. More recently, the development of NDT in reinforced composites drew the attention of a
number of researchers. When the laminated structure was subjected to high levels of tensile, bending
and torsional loading, the formation of internal delamination and micro cracks occurred along with
energy release. By observing thermal infrared emission with a camera, IT techniques enables inspection
of a whole piece of material and analysis of the inelastic stress-strain performance [81,82].

Generally, the heat equation in the presence of static stress can be derived from the �rst law of
thermodynamics, which has the following form [70,83–85]:
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where, Jij is a Jacobian indicating the coordinate transformation due to loading (repeated subscripts
denote summation), g is the source term and kij is the thermal conductivity tensor. It can be shown that
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the thermal conductivity tensor has a direct connection with the static stress-strain state [ 45,60,71,83].
As a result, instead of the SPATE mode which is suitable for evaluating cyclic loading, the static
stress-strain performance can be determined based on thermal anisotropy analysis [85,86] with a
proper heat source, usually a laser, which brings photothermal (PT) techniques into this consideration.
Compared with PA techniques, PT detection decouples the stress-strain dependence of many physical
properties by focusing only on thermal �elds. The PT testing modality is local, quantitative, and
absolutely noncontact.

Photothermal radiometry (PTR) is an active infrared emission testing modality. High power lasers
are typically used to generate transient or harmonic local heating in solid and liquid samples, followed
by free di � usion or convection. Monitoring the behavior of the di � using �eld, the thermophysical
properties can be evaluated. Since the 1980s, Long et al. [87,88], Milner et al. [ 89,90], Busse et al. [91]
and Mandelis et al. [ 92–94] have reported on a series of PT-NDT techniques and applications,
mainly for measuring thermophysical properties. The �rst report on mechanical performance
monitoring published by Yarai et al. [ 95] used a pyroelectric device to capture the thermal �eld and
evaluate the residual stress. The system was simple but could not achieve fully noncontact detection.
Pron et al. [96,97]constructed a totally noncontact system using an Ar-ion laser and an infrared camera
to generate and record the PT �eld on a stressed sample as shown in Figure 7. The beam splitter
in that �gure ensured most of the laser power was directed to the sample while an optical detector
provided a reference signal for amplitude and phase data acquisition. The relative change in thermal
conductivity was calculated based on the di � usion �eld amplitude and phase images. For a carbon
steel sample, a few percent change in its thermal conductivity was found in the direction paralleled to
the uniaxial loading within the elastic regime [ 96]. Based on a similar setup, Paoloni et al. examined
the PT signal of a plastically deformed metal sample [ 98]. The sample was stretched to fracture so that
a high level of residual stress was distributed non-uniformly around the failure surface. The di � usivity
changed as much as 65% between the fracture region and the surrounding intact part. Mzali et al. used
a halogen lamp instead of a laser to test the change in thermal properties of a plastically deformed
metal subjected to tensile loading [99]. Since the test was continuous, a thermocouple was attached to
the sample surface to measure the temperature. The contact measurement makes the system in�exible
and rigid. An elastic-to-plastic full-range tensile photo-thermo-mechanical radiometry (PTMR) test
was carried out by Huan et al. using both a Mercury Cadmium Telluride (MCT) detector (single point
measurement, shown in Figure 8 [100] and an infrared camera for imaging [ 84]. In those systems, a
�ber-coupled high power diode laser was used to provide more operational �exibility. The pump laser
was con�gured at oblique incidence and the tested data were processed with a normalization algorithm.
The results are shown in Figure 9. The stress-strain relation of full-range tensile loading was plotted as
a function of the thermal parameter � which is de�ned as the sample thickness over square-root of
thermal di � usivity. The curves show a good analogy with the conventional stress-strain relation and
the relative change of thermal conductivity is at the same level as [ 97]. The aforementioned PTMR
development shows the possibility of using a PTR setup as a non-contact strain gauge.
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�Ž

 
Figure 7. Schematic of a lock-in photothermal technique for stress-strain evaluation, redrawn based
on [97].

 

�Ž

Figure 8. Schematic of lock-in photo-thermo-mechanical radiometry (PTMR) testing with a single-point
detector and a confocal radiation collection system, redrawn based on [100].

 

�ŽFigure 9. Composite thermal parameter � as a function of strain that shows good analogy with a typical
engineering stress-strain curve, reproduced from [100] with permission from Elsevier © 2016.

In addition to regular metallic materials, polymers and composites are also treated with PT
techniques to assess their mechanical performance, especially after plastic deformation occurs. Wang
and Wright studied the change of polymer thermal di � usivity in the plastically deformed range [ 101].
They derived the principal di � usivity tensor as a function of the Cauchy-Green deformation tensor. A
much more conspicuous change in di � usivity was observed in polymers compared with metals as
expected. However, such change is reversible because of the hyperelasticity of polymers. Huan et al.
further used a single point PTR con�guration to test nano-coated aluminum composites [ 102]. A
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linear dependence of thermal di � usivities on the load level was found within the elastic regime and
only a minimal 0.6% di � usivity change occurred the in nano-coated samples. Based on these reports,
the PTMR research was extended to a number of complex materials and structures with di � erent
elasticity. Mechanical properties of intact, defective and multi-structured samples were evaluated by
studying the stability of thermo-mechanical parameters under loading.

Photothermal techniques have advantages over other methods in characterizing stress-strain
relations. Compared with PA, PTMR detection usually evaluates mechanical performance through
di � usivity changes. Coupling between thermoelastic properties can be completely separated and the
mechanical stress-strain relation can be represented by a single parameter. In addition, dynamic PT
techniques generate thermal-wave �elds inside a sample where the e � ective thermal di � usion length
can be controlled by the modulation frequency or the delay time of the photothermal source which can
be made to impinge on speci�c locations and thus can be more sensitive to regionally distributed stresses.
The use of continuous wave lasers and thermal infrared detectors and cameras makes the PTMR
methodology totally non-contact. Nevertheless, PT techniques analyze the thermophysical properties
by sensing thermal-wave �eld changes and thus are time consuming and optimally performing when
confocal optical systems are used which can be complicated and expensive.

3. Conclusions

Nondestructive stress-strain characterization is of fundamental importance in modern industry
for the early diagnosis of mechanical failure and prediction of safety issues. Many new nondestructive
testing methodologies for mechanical performance assessment of industrial manufactured parts have
been developed since the �rst application of X-ray tomography machines for industrial component
residual stress monitoring in the 1940s. This article has reviewed three categories of typical NDT /NDE
approaches which have their own unique features toward characterizing the stress-strain state.
The highlights and drawbacks of each method were discussed by reviewing the development history
and some results from state-of-the-art research. A brief summary is listed in Table 1 for each
testing method.

Table 1. Summary of popular stress-strain NDT /NDE methods.

Category Methodology Physical Field
System

Complexity
Contact/Non-Contact

Measurement
Range

Optical /radiative DIC Electromagnetic Low Non-contact Surface only
X-ray Electromagnetic High Non-contact Internal

Acoustic
Pure acoustic Elastic Low Contact Surface/internal

PA Thermoelastic Medium Semi-/total-noncontact Surface/internal

Thermal
SPATE Electromagnetic Medium Non-contact Average
PTMR Electromagnetic Low Non-contact Surface/internal

In future, the following points should be considered to further boost related technologies and
in-�eld applications:

Stress-strain imaging and distribution reconstruction.Until now most reports on mechanical
measurements are based on simple loaded state con�gurations such as hydrostatic or uniaxial
loading. Unfortunately, they are insu � cient for dealing with real-world stress-strain conditions.
New mathematical modeling and numerical approaches should be sought to develop in-�eld and
quantitative stress distribution analyses.

Involvement of arti�cial intelligence (AI) and big data (BD) technologies in NDT.Multiphysical interfaces
allow inputs of data from di � erent physical �elds. This approach incorporates advantages of various
processes and can bring to bear testing of di� erent properties such as thermal, optical, elastic etc.
More data may be generated from a single group of tests and provide more powerful assistance in
industrial applications. AI and BD technologies such as deep-learning and machine-vision enable
automatic and massive data analysis with reliable and quantitative outputs. They are also useful for
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diagnosing components of irregular shape and dimension. Pioneering works that treated cylinders,
spheres, corners and wedges etc. can be found in [103–107].
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Abstract: This study investigates the possibility of inducing damage diagnosis capabilities in carbon
�ber reinforced polymer composite slabs using custom-built integrated sensors and conventional,
a� ordable equipment. The concept utilizes magnetoelastic strips integrated via 3D printing procedures
in composite slabs. Under external mechanical loading, the strip magnetization changes due to the
magnetoelastic phenomenon. Accordingly, electrical signals may be passively induced in conventional
reception coil circuits placed at a distance from the slab. Since these signals quantify the vibrating
slab's response, which is a� ected by the slab's structural integrity, damage may be detected when
speci�c signal characteristics change. Two main issues are examined, namely the ability of receiving
meaningful (with respect to noise) electrical signals from the built-in strips despite their contact-less
passive reception, and the potential of diagnosing damage using such signals. Hence, slabs of
various sizes and levels of structural damage (notches) have been vibrated at di� erent frequencies
and amplitudes. Treating the experimental data from integrated strips by applying the proposed
processing framework allows for calculating eigenfrequencies sensitive to occurring damage (and its
severity), as veri�ed by �nite element models of the vibrating slabs. Accordingly, damage may be
detected and evaluated via the currently proposed experimental testing and analysis framework.

Keywords: damage detection; damage assessment; smart sensor; magnetoelastic strip; 3D printing;
additive manufacturing

1. Introduction

In the past decade considerable advances have been made in the technology of rapid manufacturing.
Not only have the techniques per se evolved, but the range of available materials for the so-called
3D printing technologies (or additive manufacturing) has also widened [ 1]. Numerous works in the
literature already refer to the next level of meta-structures which can be designed and manufactured
under the provocative term “4D printing”, referring to materials and structures with time-dependent
response or geometry [2]. Another interesting feature of the wide range of additive manufacturing
technologies is that sensors may be easily incorporated within the layered structure during its building
phase, resulting in smart systems, i.e., objects with built-in sensing capabilities [ 3]. Several review
articles (see [4,5] for typical examples) classify such smart systems according to their manufacturing
process, operating principle, and /or functionality. Di � erent types of sensors, e.g., optical for interactive
devices [6], or embedded wires for capacitive sensing applications [ 7,8] have been suggested as
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potential smart systems. Mechanical strain sensing via various incorporated sensors in 3D printed
systems has also been proposed [9–11]. Magnetite /thermoplastic composite in 3D printing as direct
replacements for commercially available �ow sensors [ 12], or custom-built devices (whiskers) with
built-in magnetostrictive materials for speci�c �ow measuring applications [ 13] have been successfully
manufactured. Magnetic force sensors [14], or devices for sensing human tactile force and imperceptible
skin deformation due to heart pulses [ 15] for biomechanical applications are reported as feasible
options for 3D printed smart objects. Speci�cally, some applications related to stretchable sensors for
biomedical purposes are also reported in [16].

On the other hand, several custom-built sensors designed to monitor structures for damage
diagnosis purposes, have been proposed over the recent years, for instance [17–22]. Such sensors are
mostly designed to be patched onto the structure, so that the sensing element such as, �ber bragg
gratings [18,19], magnetoelastic strips [21], and PZT impedance [22] or MFC (macro-�ber composite)
transducers [23] to name but a few, could measure speci�c dynamic properties of the structure
under vibration.

Magnetoelastic sensors have been under intense investigation for many applications in the past
decade. Since they react to changes in imposed mechanical strain, by changing their magnetic constant,
they can be used as wireless and passive sensors at the same time. Magnetoelastic sensors are usually
made by rapid melt quenching, in the form of amorphous ferromagnetic ribbons. Most members of this
family are iron-rich alloys, such as the well-known Fe 40Ni 38Mo4B18 marketed under the commercial
name Metglas® 2826 MB. The authors have successfully used this material as a damage sensor for
polymers and composite systems [21] and have gathered considerable experience in sensor application,
data gathering, and processing over the last years. A main advantage of such sensors against all other
types of relevant devices is that they require no wiring, electrical nor optical, and can be interrogated
wirelessly and in a passive state.

In general, the sensor is carefully con�gured in order to interfere as little as possible with the
monitored structure's dynamics. Therefore, the sensor weight and volume are kept as low as possible,
meaning that in some cases even thermal-spraying techniques to achieve deposition of sensing element
(copper electrodes) onto the structure [24] may be used. A notable exception to this rule is found in [ 25],
where the sensor placed on the structure is deliberately chosen of considerable weight so as to change
at will the underlying dynamics.

In general, 3D printing procedures have been used for the sensor's construction [ 17] or the
integration of the necessary circuitry /devices in order to facilitate operation of laser displacement
sensors [20] or MFC sensors/transducers [23]. In other words, the 3D printing process has very often
served as a means of facilitating the sensor's construction process, or it's mounting onto a given
structure and its e� ective operation, but it has rarely been used for manufacturing a structure with a
sensing element integrated within.

The aim of the current study is to use the additive manufacturing principle for integrating sensing
elements in a structure during its 3D printing process, and to diagnose structural damage based on
data from these built-in sensing elements and conventional, a � ordable equipment. The considered
structures are carbon �ber reinforced polymer (CFRP) composite slabs of di � erent dimensions, which
incorporate magnetoelastic strips acting as sensing elements under external slab loading. Then, due to
the magnetoelastic phenomenon, such loading lead to changes in the strip's magnetization, which
causes the induction of electrical signals in conventional reception coil circuits placed at a distance
from the slab. Since these signals quantify the vibrating slab's response (itself depending on the slab's
structural integrity) damage is detectable when changes of speci�c signal characteristics (selected
eigenfrequencies) occur. Even if, at times, this detection principle may prove not very practical to use,
it is a traditional approach for structural health monitoring purposes, as it can be sensitive to even
small damages [25].

This detection principle has also been used in a recent study [26], which features a similar
operational and testing concept to that proposed in the current work, but for the important detail of

122



Appl. Sci.2020, 10, 1029

the magnetoelastic sensing material being attached onto (rather than integrated within) the structure.
Due to this critical di � erence, two main issues must be dealt with, namely the possibility of recording
meaningful (with respect to noise) electrical signals from the built-in strips despite their contact-less
reception, and the potential of diagnosing damage using such signals. Therefore, slabs of various
dimensions and damage levels have been vibrated at di� erent frequencies and amplitudes. Via a
dedicated test data processing framework along with �nite element method (FEM) analysis, it is
shown that magnetoelastic strips integrated within the material structure may successfully act as
passive embedded sensors, transmitting meaningful signals during mechanical loading and providing
qualitative and quantitative damage diagnosis results.

The rest of the paper is organized as follows: Section 2 presents the 3D printing process of CFRP
slabs with the integration of sensing elements, and the testing protocol used for the experiments.
In Section 3, the experimental data along with the relevant framework for data analysis and validation
via FEM are shown. Based on this framework, damage detection and assessment results are obtained
and commented upon. Finally, Section 4 presents some concluding remarks.

2. Materials and Methods

2.1. Slab Preparation by 3D Printing

A reprap project series clone model of a 3D printer (CTC i3, Zhuhai Electronic Ltd, Zhuhai City,
Guangdong, China) operated by an Arduino ® controller, was used to prepare the slabs. The printer
operated in Fused Deposition Modeling (FDM) mode, had a single nozzle (diameter of 0.4 mm)
and used a 1.75 mm polymer �lament. The �lament was a short carbon �ber reinforced PET-G
polymer composite by 20 wt% (NEEMA3D — Carbon: plus) of NEEMA3D —, Petroupolis, Greece.
The �lament had a Young's modulus of E = 3800 MPa and a yield strength of 52.5 MPa according to
the manufacturer's speci�cations.

Rectangular slabs of 60� 12 � 3 mm3 (hereafter referred to as type-A slabs) were prepared by
means of the FDM printer, which was paused once the desired layer height was reached, so as to allow
for attaching the 2826 MB Metglas® magnetoelastic (20� m) strip of 25 � 5 mm2 (kindly donated by
Prof. D. Kouzoudis, University of Patras). The magnetoelastic strips were attached to the desired depth
by means of an epoxy adhesive. Subsequently, the magnetoelastic strip was covered by successive
material layers until obtaining the �nal slab thickness (Figure 1). In this way, one set of type-A slabs
with “hidden” built-in magnetoelastic strip sensors, hereafter referred to as M-sensors, was prepared.
Again, another series of type-A slabs without magnetoelastic strips (type-A blanc) was also prepared
for testing purposes.

�•

 
Figure 1. Smart slab preparation showing the strip of magnetoelastic 2826 Metglas® ribbon material
and two views of the carbon �ber PET-G layers ( a) during the process of ribbon ( b) integration.
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Two sets of larger slabs of 150� 25 � 3 mm3 were also prepared for the testing and may be seen in
Figure 2. As seen in Figure 2, the magnetoelastic strip was placed inside the specimens during the 3D
printing procedure, at heights of h = 1.15 mm for specimen's type A and h = 1.75 mm for specimen
Types B and C, with respect to the specimen's total thickness, measuring from the bottom of the slabs.

 

��

��

��

�•

Figure 2. The three main slab types tested with built-in M-sensor. Type-A, -A blanc: slabs for DMA
testing, Type-B: slabs for high-amplitude vibration, Type-C1, -C2: notched slabs for damage diagnosis
with one (-C1), or two (-C2) notches at points a, b. Arrows on the left sides of slabs denote neutral axis
in bending levels.

The �rst set involved M-sensor slabs (hereafter referred to as type-B slabs) and the series contained
arti�cially damaged M-sensor slabs with one or two transverse notches (hereafter referred to as type-C1
or -C2 slabs, respectively), made with a diamond saw and featuring a depth of 1.5 mm.

Not that preparing two di � erent slab sizes (type-A and type-B/-C1/-C2) was necessary because of
technical limitations imposed by the testing procedures, as explained in the next subsection. Details on
the objectives to be achieved and the testing protocol are given in the following subsection.

2.2. Experimental Procedures

Successful M-sensor operation depends on achieving two objectives:

� O1: That meaningful (with respect to noise) electrical signals passively emitted from M-sensors
could be generated/recorded, and

� O2: That the analysis of recorded signals could provide damage detection and assessment
(diagnosis) results, especially at high amplitude /low frequency vibrating operation.

The reason for focusing on high amplitude /low frequency operation in O2 is because both
objectives were achieved in a high frequency/low amplitude vibrating context [ 21], even though the
magnetoelastic strip was attached on the surface of the vibrating slab. Nonetheless, objective O1
was checked under all frequency—amplitude combinations, simply to ensure that the slabs with
built-in strips do operate as sensors under such conditions. Two testing procedures have been used for
checking whether O1 and O2 were achievable:

� P1: The procedure simulated high frequency and low amplitude operational conditions, typical
of systems with fast dynamics and involved type-A slabs both in M-sensor and blanc (type-A
blanc) forms. Testing was performed on a Dynamic Mechanical Analyzer (DMA Q800) of
TA—Instruments (Figure 3), which led to choosing the speci�c dimensions of type-A slabs. Slabs
were subjected to three-point dynamic bending under a linear frequency scan of 1–100 Hz @ RT
and at v = 25 � m constant static de�ection. Electrical signals created by induction to the remote

124



Appl. Sci.2020, 10, 1029

interrogation coil (placed at 20 mm from the slab) were recorded by PioneerHill-Spectraplus ©
Software for Data Acquisition at 4096 Hz via a PC-Soundcard 3.5 mm jack. Comparing signals
from type-A and -A blanc slabs allows for validating whether the hidden magnetoelastic material
could provide sensing capabilities to the (otherwise passive) slab.

� P2: The procedure involved series of type-B and -C1, -C2 slabs, �xed as cantilevers (Figure 4).
The free end su� ered a load of quasi-sinusoidal form with frequency f = 4 Hz, mean value equal
to 12.5 mm and amplitude d = 12.5 mm. In other words, the free end featured de�ections between
0 and 25 mm, applied via a custom-built mechanical exciter, which allowed for using a (larger
than type-A) size of type-B /-C1/-C2 slabs. Hence, low frequency and high amplitude operational
conditions typical of systems (structures) with slow dynamics were simulated. Electrical signals
created by induction to a low-cost interrogation coil (Vishay IWAS) placed at 20 mm from
the vibrating slab's end, were recorded via a conventional digital oscilloscope at 200 KHz.
C comparing signals from pristine (type-B) or damaged (-C1, -C2) slabs should conclude on the
existence of frequency shifts and ensure that damage diagnosis results could be obtained using
the M-sensor concept.

 
(a) (b) 

Figure 3. (a): DMA oscillation of smart type-A and -A blanc slabs. ( b): Response of type-A, and A
blanc slabs (in V) versus time.

 
(a) (b) 

Figure 4. (a): Single cantilever arrangement for testing type-B, -C1 and -C2 slabs. (b): Response of
type-B and -C2 (the most damaged) slabs (in V) versus time.
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Note that the coil distance of 20 mm from the slab was de�ned by a trial-and-error process,
and corresponds to the maximum distance for recording a meaningful signal with the given set up.
Obviously, placing the coil very close (or onto) the surface should provide better signal recording
capabilities, but it would undermine the practical aspects of the concept and could induce sensitivity
to the “lift-o � ” e� ects noted, for instance, in applications based on Eddy currents. All recorded signals
were analyzed with respect to their power spectra, estimated via the Welch method (usually coded in
various software packages such as MATLAB® ) with results presented in Section 3.

2.3. Finite Element Method Analysis

For achieving objective O2, the eigenfrequencies of type-B, -C1 and -C2 slabs involved in testing
should be experimentally computed, and compared to their corresponding theoretical values. The latter
were computed via FEM analysis, thus enabling to model and study complete type-B, -C1 and -C2
slabs, meaning that the magnetoelastic sensor (type-B), or even notches (-C1 and -C2 slabs) were
incorporated. FEM COMSOL Multiphysics 5.4 software was used to model the process and compute
the eigenfrequencies and mode shapes of the cantilever slabs with point loading (see Section 3.2).
Free tetrahedral and boundary triangular elements were selected for meshing. Mesh size was selected
as �ner, because extremely �ner meshes did not have a signi�cant e � ect on the results. The required
number of elements for meshing was found equal to 166.301 in total, while minimum element quality
was set to 0.05. In all cases, the computations employed second-order polynomials.

3. Experimental Results and Analysis

3.1. Testing for Meaningful Signals with Respect to Noise (O1)

As described in Section 2.2, the DMA testing provided a conventional, yet rigorous means of
testing whether the objective O1 is achievable. The procedure P1 involved a relatively high vibration
frequency peak of 100 Hz and low vibration amplitude of 25 � m de�ned in the DMA operational
settings. Two type-A blanc and two -A slabs were initially tested in dynamic three-point bending see
Figure 3a. Typical responses of one type-A and one -A blanc in form of electrical signals (in V) versus
time are presented in Figure 3b. Obviously, based on the time plot alone, no quantitative distinction
(for instance, di � erences on signal variance or mean) between signals from type-A and -A blanc slabs
may be noted. This behavior is not unreasonable, because the external mechanical loading cannot
generate signi�cant electrical power by means of the magnetoelastic phenomenon. Consequently,
when similar passive techniques (i.e., no excitation on the reception coil) are utilized, one should at best
expect qualitative rather than quantitative changes in the signals recorded. In other words, the spectral
characteristics of such signals should be analyzed.

Figure 5 presents the power spectra corresponding to response signals from two type-A blanc and
two A slabs showing clear di � erences. The insets show signi�cant spikes at around 740 and 1220 Hz
for signals from the two type-A slabs (red and green lines, respectively). At these frequencies, at least,
there is a visible contribution from the M-sensor, superseding the e � ects of other phenomena (noise
and so on). The latter show up as an output response signal on the coil even when a type-A blanc slab
is tested.

Furthermore, in view of Figure 5, note that the slab excitation takes place at frequencies up to
100 Hz, yet the slab response shows mainly frequency content (harmonics) at higher frequencies (740
and 1220 Hz). The explanation may be two-fold. First, Figure 5 suggests that, at low frequencies (up to
200 Hz), a type-A slab actually produces a signal which has insigni�cant frequency content, barely
distinguishable from parasitic noise. At higher frequencies and especially at 740, 1220 Hz, or more,
the magnetoelastic strip seems to be generating a signal with more signi�cant frequency content.
This lack of sensitivity might be alleviated if a more e � cient (and, thus, expensive) coil was used,
but this would compromise one of the main goals of this work, namely performing damage diagnosis
via conventional, a � ordable solutions. Second, there is the possibility of the vibrating slab behaving in
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a nonlinear manner. External loading of the slab at a given frequency produces a response signal with a
shift of that frequency (and its harmonics), see Ch. 5 in [ 27]. Even though it is not trivial to state which
explanation is valid, the fact is that, at a speci�c frequency band, the M-sensor can provide a signal
qualitatively di � erent than that recorded by vibrating type–A blanc slabs, thus achieving objective O1.

Figure 5. Power spectrum of response of two type-A (in green and red) and two -A blanc (in dark grey
and black) slabs tested following procedure P1. Evidence that the hidden strip acts like a sensor are
given in insets.

3.2. Testing for Damage Detection Capabilities (O2)

Section 2.2 described the second objective (O2) which should be achieved by following the testing
procedure P2, namely that of obtaining signals useful for detecting and assessing (diagnosing) damage
in the corresponding slabs, especially for vibrations of low frequency and high amplitude.

Procedure P2 was applied to three type-B slabs (pristine condition), two type-C1 slabs (thus, involving
one notch), and two more -C2 slabs (with two notches-see Figure 2). Testing involved vibrating the free
slab end at 4 Hz, with mean value of 12.5 mm and amplitude of 25 mm, with the response signals (as
generated by the reception coil) recorded at 200 KHz via a conventional oscilloscope. Even though the
sampling frequency is larger than those used in traditional structural monitoring systems, it is by no
means unobtainable, since no particular exotic equipment solutions are needed.

Figure 6 shows the power spectra of the signal responses from the type-B slabs, with insets
presenting frequency regions with the largest spikes from test data of at least two out of the three
type-B slabs tested. From tests with type-A (see Section 3.1), it was deduced that an M-sensor slab
provides meaningful signal (with respect to its frequency content) at high frequencies. At the same time,
a convenient fact is that small damage may be quite clearly indicated at higher modes of vibration [ 25].
Hence, one should check whether the spikes noted in Figure 6 actually correspond to eigenfrequencies,
so that they could be used for damage diagnosis purposes. Therefore, the FEM analysis described in
Section 2.3 was carried out.

Figure 7 presents indicative results of type-B, -C1 and -C2 slabs for two frequency ranges (around
47,000 and 90,000 Hz). These plots resulted from the �nite elements modal vibration analysis and show
the eigenfrequencies and eigenmodes of the combined structure (slab and ribbon) at two signi�cant
frequencies noted in signal power spectral analysis (Figure 6). As seen, type-B slabs show quite di� erent
behavior to that of type-C1, -C2 slabs for both frequency bands. The results from eigenfrequencies
determination for a type-B (among others) slab are presented in Table 1 and compared with those
resulting from Figure 6, whereas their percent error is also shown. Interestingly, the six largest spikes
in Figure 6 are at frequency values extremely close to the eigenfrequencies of type-B slabs. The percent
error shown in Table 1 is almost insigni�cant, except for the lowest eigenfrequency at 4982.4 Hz, where
it reaches almost 5%. This is in agreement with �ndings of type-A slab testing (Section 3.1), where the
M-sensor's output frequency content was signi�cant mainly at higher frequencies. So, �nite element
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modal analysis has con�rmed the values of signi�cant eigenfrequencies of the specimens as detected
in the experimentally obtained signals.

 

Figure 6. Power spectrum of response of type-B slab tested following procedure P2. Evidence that the
hidden strip acts like a sensor providing speci�c eigenfrequencies are given in the insets.

(a) (b) 

(c) (d) 

(e) (f ) 

(g) (h) 
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Figure 7. FEM setup and results: (a) Fixed constraints; (b) mesh., Displacements (mm) (c), (d) type-B at
47,402 and 89,994 Hz; (e,f ) type-C1 at 47,253 and 90,038 Hz; (g,h) type-C2 at 47,017 and 90,064 Hz.
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Table 1. Eigenfrequencies of type-B, -C1 and -C2 slabs as determined by the solution of the �nite
elements model compared with the ones picked up in signal power spectra.

FEM Eigenfrequencies in Hz for
Indicated Slab: (I)

Power Spectra Eigenfrequencies
in Hz for Indicated Slab: (II)

Absolute Value of % Error:
abs{(I)-(II)} /(I)

-B -C1 -C2 -B -C1 -C2 -B -C1 -C2

4982.4 4986.9 5158.5 5235 5230 5233 5 5 1.4
20,389 20,373 19,985 20,142 20,140 20,140 1.2 1.1 0.8
34,804 34,798 35,257 34,868 34,865 34,868 0.2 0.2 1.1
47,402 47,253 47,017 47,553 47,555 47,555 0.3 0.6 1.1
65,038 65,007 65,061 64,898 64,900 64,895 0.2 0.2 0.3
89,994 90,038 90,064 90,135 90,133 90,133 0.2 0.2 0.1

This result could be anticipated, even without the FEM analysis. In fact, every realistic
implementation of a quasi-sinusoidal excitation would trigger harmonics in the response signal,
with their magnitude in the signal power spectrum following a decreasing trend with growing
frequency values. On the rare occasion of spikes actually becoming larger with growing frequencies,
one may start thinking of such harmonics being close to eigenfrequencies of the tested structure.

Figure 8 shows the power spectra of the signal responses from two type-C1 and another two type-C2
slabs. Power spectra of signals from type-B slabs are also presented for comparison. Considering the
6 largest spikes (as for the case of test data from type-B slabs), it results that type-C1 and -C2 slabs
show spikes at approximately the same frequencies as type-B slabs (see Table 1) except for the spikes at
50,110 Hz and 40,090 Hz.

, , , , , ,

��

Figure 8. Power spectrum of response of type-C1 and -C2 slabs tested following P2 (type-B shown for
comparison): Hidden strip acts as a sensor and damage causes spikes at 40 and 50 KHz (see insets).

These values were also cross-validated via FEM analysis: Eigenfrequencies at the region of 50 KHz
were computed at 49,545 Hz and 49,946 Hz for -C1 and -C2 slabs, respectively. Again, as observed at
the region of 40 KHz, eigenfrequencies equal to 39,936 Hz and 40,088 Hz were computed for -C1 and
-C2 slabs, respectively. In all cases, the percent errors of the experimentally obtained (via power spectra)
eigenfrequency values with respect to those computed via FEM analysis are extremely small. In both
cases, the spike occurrences indicate alterations in structural condition, because at these frequencies no
signi�cant content was present in signals from pristine slabs (see also Figure 6). Note that in many
other (mainly lower) frequency areas, one may �nd circumstantial evidence of spikes associated to
signals from some but not all damaged slabs, in some cases somewhat undermined by noise. Hence,
such frequency areas have been systematically disregarded, in favor of frequency bands where a
selected number of the most prominent spikes may be clearly denoted.
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There is also evidence that the damage level (one or two notches) may lead to spikes of di� erent
amplitude, since at both frequency ranges of interest (around 40 and 50 kHz), -C1 slabs feature power
spectra with larger spikes than those from -C2 slabs. The analysis in [28] (speci�cally in Ch. 10),
proposes an estimation of the damping coe� cient from such plots, by associating spikes of narrower
angle (i.e., more abrupt) to lower damping for a given frequency.

The fact that, at both frequencies, the spikes from -C1 slabs (in red and dark red) have a slightly
narrower angle than those from -C2 slabs (in green and dark green) may indicate that damping slightly
increases with notches, as should theoretically be the case [25].

Hence, damage is de�nitely detectable by considering a number of the most prominent spikes of
the tested slab (mainly at higher frequencies) and comparing with the corresponding group of spikes
from pristine slabs. Currently, frequencies around 40 and 50 KHz seem suitable for detecting damage,
with occurrence of new spikes pointing to structural alteration (notches) of the tested slabs.

3.3. Testing for Damage Assessment (O2)

Even though detecting damage (notch) occurrence based on signals from testing with procedure P2
is de�nitely feasible, assessing the di � erent damage levels is less trivial. Recall that damage detection
proved possible at two frequency regions (40 and 50 KHz- see Section 3.2). At these regions, spikes
from signals associated to -C1 and -C2 slabs di� er only slightly. For an answer as to whether damage
level (one or two notches) may be assessed via P2, a �nal series of tests has been carried out. Four -C1
and another four -C2 slabs were tested following P2 and the associated power spectra were plotted in
Figure 9. Since four slabs of each damage level are available, ranges of spectrum magnitudes at 40
and 50 KHz for both damage levels may be formed. These ranges indicate the variation of spectral
magnitude for signals associated to slabs with one or two notches.
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Figure 9. Power spectrum of response of type-C1 and -C2 slab tested following procedure P2. Evidence
that the damage level is only slightly short of being detectable at 40 and 50 KHz is given in insets.

At both frequencies, an obvious trend for signals from more damaged (-C2) slabs having spectra
of lower magnitude than their counterparts from less damaged (-C1) slabs is obvious. Spectra from
-C1 slabs range between� 35.5 to� 40.5 dB at 40 KHz and � 26 to � 32.5 dB at 50 KHz. Spectra from -C2
slabs range between� 40 to � 43 dB at 40 KHz and � 32 to � 36.5 dB at 50 KHz. In both frequency areas,
there is one -C1 slab whose magnitude overlaps that corresponding to a -C2 slab. Hence, since most
of -C1 slabs have spectra of larger magnitude than those from -C2, procedure P2 provides indicative
(rather than de�nitive) answers on the damage level of the tested slab.

These conclusions are based on the (rather empirical) estimation of the magnitude of damping
values at each frequency found in [ 28]. Various approaches (for instance using dedicated equipment to
analyze mode shape) may help to characterize di� erences induced by the damage level to the slab
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vibration modes. In the current study, quantitative damping data have been obtained by the recorded
signals by investing e� ort in signal modeling procedures, as follows:

1. Response signals recorded by testing each -C1 or -C2 slab using procedure P2 were treated
as stochastic time-series sequences. This was quite realistic, since the recorded signals had
considerable noise due to electromagnetic parasitic phenomena related to the contact-less
recording principle. Furthermore, given that damage may be assessed by means of two frequency
regions (around 40,000 and 50,000 Hz), it was bene�cial to perform high-pass �ltering of the
raw signals, allowing for a lower number of frequency components to be modeled. One simple
means of doing so, was by di � erencing the raw signals (that is, forming the di � erences of each
signal value at instant t minus that at t � 1 for all t) as many times as necessary for e� ectively
undermining lower frequency (below 40 KHz) components. Naturally, a traditional high pass
�lter may also be applied. Here, the raw signals recorded from testing with -C1 and -C2 slabs
(with their spectral characteristics shown in Figure 9) were di � erenced six times, for obtaining
signals with insigni�cant frequency content below 40 KHz.

2. Each signal was modeled by means of stochastic output–only AutoRegressive representations
with constant coe� cients (CC-AR), identi�ed via standard algorithms. These may be coded in
various programming languages, or even be found in software packages such as MATLAB ® .

3. For each identi�ed AR representation, poles at 40 and 50 KHz were monitored with respect to
their damping. Characteristic changes in damping values (at these frequencies) between di � erent
data sets lead to damage assessment conclusions about the slabs generating these data.

The CC-AR representation is a standard yet e� ective means of modeling dependencies among
values of a stochastic sequence. The stochastic output-only CC-AR representation relating the current
(at time instant t) value of the modeled output signal to older ones has the following generic form:

y[t] =
LP

i= 1
� i �pi [t] + e[t]

e[t] � NID
�
0,� 2

e

� (1)

with t designating the normalized discrete time and y[t], e[t] the output and one-step-ahead prediction
error [or residual, assumed to be a zero-mean uncorrelated sequence with variance � 2

e signals,
respectively. The term NID (� ,� 2

e) stands for Normally Independently Distributed (with the indicated
mean � and variance � 2

e). The terms pi [t] are referred to as regressors and involve lagged output values
ranging from y[t � 1] up to y[t � ny], with ny designating the maximum value of lags admitted for
the signal y[t] in (1) (model order). The i-th regressor coe� cient is noted � i and has constant value.
For instance, a CC-AR representation designated asy[t] = 0.3�y[t � 1] + 0.7�y[t � 2] � 0.1�y[t � 3] + e[t]
has an order ny equal to 3 and is usually referred to as a CC-AR(3) model. Its regressor coe� cients are
� 1 = 0.3,� 2 = 0.7 and � 3 = � 0.1.

The objective is to identify the CC-AR representation, that is, to select the regressors pi [t] and
to estimate the associated coe� cients � i in order to most e � ectively represent the dynamics of the
considered signal. The identi�cation of CC-AR representation along with the estimation of coe � cients
� i are trivial procedures extensively presented in, among others, [ 21]. The interested reader may refer
to this work for details on determining the model order and estimating the coe � cients. Brie�y, a signal
is e� ectively modeled by a CC-AR( ny) representation if one determines the lowest ny value for which
the associated CC-AR(ny) model accurately describes the frequency content of the signal (by assigning
poles at those frequencies) and the residual sequencee[t] is uncorrelated. The latter means that the
values of e[t] for various t feature insigni�cant mutual dependencies, as checked by speci�c hypothesis
tests [21].

At this point, note that identifying models for fault diagnosis applications is a somewhat di � erent
task than performing identi�cation for purposes such as control, signal pre-whitening and so on.
For fault diagnosis, the identi�ed model should include poles with frequencies as close as possible to
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the peak locations (frequencies) of interest in the power spectrum plot. At the same time, the identi�ed
CC-AR(ny) model should have as few regressors as possible: Extra regressors (over-modeling) may
lead to fewer correlated residuals e[t] but tend to assign poles even at frequency spikes corresponding
to noise or other parasitic phenomena. Over-modeling should, thus, be avoided, as far as possible.

In the current case, these peaks of interest were located at 40 and 50 KHz. Ideally, the user should
determine the value range for ny, for which all associated identi�ed CC-AR( ny) models include poles
at the desired frequency peaks. In other words, one should plot CC-AR( ny) poles at each frequency as
a function of the corresponding value for ny (stabilization plot), and select a value range for ny leading
to obtaining poles at the desired frequency regions. At the same time, these CC-AR(ny) models should
produce residuals as uncorrelated as possible. Ideally, the model structure selected should have the
smallest ny of those in the range, thus avoiding any over-modeling issues.

In Figure 10a typical stabilization plot from a type-C1 test data and another from a type-C2 slabs
are shown. The considered values for ny ranged from 4 up to 180. With data from either -C1 or -C2
slabs, for ny � 80 the associated CC-AR(ny) models consistently assign poles at frequencies around 40
and 50 KHz. This means that for a given ny satisfying the condition ny � 80, there is always a set of
poles assigned to frequencies close to 40 KHz and another set for those close to 50 KHz. Hence, for the
selected value of ny, the relative di � erence of pole damping values at each frequency may provide
quantitative information on the damage level, exactly as when the power spectra of test signals are
(qualitatively) examined.

 
(a) (b) 

�Ã

Figure 10. Stabilization plots with `*' indicating poles at each frequency: ( a) type-C1 and (b) type-C2
slabs. For valuesny � 80, poles are consistently assigned at the monitored frequencies of interest
(around 40 and 50 KHz).

Four such models have been identi�ed on data from type -C1 slabs. Another four CC-AR(80)
models have been identi�ed on data from -C2 slabs. As shown in Figure 11a, all eight models feature
poles located at the frequency band of interest (around 40 and 50 KHz). The autocorrelation coe� cients
of CC-AR(80) residuals computed with test data from one -C1 and one -C2 slabs (with an indicative
case shown in Figure 11b) appear uncorrelated, since they are located in-between the dashed lines
designating statistical limits at the 5% risk level (see [ 21]). Then, clearly a CC-AR(80) representation is
an adequate compromise for modeling test data from -C1 and -C2 slabs.

The pole-zero maps of these eight CC-AR(80) models in Figure 11a show that at 40 and 50 KHz
there is one group of four poles associated to models identi�ed on data from -C1 slabs (red crosses)
which slightly overlaps another group of four poles associated to -C2 slabs (green crosses). It is,
thus, obvious that it is not possible to completely distinguish between the two groups, due to the
small overlap.
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Figure 11. (a): Pole-zero maps in the complex Im-Re plane of CC-AR(80) models with red crosses
associated to poles corresponding to -C1 slabs and green crosses associated to poles corresponding
to -C2 slabs. (b): Autocorrelation plots indicating uncorrelated CC-AR(80) residuals (values mostly
in-between the dashed limits) for one signal from -C1 and another from -C2 slabs.

However, it is also obvious that the poles associated to -C2 slabs (green crosses) have larger
damping than that from poles associated to -C1 slabs (red crosses). This stems from the fact that
the green crosses are closer to the dashed damping line (designating region of poles with damping
coe� cient equal to 0.1) than the red ones. In fact, damping of poles at 40 KHz ranges from 0.0389 to
0.0458 for -C1 slabs and from 0.0436 to 0.0508 for -C2 slabs. Damping of poles at 50 KHz ranges from
0.012 to 0.0272 for -C1 slabs and from 0.024 to 0.037 for -C2 slabs. These conclusions are identical to
those resulting from the analysis based on the power spectral magnitude plots, presented above.

Moreover, tests with ny values up to 130 were also attempted only to �nd that, even for such
high values of ny, the values in the damping of poles corresponding to -C1 and -C2 data respected the
same relative order. Poles from -C1 consistently featured higher damping than those from -C2 slabs.
Hence, if the relative order in damping values of poles resulting from slabs with di � erent damage is
monitored, then procedure P2 is able to provide quantitative indications about the level of damage in
the tested slabs. Accordingly, the objective O2 was deemed as achievable, if only partly with respect
to damage assessment. It is expected that �ne-tuning P2 (or dropping the a � ordability condition by
investing in high-tech equipment) should lead to smaller amplitude ranges for the power spectra of
signals, thus achieving easier distinction of damage levels.

4. Conclusions

This study proposed a methodology for manufacturing smart slabs with embedded magnetoelastic
sensors aiming at providing damage diagnosis capabilities with conventional, a � ordable equipment.
Successful application of the proposed damage diagnosis concept requires that the smart slab must
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be under continuous monitoring, with the latter starting for a slab in perfect operational condition.
Comparisons of experimental data over time will then detect and evaluate any occurring damage.
The concept considered magnetoelastic strips integrated via 3D printing procedures in CFRP slabs.
During the two testing procedures proposed, the smart slabs emitted (in a passive manner) electrical
signals under vibration loading. These signals were received in a contact-less manner by conventional
low-cost reception coils. The analysis of the power spectra of these signals validated the sensing
concept, since they allow for computing the slab eigenfrequencies at high frequency regions. Such
frequencies may thus be monitorable by combining conventional oscilloscopes, low-cost coils along
with extensive analysis of the signal involved. Furthermore, it was shown that damage occurrence
in slabs caused spikes in speci�c (high) frequency areas of the signals, and that following a speci�c
signal modeling procedure, quantitative indications for assessing damage severity could also be found.
Future work is underway to extend the concept from the current basic state (of a cantilever setup
su� ering from notches) to damage diagnosis cases of actual structural components. These include
specimens of larger dimensions, implemented in representative to real-life structures, su � ering from
various damage pro�les such as cracks, delaminations, and so on.
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Abbreviations

The following abbreviations are used in this manuscript:

AR autoregressive representation (model)
CC-AR autoregressive representation with constant coe� cients (model)
CFRP carbon �ber reinforced polymer
DMA dynamic mechanical analyzer
FBG �ber bragg gratings
FEM �nite element method (model)
FDM fused deposition modeling
Hz Hertz
M-sensor specimen with integrated magnetoelastic strip acting as integrated sensor
MFC macro-�ber composite
MPa mega Pascal
NID Normally Independently Distributed
O1 objective 1 (Section 2.2)
O2 objective 2 (Section 2.2)
P1 experimental procedure 1(Section 2.2)
P2 experimental procedure 2(Section 2.2)
PC personal computer
PET-G polyethylene terephthalate glycol
PZT piezoelectric transducer
type-A slab of 60 � 12 � 3 mm3 with integrated Metglas ® ribbon
type-B slab of 150� 25 � 3 mm3 with integrated Metglas ® ribbon
type-C1 slab of 150� 25 � 3 mm3 with integrated Metglas ® ribbon and one notch
type-C2 slab of 150� 25 � 3 mm3 with integrated Metglas ® ribbon and two notches
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Abstract: This paper proposes a novel stress measurement method using the acoustoelastic e� ect
of surface wave to estimate the stress of a homogeneous material plate with orthogonal anisotropy,
in which the surface wave velocities are measured in three di � erent directions before and after
loading stress. The e� ectiveness of the proposed method was veri�ed by numerical simulations and
experiments. For the simulations, the surface wave velocities in three directions were obtained from
a conventional perturbation model for weak anisotropic materials. The simulation results showed that
the stress estimation error was less than 3% for an anisotropic rate up to 2% under stress conditions
up to 90 MPa. Two specimens were prepared for the experiments, one was almost isotropic and
another that had a relatively larger anisotropy rate of 2.6%. Then, the stresses loaded by a tensile
test machine were estimated. The results showed good agreement with the given stresses for both
specimens. These results con�rm that the proposed method can be applied to estimate the surface
stress state in anisotropic material plates. The proposed method is simple, practical, and is expected
to be useful for monitoring changes of surface stress before and after machining such as the punching
or bending of plate.

Keywords: acoustoelastic e� ect; stress estimation; surface waves; weak anisotropy material

1. Introduction

Monitoring of applied or residual stress is important for quality control of industrial parts
manufacturing and health management of structures. The conventional methods of measuring
stress include mechanical methods such as hole-drilling and nondestructive techniques such as X-ray
di � raction (XRD) and acoustoelastic method. However, mechanical methods are complicated and not
suitable for online monitoring. X-ray di � raction has the disadvantage of being harmful to the human
body and requires separate pretreatment of the specimen. Unlike these approaches, the acoustoelastic
method is harmless and has advantages that it can be applied to real products without pre-treatment
and it is suitable for online monitoring.

The acoustoelastic method utilizes the propagation velocity of an elastic wave, which changes
with the stress state of a medium [ 1]. The acoustoelastic e� ect appears in all kinds of ultrasonic
waves including longitudinal, transverse and surface waves. For many applications, however, surface
stresses are needed and in this case, surface waves are suitable since they only penetrate to a depth
of approximately one wavelength. In addition, the transmitter and receiver of the surface waves are
located on the same plane so that it is possible to perform inspection using only one side. Furthermore,
it is not necessary to know the exact thickness of the applied object to measure the wave velocity.
These features enhance the application of surface waves in the �eld. Accordingly, various studies on
stress estimation using acoustoelastic e� ect of surface wave have been conducted. In particular, many
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studies have been carried out to analyze stresses in weld [2] or rail specimen [ 3,4]. In those studies,
however, the direction of the dominant stress is already known, so it is only possible to determine the
presence of the stress or to estimate the stress in the known direction of the dominant stress.

Meanwhile, there is also a method using longitudinal critical refraction (Lcr) waves, which have
advantage of high sensitivity to stress [ 2,5]. However, the Lcr wave is only applicable in contact
manner because it uses the critical refraction at the contact interface between the wedge and the test
object. On the other hand, surface waves are easy to extend in a non-contact manner such as laser
ultrasonic technology.

Early studies regarding the acoustoelastic e� ect of surface wave were conducted to identify the
linear relationships between stress and surface wave velocity in isotropic material [ 6,7]. However,
even if a material is initially isotropic, changes of the micro-structure occur during material production
and processing, which may result in anisotropic properties. In this case, no matter how weak the
anisotropy is, the use of the isotropic theory causes a large error in stress estimation and therefore
cannot be applied.

Only a very limited number of studies have investigated on the acoustoelastic e � ect in anisotropic
material. Delsanto et al. [8] and Mase and Delsanto [9] proposed a model that separates the contribution
of the anisotropic e� ect and the contributions of the acoustoelastic e� ect to evaluate how the surface
wave velocity changes from the isotropic state when a stress is applied in a weakly anisotropic material.
Although, this method has not been experimentally veri�ed, it is worthwhile to analyze the e � ect of
anisotropy. However, it is very inconvenient for actual application, because it is necessary to know
in advance how the actual elastic modulus of the material di � ers from the isotropic elastic modulus
before the stress is applied. Another study by Thompson et al. [ 10] proposed a general solution for
plane wave propagation in a symmetry plane of an orthorhombic, biaxial stressed anisotropic material.
However, it does not provide a direct solution to the case of using surface waves. Additionally, it is
necessary to know the direction of anisotropy in advance, which leads to an inconvenient step of
measuring the shear wave velocity in many di � erent polarization directions.

In this study, we propose a simpler and more practical method for estimating surface stress using
the acoustoelastic e� ect of surface waves in a plate that has orthogonal anisotropy on its surface. In the
proposed method, we modi�ed the isotropic theory, in which the rate of change of surface wave
velocity according to the stress is expressed using two acoustoelastic coe� cients, two principal stresses
and the angle between the principal stress and the wave propagation direction. The di � erence between
the proposed method and isotropic theory is that in isotropic theory, the surface wave velocity at the
unstressed state is constant regardless of the propagation direction, while in the proposed method it is
dependent on the propagation direction due to anisotropy.

Proposed method can estimate not only magnitude but also direction of principal stress by
measuring the rate of change of the surface wave velocity in any three directions before and after stress
is applied, which does not require any information of stress direction in advance. The requirement to
measure the initial surface wave velocities in three directions before stress is applied also will not be
a problem at all in the comparison of the stress states before and after the machining such as punching
or bending. Furthermore, this method is very simple and practical compared to the previous methods
of Delsanto et al. [8] and Thompson et al. [ 10]. Since there is no need to pre-measure the directional
elasticity of the material, or pre-check the direction of anisotropy. In addition, this approach requires
measuring only the surface wave velocities in any three directions before and after the stress is applied.

For veri�cation of the proposed method, numerical simulations were performed. For the
simulation, we generated the surface wave velocity data with respect to the propagation direction using
Delsanto's model for several typical cases when both anisotropy and stress exist. We then analyzed the
error that occurs when the stress is estimated by the proposed method using this data. In the simulation,
three di � erent combinations of the anisotropy direction, principal stress direction and measurement
direction, and two di � erent stress states, uniaxial stress and biaxial stress, were evaluated.
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To verify the proposed method experimentally, stresses applied by a tensile testing machine
were estimated by measuring the surface wave velocities in three directions. The experiments were
carried out for two types of aluminum plates, one nearly isotropic and one with relatively greater
anisotropy. Two specimens were prepared for each type where one was used for the measurement of
the acoustoelastic coe� cients and the other was used for stress estimation. Stress up to 90 MPa was
applied and the performance of stress estimation was veri�ed by comparing the estimated stress with
the applied stress.

2. Theory

2.1. Stress Estimation Method in Isotropic Material

The acoustoelastic e� ect of surface wave in isotropic materials is expressed as follows,

V� � VR

VR
=

K1 + K2

2
(� 1 + � 2) +

K1 � K2

2
(� 1 � � 2) cos 2� (1)

which represents the relationship between the surface wave velocity change and the principal
stresses [9]. Here, VR is the reference velocity of the surface wave in the unstressed state,V� is the
surface wave velocity in the stressed state in the � direction, and � is the angle between the surface
wave propagation direction and the principal stress � 1. � 1 and � 2 are principal stresses, andK1 and K2

are the acoustoelastic coe� cients.
The acoustoelastic coe� cients K1 and K2 represent the linear proportional coe � cients between

the velocity change rate and stress when the surface wave propagates in the stress direction and in the
direction perpendicular to the stress direction under the uniaxial stress condition, respectively. That is,
when � 1 = � and � 2 = 0, the coe� cient can be expressed as follows:

K1 =
V0 � VR

VR

1
�

(2)

K2 =
V90 � VR

VR

1
�

(3)

where, V0 is the surface wave velocity in the direction of stress and V90 is the velocity in the direction
perpendicular to the stress.

To determine the three terms (� 1, � 2, � ) in Equation (1), three-directional surface wave velocities
can be used. As an example, using the velocities in the three-directions with a 45 � di � erence, as shown
in Figure 1, the following three equations can be obtained.

V� � VR

VR
=

K1 + K2

2
(� 1 + � 2) +

K1 � K2

2
(� 1 � � 2) cos 2� (4)

V� � 45 � VR

VR
=

K1 + K2

2
(� 1 + � 2) +

K1 � K2

2
(� 1 � � 2) cos 2(� � 45) (5)

V� � 90 � VR

VR
=

K1 + K2

2
(� 1 + � 2) +

K1 � K2

2
(� 1 � � 2) cos 2(� � 90) (6)

In the above equations, V� , V� � 45, and V� � 90 are surface wave velocities propagating in the � ,
� � 45� , and � � 90� directions, respectively, in the stressed material, and VR is the reference velocity in
the unstressed state. From Equations (4)–(6), the principal stresses,� 1 and � 2, and the angle � can be
determined as follows:

� 1 =
1
2

"
1

K1 + K2

� V�

VR
+

V� � 90

VR
� 2

�
+

1
K1 � K2

� V�

VR
�

V� � 90

VR

�
�

1
cos 2�

#

(7)
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Using these three equations, when the acoustoelastic coe� cients (K1, K2) and the reference surface
wave velocity ( VR) in the unstressed condition are known, the principal stresses ( � 1, � 2) and the angle
(� ) can be estimated using the three-directional measurements of the surface wave velocity.
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Figure 1. Schematic of the relationships of the angles between the principal stress direction and
three-measuring directions in 45 � increments, in which � is the angle from a measuring direction to the
principal stress (� 1) direction, and V� , V� � 45, V� � 90 are surface wave velocities propagating in the � ,
� � 45� , and � � 90� directions, respectively.

2.2. Stress Estimation Method in Weakly Anisotropic Material

The method mentioned above is based on the theory for an ideal isotropic material, in which the
surface wave velocity in the unstressed condition is constant regardless of the direction of propagation.
However, the actual material is not always produced in a perfectly isotropic condition and has
anisotropic properties. In this case the surface wave velocity is directionally dependent, and the
isotropic method cannot be directly applied. As will be shown later in the numerical simulations,
a very large error occurs even in the case of a very small anisotropy.

To compensate for this anisotropic e� ect, in this study, Equation (1) for the isotropic case was
modi�ed as follows,

V� � V� ,R

V� ,R
=

K1 + K2

2
(� 1 + � 2) +

K1 � K2

2
(� 1 � � 2) cos 2� (10)

where VR in Equation (1) is replaced with V� ,R which is the surface wave velocity in the � direction in
the unstressed state. This equation represents the rate of change of the surface wave velocity before
and after applying stress in the � direction.

Then, the acoustoelastic coe� cients K1 and K2 can be rederived as follows under the uniaxial
stress condition (� 1 = � and � 2 = 0):

K1 =
V0 � V0,R

V0,R

1
�

(11)

K2 =
V90 � V90,R

V90,R

1
�

(12)
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where V0,R and V90,R are the reference surface wave velocities parallel and perpendicular to the stress
direction in the unstressed state, respectively. As a result, Equations (11) and (12) replaceVR in
Equations (2) and (3) with the initial directional velocities, V0,R and V90,R, respectively.

Next, for stress estimation using three-directional measurements of the surface wave velocity in
the same way as isotropic theory, we derive the following three equations from Equation (10),
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where, V� ,R, V� � 45,R, and V� � 90,R are the reference surface wave velocities in the� , � � 45� and � � 90�

directions in the unstressed state, respectively, and V� , V� � 45, and V� � 90 are the surface wave velocities
in the stressed state. As a results, Equations (13)–(15) replace the reference velocity VR in the unstressed
condition in Equations (7)–(9) with the initial velocity in each measurement direction.

3. Numerical Simulations

Numerical simulations were performed to verify the stress estimation performance in typical
stress states when the proposed method was applied to anisotropic materials. For this, the anisotropy
of a material is assumed to be orthogonal, and the acoustic anisotropy rate (� ) is de�ned as the ratio
of the di � erence between surface wave velocity in the direction in which the wave velocity becomes
maximum ( Vmax) and the surface wave velocity in the direction in which the wave velocity becomes
minimum ( Vmin) to the minimum surface wave velocity ( Vmin) as follows:

� =
Vmax � Vmin

Vmin
(16)

The numerical simulation requires three directional surface wave velocities in unstressed and
stressed states. For this, the model suggested by Delsanto et al. [8] and Mase and Delsanto [9] was
used. For the simple analysis applied in the study of Mase, only one elastic constant, C11, was changed
by anisotropy, and thus Equation (17) can be applied

V� � VR
VR

= 1
2� A2222cos4 � C0

11+ ( a� 0 +
3P

k= 1

a� kvk
� ) � 1+ � 2

�

+( aD0 +
3P

k= 1

aDkvk
� ) cos 2� � 1� � 2

�

(17)

Here, VR is the surface wave velocity in the unstressed isotropic medium, and V� is the wave
velocity a� ected by anisotropy and the acoustoelastic e� ect in the � direction. � , A2222, � � k, � Dk (k: 0, 1,
2, 3), and � k (k: 1, 2, 3) are material constants of the isotropic material, and C'11 is the anisotropic
variation of C11. The left side of Equation (17) corresponds to the rate of change of the surface wave
velocity, the �rst term on the right side re�ects the e � ect of anisotropy on the change of velocity, and
the other terms refer to the contribution of the acoustoelastic e � ect on the change of velocity In this
model, � is the angle between the acoustic anisotropy direction and the surface wave propagation
direction, and � is the angle between the principal stress direction and the surface wave propagation
direction, as shown in Figure 2. The acoustic anisotropy direction is de�ned as the direction in which
the velocity of the surface wave is maximum.
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Figure 2. Principal stress (� 1) direction, and three-measuring directions in 45 � increments, in which �
is the angle from a measuring direction to the principal stress ( � 1) direction and � is the angle to the
anisotropy direction, and V� , V� � 45, V� � 90 are surface wave velocities propagating in the � , � � 45� ,
and � � 90� directions, respectively.

The three-directional measurement technique was applied using the velocities of the surface waves
propagating towards the � direction and � 45� and � 90� to the � direction. Simulations were performed
for the six cases of the combinations of the di� erent angle conditions shown in Table 1 and di � erent
stress conditions shown in Table 2. Table 1 shows the three cases for setting the anisotropy direction,
principal stress direction and propagation direction. Case 1 is the case where all of the anisotropy,
principal stress (� 1), and surface wave propagation directions are the same. In Case 2, the anisotropy
direction and the principal stress direction are coincident, but the surface wave propagation direction
is di � erent. Case 3 is a general case where all directions are inconsistent.

Table 2 shows the given stresses for the two groups. Group A is the case where only uniaxial
stress (� 2 = 0) is applied and � 1 is varied among 30, 60 and 90 MPa. Group B is the case where biaxial
stress is applied while �xing � 1 at 90 MPa and varying � 2 among three stresses (� 2 = 30, 60, 90 MPa).

Table 1. Directions of the anisotropy, principal stress, and the surface wave propagation for
numerical simulation.

Case 1 Case 2 Case 3

? 0� 30� 60�

� 0� 30� 30�

�ö
�Œ

�— �Œ

�— �š
�Œ �Œ�º �Œ�º �Œ�Œ�º

�Œ�º

�Œ �º �º �Œ

�—

�— �—
�— �— �—

�Î
�Œ

 

��

�ö
�Œ

�— �Œ

�— �š
�Œ �Œ�º �Œ�º �Œ�Œ�º

�Œ�º

�Œ �º �º �Œ

�—

�— �—
�— �— �—

�Î
�Œ

 

��

�ö
�Œ

�— �Œ

�— �š
�Œ �Œ�º �Œ�º �Œ�Œ�º

�Œ�º

�Œ �º �º �Œ

�—

�— �—
�— �— �—

�Î
�Œ

  

��
Table 2. Two groups of applied stress setting for numerical simulation.

A B

� 1 30, 60, 90 MPa 90 MPa
� 2 0 MPa 30, 60, 90 MPa
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The isotropic elastic constants of aluminum in the COMSOL database, which are listed in Table 3,
were used to calculate the surface wave velocity, where � and � are Lame constants andl, m and n are
Murnaghan constants.

Table 3. Material constant used to numerical veri�cation.

� [GPa] � [GPa] C11 [GPa] l [GPa] m [GPa] n [GPa]

51 26 103 � 250 � 330 � 350

The anisotropy rate � changed from 0 to 0.02 in 15 steps by varying the value of C11. That is,
the anisotropy was varied up to 2%. Figure 3 shows an example of the calculation results for � = 0.02, and
principal stress direction is coincidence with the anisotropy direction and principal stress magnitudes
are � 1 = 90 MPa and � 2 = 0. The velocity distribution of the unstressed state has maximum values in
the directions of 0 � and 180� , and a minimum value in the directions perpendicular to them. Also, it is
possible to verify that the velocity distribution is slightly changed by the acoustoelastic e � ect when
stress is applied.

To demonstrate the di � culty of applying the isotropic theory to the anisotropic material �rst,
we applied the surface wave velocity data set obtained for the Case 1A to the isotropic theory of
Equations (7)–(9), prior to applying the proposed method. Figure 4 shows the stress estimation error
of � 1, in which surface wave velocities in three directions of 0 � , 45� , and 90� were used. As can be
seen from the results, the stress estimation error is ridiculously large even for very weak anisotropy.
Therefore, it is very di � cult to estimate the stress of anisotropic materials using the isotropic theory.

Next, to verify the performance of the proposed method, the surface wave velocity data set for
all six conditions shown in Tables 1 and 2 was generated. Stress estimation was performed by using
surface wave velocities in three directions of 0 � , 45� , and 90� . The errors between the estimated stress
and given stress of � 1 were then calculated, where the results are shown in Figure 5. In all cases tested,
the errors were less than 3%. In particular, in Case 1A, where all directions of anisotropy, principal
stress (� 1) and surface wave propagation are identical, no errors are generated in the stress estimation
regardless of the stress. This is because Delsanto's model in Equation (17) used in this numerical
simulation is consistent with our modi�ed Equation (10). Actually, by rearranging Equation (17) for the
uniaxial stress and angle conditions of Case 1A, it becomes equal to Equation (10) (see the Appendix A).

�—
�—

�• ��

�• �•
�º �º �º

�‹
�‹
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Figure 3. Surface wave velocity according to the propagation direction for unstressed and stressed
states in an anisotropic material.
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Figure 4. Stress estimation errors of the isotropic theory with respect to the anisotropy rate (Case 1A).
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Figure 5. Stress estimation errors of the proposed method with respect to the anisotropy rate ( a) Case
1A; (b) Case 1B; (c) Case 2A; (d) Case 2B; (e) Case 3A; (f ) Case 3B.

Meanwhile, in the case of A with uniaxial stress, the stress estimation errors are independent
of the given stress, and only increase with the anisotropy rate. In the case of B with biaxial stress,
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the stress estimation errors increase with both anisotropy and stress. However, it must be noted again
that the estimation error in all cases are very small. Based on these results, it was con�rmed that the
proposed method for stress estimation can properly estimate stress in a weakly anisotropic material.

4. Specimens and Experiments

4.1. Specimens and Measurement of the Anisotropy Rate

To verify the proposed method experimentally, stress estimation experiments were performed.
Two kinds of Al6061 material with di � erent acoustic anisotropy rates were used as the test specimens.
One (SA) was produced by a hot rolling process and the other (SB) was produced by an extrusion
process. Two test specimens were prepared for each material as shown in Figure 6. One specimen was
used to check the anisotropy and acoustoelastic coe� cient, and the other was used to verify the stress
estimation method. The size of the hot rolled specimen is 350 mm � 62 mm � 4 mm (length � width �
thickness) and the size of the extruded specimen is 350 mm� 60 mm � 5 mm.

 

Figure 6. Aluminum plate specimens used in experiments.

To verify the surface wave velocity distribution and anisotropy rate of each specimen, the velocity
was measured in 24 directions with an interval of 15 � . The experimental setup is shown in Figure 7.
PZT transducers with a center frequency of 2.25 MHz and wedges (ABWML-7T-90, Olympus) were
used for surface wave excitation and reception. A pulser-receiver (Olympus 5077PR) was used for
the excitation with a single pulse and a high-resolution digital oscilloscope (Lecroy HDO4034A) with
a 10 GS/s sampling rate was used for precise measurement of small velocity changes. The surface wave
propagation distance was �xed at 10 mm using a jig. The time of �ight (TOF) was used to measure the
change rate of the surface wave velocities or surface wave velocity ratios used in Equations (11)–(15).
The TOF was measured based on the arrival time of the peak of the pulse signal. In addition, the delay
time irrespective of surface wave propagation on the specimens, such as the delay in the wedge, was
compensated by calibration in advance.

��
Figure 7. Surface wave velocity measurement set-up, in which the distance �xing zig holds the wedges
to keep the surface wave propagation distance constant.
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� � � �

Figure 9. Set-up for acoustoelastic coe� cient measurement. The change in surface wave velocity under
tensile stress loading is measured. For the measurement ofK1, transducers (blue colored) are placed in
the loading direction, while for the measurement of K2, transducers (orange colored) are placed in the
direction perpendicular to the loading direction.

� � � �

 
(a) 

 
(b) 

  
Figure 10. Received signals obtained in the acoustoelastic coe� cient measurements: (a) Measurement
of K1—The peak moves to the right because the velocity of surface wave in the direction of tensile stress
decreases with increasing stress; (b) Measurement of K2—The peak moves to the left because the velocity
of surface wave in the direction perpendicular to the tensile stress increases with increasing stress.
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Figure 11. Change rates of the TOF with respect to the applied stress in specimen SA.1 for measurements
of (a) K1 and (b) K2.
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Figure 12. Change rates of the TOF with respect to the applied stress in specimen SB.1 for measurements
of (a) K1 and (b) K2.

Table 4. Values of the acoustoelastic coe� cients for specimens SA.1 and SB.1.

Specimen K1 [1/MPa] K2 [1/MPa]

A.1 � 132.6� 10� 6 30.5� 10� 6

B.1 � 124.0� 10� 6 39.7� 10� 6

4.3. Experiments for Stress Estimation

The stress estimation set-up is shown in Figure 13. The experimental set-up is similar to the
acoustoelastic coe� cient measurement except for the velocity measurement direction. The surface
wave velocities were measured in three directions with di � erence of 45� , where the angle � was set to
30� . This measurement condition corresponds to the Case 2B in the numerical simulation. Stress was
applied by tensile loading from 7500 N to 22,500 N at an increment of 2500 N. Specimens SA.2 and
SB.2 were used for the stress estimation.
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Figure 13. Experimental set-up for the proposed stress estimation.

The stress estimation results of the hot-rolled (SA.2 specimen) and extruded (SB.2 specimen)
aluminum plates are plotted in Figure 14 and the detailed values are given in Tables 5 and 6, respectively.
For the hot-rolled aluminum specimen, the estimated results match the given stresses and angle well.
Similarly, the stress and angle estimations for the extruded specimens also exhibit a good agreement
with the applied values even though this specimen has a larger anisotropy rate than the hot-rolled
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Nomenclature

A2222 Material constants of the isotropic material
C11 Elastic constant of isotropic material C'11: Variation of C11 according to anisotropy
K1, K2 Acoustoelastic coe� cients
VR Velocity of the surface wave in the unstressed state for isotropic theory
V� Surface wave velocities in the � direction in the stressed state
V� ,R Surface wave velocity in the � direction in the unstressed state

Vmax
Surface wave velocity in the direction in which the wave velocity becomes
maximum

Vmin
Surface wave velocity in the direction in which the wave velocity becomes
minimum

l, m, n Murnaghan constants
� � k, � Dk (k: 0, 1, 2, 3) Material constants of isotropic material
� acoustic anisotropy rate

�
Angle between the surface wave propagation direction and the principal stress ( � 1)
direction

� , � Lame constants
� Angle between the anisotropy direction and the surface wave propagation direction
� k (k: 1, 2, 3) Material constants of isotropic material
� 1, � 2 Principal stresses

Appendix A

Considering the uniaxial stress ( � 1 = � , � 2 = 0) and angle condition of F = � , Equation (17) can be rearranged
as follows,

V� � VR

VR
=

1
2�

A2222cos4 � C0
11 + ( a� 0 +

3X

k= 1

a0kvk

�
)

�
�

� (aD0 +
3X

k= 1

aDkvk

�
) cos 2�

�
�

(A1)

By substituting � = 0, the velocity in the unstressed state, in the � direction can be obtained as follows:

V� ,R = (
1

2�
A2222cos4 � C0

11 + 1)VR (A2)

On the other hand, the velocity in the stressed state in the � direction is represented as follows,

V� =

2
666664

1
2�

A2222cos4 � C0
11 + ( a� 0 +

3X

k= 1

a0kvk

�
)

�
�

+ ( aD0 +
3X

k= 1

aDkvk

�
)

�
�

cos 2� + 1

3
777775VR (A3)

Considering the condition of Case 1A shown in Tables 1 and 2, for � = 0� , 45� and 90� , three-directional
surface wave velocities in the unstressed state can be expressed by Equations (A4)–(A6)

V0,R = (
1

2�
A2222cos4 0C0

11 + 1)VR = (
1

2�
A2222C

0
11 + 1)VR (A4)

V45,R = (
1

2�
A2222cos4 45C0

11 + 1)VR (A5)
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V90,R = (
1

2�
A2222cos4 90C0

11 + 1)VR = VR (A6)

The three-directional velocities in the stressed state are represented by Equations (A7)–(A9).

V0 =

2
666664

1
2�

A2222C
0
11 + ( a� 0 +

3X

k= 1

a0kvk

�
)

�
�

+ ( aD0 +
3X

k= 1

aDkvk

�
)

�
�

+ 1

3
777775VR (A7)

V45 =

2
666664

1
2�

1
4

A2222C
0
11 + ( a� 0 +

3X

k= 1

a0kvk

�
)

�
�

+ 1

3
777775VR (A8)

V90 =

2
666664(a� 0 +

3X

k= 1

a0kvk

�
)

�
�

+ 1

3
777775VR (A9)

The acoustoelastic coe� cients de�ned in Equations (11) and (12) then become the following:

K1 =

(a� 0 +
3P

k= 1

a0kvk
� ) 1

� + ( aD0 +
3P

k= 1

aDkvk
� ) 1

�

( 1
2� A2222C0

11 + 1)
(A10)

K2 = ( a� 0 +
3X

k= 1

a0kvk

�
)

1
�

(A11)

Finally, Equations (A4)–(A11) are substituted into the stress estimation equations shown in Equations (13)–(15)
to obtain � 1 = � , � 2 = 0 and � = 0, which are identical to the given conditions.
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Featured Application: This work contributes to the development of a monitoring s ystem for the
remote detection, localization and quantification of melt ing ice. Acoustic emission measurements
enable the remote monitoring in an environment where the reg ion of interest is neither optically nor
physically accessible. The kerosene tank of civil aircraft is one example where the aforementioned
accessibility is only achieved with high costs and extensiv e labor. This is why inter alia aircraft
operators that perform the daily maintenance of civil aircr aft are interested in such an inspection
method. Here the detection of ice inside the fuel tanks incre ases the operational efficiency as well
as the safety for the ground personnel.

Abstract: Aircraft operators being faced with water accumulation in fuel tanks on a daily basis and
are looking for reliable detection systems to determine the remaining amount of accumulated ice
during maintenance after �ight. Using such a technology, an increase in the safety and ef�ciency
of the aircraft operation would be possible in this highly competitive market. This article presents
the use of the Acoustic Emission Technique (AE) for the reliable and non-invasive monitoring of the
melting of ice in fuel tanks. This technology is in principle based on the fact that a phase transition
comes frequently along with stress relaxation that can be used for monitoring the process. Therefore,
the melting of water can, in essence, be monitored with AE without accessing the ice directly.
The analysis of the AE signals has been carried out in the time domain since it was the melting of ice
needed to be monitored as a function of temperature rise time. The insights presented in this paper
can possibly lead to new technologies for ice detection, especially in remote areas that are not easily
accessible with other techniques.

Keywords: acoustic emission; melting ice; aviation; fuel system

1. Introduction

Since the beginning of aviation, innovation in technologies and operational procedures have
steadily increased comfort, performance and safety of air transport. Especially the latter aspect leads to
a continuously decreasing number of fatal accidents even though the number of passengers is steadily
increasing. In this context, it is important that also aging aircraft types are retro�t equipped with
modern technologies whenever feasible.

Besides new technological developments, the competition on the European as well as the global
aviation market increases continuously. This pushes aircr aft operators towards more efficient processes.
In order to enhance efficiency, many key innovations focus o n the reduction of scheduled and
unscheduled grounding time (downtime) of the aircraft whic h is the time an aircraft is not available
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for flying. However, the procedure to remove liquid water fr om the fuel systems, called the draining
procedure, requires time for the frozen water inside the tan k to melt. The draining procedure makes use
of the fact that liquid water, as well as ice, have a higher den sity than kerosene. Therefore, liquid water
can be removed from the fuel tank by opening so-called drain v alves at the lowest point of the tank
and let the water run out of the tank. As this only removes liqu id water from the tank, one must wait
until all frozen water is molten. The time needed for the ice t o melt depends on the inner temperature
of the tank and on the outer surrounding temperature. Especi ally at cold winter times, scheduled
downtimes are insufficient to melt all frozen water. A detai led description of the draining procedure
and the problem occurring during the daily aircraft operati on can be found in Stamm et al. [1].

The real-time detection of remaining ice inside the fuel tan k will thus contribute to the optimization
of the draining procedure that is performed to remove liquid water from the fuel tank enabling in this
way a considerable reduction of costly downtimes. For the op eration in the hangar by aircraft technicians,
a mobile, small and easy-to-use AE system that can monitor the melting ice from outside the tank is
required. To match these requirements already in laborator y experiments, a low-priced system with
off-the-shelf components is used to perform presented experiments.

1.1. Water in Fuel Tanks

During the daily operation of aircraft, water accumulates inside the aircraft fuel tanks and freezes
if the outside air reaches sub-zero temperatures. Different possibilities and root causes of water
contamination in jet fuel are discussed in Baena-Zambrana et al. [2]. Besides the contaminated fuel
that is used to �ll up the aircraft tanks, water vapor condensation inside the aircraft fuel tank also
leads to water accumulation inside the tank. Liquid water �nally disturbs fuel quantity meters and
enables microbiological corrosion whereas frozen water can harm the internal systems and structures
by e.g., blocking valves or bursting pipes by freezing inside the pipes.

1.2. AE Monitoring of Melting Ice

AE is a well-established monitoring technique in the �eld of non-destructive testing (NDT)
and many reviews mention applications in the �elds of condition and process monitoring and
defect detection. Li [3] gives a suitable review of using AE for monitoring metal cutting processes
and discusses related signal processing methodologies including time series analysis, FFT, wavelet
transform, etc.. Examples for AE-based condition monitoring and defect detection in the civil sector
are described in Behnia et al. [4], Zaki et al. [5] as well as Vestrynge et al. [6] who present their work
on monitoring concrete structures. Schiavi et al. [ 7] present their work which shows that AE can also
applied to monitor the brittle materials during compression tests.

Additionally, Boyd and Varley [8] list several chemical processes that were monitored with AE
such as the addition of sodium carbonate to calcium chloride [ 9], metal-acid reaction [10] or the
solid-phase transitions of C 2Cl6 [11].

Sawada et al. [12]measured the acoustic signals during the freezing and melting of super cooled
distilled water. Melting and freezing are accompanied by acoustic activity that is more intense during
the melting. This is the general behavior of phase transitions with a volume decrease being acoustically
more active than transitions with volume expansion [ 12]. Wentzell et al. [ 13] also measured the initial
melting phase of distilled water. Since this is believed to be predominated by crystal fracture due
to the high temperature gradient between the sample and the surrounding temperature, no or only
a negligible number of events that occur due to the phase transition itself are measured. Finally,
the mentioned literature provides only the time histogram of acoustic events during the melting of ice
and no additional analysis of the acquired data.

Unlike melting processes, AE measurements on crystallization processes are discussed in some
publications, e.g., by Lube and Zlatkin [14] and Ersen et al. [15] who use AE to estimate the crystal
purity during the growing of ruby and leuco-sapphire crystal and effect of malic and citric acid
on the crystallization of gypsum respectively. Furthermore, Wang and Huang [16] performed AE
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measurement on crystallization processes of salicylic acid and concluded that AE can be used as
a reliable technique to monitor the development of the crystallization process.

The possibility of using the AE technique to monitor the melting of ice, �rst using tab water,
is further explored and documented in this paper. The experimental setup that allows a controlled
environmental conditions will be explained in the following.

2. Experimental Setup

For the AE measurement during melting and freezing, an experimental setup was built that allows
the controlled freezing and melting of a sample while keeping the environmental noise at a minimal
level. In the following, the AE measurement setup that meets the industry requirements described
above and the thermostatic setup are explained.

2.1. Data Acquisition and Processing

A good review of AE measurements of chemical processes is given in Grosse and Ohtsu [17]
where the general approach, usage and advantages of acoustic emission measurements are discussed.
In addition, a general AE setup is described which usually contains an acoustic sensor, followed by
a �ltering and ampli�cation of the signals and dedicated signal analysis by the CPU. In the following
all three parts will be explained separately.

The most common AE sensors are piezoelectric (PZT) sensors that use the piezoelectric effect which
transforms elastic motions into voltages [ 17]. In this work, the commercial broadband piezoelectric sen sor
“ VS30-V” from the Vallen Systeme GmbH with a flat frequency response between 25 to 80 kHz [18].

The PZT sensor is connected to an AC coupled preamplifier “ Model 5670” by Olympus NDT Inc.
This broadband preamplifier provides a very-low-noise 40 dB amplification of ultrasonic signals with
a flat (� 1.5dB) response in a frequency range of 50kHz –10MHz [19]. The advantage of the bandwidth
that does not match with the full operating frequency of the P ZT is that frequencies below 50 kHz are not
amplified which reduces the picked up ambient noise. Therea fter, a “ PicoScope 2205A” USB oscilloscope
digitizes and saves the waveforms with a sampling frequency of fs = 1.565 MHz. The oscilloscope
operates in a simple edge threshold trigger mode with a trigg er level of VTHD = + 10 mV which was
approximately two time the environmental noise at the begin ning of the experiments. With every trigger,
a time windows with a length of t = 2 ms (trigger point at t trigger = 20% = 0.4ms) is saved in a file that
contains the time of occurrence.

The settings of the oscilloscope de�ne some additional parameters that are commonly used in AE:

• hit de�nition time (HDT)
• hit lockout time (HLT)
• peak de�nition time (PDT)

Classical AE systems allow the explicit setting of these parameters for a optimized operation in
certain conditions. With the setup used in this study, these parameters are given by the operating
mode of the oscilloscope and no additional (software implemented) realization of these parameters is
implemented. The PDT = 1.6 ms is given by the recorded time window for each AE event. The HDT
and HLT are not explicitly set but implicitly given by the oscilloscope settings. The recorded time
window and the duration of the AE previous event determine the HDT such as D + HDT = 1.6ms.
Due to the short duration of the expected AE events ( D � 15% of the recording time window) and the
low quantity of signals, no HLT is required and it can be assumed as zero.

The post-processing of the recorded transients is done in real time in an additional module of the
data acquisition software, which is coded in Python 3.7. Figure 1 shows a typical acoustic burst and
some parameters that are also listed in Grosse and Ohtsu[17] and typically used for parameter-based
analysis. The following parameters are calculated for each transient:

• Amplitude (AMPL) in [mV]
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2.4. Measurement

The explained measurement setup allows AE measurements on freezing water and melting ice
under constant environmental conditions in which only the temperature changes and the AE setup
stays untouched.

For the experiments explored in this paper, the water experi ences temperature profile as discribed in
Table 1.

Table 1. Temperature pro�le during the measurement in the temperature–controlled box.

Phase Time Temperature

constant 1 h T = 10 � C
freezing 3 h DT# = � 8 � C h� 1

constant 2 h T = � 14 � C
melting 3 h DT" = 8 � C h� 1

constant 2 h T = 10 � C

3. Results

The gray histograms in Figure 4 show the number of acoustic signals during the melting of a water
sample with different weights between m = 1.0 � 0.1g and m = 4.0 � 0.1g. The black lines show
the air temperature in the isolated box.

(A) (B) 

(C) (D) 

Figure 4. Time-dependent histogram of acoustic signals, “#hits” per minute, during the melting of
ice. Four histograms (A–D) for four different amounts of ice ( mice = (1 g, 2 g, 3 g, 4 g), upper left to
lower right) plotted against the time (grey). On the second x-axis (right), the air temperature inside the
experimental setup is plotted (black line).

All four histograms show a high acoustic activity when the temperature reaches the melting
temperature. Two peaks of acoustic activity can be identi�ed. The �rst peak appears at the beginning
of the melting process where the Celsius temperature just reaches a positive value. After an “activity
valley”, another, lower peak appears at the end of the melting phase.

Prior to the increase of temperature in Figure 4 at t < 6 h, the temperature is constant for
approximately two hours. This time included, none of the performed measurements show more than
�ve detected events until the temperature reaches T � � 2.5� C.
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The temperature curve con�rms the reliable performance of the temperature controlling facility.
The experimental setup reaches the target temperature within its limits and stabilizes the temperature
at the lower plateau at T = � 14.00 � 0.05 � C. Taking a possible systematic offset from the NTC
sensor into account, an air temperature uncertainty of less than DT = 0.1 K can be assumed .
During the constant raise of target temperature, the temperature shows a small variation of about
DT� 30 mK around the target temperature at t � 7 h. The registered time-dependent power that drives
the Peltier-cooling element con�rms this �uctuation around the constantly rising target temperature
(not shown in Figure 4). Both can be explained with the latent heat of the melting process which results
an additional “energy consumption” in the system. The temperature control unit reacts with a certain
delay to this, which results in a slower temperature increase. This is followed by an “over-steering” of
the temperature control unit and an increase of the temperature above the target temperature. In the
upper right corner of each plot, the mass of water and total sum of acoustic events is indicated.

As described in Section 2.1, common AE parameters such as AMPL, D, RT and E are calculated
for each acoustic event. This allows a later �ltering and detailed parameter-based analysis. However,
in this experiment, only the RT was used to distinguish between AE signal from the ice-melting and
background noise. For this, a RT-�lter with a threshold of RT � 0.1ms was implemented. A different
representation of the data can be seen in Figure 5 where all detected AE events are plotted in a scatter
plot showing their AMPL and the time of occurrence (gray dots). The histograms in Figure 5 show the
accumulated energy per time unit during the melting (black line). The single events, as well as the
histograms which are very similar to the histograms in Figure 5 indicate that there is no signi�cant
change in the AMPL or acoustic energy of the events along the melting process. Also, the other
parameters (D, RT) that are implicitly in�uencing the acoustic energy do not show any signi�cant
change during the melting process.

 

(A) (B) 

(C) (D) 

( )

Figure 5. To show the temporal distribution of the acoustic energy, four plots ( A–D) of different
measurements (mice = (1 g, 2 g, 3 g, 4 g), upper left to lower right) show every AE event plotted with
its amplitude AMPL verses the time of occurrence (grey dots). Taking the energy of each event into
account, the temporal distribution of accumulated energy per time unit (black line) shows, similar to
Figure 4, two peaks at the start and end of the melting phase.

Figure 6 shows the acoustic activity during the melting of different samples with varying water
quantities. The solid markers indicate the number of events measured during the complete melting
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process. As seen in Figure 4, the AE events in the initial melting phase dominate the total number of
AE events. For the further analysis, the time between the two peaks divide the histograms in two parts
(“�rst peak”, “second peak”). Besides all events (“all” = “�rst peak”+“second peak”), the number of
events in the �rst peak (“peak”) are separately plotted in Figure 6 as circles. Only the missing “second
peak” the measurement with the smallest quantity makes this distinction impossible and it is assumed
that all AE events are in the “�rst peak”.

Figure 6. The total amount of acoustic signals during the melting of ice plotted against the quantity of
ice. The black and white data points show the complete sum of events and the number of events in the
�rst peak respectively.

The usage of a weight scale reduces the uncertainty of the quantity of water per measurement
that is assumed to be below Dmice < 0.1 g.

4. Discussion

The measurements presented above show that the AE technique can monitor melting processes
of ice quantitatively as well as qualitatively. The acoustic activity of ice in an environment with
a constantly increasing temperature starts when the temperature reaches the melting temperature of
water. Independent of the amount of water, the acoustic activity is the highest at the beginning of the
melting process where rates of up to 125 AE events per minute where measured with the described
setup. This number is however strongly dependent on the physical measurement setup, used hardware
and signal �lters.

Wentzell et al. [13] already reported a peak in the acoustic activity at the beginning of the melting
process of ice. They identi�ed the temperature gradient between the surrounding and the frozen
sample as a root cause for crystal fractures that cause this peak. In the presented work, the very slow
temperature increase (DT" = 8 K h� 1) prevents high temperature gradients within the sample and
crystal fractures should not be a relevant source of acoustic events.

After this peak, the rate of the acoustic events decreases and a “valley” with signi�cantly lower
AE activity appears. For the measurements with amounts of water mice > 2.0 g, the acoustic activity
again increases towards the end of the melting process.

This behavior can have multiple reasons that include phenomena related to the intrinsic acoustic
activity during the melting process or the acoustic coupling between source and sensor.

In Figure 7 a schematic, simpli�ed of the temporal histogram of AE events during the melting
process is shown and divided into three parts (A, B, C) that might correspond to different situations
inside the sample holder.
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During the �rst part of the melting (A), the sample is dominated by ice. At a certain point in time,
the constantly increasing temperature results in the melting of ice and stress in the crystal due to the
sudden change in volume during the melting. Therefore, a signi�cant amount of acoustic energy is
released in this initial stage. As seen in Figure 6, the number of acoustic events at the beginning of the
melting process is dominated by the �rst peak and linear dependent on the amount of ice.

After the �rst peak, the acoustic activity decreases and the second phase (B) with less acoustic
activity sets in. Therefore, the coupling of the AE source (melting ice) and the sensor changes.
An additional �lm of water between the sensor and the ice results in an additional surface that re�ects
a part of the acoustic energy.

Finally, as described above and seen in all additional measurements, a remarkable increase of observed
acoustic activity is measured at the end of the melting proce ss. In this phase (C), only a little ice amount
is left swimming at the surface of the water reservoir. This i ce is therefore in contact with the air which is
warmer than the water in the sample holder resulting in a high er temperature gradient. This could be one
reason for a higher melting rate of the last bits of ice result ing in an increase of the acoustic activity.

To investigate this effect, measurements with a bucket that was closed with a cover and some vacuum
grease were done. In this case, the air inside the bucket was trapped and not interchangeable with the
external air. Therefore, it can be assumed that the effect of the ice touching “warm” air was reduced.
However, also these measurements show the three phases of melting including the second peak at the end
of the melting phase which suggests that the ice touching the “warm” air has no or only a minor effect.

Figure 7. A sketch of a temporal histogram of the acoustic activity dur ing a melting process (above) and
the water/ice composition inside the sample holder (below) . The physical composition of the ice in the
sample holder might explain the three phases in the histogra m (A–C). For comparison of the sketch with
the measured data, measurement of themice = 4.0 g sample is shown in the upper right corner.

5. Conclusions

The presented work shows that AE can monitor the melting process of ice which is accompanied
by acoustic signals observed in the ultrasonic frequency range above 30 kHz.

To conduct measurements in a controlled environment, an actively temperature-controlled box
which can be heated and cooled with Peltier elements was build. With this, measurements on melting
processes of different amounts of tap water were conducted. Basic signal analysis based on the time of
occurrence, amplitude and length of acoustic events enables the monitoring of the melting processes.
A systematic pattern of acoustic activity during the melting process with two peaks was measured.
Due to these two peaks, which occur at the beginning and the end of the melting phase, the start,
as well as the end of the melting, can be clearly estimated. In addition to this, the number of acoustic
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events in the �rst peak seems to be correlated with the amount of ice. These results show that AE
can monitor melting processes in systems with a good acoustic coupling between the AE sensor and
the melting ice. This is especially interesting when melting ice must be identi�ed in areas which are
dif�cult to access, as for instance a fuel tank within an aircraft during the daily maintenance. Here,
information about ice in the fuel tank would improve the safety and ef�ciency of draining processes
which remove liquid water from the tanks in the hangar.

6. Outlook

The presented work shows that melting of ice can be monitored with AE. However, in this work
only very little information (time of occurrence, AMPL, E, D, RT) were deduced from the acoustic
signals and no spectral analysis was performed yet. Thus, additional information that can be deduced
from a spectral analysis with well-known methods such as modal analysis or principal component
analysis as done by Surgeon and Wevers[20], Johnson[21] respectively. One question is if the two peaks
in the histogram originate from different physical phenomena during the melting and if a detailed
spectral analysis can differentiate the signals in the �rst and second peak. However, for this, it must
be ensured that the spectral composition of the acoustic transients is not heavily in�uenced by the
experimental setup and the changing physical properties of the sample during each measurement.

In addition, the in�uence of physical parameters such as the cooling rate during the freezing,
the purity of the sample and related freezing temperature and chemical composition of the sample to
the acoustic activity have to be investigated. For this, a temperature measurement inside the ice/water
mixture during the experiment would provide further insights into the freezing/melting behavior
of the sample. Combined with repetitive measurements of the same setting and resulting statistics,
fundamental properties of the sample could be derived only by recording and analyzing the acoustic
signals during the melting.
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Abbreviations

The following abbreviations are used in this manuscript:

AE acoustic emission technique
NDT non-destructive testing
PZT piezoelectric
AC alternating current
AMPL amplitude
D duration
RT rise time
E energy
THD threshold
HDT hit de�nition time
HLT hit lockout time
PDT peak de�nition time
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Featured Application: This paper presents a damage sensitive feature, the Teager-Kaiser Energy
Cepstral Coe� cients (TECCs), which can be used to train a Machine Learning algorithm to
perform damage detection and Structural Health Monitoring (SHM) on complex buildings and /or
mechanical systems.

Abstract: Recently, features and techniques from speech processing have started to gain increasing
attention in the Structural Health Monitoring (SHM) community, in the context of vibration analysis.
In particular, the Cepstral Coe � cients (CCs) proved to be apt in discerning the response of a damaged
structure with respect to a given undamaged baseline. Previous works relied on the Mel-Frequency
Cepstral Coe� cients (MFCCs). This approach, while e� cient and still very common in applications,
such as speech and speaker recognition, has been followed by other more advanced and competitive
techniques for the same aims. The Teager-Kaiser Energy Cepstral Coe� cients (TECCs) is one of these
alternatives. These features are very closely related to MFCCs, but provide interesting and useful
additional values, such as e.g., improved robustness with respect to noise. The goal of this paper is to
introduce the use of TECCs for damage detection purposes, by highlighting their competitiveness with
closely related features. Promising results from both numerical and experimental data were obtained.

Keywords: damage detection; cepstral analysis; Structural Health Monitoring; Machine Learning;
Teager-Kaiser Energy; gammatone �lter

1. Introduction

Damage detection and Structural Health Monitoring (SHM) indicate the �eld of engineering
that is involved in the assessment of the structural integrity for civil, mechanical, and aerospace
applications, among others [1]. More speci�cally, vibration-based SHM [ 2] deals with the structural
response, as recorded by means of a sensor network, to extract damage-related features from its free or
forced oscillations. In this context, recent years have seen a continuous surge of interest in Machine
Learning (ML) algorithms, as they are perfectly suited for damage detection [ 3], if this is seen from
a Pattern Recognition/Novelty Detection standpoint [ 4]. The concept is simple: by knowing the current
state of a system (which is usually undamaged, but can be indistinctly previously damaged, as long
as it is stable and not dramatically changing under “normal” conditions), a baseline can be de�ned.
This is performed by training a “normality” model via ML techniques over the features that were
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extracted from the known set of data. Subsequently, the structural response from other scenarios can
be labelled as divergent from this model or not by regarding the value of a distance metric between
its current response and the baseline model. One can refer to the previously cited book of Farrar &
Worden for a detailed description of the basics of ML for SHM [1].

Some damage-related features (also known as damage sensitive features, DSFs) are needed for
training and testing a Machine Learning algorithm. Eventually, DSFs need to be as low in dimensionality
as possible, since a very large number of cases is required for the training phase, preserving the relevant
information while discarding unrelated e � ects. However, feature selection is a concern much broader
than its SHM applications. One of the �elds where it has seen a major development is in speech,
speaker, and language recognition.

Virtual assistants, human-like speech synthesis, and audio indexing are all examples of ML
applied to Speech Processing for Arti�cial Intelligence (AI) purposes. Other applications are countless:
automatic transcription to text and conversational human-machine interfaces are the most obvious uses
of speech recognition. Speaker recognition, i.e., the process of automatically predicting the identity of
the speaker by a given utterance, is used for voice biometric authentication, telephone-based services,
speaker diarisation, and forensic activities. Finally, language recognition �nds its main applications in
emergency call routing, spoken language translation, and audio surveillance, to cite a few. Speaker and
language recognition rely on similar techniques, as they mostly share the same problems: preprocessing
the signal, extracting its relevant features, and representing them by means of statistical models.

There are no conceptual impediments for the application of the related techniques for
vibration-based SHM if acceleration time histories (THs) from the structure of interest are considered
instead of audio samples. As for speaker recognition, distinctive traits, related to speci�c phenomena
of interest, have to be spotted and discerned from uninteresting e � ects. On the one hand, mechanical
vibrations and biomedical signals show the same issues, such as changing content along time
(both frequency- and amplitude-wise) during dynamic excitation, which cannot be properly depicted
by means of Discrete Fourier Transform (DFT) [ 5], and thus require joint time-frequency analysis
techniques for a two-dimensional, time-vs-frequency representation [ 6,7], such as the one obtained via
wavelet analysis [8–11]. On the other hand, speech signals present some di� culties—such as di� erent
duration between samples, unknown input, and high level of non-stationarity—which are generally
much less impelling for civil and mechanical structures rather than in biological systems [ 12]. Indeed,
it is possible to �gure the human speech production system out as a control system, where the plant
dynamics are related to the vocal tract characteristics, while the constriction and air�ow mechanisms
are the biological counterparts of the controller. In this sense, the analogy with structural vibrations is
straightforward. Some other examples of contamination between the speech processing techniques and
structural health monitoring include some recent works on Wavelet Levels (WLs), on Hilbert-Huang
Transform (HHT), and on Empirical Mode Decomposition (EMD) [ 13,14]. Other proposals include
well-known techniques, such as the Continuous Wavelet Transform (CWT), the Unscented Kalman
Filter (UKF), and the Blind Source Separation (BSS) [5].

By far, the cepstrum [15] has been the main contribution to the �eld, being often coupled with
other techniques, such as autoregressive moving-average (ARMA) models [16] or directly applied
for the cepstral editing of signals [ 17,18]; an extensive review of the uses of cepstral features for the
monitoring of mechanical (non-biological) vibrations can be found in [19].

Mel-Frequency Cepstral Coe� cients (MFCCs) are an example of low-dimensional, �xed dimension
feature vectors de�ned into a cepstral framework, which are very e � ective in speech processing and
already successfully tested as DSFs for mechanical systems [20,21] and subsequently re�ned [ 22].
MFCCs proved to be apt in detecting damage in experimental and numerically simulated data for
simpler structural elements and in more complex cases, such as historic masonry buildings. However,
this feature is not free of issues; one of the major problems of MFCCs is how they can be swayed
by additive noise with relative ease. Indeed, log-mel-amplitudes are in�uenced by the low-energy
component of the signal and this is more strongly evident in the �rst MF cepstral coe � cient.
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Similarly to the MFCCs, the Teager-Kaiser Energy Cepstral Coe� cients (TECCs) were �rst
introduced in the ambit of Speech Recognition in 2005 by Dimitriadis et al. [ 23], relying on the Kaiser
de�nition of the Teager Energy Operator [ 24]. The process for their extraction is two-stepped. Firstly,
the signal is �ltered through a dense non-constant-Q Gammatone �lterbank (details will follow shortly),
which replaces the triangular �lters utilised in the standard MFCCs approach. This initial step is shared
with other closely related alternatives, such as, speci�cally, the Gammatone Cepstral Coe � cients
(GTCCs) [25], which have also been tested here in this work. Secondly, the short-time average of the
output of the previously mentioned Teager-Kaiser Energy (TKE) Operator is computed. A deeper
discussion for both MFCCs and TECCs is postposed to the respective subsections; it is important to
remark here how the proposed TECC-based method relies on the TKE operator, which, in turn, is the
basis of several time-frequency analysis approaches for the estimation of instantaneous amplitude
and frequency [26]. These techniques already proved to be e� cient in other �elds of signal processing
apart speech analysis and very recently they have been successfully applied to Structural Health
Monitoring. For instance, the TKE has been combined with deep belief networks for the fault diagnosis
of reciprocating compressor valves [27] and with least-squares support vector machine (LS-SVM)
classi�ers to detect bearing fault [ 28]. Nevertheless, its use is still very limited and few applications are
reported in the literature.

The proposed TECC-based approach has been tested on two numerical and one experimental
case studies. The �rst numerical case is a Finite Element (FE) model that represents the Santa
Maria and San Giovenale Cathedral bell tower in Fossano, Italy, which is a structure of relevant
importance for cultural heritage and it has been deeply investigated in the literature (for instance,
see [29]). This is representative of historical masonry buildings, which noteworthy often present
several structural problematics and require proper monitoring [ 30], especially in the case of high-rise
medieval structures [ 31,32]. The second case study regards the spar of the high-aspect-ratio (HAR)
prototype wing XB-1 studied in [ 33]. This case also presents its own di� culties, arising from the high
�exibility of the cantilevered structure. The experimental data that are described in [ 21] have also been
used for comparison. In this last case study, the damage is modelled as a breathing crack mechanism,
introducing a source of nonlinearities often encountered in damaged structures, where the presence
of crack often results in nonlinear behaviour [ 34,35]. As a benchmark, the original �ve alternative
methods that were proposed in [ 21] and the six new closely-related variants described in [ 22] have also
been applied to the numerical and experimental data; the results show interesting improvements.

It is important to stress how the choice of di � erent structural systems, materials, and damage
mechanisms for this methodology's validation is intended to show its reliability for novelty detection
in a wide range of applications and conditions, as “damage” (in the broader sense possible) might
manifest itself in many di � erent ways, also depending on the speci�c constructional material [ 36],
and these di� erent occurrences may not be all similarly easy to detect—especially in larger structures
with complicated geometries.

The outline of this paper is as following: in Section 2, the needed background for a full
comprehension of the context is recalled. The algorithm that is utilised for damage detection is
described in Section 3. In Section 4, the numerical case studies are presented. Section 5 brie�y describes
the experimental data used for further validation. A comparison with previous works and similar
alternatives is also proposed in the Results Section, and Conclusions follow.

2. Theoretical Background

The novel method here proposed for SHM purposes, based on the Teager-Kaiser Energy Cepstral
Coe� cients (TECCs), requires some previous knowledge regarding the de�nitions of cepstrum,
quefrency [37], and the melody-frequency scale (also abbreviated as the mel-scale) [38]. This Section
is intended to also provide a basic common ground for non-experts in signal and speech processing,
not familiar with the jargon, and to establish some de�nitions before continuing. For the sake of better
comprehensibility, the discussion is sequenced here into the following subsections: cepstral analysis,
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a brief recall about MFCCs, some hints about their (many) variants, and �nally the description of the
TECCs themselves.

2.1. Cepstral Analysis

A somehow basic but e� ective description of the cepstrum (that can be applied to both its power
and complex de�nitions) is the “spectrum of the spectrum on logarithmic amplitude axis” [ 39], as it
is computed as the inverse transform of the logarithm of its estimated spectrum. First described
in [ 37], its original and main use is for pitch detection and determination [ 40], but in the years it has
found plenty of applications in speech processing, such as for the estimation of harmonics-to-noise
ratios [41]. Resorting to the cepstrum rather than the standard frequency spectrum gives some
interesting advantages, mainly the possibility to easily discern and eventually edit o � uninteresting
harmonics. Some slightly di � erent de�nitions exist, such as e.g., the discrete complex cepstrum
with unwrapped phase, which are useful for time-frequency analysis purposes [ 42]. Preserving the
phase information, the complex extension of the cepstrum allows for reconstructing the original
time-dependent signal; however, for the purpose of this research, the de�nition of the power cepstrum
is more convenient. Analytically, this can be de�ned by resorting to the direct and inverse z-trasform
de�nitions, as ([43], Chapter 24)

f̂ ,
�
Z � 1

�
log

� ���H(z)
���
2
��� 2
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"
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2� j
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���
2
�

zn� 1dz

#2
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where `ˆ' denotes the power cepstrum of function f , Z � 1(�) is the inverse z-transform operator,
H(z) = Z ( f ) represents the z-transform of an ordered, discretised time sequence f = x[n], and n
indicates the speci�c time instant; the contour of integration, Gc, lies within an annular region where
H(z) is de�ned as analytic and single-valued. Evaluating Equation (1) on the unit circle, the problem
is reconducted to the Fourier domain, and it can be restated as
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���
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For an angular frequency ! = 2� f and the Discrete Fourier Transform H(! ). The basic idea
exploited is the concept of homomorphic deconvolution, i.e., separating di � erent components of one
given signal, if f itself is made up by a convolution of some distinct underlying signal components.
With respect to the simple, more common Fourier Transform in the frequency domain, this process
allows for better discerning between the content of interest and unnecessary /unrelated in�uences,
disturbances or echoes, as convolution in time domain becomes summation in cepstral domain.
Thus, thanks to the frequency-warping, the cepstral response simultaneously incorporates properties
from both the time and the frequency domains. Please note that, due to direct and inverse transform,
the measurement unit is the same as the departing one i.e., time expressed in seconds; nevertheless,
f̂ cannot be considered to be an ordered time series, because of the warping. Further details can be
found in [ 15]. However, the cepstrum of a signal maintains its same dimensionality, without any gain
in conciseness with respect to raw THs. Thus, speci�c features, i.e., the Cepstral Coe� cients (CCs),
have to be extracted from it.

2.2. Cepstral Coe� cients (CCs) and Mel-Frequency CCs

The Cepstral Coe� cients (CCs) can be extracted from the cepstrum of a signal. In the �eld of
speech and sound processing, the mel-scale is intensively used for this purpose, by rearranging the
cepstrum in a nonlinear log-like scale of frequency. The idea is generally credited to the works of
Mermelstein [ 44] and Bridle and Brown [ 45], and it has since then been developed to become a standard
in speech processing.
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The mel-scale is a purely empirically de�nition, being intended to mimic the auditory system of
the human hear, which is a nonlinear sensing device with almost logarithmically spaced intervals of
equivalent perception. The de�nition of its base unit, the Mel, is one-thousandth of the pitch ( } ) of
a simple tone with a 40 dB amplitude above the auditory threshold and a frequency that is equal to
1000 Hz [38,46]. The reason behind the thresholding lies in several experimental investigations (such
as [47] to name one), which proved that speech processing linear-like for small spectral values and
logarithmic-like for large ones yield to more robust identi�cations with data a � ected by additive or
convolutional arti�cial noise. Obviously, this de�nition is very speci�c, perceptual, and suited for the
aim of emulating the human ear. Nevertheless, this was found from previous studies to be apt for
SHM purposes; this might be explained by its logarithmic-like spacing, which is recurrent in many
natural events not limited to speech production and perception [ 21]. Another point of relevance is
that the de�nition itself is perceptual, psychoacoustical, and based on perceived equidistance between
subsequent pitches; thus, it is not directly provided with a mathematical formulation. Of the many
concurrent analytical de�nitions for the Mel–Hertz conversion, the most commonly accepted one is
the variant proposed by Fant in [ 48]. Other alternative de�nitions exist; a comparative study was
performed by Umesh et al. in [49].

The procedure to extract MFCCs from a non-stationary recorded signal of interest are the following:
(i) framing of the signal into more stationary tracts; (ii) windowing of the frames; (iii) computation of
the Power Spectral Density (PSD) in the frequency domain; (iv) frequency warping to re-order the
discrete power spectrum in the melody-frequency scale (Mel-scale); and �nally, (v) L-points inverse
Discrete Cosine Transform (iDCT). This last passage can be also performed by means of inverse
Discrete Fourier Transform (iDFT), but iDCT is more technically convenient as more adherent to the
Karhunen–Lo±ve Transform. When considering (arbitrarily) L � 1 coe� cients to be extracted andM
critical bands, the resulting array of MFCCs, c 2 RL � 1, can be de�ned as

c[l] =
X M� 1

m= 0
am log(Hmel [m]) cos

�
� (2l+ 1)m

2M

�
,

l = 0, 1,: : :, L � 1, am =
( 1

M i f m = 0
2
M i f m � 1

(3)

where am is the amplitude multiplying the m-th point of the mel-spectrum Hmel [m]. The procedure is
illustrated for the example of frame #5 in Figure 1.
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Figure 1. The Mel-Frequency Cepstral Coe� cients (MFCCs) extraction procedure; frame #5 is used as
an example. From left to right: the acceleration time history and its corresponding power spectrum,
the power cepstrum of the same, and the resulting MFCCs in the quefrency domain.

2.3. Similar Scales and Features Investigated

While vastly predominant in the common use, the mel-scale is not the sole nonlinear scale
viable. Other options proposed in the literature include the Bark Scale [ 50] and the Equivalent
rectangular bandwidth (ERB)-rate scale [51], to cite the two main competitors. In both cases, several
Hertz–Bark/Hertz–ERB relationships were proposed in an analytical form, similarly to the Mel-Scale,
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as de�ned in [ 52] and in [ 53], respectively. Some of these alternatives, such as the Bark-Frequency
Cepstral Coe� cients (BFCCs) [54], have also been recently tested by the Authors for SHM purposes.
In this context, three novel scales, namely, the Energy COntent-based MMFCCs (ECO-MMFCCs),
the MOdal Frequency-centred MMFCCs (MO-MMFCCs), and the LOw-Frequency Restricted MMFCCs
(LO- MMFCCs) have been recently proposed [22].

Apart from di � erent psychoacoustical, Mel-like scales as the ones just mentioned, non-triangular
weighting functions can also be used, such as gammatone �lters [ 55]. Additionally, the acceleration
THs can be pre-processed before applying the extraction procedure. An option is the mentioned
Teager-Kaiser Energy (TKE) Operator. This, combined with the Gammatone �lters, is the core of the
method proposed in this work and will be better detailed in the two next subsections.

To sum up and for comparison with the previous studies, Figure 2 reports a pictorial representation
of the tested approaches.
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Figure 2. Conceptual relationships between the proposed methodology and the other tested approaches.

2.4. Advantages Over the Auto-Regressive Model Coe� cients

The MFCCs, TECCs, and similar cepstral-based features can be compared to other DSFs to better
describe their advantages. As done in [21], the discussion is here focused on the Auto-Regressive
Model (AR) Coe� cients, which are a classic feature widely used for SHM purposes [ 3,4]. An AR model
of order p can be de�ned (for a time-discrete signal x[n]), as

x[k] =
X p

j= 1
ajx[k � 1] + � k (4)

With x[k] being the signal value at the k-th integer multiple of the sampling interval Dt, aj the j-th
AR coe� cient, and � k the modelling error at kDt. The Akaike Information Criterion (AIC) can be used
to select a proper value of p to both prevent over- and under-�tting (i.e., to have a model complete
enough to describe properly the observed data, but not unnecessarily overcomplicated), as

AIC(p) = n
�
ln

�
� 2

p

�
+ 1

�
+ 2p (5)
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where n is the total amount of estimated data point, p is the speci�c order under investigation, and ln
�
� 2

p

�

is the natural logarithm of the mean of the sum of squared residual errors � k between the model and
the data at any data point.

However, with respect to AR coe � cients, the cepstral features have the following useful qualities:
(1) they do not require a somehow arbitrary de�nition of the model order (even if some arbitrariness
does still exist in the de�nition of the L � 1 coe� cients to be extracted from the M critical bands); (2) their
results are much less a� ected by the choice ofL and M with respect to AR's results accordingly to the
order p; and, (3) the e� ects of noise, echoes, and nonlinearities can be easier discerned and eventually
removed in the quefrency domain, as they a � ect separate and distant regions in the logarithmic scale.

A proper comparison between cepstral features and AR coe� cients over some experimental data
is postponed to Section 6.2.1.

2.5. Teager-Kaiser Energy Cepstral Coe� cients (TECCs)

The TECCs are known in speech recognition and similar applications to perform better than
MFCCs when noise is arti�cially added, and comparably to them for convolutional (non-additive)
noise and in clean conditions [ 23]; the extraction procedure of these coe� cients is made up by two main
components that distinguish them from the MFCCs. These steps are the de�nition of the Teager-Kaiser
Energy (TKE) and the convolution with Gammatone �lters, which are described here below. The whole
extraction procedure is graphically displayed in the �owchart of Figure 3.
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Figure 3. Flowchart of the Teager-Kaiser Energy Cepstral Coe� cients (TECCs) extraction procedure.

2.5.1. Teager-Kaiser Energy (TKE)

The Teager-Kaiser Energy (TKE) Operator, also simply known as the Teager Energy Operator,
was �rstly mentioned by Teager & Teager [ 56] in 1990. However, this �rst occurrence did not report
an analytical de�nition of it, but only a vaguely de�ned as the “energy creating the sound”. Thus, it
was Kaiser [24], from which the complete name, to propose a proper de�nition of it as it is currently
used. An extensive description of it can be found in [ 57]; the basic concepts are recalled here to provide
a minimal context.

Rather than directly relying on the discretised signal x[n], extracting the CCs from the nonlinear
TKE operator allows for more correctly approximating the actual signal energy. The rationale is that
power spectrum /cepstrum approximate the total energy of the system as the square of its amplitude,
x2, while the total energy of a vibrating, single degree-of-freedom undamped mechanical system is
given by the sum of kinetic and potential energies, that is to say,

E =
1
2

kx2 +
1
2

m
.
x

2
(6)

Unfortunately, this also means that the TKE is limited by its implicit assumption that the source
of the analysed signal can be approximated to a single undamped SDoF oscillator, which is a clearly
incomplete model. In its discrete form, the TKE of a given signal can be de�ned as

 (x[n]) = x[n]2 � x[n � 1]x[n + 1] (7)

From this de�nition, the magnitude of the frequency transform is used for the extraction of the
CCs. The process is the same as described in Section 2.2. and represented in Figure 1, except for the use
of TKE operator and of the Gammatone �lter in lieu of acceleration time histories and triangular �lters.
Noteworthy, the TKE operator can be approximately seen as a high-pass Volterra system, in both
continuous- and discrete-time. In the latter case, as used in this work, the operator might be further
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approximated as the product of an appropriate �nite impulse response (FIR) �lter and of the signal
local (along time) mean. This approximation is only legitimate if the local mean is much larger than
the variance of the signal system; however, this error is much more evident in speech signals, which
are commonly strongly non-stationary, rather than in the mechanical vibration of structures.

2.5.2. Gammatone Filter

The Gammatone is a linear �lter that is obtained from the impulse response of a sinusoid
modulated by a gamma distribution function, that is to say,

g(t) = atn f � 1e� 2� bERB( fc)t cos(2� fct + � ) (8)

for a given centre frequency fc. In (8), a is the impulse response function amplitude, n f is the desired
�lter order, b the �lter bandwidth, and ERB( fc) is the Equivalent Rectangular Bandwidth de�ned
by [51]; � indicates the phase of the carrier. Therefore, the �lter frequency response becomes

G(! ) =
A
2

6

(2� bERB( fc) + j(! � ! c))
4

+
A
2

6

(2� bERB( fc) + j(! + ! c))
4
) (9)

with �lter gain A and non-dimensionalised ! c = 2� fc. The main advantages of Gammatone �lters,
with respect to the symmetric triangular ones originally employed for MFCCs extraction, are that
(i) they are broader and smoother and (ii) they are asymmetrical and non-constant-Q, i.e., the �lter
frequency response overlap is not constantly 50%. This second point allows for them to emphasise the
lower frequencies content, which is of greater relevance in both speech processing and Structural Health
Monitoring, while larger bandwidths and less sharp transitions improve the noise robustness [ 58];
moreover, a Gammatone �lterbank is denser in the frequency domain than the mel-frequency-based
triangular �lterbank. These advantages with respect to the MFCCs and similar alternatives are
documented for making the TECCs more e� ective in the ambit of speech and sound processing.

3. Damage Detection Algorithm

The chosen feature, the TEC coe� cients, has been used to train a machine learning (ML) algorithm,
obtaining a model of the structural response of interest on unaltered conditions. The algorithm applied
is essentially the one that is described in [21], being the proposed DSF, and not the ML procedure
utilised, the novelty of this paper; the procedure is only brie�y restated for completeness.

As for any ML approach, two phases exist—training and testing—where the former can be
executed o� ine, while the latter may be performed online. During the training phase, the pattern
of the DSF coming from the baseline model is `learnt' by the algorithm, which builds a statistical
model out of it. This model is then used as a comparison for the same feature when extracted from the
structural response under unknown conditions. A metric of distance between any test case and the
reference model is then utilised to discern whether these conditions under inspection correspond to
a structural change that is substantial enough to be linked with damage. This threshold value, as will
be better explained later, is derived via statistical means. This classic statistical framework is well
described in [59].

Signal pre-processing on the acceleration THs was executed, as indicated in [22]. For sacquisition
channels,ntr realisation and thus ntr �s THs for training the ML algorithm, it is then possible to extract
ntr feature vectors, i.e.,c( i) 2 Rs�(L� 1)� 1, where i = 1,: : :, ntr represents thei-th vectors of L CCs, where
L has been arbitrarily chosen and set equal for all of the alternatives tested here (both numerically
and experimentally) to enforce comparability; note that the size L � 1 derives from the �rst CC, c( i) [0],
being always discarded to mitigate the DC component and other input-speci�c e � ects [20].

The following hypotheses have been made. First, the cepstral features are assumed to follow
a Gaussian multi-variate distribution (which is reasonable for a large enough training set and very
commonly used for ML); therefore, all c( i) are considered as being practically uncorrelated and thus
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independent identically distributed (i.i.d.) vectors. This is necessary to completely de�ne the `normality'
model (i.e., the baseline model of the unaltered reference situation) by means of its sample covariance
matrix Str and the sample mean vector mtr alone. These can be computed, respectively, as

Str =
1

ntr

X ntr

i= 1

�
c( i) � mtr

��
c( i) � mtr

� T
(10)

and

mtr =
1

ntr

X ntr

i= 1
c( i) (11)

The Squared Mahalanobis Distance (SMD) of ad-dimensional point x from the baseline model is
used as a damage metric;x corresponds to one element of the test set, i.e., to a single test feature vector
ec. The physical meaning behind the use of SMD is that features coming from more di � erent structural
conditions will be more distant in the feature space; the advantages of this approach, which is the
favourite (and often the default) option for outlier detection, are well-known and properly described
in [ 21]. Basically, it relies on the sample covariance matrix Str ; this allows for accounting for feature
variability under confounding factors, such as temperature variation, wind speed, or operational
conditions, as long as the given samples are measured during these di� erent, non-damage-related
external conditions. The SMD can be analytically de�ned as

D 2(x) = (x � mtr )
T Str

� 1(x � mtr ) (12)

and the procedure can be easily extended and generalized to multiple elements in the test set. As
a Damage Index (DI), D 2(x) needs a threshold (hereinafter, G) to discern actual outliers—hopefully,
linked to damaged conditions—to statistical �uctuations of the normality model; it is, essentially,
a lower limit of discordancy to call for novelty. Gis de�ned here by exploiting a known property
of the inspected distribution. The distribution of the SMD of a d-variate point x follows a scaled
F-distribution [ 60], de�ned by two degrees of freedom, the dimension of the scalar x and the number
of observations in the statistical population used to de�ne the model. In this speci�c case, they take the
form of d = s�(L � 1) and n = ntr , which leads to

ntr (ntr � s�(L � 1))
�
n2

tr � 1
�
�s�(L � 1)

D 2(x) � Fs�(L� 1),ntr � s�(L� 1) (13)

where D 2(x) can be directly compared to the F-distribution after being properly scaled. Noteworthy,
this is valid as long as x, which belongs to the test set, has not been used to de�ne the sample statistics'
estimators. Gis then simply de�ned correspondingly to the (1 � � )� quantile of F, with � arbitrarily
set to 1%. Moreover, it is mandatory that the total number of training data is larger than the degrees of
freedom of the system analysed (i.e., of the product between the number of cepstral coe� cients per
channel and the number of channels) to produce the needed statistics.

4. The Numerical Case Studies

Two numerical case studies are introduced here. These are representative of several cases that
are frequently encountered in Aerospace, Mechanical, and Civil Engineering. In both cases, a 10%
root mean square (RMS) white Gaussian noise (WGN) has been added to the simulated acquisitions;
response THs have been normalised and standardised (by subtracting the mean and dividing by the
standard deviation) at any frame before the feature extraction.
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4.1. Santa Maria and San Giovenale Cathedral Bell Tower

The Finite Element Model (FEM) of the Santa Maria and San Giovenale Cathedral bell tower
(as visible in Figure 4) has been used as a numerical case study for the proposed damage-sensitive
feature, as previously proposed for similar alternatives in [ 22]. The baseline FE Model of the structure
`as is' has been calibrated accordingly to the results of a campaign of ambient vibration tests [ 29], aimed
to establish the mechanical properties of the deteriorated (or cracked) masonry walls. Table 1 provides
material properties, with Young's moduli de�ned accordingly to the story level, as also pictorially
described in Figure 2. The story levels are labelled as follow. Level 0: from ground �oor to 9.9 m; level
1: from there to 28.2 m; level 2: from the previous level top m to 35 m, and level 3 corresponds to the
belfry (35 m to 46 m high). The octagonal belfry at the top of the bell tower has a wooden rooftop and
0.5 m thick masonry walls, while the thickness of the external perimeter is 1.5 m for the lower levels.
By assuming a Rayleigh's viscous model, the damping parameters � and � were de�ned from the
experimentally determined �rst two �exural eigenfrequencies, f1 = 1.297 Hz and f2 = 4.253 Hz.
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Figure 4. Structural scheme of the bell tower (to the right in the image) and picture of its front view (to
the left); autofrettage interventions are clearly visible on the external façades.

Table 1. Fine-tuned Bell Tower baseline Finite Element Model's (FEM's) mechanical properties.

Structure-Wise Properties Story-Wise Properties

Rayleigh's Damping Parameter [-] Young's Modulus E [MPa]

� 0.0993 Level 0 2.690 103

� 0.0180 Level 1 1.320 103

Density [kg /m3 ] Level 2 1.250 103

� 2000 Level 3 2.470 103

Poisson's ratio [-]
� 0.3

8-noded, 6 DoF-per-node rectangular shell elements were used everywhere in the FEM. The mesh
size was 0.5� 0.5 m wherever possible. The distributed connections with the Cathedral were modelled
by means of three-dimensional (3D) spring elements at the contact points [ 29]. For all simulations
(both on the baseline model and on the damaged scenarios), the acceleration THs were recorded at
the nodes closest to the actual sensor positions visible in Figure 5, along with the 20 directions of
the corresponding acquisition channels. The sampling frequency fs,num 1 was set to 100 Hz. Seismic
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strong ground motions were applied as input; 300 spectrum-compatible earthquakes were arti�cially
generated for this aim accordingly to the Italian normative requirements for earthquake engineering at
the time of the research (Norme Tecniche per le Costruzioni -NTC, D.M. 14th January 2008, Chapter 7)
and in compliance with the Eurocodes. The limit State of safeguard of life was considered. The seismic
intensity parameters are reported in Table 2. Some of the values were �xed, while the remaining
parameters were left free to vary in between realistic ranges, generating 10 combinations. Additive
white Gaussian noise (AWGN) was then inserted to obtain 10 slightly di � erent dynamical inputs from
any of these 30 cases. Elastic spectra were employed, with the smallest period of the response being
equal to 0.02 s, the largest period 4.00 s, the beginning of the stationary part of the accelerogram at 2 s,
and the duration of the stationary part TLVL (NTC §3.2.3.6) free to �oat in a given range. The baseline
FE model was modi�ed to obtain several damage scenarios. These are, again for comparison' sake,
the same as utilised in [22]. In all cases, the damage was simulated as a reduction of the Young's
modulus E at given locations to emulate damage in the masonry external walls. Table 3 lists all the
scenarios; the corresponding �rst natural frequency is also reported to highlight the frequency shift
induced by the presence of damage.

�º

�º

�'

�'

Figure 5. Left: scheme of the sensor placement and direction of the acquisition channels (red, green,
and yellow arrows). Right: the updated Finite Element (FE) model.

Table 2. Seismic intensity parameters.

Fixed Parameters Constrained Parameters

return period TR 475 years TLVL 10–25 s
rated life VN 50 years Damping coe� cient 0.05–0.07
Probability of exceedance PVR 0.9
Undrained shear strength CU 1.0
topographic category T1
stratigraphic category C
peak ground acceleration ag 0.109g
seismic input duration 35 s
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Table 3. Baseline model and other scenarios for numerical validation (Fossano bell tower).

Case Name Description

00 Undamaged As it is, no Young's modulus reductions
01 1st Damaged 5.00% reduction of theE modulus at Level 0 (all four façades)
02 2nd Damaged 5.00% reduction of theE modulus at Level 1 (all four façades)
03 3rd Damaged 5.00% reduction of theE modulus at Level 2 (all four façades)
04 4th Damaged 5.00% reduction of theE modulus at Level 3 (all four façades)

05–10 5th–10th Damaged 15.00% local reduction of the E modulus at speci�c, realistic points (as reported in Figure 6)
11 11th Damaged 10.00% global reduction of theE modulus of all levels, all façades
12 12th Damaged 50.0% reduction of spring sti� ness at the linking with the Cathedral, x- and y- directions
13 13th Damaged 50.0% reduction of spring sti� ness at the linking with the Cathedral, x-direction only
14 14th Damaged 50.0% reduction of spring sti� ness at the linking with the Cathedral, y-direction only
15 1st Unaltered +0.25% global increase of theE modulus of all levels, all façades
16 2nd Unaltered +1.00% global increase of theE modulus of all levels, all façades
17 3rd Unaltered � 0.25% global reduction of the E modulus of all levels, all façades
18 4th Unaltered � 1.00% global reduction of the E modulus of all levels, all façades
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Figure 6. (a) to (f ): Damage Scenarios 05–10, in the same order. The scenarios have been derived by
observation of similar structures damaged by earthquakes; areas with reduced Young's Modulus are
portrayed in grey.
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Cases 01 to 04 only present a 5% reduction ofE along one of the four stories of the structure,
on all façades. Cases 05–10 are realistic post-earthquake scenarios, which are based on the Authors'
previous experience and intended to model typical damage pattern encountered in similar cases;
they are portrayed in Figure 6. Case 11 is a global sti� ness reduction of 10% throughout the whole
structure. Cases 12–14 emulate damage to the linking with the adjacent cathedral, with 50% of the
spring sti � ness. Finally, four `unaltered' scenarios were also accounted for: as for case 11, a global
variation of E was applied; speci�cally, a reduction /increase equal to 1% and 0.25%. This was intended
to simulate statistical �uctuations of the material properties, which cannot be unequivocally related to
the presence of occurring damage.

4.2. High Aspect Ratio Flexible Wing

The second case study concerns the spar of a prototype wing, the linear and nonlinear dynamics
of which have been investigated in recent studies [ 61,62]. Importantly, the prototype skin is supposed
to completely transfer the aerodynamic loads to the spar, making the structural behaviour of the latter
a good approximation of the dynamical response of the whole spar-skin ensemble. The HAR, highly
�exible wing is cantilevered, its geometry narrowing toward the tip with taper ratio changing at
l = 258 mm (hereinafter, the mid-length section). Table 4 reports other geometrical and mechanical
properties. The wing planform presents a tapered swept con�guration, with trapezoidal planform,
swept leading edge, and inward-kinked trailing edge. In this case, the fatigue damage that is induced
by subsequent load cycles has been modelled as a reduction of the Young's modulus at the two most
probable locations, i.e., at the clamped end and at the mid-length section, as portrayed in Figure 7 and
enlisted in Table 5. The input, a perpendicular acceleration applied on the wingtip, was de�ned as
a white Gaussian noise of peak value 1.5 g, sampled at fs,num 2 = 256 Hz for 5 s. 50 realisations were
numerically simulated on the undamaged case for training; 10 others per case were used for testing the
trained model. Five output channels were considered, mimicking the actual sensors array (plus the
point of application of the laser Doppler velocimeter) actually used in the previous experimental
studies and depicted in Figure 7.

ECO- and MO-MMFCCs, �rstly de�ned in [ 22] for the speci�c case of the Santa Maria and San
Giovenale Cathedral bell tower, were adapted to this second numerical case. For the ECO-MMFCCs,
90% of the energy content was found at 43.76 Hz, by taking the mean over the �ve output channels.
Therefore, this value has been set as the new cut-o� frequency. The centre frequencies for MO-MMFCCs
were de�ned from the modal analysis of the wing spar and benchmarked and validated against
experimental data obtained in [ 61,62]; they correspond, in order of increasing natural frequency, to the
1st, 2nd, 3rd, and 4th �apwise bending mode; the 1st torsional mode; the 5th �apwise �exural; the 1st
chordwise bending mode; the 2nd torsional; and, the 6th �exing modes. The tenth mode (the 7th
�apwise) fell over the maximum investigable frequency at 333.88 Hz and was therefore replaced by
adding `10 to the begin of the array, thus resulting in

fc = [1 5.49 23.16 55.80 103.99 125.11 172.09 189.15 219.90 255.62]

To conclude, the low frequency range of LO-MMFCCs was not changed and it remains de�ned
between 0 and fs/2, which here becomes 128 Hz.

For this second case, the major challenge comes from even large reductions inE resulting in
minimal di � erences in terms of frequency shift, as can be seen in the last column of Table 5.

177



Appl. Sci.2019, 9, 5064

Table 4. Geometrical and mechanical properties of the wing spar.

Density � 2850 kg/m3

Young's Modulus E 7.31� 1010 Pa
Poisson Ratiov 0.33 -

Free length (clamp to tip) ltip 706 mm
Thickness t 2 mm

Max width at clamped section bmax 180.00 mm
Mid-length width at the section of changing tampering ( l = 258 mm) bl=258 56.10 mm

Min width at the tip section bmin 17.04 mm

�u�u�u�ä�z�z
��

�B�Ö
L �>�s���w�ä�v�{���t�u�ä�s�x���w�w�ä�z�r���s�r�u�ä�{�{���s�t�w�ä�s�s���s�y�t�ä�r�{���s�z�{�ä�s�w���t�s�{�ä�{�r���t�w�w�ä�x�t���?

�B�æ���t

 
(a) 

 
(b) 

�
� ® � s� r�5�4

�W�L�S

�P�D�[

������ ������

�P�L�Q

Figure 7. (a) Areas subject to decreased Young's modulus (b) Damage scenarios.

Table 5. Baseline model and other scenarios for numerical validation (HAR wing).

Case Name Description
1st Natural

Frequency [Hz]

00 Undamaged As it is, no Young's modulus reductions 5.490
01 1st Unaltered 1.00% reduction of the E modulus in areas 2A, 3A, and 4A 5.488
02 2nd Unaltered 1.00% reduction of the E modulus in area 5A 5.489
03 1st Damaged 50.00% reduction ofE in areas 2A, 3A, and 4A 5.270
04 2nd Damaged 50.00% reduction ofE in area 3A 5.330
05 3rd Damaged 50.00% reduction ofE in areas 2A, 3A, 4A and 5A 5.168
06 4th Damaged 50.00% reduction ofE in areas 3A and 5A 5.224
07 5th Damaged 50.00% reduction ofE in areas 2A and 4A 5.460

5. The Experimental Case Study (Frame Behaving Nonlinearly)

For the experimental validation, a laboratory three-story frame, which behaves nonlinearly due to
damage occurrence, has been investigated; this is the same case studied by [21], again to ensure the
comparison of the results, and proposed by [ 3]. Please note that this is quite di� erent from the two
numerical cases, where the structural damage was not a source of nonlinearity. This is due to the goal
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of this experimental setup being to mimic breathing crack behaviour [ 63]. A bumper–column bilinear
mechanism achieves this: the column, hanging from the third �oor, meets the bumper at the second
story. This mechanism generates a directional nonlinear response, with sti � ness increasing when the
two are touching and pushing against each other. A scheme of the test structure is reported in Figure 8;
the shaker and the four sensors' locations are highlighted. A detailed description of the experimental
setup and procedure is provided in [ 59]. The severity of the damage is modelled by moving closer or
farther the column's tip—when they are closer, the two elements come in touch for lower amplitudes
of the driving force, thus causing major nonlinearities in the recorded response. The experimental THs
have a total duration of 25.6 s, with fs,exp = 320 Hz. The dynamic input is a band-limited excitation
(ranging 20–150 Hz), as de�ned in [ 3]. The 17 states (nine undamaged and eight damaged, with the
�rst nine con�gurations being intended to emulate di � erent operational and environmental conditions)
were used for this investigation; they are summarized in Table 6. All the output channels were used
for the sensor setup considered. The test set was made up of 10 realisations for each scenario, totalling
180 simulated THs.
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Figure 8. The experimental test setup schematics.

Table 6. Baseline, Undamaged and Damaged Scenarios for experimental validation.

Case Description

1 Undamaged Baseline
2 Undamaged Added mass of 1.2 kg at the base
3 Undamaged Added mass of 1.2 kg at the 1st �oor
4 Undamaged 87.5% sti� ness reduction in one column of the 1st inter-story
5 Undamaged 87.5% sti� ness reduction in two columns of the 1st inter-story
6 Undamaged 87.5% sti� ness reduction in one column of the 2nd inter-story
7 Undamaged 87.5% sti� ness reduction in one column of the 2nd inter-story
8 Undamaged 87.5% sti� ness reduction in one column of the 3rd inter-story
9 Undamaged 87.5% sti� ness reduction in two columns of the 3rd inter-story
10 Damaged Distance between bumper and column tip 0.20 mm
11 Damaged Distance between bumper and column tip 0.15 mm
12 Damaged Distance between bumper and column tip 0.13 mm
13 Damaged Distance between bumper and column tip 0.10 mm
14 Damaged Distance between bumper and column tip 0.05 mm
15 Damaged Bumper 0.20 mm from column tip, 1.2 kg added at the base
16 Damaged Bumper 0.20 mm from column tip, 1.2 kg added on the 1st �oor
17 Damaged Bumper 0.10 mm from column tip, 1.2 kg added on the 1st �oor

As for the second numerical case study, the de�nitions of ECO- and MO-MMFCCs have been
changed to �t the structure of interest. For ECO-MMFCCs, the 90% bound of fco is approximately
78 Hz (averaging over the channels 3, 4, and 5 for the 50 realisations of Case 1); thefs,exp/ 2 limit of
LO-MMFCCs becomes 160 Hz. The array of the centre frequencies for MO-MMFCCs underwent some
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major rethinking. Being the structure basically assimilable to a three degrees-of-freedom oscillator
(�oor level does not count as it is subject to the input-induced rigid motion), only the �rst three
frequencies have been retained. The remaining seven �lters have been linearly spaced up to fs/ 2,
i.e., 160 Hz, thus resulting in

fc = [31 54 71 83 96 109 122 135 148 160]

6. Results

The results from previous works are reported for direct comparison. The methods applied are,
by following the same nomenclature (see also Figure 2), (1) the log-scale CCs; (2) the linear CCs; (3) the

classic de�nition of MFCCs; (4) the MFCCs with a cut-o � frequency fco = fs
4 ; and, (5) the MFCCs

with a cut-o � frequency fco = fs
8 from [ 21]; the three proposed Mel-Modi�ed Cepstral Coe � cients

(MMFCCs), i.e., the so-called (i) ECO-MMFCCs; (ii) MO-MMFCCs; and, (iii) LO-MMFCCs, from [ 22],
plus the Bark-scale based (iv) BFCCs; �nally, the novel features here presented, (I) the GTCCs and (II)
the TECCs.

For better readability, this Section is split between the numerical and the experimental data. All
the results are expressed in terms of type 1 (false positives, i.e., false alarms) and type 2 (false negatives
or false acceptance) errors. In the latter case, the system is declared healthy while not being so;
the opposite happens for false alarms. Being life-safety the main aim of any SHM procedure, type
1 errors are generally overlooked respect to their type 2 counterparts. Nevertheless, economical,
practical, and psychological concerns make these as valuable as the other ones. A simple yet e� ective
reasoning is that an alarm system constantly a� ected by false alarm will most probably be ignored
when actual damage is e� ectively spotted. This nulli�es any possible gain from the deployment of the
SHM apparatus.

6.1. Results from the Numerical Simulations

Regarding the �rst numerical case study (the Fossano bell tower), cases 00 to 04—i.e., the baseline
and the story-uniform damage cases—are visually compared in Figure 9 to prove the algorithms
capability to discern simpler con�gurations and widely extended damage from the normality model.
Figure 10 shows the results for cases 05 to 10 (realistic damage scenarios). To estimate the robustness of
each MFCC-based variant to false alarms, cases 15 to 18 (i.e., the scenarios with small �uctuations of
the Young's modulus respect to the baseline) are presented in Figure 11. Apart from the Teager-Kaiser
Energy Cepstral Coe� cients, the standard de�nition of MFCCs is also shown for comparison. Table 7
reports all results. In all �gures, the black dashed line represents the de�ned threshold; bars exceeding
it are coloured in red and they stand for the realisations labelled as damaged, while blue bars
indicate values of DI under the prescribed threshold. From a statistical pattern recognition standpoint,
this means that the cepstral features that correspond to that speci�c realisation have not departed
considerably enough from their respective values for the reference baseline and are therefore labelled
as undamaged.

As can be inferred from the �rst two columns of Table 7, the GTCCs, the Logarithmic Scale CCs,
and the three Mel-Modi�ed Scales (ECO-, MO-, and LO-MMFCCs) have all relatively low type 1 errors.
The Damage Index values inside any given damage case are quite similar; that is a valuable proof of the
robustness of the method. Bark-scale based CCs wrongly labelled as damaged 60% of the undamaged
inputs coming from the same scenario used for the training. The TECCs were the most performing
feature; in Figure 9.a one can clearly see that two out of the three mislabeled realisations for TECCs
fall very short of the threshold. The third column in Table 7 (cases 05–14) shows that all algorithms
work e � ectively in terms of damage detection. The classic de�nition of the Mel-Scale, the Bark-Scale,
and the linear Scale nevertheless present some relatively larger �uctuations along the ten realisations
of the same damage scenario with di� erent inputs. The Log-Scale and the Mel-modi�ed Scales provide
more stable results, with a �at trend inside each damage scenario. This seems to indicate that a kind
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of nonlinear scale performs better than the constantly spaced �lters. The �lter shape might be even
more incisive, as GTCCs and TECCs are all spaced according to the Bark Critical Bands yet perform
better than triangular �lters-based options both in terms of type I and II errors. Most of the algorithms
recognise substantial gaps (Figures 8 and 9) between di� erent scenarios, which re�ect the di � erence of
damage extension; this seems to indicate a possibility to also exploit them for instances of damage
severity assessment. Finally, the last column of Table 7 (cases 15 to 18) evidently portrays how only the
TECCs correctly label all the proposed cases as unmodi�ed respect to the baseline; the other features
proved to be quite unsatisfactory, especially the Mel-Scale and Bark-Scale. That seems to once more
validate the assumption that the straight application of the original de�nition of the mel-scale, tuned
for speech processing aims, is not well-performing and proper corrections are needed. In particular,
the scenarios with a variation in the material properties of � 0.25% are most often correctly labelled
as healthy; otherwise, the � 1.00% deviation of the Young's modulus provides DI values above the
threshold. This phenomenon could be justi�ed by the fact that even a relatively small di � erence
between the pristine and modi�ed mechanical properties of the model's material cause a greater
variation in the power spectrum of the structure, which is also re�ected in the power and is wrongly
seen as damage-induced. This aspect is not helpful in the damage detection process; the TKE operator
seems to be more resilient to these slight changes. By summing up all of the damage scenarios of this
�rst case, it turns out that of all features, the TECCs are the only one always correctly labelling the
cases with realistic damage patterns (05–14) and the ones with global, small �uctuations of E, unrelated
to damage (15–18). Indeed, the TECCs fall short of a perfect score for only three mislabeled realisations
(out of 10) in case 01, which was also the most demanding scenario due to the proximity of the damage
to the �xed end.

��

(a) 

��
(b)��

Figure 9. Damage indexes for TECCs (a) and MFCCs (b); �rst numerical case study (Fossano bell
tower), scenarios 00–04 (story-level damage).
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Figure 10. Damage indexes for TECCs (a) and MFCCs (b); �rst numerical case study (Fossano bell
tower), scenarios 05–14 (realistic damage).

��

��
��

��
(a) 

Figure 11. Cont.
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Figure 11. Damage indexes for TECCs (a) and MFCCs (b); �rst numerical case study (Fossano bell
tower), scenarios 15–18 (no damage).

Table 7. Results for the �rst numerical case study (bell tower).

Case 00 Cases 01–04 Cases 05–14 Cases 15–18

Type 1 Errors [%] Type 2 Errors [%] Type 2 Errors [%] Type 1 Errors [%]

MFCCs 60.00 0.00 0.00 45.00
fcut� o� = 1

4 fs 30.00 0.00 0.00 45.00
fcut� o� = 1

8 fs 30.00 0.00 0.00 45.00
Log-Scale 20.00 0.00 0.00 65.00

Linear 60.00 0.00 0.00 45.00
ECO-MMFCCs 20.00 0.00 0.00 62.50
MO-MMFCCs 10.00 0.00 0.00 62.50
LO-MMFCCs 20.00 0.00 0.00 65.00

BFCCs 60.00 0.00 0.00 47.50
GTCCs 20.00 0.00 0.00 60.00
TECCs 0.00 7.50 0.00 0.00

Table 8 reports the results for the second case study (the highly �exible prototype wing); Figure 12
graphically illustrates them. It can be inferred that, in this case, the exact detection of damage was
more di � cult. MFCCs and similar variants proved to be able to spot everywhere the damage but at
the cost of not actually discerning it from the two cases with small perturbations. The TECCs, on the
other hand, did not perform perfectly, yet they avoided all but one false alarm and were able to discern
the damaged conditions decently in the inspected scenarios. If one does not take into account Case 07,
which presents an imperceptible decrease of 0.03 Hz and went completely unnoticed by the trained
algorithm, the type 2 error percentage drops to 7.50%, with two errors in Case 04, no one in Case 05,
and a single mislabeled element in Case 06.
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Table 8. Results for the second numerical case study (HAR wing).

Cases 00–02 Cases 03–07

Type 1 Errors [%] Type 2 Errors [%]

MFCCs 66.67 0.00
fcut� o� = 1

4 fs 66.67 0.00
fcut� o� = 1

8 fs 66.67 0.00
Log-Scale 70.00 0.00

Linear 66.67 0.00
ECO-MMFCCs 66.67 0.00
MO-MMFCCs 66.67 0.00
LO-MMFCCs 66.67 0.00

BFCCs 66.67 0.00
GTCCs 66.67 0.00
TECCs 3.33 26.00 (*)

(*) 7.50% on Cases from 03 to 06.
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Figure 12. Damage indexes for TECCs (a) and MFCCs (b); second numerical case study (highly �exible
prototype wing).

As in the previous case of the Fossano bell tower, this seems to point out the larger robustness of
the TECCs feature to small changes, assumed here as statistical variations of the structural parameters
and not directly linked to damage occurrence. A possible explanation comes from the TKE Operator
being notably sensitive to frequency and amplitude changes, while much more robust than MFCCs to
noise and minimal variations in the �eld of speech recognition accuracy.
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6.2. Results from the Experimental Data

The results from experimental data are displayed here in Figure 13. As before, TECCs and
classic MFCCs are only depicted due to space constraints. Table 9 summarises the results, in terms of
percentage of type 1 and 2 errors.

��
(a) 

��
(b)��

Figure 13. Damage indexes for TECCs (a) and MFCCs (b); and, experimental data.

Table 9. Results for the experimental case study.

Cases 1–9 Cases 10–17

Type 1 Errors [%] Type 2 Errors [%]

MFCCs 3.33 0.00
fcut� o� = 1

4 fs 5.56 0.00
fcut� o� = 1

8 fs 7.78 1.25
Log-Scale 4.44 1.25

Linear 5.56 0.00
ECO-MMFCCs 4.44 0.00
MO-MMFCCs 2.22 22.50
LO-MMFCCs 12.22 25.00

BFCCs 3.33 0.00
GTCCs 4.44 0.00
TECCs 0.00 13.75
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In interpreting the data, one must consider the di � erent de�nition of `damage' between the two
numerical and the experimental case studies. The Fossano bell tower and the HAR prototype wing
behave linearly in both damaged and pristine conditions; again, the di � erence between the two is only
a matter of shifting natural frequencies. The experimental data have a completely di � erent `meaning' of
damage, as here, di� erences in mass and sti� ness are accounted as di� erent operational conditions and
the distinction between damaged and undamaged response lies solely on the presence of nonlinearities.
In this latter case, the TECCs proved to be the only feature able to reach a 0% type 1 error in the test set,
but only in spite of a relatively high type 2 error percentage, only surpassed by the recently proposed
MO- and LO-MMFCCs. Nevertheless, a closer inspection of the several damaged and undamaged
con�gurations allows for highlighting that this error is clustered in only three scenarios, respectively,
cases 10, 15, and 16. Case 10 is the one with the slightest nonlinearity and, thus, is the most challenging
to detect. The algorithm also struggled for cases 15 and 16, where changes in the frame's mass are
involved. On the other hand, all of the undamaged scenarios are recognised as such by means of the
TECCs, while classic MFCCs generate some misclassi�cations for case 5 (which is the one with the
largest sti� ness reduction close to the base of the frame, where such structural changes have the most
impact in the vibrational response).

Therefore, experimental results seem to validate what is expected from numerical simulations,
that is to say: (i) a greater generalisation capability of the TECCs feature over closely-related alternatives;
(ii) a strong robustness to false alarms but at the cost of some false negatives; and, (iii) a sensibility
to shifts in the frequency content higher or at least comparable to MFCCs in its original form and
proposed variants. On the other hand, the TECCs proved to be less sensitive to the presence of limited
nonlinearities during changing operational conditions than to mass changes respect to the MFCCs and
similar features; but this outcome might be speci�c of the experimental data utilised here.

6.2.1. Further Analysis of the Experimental Data

Some further tests were performed to better de�ne the advantages of the proposed TECCs feature.
For brevity sake, only the results for experimental data are reported; the same �ndings were observed
for numerical data.

Firstly, the number and distribution of output channels were investigated. Four setups have been
considered: setup #0, including all channels (numbered 2 to 5, see Figure 8), for which the results are
already reported in Figure 13 and Table 9; setup #1 (channels 3, 4, and 5); setup #2 (channels 3 and
4); and �nally, setup #3 (constituted by channels 4 and 5). Table 10 enlists the results for these last
three setups. Remarkably, this test evidenced what was already observed in [21], that is to say, MFCCs
and similar features produce less accurate results when all of the acquisition channels are considered.
This point was con�rmed here for type 1 errors in two out of the three new setups considered. The same
e� ects were encountered here for TECCs as well, with the same conditions: MFCCs systematically fail
in labelling case 5 as undamaged, due to its relatively large shift in frequency, while TECCs struggle in
classifying cases 10, 15, and 16 as damaged due to their lower level of nonlinear distortion.

Secondly, a comparison with a non-cepstral feature, the aforementioned AR coe� cients, was also
performed and reported in Table 10. The AIC approach was applied similarly to what done in [ 21].
An order of 12 was used for sensor setup #1 and #2; order 10 was applied instead for the sensor setup
#3. It can be seen that the percentage of type 1 error is generally higher than most of the cepstral
features that are proposed here.
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Table 10. Results according to the sensor setup considered.

Sensor Setup #1 Sensor Setup #2 Sensor Setup #3

Cases 1–9 Cases 10–17 Cases 1–9 Cases 10–17 Cases 1–9 Cases 10–17

Type 1 Type 2 Type 1 Type 2 Type 1 Type 2
Errors [%] Errors [%] Errors [%] Errors [%] Errors [%] Errors [%]

MFCCs 4.44 0.00 2.22 1.25 2.22 0.00
fcut� o� = 1

4 fs 3.33 0.00 1.11 0.00 1.11 0.00
fcut� o� = 1

8 fs 5.56 0.00 3.33 1.25 3.33 0.00
Log-Scale 5.56 1.25 3.33 2.50 1.11 1.25

Linear 3.33 0.00 1.11 1.25 1.11 0.00
ECO-MMFCCs 3.33 0.00 1.11 0.00 1.11 0.00
MO-MMFCCs 2.22 25.00 3.33 30.00 1.11 27.50
LO-MMFCCs 10.00 25.00 0.00 23.75 2.22 25.00

BFCCs 1.11 0.00 0.00 2.50 1.11 0.00
GTCCs 2.22 0.00 2.22 1.25 2.22 1.25
TECCs 0.00 7.50 0.00 11.25 0.00 6.25

AR coe� cients 13.33 0.00 12.22 0.00 6.67 0.00

The Central Processing Unit (CPU) time that was required for the training phase was then
evaluated for all types of DSFs on non-optimised (yet comparable) versions of the code. This was
tested by means of the Matlab® stopwatch timer tic–toc; Table 11 reports the results. One can clearly
see that the computational time is comparable over the several sensor setups considered. Note that
the timing accounts for training operations (feature extraction and population statistics estimation)
and for threshold de�nition; the time required for data preprocessing, di � erently from what done
in [ 21], was not considered, as it is identical for all features. This returns some faster results with
respect to what is reported there. Moreover, the codes were run 10 times to avoid any computational
variability; the average result is reported. As expected, the di � erence between MFCCs, similar variants,
GTCCs and TECCs are minimal. It can be observed that GTCCs takes slightly longer than MFCCs
(in the order of some fractions of a second), since there it is needed to build up the more complexly
shaped gammatone �lterbank. The TECCs require that additional time plus a bit more to compute the
TKE operator out of the provided time arrays. In the case with all acquisition channels considered,
these two operations make the code run in almost 30% more time (0.43 s on average). However, this
delay is basically irrelevant if compared to the one that is needed to extract other features, such as the
Auto-Regressive (AR) model coe� cients [21].

Lastly, the standard deviation is proposed as a metric of dispersion for the results of the several
realisations that belong to the same damage case, to quantitatively express the robustness of the
classi�cation. Table 12 enlists the results for all 17 cases. Only the values for the sensor setup #0
and for MFCCs, log-scale CCs, linear CCs, BFCCs, GTCCs, and TECCs are reported here due to
space constraints. The same behaviour was observed for the other setups as well. By considering ten
realisations per investigated case, it can be observed that the use of TECCs as a DSF produce a much
smaller scattering of the results, with the standard deviation never exceeding � = 6, while the same
measure goes well over 50 or even 70 for MFCCs in some cases.
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Table 11. CPU time accordingly to the sensor setup considered (training phase).

Sensor Setup #0 Sensor Setup #1 Sensor Setup #2 Sensor Setup #3

CPU Time [s] CPU Time [s] CPU Time [s] CPU Time [s]

MFCCs 1.60 1.31 1.00 1.03
fcut� o� = 1

4 fs 1.63 1.31 1.01 1.03
fcut� o� = 1

8 fs 1.62 1.35 1.04 1.04
Log-Scale 1.62 1.37 1.01 1.02

Linear 1.56 1.30 0.99 0.99
ECO-MMFCCs 1.56 1.31 1.00 1.02
MO-MMFCCs 1.58 1.29 1.00 0.99
LO-MMFCCs 1.59 1.29 1.01 0.99

BFCCs 1.58 1.32 1.02 1.00
GTCCs 1.78 1.38 1.06 1.07
TECCs 2.03 1.62 1.15 1.16

Table 12. Standard deviation of Damage Index (DI) (sensor setup #0).

� (DI(n))-Cases 1 to 17

MFCCs 0.32, 0.20, 0.28, 0.19, 0.28, 0.32, 0.26, 0.21, 0.22, 6.21, 41.74, 62.64, 52.52, 72.21, 6.16, 8.63, 81.06.
Log-Scale 0.24, 0.29, 0.15, 0.22, 0.28, 0.22, 0.27, 0.22, 0.23, 3.29, 22.23, 33.42, 31.63, 32.26, 3.45, 5.39, 35.00.

Linear 0.29, 0.30, 0.22, 0.19, 0.27, 0.22, 0.24, 0.31, 0.24, 6.55, 39.27, 67.89, 46.22, 52.90, 5.50, 7.85, 72.59.
BFCCs 0.31, 0.20, 0.26, 0.19, 0.26, 0.35, 0.22, 0.21, 0.19, 6.73, 44.16, 68.87, 47.46, 64.38, 6.72, 9.36, 90.09.
GTCCs 0.20, 0.28, 0.15, 0.16, 0.20, 0.31, 0.32, 0.19, 0.24, 4.19, 25.88, 45.77, 51.07, 73.55, 3.80, 6.54, 41.64.
TECCs 0.18, 0.14, 0.17, 0.23, 0.14, 0.17, 0.13, 0.26, 0.22, 0.75, 4.78, 5.57, 4.25, 4.64, 0.84, 1.70, 4.35.

7. Conclusions

Any Structural Health Monitoring system relies on data, almost always pre-processed, and on
features extrapolated from them. Mel-Frequency Cepstral Coe� cients (MFCCs) have recently been
proven to be e� ective in damage detection, relying on the cepstrum of the recorded structural response,
even if margins for improvements were evident. The Teager-Kaiser Energy (TKE) operator has been
proposed here as the basis for a similar feature, less subject to false positive mislabeling when used for
Machine Learning. That is adherent to what is encountered for speech signals and well-known in the
�eld of speaker and speech recognition. The investigation reported here spans over di � erent structures,
with di � erent input and very di � erent setups—varying acquisition parameters, such as the number
of the output channels, the sampling frequency, and so on. Moreover, in the �rst and in the second
numerical study, the damage was modelled as a linear reduction of sti � ness inserted in a linear system,
while the experimental case emulated the damage as a pointwise source of nonlinearity in an otherwise
linear system and sti� ness local reduction was intended as a change in the operational conditions that
were unrelated to damage. This shows the excellent capability of generalisation of this approach.

The proposed damage sensitive feature, the Teager-Kaiser Energy Cepstral Coe� cients (TECCs),
has been benchmarked against the MFCCs and some similar variants. Interesting numerical and
experimental results were achieved for both the linear and nonlinear models of damage.

The main conclusions are the following:

1. the TECCs, MFCCs, and similar features perform e� ciently both with damage emulated by
a reduction of the Young's modulus E or by the presence of nonlinearities, even if the signal
is noisy;

2. the Mel-Scale performed similarly to other nonlinear scales such as the Bark Scale or logarithmic
spacing, with no clear best option among all the investigated case studies;

3. the algorithms that resort to a Gammatone �lterbank generally produced better results than the
ones with triangular �lters; even if the TECCs still outperforms the GTCCs;

4. the TECCs present a strong reduction of the order of magnitude of the Damage Index (DI) with
respect to MFCCs and similar options, in absolute terms; this does not a � ect the damage detection
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algorithm, as the relative distance between the `normality' model and the damaged cases remains
and seems even to increase;

5. the Teager-Kaiser Energy Cepstral Coe� cients outperforms all the competitors in terms of
little or no type 1 errors, but it is slightly more prone to type 2 errors respect to MFCCs and
derived features;

6. with respect to non-cepstral features, such as the AR coe� cients, the main bene�ts lie in the
less computational cost and greater robustness to noise and to confounding in�uences, such as
environmental and operational e � ects, unrelated to damage.

The outcomes of this research leave plenty of room for improvements. Indeed, apart from
the TECCs and other cepstral-based alternatives, wavelet-based alternatives are of great interest.
The Mel-Frequency Discrete Wavelet Coe� cients may be a relevant alternative. Thanks to the Discrete
Wavelet Transform, the �lter spacing issue is by-passed; �lter shaping is reduced to the selection of the
mother wavelet. The Authors are committed to pursuing further studies in this direction.
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Abstract: Thin-walled tubes are a kind of pressure vessel formed by a stamping and drawing process,
which must withstand a great deal of sudden pressure during use. When microcrack defects of a
certain depth are present on its inner and outer surfaces, severe safety accidents may occur, such as
cracking and crushing. Therefore, it is necessary to carry out nondestructive testing of thin-walled
tubes in the production process to eliminate the potential safety hazards. To realize the rapid detection
of microcracks in thin-walled tubes, this study could be summarized as follows: (i) Because the
diameters of the thin-walled tubes were much larger than their thicknesses, Lamb wave characteristics
of plates with equal thicknesses were used to approximate the dispersion characteristics of thin-walled
tubes. (ii) To study the dispersion characteristics of Lamb waves in thin plates, the detection method
of the A0 mode was determined using the particle displacement–amplitude curve. (iii) Using a
multi-channel parallel detection method, rapid detection equipment for Lamb wave microcracks
in thin-walled tubes was developed. (iv) The �ltering peak values for defect signal detection
with di � erent depths showed that the defect detection peak values could re�ect the defect depth
information. (v) According to the minimum defect standard of a 0.045-mm depth, 100,000 thin-walled
tubes were tested. The results showed that the missed detection rate was 0%, the reject rate was
0.3%, and the detection speed was 5.8 s/piece, which fully meets the actual detection requirements of
production lines. Therefore, this study not only solved the practical issues for the rapid detection
of microcracks in thin-walled tubes but also provided a reference for the application of ultrasonic
technology for the detection of other components.

Keywords: Lamb wave; microcracks testing; multi-channel detection; signal-to-noise ratio;
thin-walled tube

1. Introduction

1.1. Purpose and Signi�cance

Thin-walled tubes are pressure vessels formed by stamping and drawing. In the production
process, due to errors in the processing parameters and faults in the production equipment, microcrack
defects form in the inner and outer walls of thin-walled tubes. However, thin-walled tubes must
withstand large sudden changes in pressure during use. When the depths of the microcracks on the
inner and outer surfaces are greater than a certain threshold, severe safety accidents can occur, such as
cracking and crushing. Therefore, it is necessary to carry out nondestructive testing of thin-walled
tubes in the production process to eliminate the potential safety hazards.

For the nondestructive testing of thin-walled tubes, the commonly used testing methods include
eddy current [ 1,2], magnetic powder [ 3], X-ray [ 4,5], liquid penetrant [ 6–8], and ultrasonic [ 9] methods.
With eddy current detection, it is di � cult to distinguish irregular surface defects and detect them
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quantitatively, which can easily lead to misjudgment [ 10]. Magnetic particle testing is more suitable for
surface defect detection, and it is di � cult to quantitatively detect the depth of a �aw [ 10]. The X-ray
method is mainly used to detect the volume of the defect inside the object. For an area defect, there
will be an overlap of the front and back, and the angle between the ray beam and the orientation of the
crack cannot exceed 10� ; otherwise, it cannot be detected [10]. Penetration detection is limited to the
defects of the surface opening. The penetrating liquid pollutes the parts and the environment and is
not suitable for on-line detection [ 10]. Ultrasonic testing is sensitive to the area of the defect inside the
object and can locate the relative size and location of the defect. The detection depth is much greater
than other detection methods, and thus, it has been widely used [ 10]. For thin-walled tubes, ultrasonic
Lamb waves are usually used for testing [11].

The ultrasonic detection principle of thin-walled tubes is the same as that of pipe, and there are
many studies on the principle, method, and application of Lamb wave detection of pipe for reference.
Therefore, based on the analysis of Lamb wave detection of pipe, the ultrasonic detection method
of thin-walled tubes was explored. Defect types in pipe include lamination [ 12], corrosion [ 13], and
cracking [14–16], which can occur on both inner and outer surfaces. The modes of Lamb waves in the
pipe are mainly divided into longitudinal [17,18], torsional [19–23], and �exural [24,25].

According to the relevant references, the following work must be completed to realize the Lamb
wave detection of pipe defects. (i) Based on analyzing and studying the dispersion characteristics
of Lamb waves, the transducer frequency and Lamb wave mode with the highest sensitivity to the
detected defect type should be selected. (ii) To study the interaction between defect and Lamb waves in
the pipe, simulation should be carried out under a three-dimensional (3D) model. (iii) A test platform
should be built to compare the di � erence between simulation and test results by scanning arti�cial
defects in the pipe with transducers. (iv) Signal processing is used to determine the location and size
of defects in the pipe. The di � culties in the detection process mainly focus on the two aspects: mode
selection and 3D model simulation. On the one hand, the dispersion characteristics of Lamb waves in
pipe have three modes to be analyzed and studied. Compared with only symmetric and antisymmetric
modes in a thin plate, the di � culty of modal analysis and selection is increased. On the other hand, a
3D model is needed to analyze the interaction between defects and Lamb waves in the pipe. Compared
with the 2D model of a thin plate, there are great challenges in terms of computational complexity.

When the diameters of hollow cylindrical components are much larger than their thicknesses,
the dispersion characteristics of Lamb waves in hollow cylindrical components can be approximated
by studying the characteristics of Lamb waves in plates with equal thicknesses [ 26–28]. He et al. [29]
found that when the diameter to thickness ratio of hollow cylindrical components is less than 0.05,
the dispersion curves of the hollow cylindrical components were similar to those of components with
the corresponding plate thicknesses. In this study, the diameters and thicknesses of the thin-walled
tubes were 35 mm and 0.8–1.2 mm, respectively. Selecting the Lamb-wave dispersion characteristics
of plates with equal thicknesses to approximate the propagation characteristics of Lamb waves in
thin-walled tubes could not only simplify the model but also facilitate the application of practical
engineering practice.

1.2. The State of the Art

1.2.1. Transducers for Lamb Waves

Qiu et al. [ 30] proposed a multi-physical simulation method for the Lamb wave propagation
of piezoelectric transducers under load conditions. The results showed that the phase velocity and
amplitude changes of Lamb waves obtained by simulation were in good agreement with experiment.
He et al. [31] designed two electromagnetic acoustic transducers to generate and receiveS0 Lamb
waves in ferromagnetic steel plates, which were kept within 5 and 19 mm from the sample surface,
respectively. This allowed the electromagnetic acoustic transducer to interact with the sample with
less force and facilitated easier scanning. Zhang et al. [32] established the �nite element model and
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detection system of laser ultrasound and realized the simulation and test detection of multilayer
bonded composite materials. The results showed that this method not only facilitated the visualization
of debonding but also provided accurate bonding quality information.

1.2.2. Lamb Mode

Gupta et al. [33] studied the interaction of a basic symmetric Lamb wave mode S0 with laminations
in eight layers of glass-�ber-reinforced polymer (GFRP) laminated composite by numerical simulation
and experimental veri�cation. The results showed that the sensitivity of S0 mode re�ection depended
on the thickness direction and layering direction of the composite laminate. Among all laminates
tested, theS0 mode was highly sensitive to DL23 and DL34 (Delamination is considered between the
layers 2&3 and 3&4 locations, which are abbreviated as DL12 and DL34, respectively. The thickness is
0.42–1.26 mm). Mori et al. [34] experimentally studied the transmission characteristics of Lamb wave S0

and A0 modes at the contact edges of two plates. The results showed that the transmission coe� cient of
the S0 mode increased monotonically with increasing contact pressure, but the transmission coe � cient
of the A0 mode had a non-monotonic relationship with contact pressure and local minimum frequency.
Cho et al. [35] calculated the re�ection and propagation coe � cients of the selected guided wave
modes using simulation and compared the results with experimental data. The results showed
that defect characterization was possible if a suitable criterion for modal selection was established.
Ochoa et al. [36] used two zeroth-order Lamb wave modes to detect various types of invisible impact
damage in composite materials. Because the digital shearography and ultrasonic C-scan technology
could identify 5- and 10-J impact damage and the impact damage of 3-J could not be detected, the
results of the Lamb wave detection were con�rmed by comparison.

1.2.3. Characteristics of Lamb Waves

Pant et al. [37] analyzed the in�uence of material properties, such as E11 (axial elastic modulus),
E22 (transversal elastic modulus), G12 (plane shear modulus), and � (density), on Lamb wave
propagation /dispersion of three kinds of composite laminates. These composite laminates are
unidirectional, cross-layered, and quasi-isotropic, which are all composed of 16 layers of unidirectional
carbon �ber epoxy prepreg. The results showed that when Lamb waves are used for damage detection,
the A0 mode should be selected when fd (frequency times thickness) is small, and the S0 mode should
be selected when fd is large. Shen et al. [38] proposed an e� ective numerical method with which
to study the nonlinear scattering and mode conversion of Lamb waves interacting with breathing
cracks. The results showed that the scattering phenomenon was related to the incident wave mode.
Symmetric and antisymmetric scattering modes exhibit alternate properties, which, in turn, carry most
of the energy and dominate the harmonic scattering. Ai et al. [ 39] used the �nite element method
to study the propagation characteristics of Lamb waves in thin plates, and when compared with the
frequency dispersion curve, the error of the simulation was 1.3%. Senyurek et al. [ 40] studied the
notch and impact damage of slats, and the results showed that Lamb waves could provide time and
cost e� ciency in aircraft structure detection compared with other technologies. The �nite element
method was used by Alkassar et al. [41] to simulate the propagation of Lamb waves in a thin metal
plate. The results showed that when there was damage in the plate, a new packet-wave formed by a
mode conversion phenomenon could be observed.

1.2.4. Defects Identi�cation Method

Yelve et al. [42] studied the interaction between the Lamb wave of the S0 mode and the damage in
an aluminum plate and used an arti�cial neural network (ANN) to locate the damage. The results
showed that the ANN was an e � ective tool for damage location in a plate structure. The local
wavenumber method of Lamb waves was used by Fan et al. [ 43] to characterize the �at bottom defects
in isotropic thin plates. The simulation and experimental results showed that the average wavenumber
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could be used to not only identify the shape, position, and size of the damage but also quantify the
depth of the damage.

1.3. The Contribution

In the development process of on-line Lamb wave detection equipment for microcracks in
thin-walled tubes, the following work items have been accomplished.

(i) The dispersion characteristics of Lamb waves in thin plates with the same thickness were used to
approximate the ultrasonic characteristics of thin-walled tubes, which reduced the dimensions of
the model and laid a foundation for the engineering application of Lamb waves.

(ii) Based on the calculation and simulation of phase velocity, incident angle, and particle amplitude
displacement, the Lamb wave mode with the highest sensitivity to the inner wall and outer wall
cracks of a thin-walled cylinder was determined.

(iii) Multi-channel technology was adopted to solve the problem of rapid detection and improve the
stability and reliability of the equipment.

(iv) The defect signal extraction circuit was designed, which greatly reduced the amount of data
acquired and improved the data processing speed.

(v) Rapid on-line detection equipment for microcracks in thin-walled tubes was developed, and the
engineering application of rapid detection of microcracks by Lamb wave was realized.

(vi) Qualitative and quantitative non-destructive testing of the minimum depth crack of 10 � 0.15�
0.045 (length� width � depth) was realized.

2. Theoretical Principle

2.1. Testing Object and Arti�cial Defect

The structural sketch of a thin-walled tube is shown in Figure 1. Each tube was a steel pressure
vessel with a variable wall thickness formed by cold stamping and stretching. The wall thickness of
the mouth was 0.8 mm, the wall thickness near the bottom was 1.2 mm, and the inner diameter of the
mouth was 37 mm. The detection range was a thin-walled tube 255 mm away from the mouth.
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Figure 1. Structural sketch of a thin-walled tube.
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Because thin-walled tubes are stamped and stretched in the production process, the inner
and outer surfaces are prone to scratches with axial and circumferential distributions. In the actual
production process, it was determined by manual inspection that the main defects are axially distributed.
Therefore, to study the ultrasonic signal characteristics of these defects, groove defects with axial and
circumferential distributions were fabricated on the inner and outer surfaces of thin-walled tube samples.
Arti�cial defects were manufactured by the national measurement unit using electro-processing
technology and measured by an optical image method. The lengths and widths of the defects
were 10 � 0.1 mm and 0.15� 0.01 mm, respectively. Three depths were used: 0.045� 0.005 mm,
0.073� 0.005 mm, and 0.10� 0.005 mm, and the detailed information is shown in Table 1.

Table 1. Arti�cial defects of di � erent depths.

Defect Types Defect Position (Away from the Mouth) /mm Defect Depth /mm

Inner circumferential distribution 40 0.045 � 0.005
Inner axial distribution 60 0.045 � 0.005
Outer axial distribution 50 0.045 � 0.005
Inner axial distribution 80 0.045 � 0.005
Outer axial distribution 60 0.073 � 0.005
Inner axial distribution 80 0.073 � 0.005
Outer axial distribution 60 0.10 � 0.005
Outer axial distribution 80 0.10 � 0.005

2.2. Dispersion Characteristics of Lamb Waves

In the process of Lamb wave �aw detection, di � erent modes of the Lamb wave will be excited
when di � erent incident angles are used, and thus, di� erent sensitivities can be obtained for defects
at di � erent locations. Therefore, theoretical analysis is needed to determine which mode is most
sensitive to the axial and circumferential distribution defects before testing. The Rayleigh–Lamb
frequency equation is used to describe the wave characteristics of Lamb waves [11]. They are expressed
mathematically as follows.

Symmetric mode:

4pqtan
� f d
cp

q+ ( p2 � 1)
2

tan
� f d
cp

p = 0, (1)

Antisymmetric mode:

(p2 � 1)
2

tan
� f d
cp

q+ 4pqtan
� f d
cp

p = 0, (2)

where p =
q

(
cp

cT
)
2

� 1, q =
q

(
cp

cL
)
2

� 1, cp is the phase velocity of Lamb wave, cT is the S-wave velocity,
cL is the P-wave velocity, f is the frequency of Lamb wave, and d is the thickness of the plate.

In calculating the dispersion characteristics of the Lamb waves, the P-wave velocity cL and S-wave
velocity cT of the steel plate were 5970 and 3200 m/s, respectively. The Rayleigh–Lamb frequency
equation was solved numerically using Matlab, and the phase velocity cp vs. frequency-times-thickness
fd dispersion curves of the Lamb wave was obtained, as shown in Figure 2.

Because the wall thickness of the thin-walled tubes varied from 0.8 to 1.2 mm, when a 5 MHz
transducer was used for detection, the frequency-times-thickness was 4–6 MHz�mm, as shown by the
red dotted line in Figure 2. As shown in the �gure, the possible modes of the Lamb wave included the
A0, S0, A1, S1, A2, and S2 modes. Because the phase velocities of theA1, S1, A2, and S2 modes vary
greatly, the position of the defect echo signal is not �xed on the time axis, and it is di � cult to identify
the defect signal. Therefore, only the A0 and S0 modes were considered in the detection process.
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Figure 2. Relationship between the phase velocity cp and frequency-times-thickness fd for Lamb waves
in a steel plate (the S-wave velocity was 5970 m/s, the P-wave velocity was 3200 m/s, and Poisson's
ratio was 0.28).

2.3. Mode Selection

Through the dispersion curves of the Lamb waves, we determined that the optional modes were
A0 or S0. However, how to distinguish between them required further study of the direction of particle
vibrations and the distributions of particle displacements for the A0 and S0 modes in plates. The
particle displacement-amplitude curve of the Lamb waves re�ects the variation and distribution of
Lamb wave energy in the plate, which is one of the main bases for mode selection. The in-plane and
out-of-plane displacement amplitudes of the particle vibrations are denoted as U and V, respectively.
If the vertical distance between the particle and waveguide axis is x, their mathematical expressions
are as follows [44]:

Symmetric mode:

Us =
(k2

z � s2) sin(0.5sd)
2q0sin(0.5q0d)

cos(q0x)B + scos(sx)B, (3)

Vs =
(k2

z � s2) sin(0.5sd)
2kz sin(0.5q0d)

sin(q0x)B + kz sin(sx)B, (4)

Antisymmetric mode:

Ua = (k2
z� s2) cos(0.5sd)
2q0cos(0.5q0d) sin(q0x)D � ssin(sx)D, Va = (k2

z� s2) cos(0.5sd)
2kz cos(0.5q0d) cos(q0x)D + kz cos(sx)D, (5)

where kz = 2� f
cp

, s = kz

q
(

cp

cT
)
2

� 1, q0 = kz

q
(

cp

cL
)
2

� 1, and cp is the phase velocity of Lamb wave.
In the symmetric mode, the vibration of a particle in a plate is symmetrical in the center of the

plate, and its in-plane displacement is symmetric along the thickness of the plate, while the out-of-plane
displacement is antisymmetric. Under the antisymmetric mode, the vibration phase of the particle in
the plate is the same on the upper and lower surfaces, and the out-of-plane displacement is symmetric
along the thickness of the plate, while the in-plane displacement is antisymmetric along the thickness
of the plate. For the steel plate with 1-mm thickness, the particle displacement-amplitude curves of the
A0 and S0 modes are shown in Figure 3.
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Figure 3. Particle displacement-amplitude curves of A0 and S0 modes in steel plate ((a) A0 mode;
(b) S0 mode).

In Figure 3, the dashed line is the in-plane displacement along the thickness direction; that is, the
vibration direction of the particle is parallel to the plate surface, while the real line is the out-of-plane
displacement, that is, the vibration direction of the particle is perpendicular to the plate surface. The
�gure shows that the in-plane displacement of mode S0 had a larger component in the plate, which is
suitable for detecting the defects perpendicular to the plate surface, and the out-of-plane displacement
of mode A0 had a larger component in the plate, which is suitable for detecting defects on the inner
and outer surfaces of the plate. Therefore, the A0 mode, which is sensitive to the surface defects of the
inner and outer walls of thin-walled tubes, was selected as the detection mode. This is consistent with
the conclusion of Ref. [37].

2.4. Calculation of Incident Angle

The method of water immersion was adopted in the detection process, so it was necessary to
calculate the incident angle of the A0 mode Lamb wave produced by the ultrasonic transducer when
the Lamb waves propagate from water into the steel. The mathematical formula is as follows:

� = arcsin
cL

cp
, (6)

where � is the incident angle, cL is the P-wave velocity in water, and cp is the phase velocity of Lamb
wave in steel. The relationship between the incident angle and frequency-times-thickness is shown in
Figure 4.

As shown in Figure 4, when the frequency-times-thickness was 4–6 MHz mm, the incident angle
of the mode A0 corresponded to 30.5–29.99� . In practical applications, 30 � was chosen as the incident
angle to obtain the A0 mode of the Lamb waves.
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Figure 4. Relationship between the incident angle and frequency-times-thickness in steel (the P-wave
velocity in water was 1480 m /s).

3. Testing Equipment

3.1. Appearance and Core Components

As shown in Figure 5, the testing equipment was mainly composed of three parts: a Programmable
Logic Controller (PLC) control unit, a Personal Computer (PC) control unit, and a mechanical device.
The control unit of the PLC was mainly responsible for the motion control of the mechanical device
and communication with the PC through the RS232 serial module. The PC control unit mainly
included a multi-channel pulse transmitter /receiver, the extraction device of the detection signal
feature, the multi-channel data acquisition card, and the PC. The function of the multi-channel pulse
transmitter /receiver was to detect the object using an excitation pulse to trigger the ultrasonic transducer
and receive the detection signal from the detected object. The feature extraction device for the testing
signal mainly ensured that only the defect echo signal was extracted through the hardware gate to
reduce the amount of data acquisition and improve the speed of data processing. The mechanical
device mainly performed the mechanical actions of grasping, rotating, and moving the thin-walled
tube into place for testing.

��

��

 

Figure 5. Appearance of testing equipment (1. PLC control unit; 2. PC c ontrol unit; 3. mechanical device).

200



Appl. Sci.2019, 9, 3576

The core components of the mechanical equipment are shown in Figure 6, which mainly include
the material-preparation container, the testing container, the ultrasonic transducer, and the built-in
manipulator. The material-preparation container was mainly used to place the thin-walled tube to be
inspected. By moving up and down, the thin-walled tube was conveyed to a position that the built-in
manipulator could grasp. There was an over�ow outlet at the mouth of the testing container, which
was used to discharge the over�ow amount of water as the thin-walled tube slowly sank into the testing
container. There was a water inlet at the bottom of the testing container, which was used to replace
water when the thin-walled tube was removed from the testing container after the detection to ensure
the coupling between the ultrasonic transducer and the thin-walled tube. A pair of ultrasonic probes
were installed on the side of the testing container to scan the axial and circumferential distribution
defects of the thin-walled tube. The movement of the testing container and the rotation of the built-in
manipulator carrying the thin-walled tube could cooperate, which allowed the spiral scanning of the
thin-walled tube by the ultrasonic probes. The built-in manipulator held the thin-walled tube from
the inside. Meanwhile, an airbag at the top of the built-in manipulator sealed the opening of the
thin-walled tube to prevent water from penetrating the thin-walled tube during the detection process.
The built-in manipulator moved back and forth along the guide rail to grasp, rotate, and move the
thin-walled tube into place.

 

Figure 6. Core components of testing equipment (1. material-preparation container; 2. testing container;
3. ultrasonic transducer; 4. built-in manipulator).

The detection process was as follows. Firstly, when all �ve material-preparation containers were
placed into the thin-walled tubes, the built-in manipulator moved backward to the central position of
the material-preparation container. When the material-preparation container rose to a certain position,
the built-in manipulator held the thin-walled tube from the inside and allowed the top airbag to
seal the opening of the thin-walled tube. The material-preparation container quickly dropped to the
original position. Secondly, the built-in manipulator carrying the thin-walled tube moved forward
to the center of the testing container and began to rotate at 320 rpm. The testing container quickly
rose to a certain position, and the PLC control unit noti�ed the PC through the RS232 serial port
to begin the detection. The PC started the data acquisition card and the pulse transmitter /receiver,
and the testing container began to rise slowly and uniformly so that the ultrasonic transducer could
achieve full coverage spiral scanning of the thin-walled tube to be detected. Thirdly, after the detection,
the built-in manipulator stopped rotating, and the testing container quickly dropped to the original
position. The PC stopped the data acquisition and transferred the data processing results to the PLC
control unit through an RS232 serial port. Finally, the built-in manipulator continued to move forward
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and based on the data processing results, the thin-walled tube identi�ed as the unquali�ed product
was placed on the conveyor belt of rejected product. Then, the built-in manipulator moved on, and the
remaining thin-walled tubes were placed on the conveyor belt of quali�ed product to complete the
detection process.

3.2. Multichannel Detection Method

Because the detection speed required 6 s/piece, there were three high-speed requirements for
single-piece detection: (i) the assistant time was zero; (ii) the rotational speed of thin-walled tube was
over 3000 rpm; (iii) the sampling frequency was over 100 MHz. These three requirements directly
a� ected the stability, reliability, and service life of the system, and the design risk was very high. If �ve
groups of 10-channel parallel structures were adopted, the detection time could be extended to 30 s
(18 s for a detection time, 12 s for auxiliary time; the rotational speed could be reduced to 300 rpm, and
the sampling frequency could be reduced to 100 kHz). Thus, not only was the impact of mechanical
transmission alleviated but also su � cient processing time was provided for data acquisition and defect
signal processing. The problem of detection time, which is di � cult to solve, was transferred to a
multi-channel problem that was relatively easy to solve. Furthermore, this laid a foundation for the
stable and reliable design of the system.

4. Results and Analysis

In the detection process, the ultrasonic transducer was a point focus probe with a frequency of
2.5 MHz, a diameter of 12 mm, a focal length of 20 mm, and a focal spot of 2 mm. The diameter of the
thin-walled tube was 37 mm, the length of the detection area was 255 mm, and the rotation speed was
320 rpm. Thus, 0.1875 s was required for the tube to rotate once. Based on the single-channel sampling
frequency of 0.75 kHz, the number of points sampled during the rotation of the tube was calculated to
be 140. The total sampling length was 20,800 points. For the longitudinal defect with a 10-mm length
(i.e., the defect distributed along the axis), the theoretical detection period was 10 /1.72= 5.81 (where 10
is the length of longitudinal defect, in-unit of mm; 1.72 is the pitch; that is, the axial interval of the
helix formed by ultrasonic transducer scanning along the circumferential direction of the thin-walled
tube, in-unit of mm; 5.81 is the number of defect waves obtained by the ultrasonic transducer scanning
the longitudinal arti�cial defect with 10 mm length, in-unit of cycle). For the transverse defect with a
10-mm length (i.e., the defect distributed along the circumference), the theoretical detection period
was 12/1.72= 6.98 (where 12 is the diameter of the transducer, in-unit of mm; the transverse defect is
distributed along the circumference of the thin-walled tube, and the transducer is also spiral-scanned
along the circumference of the thin-walled tube, so the number of cycles scanned by the transducer
for the transverse defect depends on the ratio of the diameter of the transducer to the pitch; 1.72 is
the pitch, in-unit of mm; 6.98 is the number of defect waves obtained by the ultrasonic transducer
scanning the transverse arti�cial defect with a 10-mm length, in-unit of cycle). The actual number of
defect detection cycles is shown in Figure 7a–h. The number of transverse defect detection cycles was
seven, and the number of longitudinal defect detection cycles was 8–10. The actual detection period of
the longitudinal defect was larger than the theoretical value, while that of the transverse defect was
equal to the theoretical value. This was due to the di � erent scanning and defect distribution directions.
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Figure 7. Cont.
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Figure 7. Signal with and without �aw (( a) Depth of inner transverse �aw was 0.045 mm; ( b) Depth of
inner longitudinal �aw was 0.045 mm; ( c) Depth of outer transverse �aw was 0.045 mm; ( d) Depth of
outer longitudinal �aw was 0.045 mm; ( e) Depth of inner longitudinal �aw was 0.073 mm; ( f ) Depth of
outer longitudinal �aw was 0.073 mm; ( g) Depth of inner longitudinal �aw was 0.10 mm; ( h) Depth of
outer longitudinal �aw was 0.10 mm; ( i ) Signal without �aw and with strong noise; ( j ) Signal without
�aw and with weak noise).

4.1. Analysis of Qualitative Detection

The signals of the ultrasonic testing with and without �aws are shown in Figure 7. For (a), (c) and
(b), (d) in Figure 7, the defects with same depth, same distribution direction, and di � erent location,
from the amplitude observation for defect wave, seemed to indicate that (a), (c) and (b), (d) in Figure 7
overlap; in fact, they were ultrasonic echo signals of defects at di � erent locations, but the di � erence
was very small. For (a), (b) and (c), (d) in Figure 7, the defects with the same depth, same location, and
di � erent distribution directions, the di � erence between them was obvious. Among them, Figure 7a–h
showed the echo signals of defects with di � erent depths, and Figure 7i,j showed the echo signal
without defects. Therefore, regardless of the signal's periodicity or amplitude, the di � erences in the
echo signals, when �aws were present or absent, were very signi�cant, which showed that the method
adopted in this study exhibited a good detection performance for qualitative detection.

4.2. Analysis of Quantitative Detection

To better analyze the quantitative relationship between the defect depth and signal amplitude, all
the defect signals were smoothed �rst to eliminate the in�uence of single-peak extrema. Second, the
peak values of the echo signals at di� erent depths were extracted and plotted. Finally, the �rst and last
peaks of the echo signals with di � erent depths were eliminated, and the mean of residual peaks in the
signals was calculated to make the mean curve approach the peak value of the defect signals as stably
as possible.

As shown in Figure 8, for longitudinal internal defects, when the defect depth increased from
0.045 to 0.073 mm, the echo signal peak value increased from 1.36 to 2.05 V. When the defect depth
increased from 0.073 to 0.10 mm, the echo signal peak value increased from 2.05 to 2.76 V. For the
longitudinal defect, when the defect depth increased from 0.045 to 0.073 mm, the peak value of the
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echo signal increased from 1.36 to 2.39 V. When the defect depth increased from 0.073 to 0.10 mm, the
peak value of the echo signal increased from 2.39 to 2.86 V.
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(a)  (b)  

Figure 8. The peak of �aw signal with di � erent depths ((a) The peak of inner �aw signal with di � erent
depths; (b) The peak of outer �aw signal with di � erent depths).

The results showed that the quantitative relationship of the internal longitudinal defects was
slightly better than that of external longitudinal defects. There was a linear quantitative relationship
between the depth of the longitudinal defect and the peak value of the detection signal. The depth of
the detected defect could be represented by the peak value of the defect detection signal.

5. Issues and Conclusions

5.1. Issues

5.1.1. Misjudgment

Based on the minimum defect standard of 10 � 0.15� 0.045 (length� width � depth) (taking a
thin-walled tube with a 0.045-mm depth arti�cial defect as a standard test block, when the signal
amplitude of the Lamb wave for the defect in the detected thin-walled tube is greater than or equal
to the signal amplitude of the Lamb wave for the arti�cial defect in the standard test block, and the
signal periods of the Lamb wave for the defect is greater than or equal to the signal periods of Lamb
wave for the arti�cial defect in the standard test block, the tested thin-walled tube will be judged
as unquali�ed product. Otherwise, the tested product will be judged as a quali�ed product. The
missed detection rate is the ratio of unquali�ed products that are identi�ed as quali�ed products to the
total detected quantity, while the reject rate is the ratio of unquali�ed products to the total detected
quantity), 100,000 thin-walled tubes were tested. The test results showed that the leakage rate was
0%, the rejection rate was 0.3%, and the average detection time of each product was 5.8 s, which fully
meets the actual application requirements of a production line. Owing to the airbag located at the top
of the built-in manipulator being cut, a small amount of water penetrated the thin-walled tubes during
detection, resulting in misjudgment. This problem was solved by modifying the sawing technology of
the mouth of the thin-walled tube.

5.1.2. Signal-to-Noise Ratio

To solve the problem of the rapid detection of thin-walled tubes, a multi-channel parallel detection
method was adopted. Owing to the di � erences in the components between channels, some channels
had high signal-to-noise ratios and no noise, as shown in Figure 7a–d,g,h. Other channels had echo
noise with small amplitudes, as shown in Figure 7e,f,i,j. In the follow-up equipment development
process, it is necessary to further optimize the design of related hardware circuits to further improve
the consistency of multi-channel detection signals.

5.2. Conclusions

In the development process of on-line Lamb wave detection equipment for microcracks in
thin-walled tubes, the following conclusions were drawn.
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(i) Based on the calculation and simulation of phase velocity, incident angle, and particle amplitude
displacement, the Lamb wave A0 mode with the highest sensitivity to the inner wall and outer
wall cracks of thin-walled tubes was determined. This is consistent with the results of Ref. [37].

(ii) A defect signal extraction circuit was designed, which greatly reduced the amount of data acquired
and improved the data processing speed.

(iii) Rapid on-line detection equipment for microcracks in thin-walled tubes was developed, and the
engineering application of rapid detection of microcracks by Lamb waves was realized.

(iv) For the 0.045-mm depth of the arti�cial defect, whether the inner wall, or outer wall of the
longitudinal defect, or the transverse defect, there was almost no di � erence in the shape and
amplitude of the defect waveform. However, for the inner wall of the longitudinal defect and the
transverse defect, or the outer wall of the longitudinal defect and the transverse defect, waveform
amplitude and contour had certain di � erences.

(v) For the arti�cial defects with depths of 0.073 and 0.10 mm, the longitudinal defects of the inner
and outer walls were quite di � erent in terms of waveform pro�le and amplitude.

(vi) This study not only solved the practical issue of the rapid detection of microcracks in thin-walled
tubes but also provided a reference for the application of ultrasonic technology to detect
other components.
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Abstract: Hammering rocks of di � erent strengths can make di� erent sounds. Geological engineers
often use this method to approximate the strengths of rocks in geology surveys. This method is quick
and convenient but subjective. Inspired by this problem, we present a new, non-destructive method
for measuring the surface strengths of rocks based on deep neural network (DNN) and spectrogram
analysis. All the hammering sounds are transformed into spectrograms �rstly, and a clustering
algorithm is presented to �lter out the outliers of the spectrograms automatically. One of the most
advanced image classi�cation DNN, the Inception-ResNet-v2, is then re-trained with the spectrograms.
The results show that the training accurate is up to 94.5%. Following this, three regression algorithms,
including Support Vector Machine (SVM), K-Nearest Neighbor (KNN), and Random Forest (RF) are
adopted to �t the relationship between the outputs of the DNN and the strength values. The tests
show that KNN has the highest �tting accuracy, and SVM has the strongest generalization ability.
The strengths (represented by rebound values) of almost all the samples can be predicted within an
error of [ � 5, 5]. Overall, the proposed method has great potential in supporting the implementation
of e� cient rock strength measurement methods in the �eld.

Keywords: transfer learning; spectrogram analysis; selecting samples; non-destructive testing;
hammering sound; regression algorithm

1. Introduction

Rock strength is an important parameter for analyzing geological problems. In the �eld, geological
engineers are always concerned with how to estimate the strength of rocks rapidly, accurately, and
conveniently. There are many methods for estimating rock strength. The most widely used is the
uncon�ned compressive strength (UCS) test [ 1]. However, this method damages rock mass, and is
time-consuming and laborious in many cases. Moreover, it is sometimes impossible to damage the
rocks to determine their strength, especially in the �eld. For these reasons, many non-destructive
methods have been presented to predict the UCS indirectly, such as the rebound method and sonic
technique. The rebound method establishes the relationship between rock strength and rebound
value produced by rebound hammers. However, variations in operational procedures may lead to
large deviations, and there are too many equations used in this method, making it di � cult to select a
suitable one. The sonic technique method establishes the relationship between rock strength and sonic
information. However, there are operational challenges in using sonic instruments, which are often
costly and impractical for use in the �eld.
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Due to the lack of facile methods for determining rock strength during geology surveys, experienced
geologists usually prefer to determine rock strength from hearing the sounds produced by hammering
a rock with a geological hammer. The rationale is that the hammering sound can re�ect the surface
strength (the outer surface at a depth of 30–50 mm) of the rock to some extent [2], which is directly
related to its UCS. This method is convenient but subjective. The estimation heavily depends on the
experience of geological engineers and is easily a� ected by many factors, such as noise, dust, and even
the health condition of the geological engineer.

In recent years, deep learning, as one of the emerging �elds of machine learning, has gained
increasing interest in various �elds. More and more researchers �nd that many complex problems can
be solved well based on deep neural networks (DNNs). Generally, the two most active application
�elds of deep learning are speech recognition and image processing [ 3,4]. Transfer learning is also an
active �eld of machine learning and has gained more attention because it can help build e � ective deep
learning networks without vast amounts of data [5,6].

In this research, we aimed to develop a rapid, accurate, and convenient method for measuring
the surface strength of rocks in the �eld. Inspired by the success of deep learning and the practice
of estimating rock strength from hammering sounds, a retrained DNN was developed as the core of
the proposed method. In the following of this paper, a literature review is �rstly presented, and the
development of non-destructive methods of rock strength and the usage of DNN in geology are
introduced. Then the methodology of the research is described in detail, including the overall process,
the DNN technique, the short-time Fourier transformation, the data �ltering algorithm, and the
regression algorithms. Finally, an experiment is carried out to test the proposed method.

2. Literature Review

2.1. Non-Destructive Methods for Measuring Rock Surface Strengths

Non-destructive testing is always the research hotspot of engineering [ 7]. For the non-destructive
measuring of rock strength, the most commonly used non-destructive methods are the rebound
method [ 8] and the sonic technique [9]. Many scholars have completed successful research with
the rebound method [ 10]. For example, Yaşar and Erdo�gan [11] carried out a series of experiments
to investigate the relationship between Schmidt hammering rebound value and physicomechanical
properties, including UCS, porosity, and unit volume weight. Aoki and Matsukura [ 12] developed a
portable and simple equipment to test rock strength in the �eld, and validated the e � ectiveness of
the equipment using the rebound method. Lai et al. [ 13] estimated the mean quanti�cation of rock
mass of �ve distinct locations through Schmidt hammer rebound tests. Despite these positive results,
it remains di � cult to �nd out a general formula to describe the relationship between rebound values
and the surface strengths of rocks. Moreover, the measurements are of low accuracy, especially when
the operation is not standardized.

In contrast, sonic technology is a relatively accurate method. For example, Sharma and Singh [14]
established an empirical equation to predict rock strength based on P-wave velocity. Tziallas et al. [15]
�tted the relationship between Young's modulus, UCS, and the velocity of an ultrasonic wave.
Liu et al. [16] proposed a machine learning based method to determine the UCS of rocks with P-wave
and some other indexes such as mineral composition and speci�c density. Son and Kim [ 17] used the
sound signal obtained by hammering a rock to calculate the total energy of the sound, and then used
the total energy calculation to calculate the strength of the rock. Azimian [ 18] developed a model for
predicting UCS with P-wave and Schmidt hammer rebound. However, the equipment used in this
experiment was laboratory-based and had limited application in the �eld.

2.2. Deep Learning in Geological Engineering

Deep learning has been used in many �elds, and geological engineering is no exception.
For example, Palafox et al. [19] adopted a deep convolutional neural network (CNN) to automatically
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recognize volcanic rootless cones and impact craters from images of Martian terrain. Xu et al. [ 20]
established a DNN to classify di � erent kinds of land covers automatically. Sidahmed et al. [ 21] trained
a DNN to recognize reservoir rock types to help in identifying hydrocarbon resources. Furthermore,
Yu et al. [22] combined the deep CNN and region growing algorithm to recognize landslides.

Training an e� ective DNN needs a large number of training data; however, in many situations,
there are not enough samples for researchers, such as in geology tasks. Fortunately, transfer learning
o� ers a good solution to such problems [ 23,24]. For instance, Li et al. [25] proposed a classi�cation
method for recognizing the features of microscopic sandstone pictures based on transfer learning.
Zhang et al. [26] used transfer learning to identify di � erent geological structures from images.

Generally, there are two methods for transfer learning: (1) continue to train the pre-trained network
model to adjust the structure or weights of the network [ 27], or (2) remove the last layer of the pre-trained
network model, then use a new dataset to train a new output lay er [25]. Considering that the former is
not effective when the sample types and sizes are different, the latter was adopted in this research.

3. Methodology

3.1. Overall Process

The overall process can be presented as Figure 1. Firstly, several rocks were selected as subjects.
For each rock, the strength data was measured with a rebounder and the hammering sound was collected
using a geological hammer and a voice recorder. Next, the hammering sounds were transformed into
spectrograms, and then the spectrograms were filtered with a clustering algorithm. On the other hand,
the measured strength data was pre-processed. After that, some spectrograms and their corresponding
strength data (Batch A) were used to retrain the Inception-R esNet-v2 model, and the other spectrograms
and their corresponding strength data (Batch B) were used fo r the final test of the method.

In the next sub-sections, the core technologies of this research are described in details, including
the Inception-ResNet-v2 model, the short-time Fourier transformation (STFT), the clustering algorithm,
and the regression algorithms.

Batch A Batch B

Rebounder

Select rocks

Collect strength 
data

Mean strengths

Collect hammering 
sound

Valid spectrograms

Retrain the Inception-ResNet-v2 network
[Section 3.2]

Make the predictions Continuous
�´ Regression algrithms�µ

[Section 3.5]

Geological hammer 
& voice recorder

Spectrograms

[Section 3.4]

Pre-process
(three sigma 

rule)

Final test of the research

Feature Labels

Dataset

For re-training For testing For testing

Dataset

[Section 3.3] STFT

Clustering 
algorithm

Figure 1. Flow chart of this research. The left scheme shows how to collect and process the data, the 
Figure 1. Flow chart of this research. The left scheme shows how to collect and process the data, the
right scheme shows how to train the deep neural network (DNN) model and how to test our method.

3.2. Inception-ResNet-v2 Model

Inception-ResNet-v2 was developed from the Inception Net model by Google [ 28]. Di � erent from
Inception v1 to v3, the Inception-ResNet-v2 model takes advantage of the residual networks, successfully
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improving the accuracy and convergence speed of the original model. In a residual network, as shown
in Figure 2, the output of the previous layer is inputted into the middle layer and the next layer
together with the output of the middle layer [ 29]. Therefore, when adjusting the weights using the back
propagation method, the gradient from the upper layer can skip over the middle layer up to the lowest
layer, ensuring that all the weights can be adjusted e� ectively. More details of the Inception-ResNet-v2
model can be found in the publications [28,29].

middle layer

��

�¦

�•

Figure 2. Diagram of a residual network unit.

Generally, the �ne-tuning process includes four key steps: (1) train a deep learning network
based on the source data. In this research, the Inception-ResNet-v2 model has been well-trained.
(2) remove the output layer of the network, and reform the size of the output layer according to the
target data, (3) initialize the weights of output layer and keep the weights of other layers unchanged,
and (4)`re-train the network, as illustrated in Figure 3.

Source data
Source 
Label

Target data Random
Target 
Label

Copy Copy

Pre-trained 
Model

Fine-tuned 
Model

 

��

�¦

�•

Figure 3. Process of �ne-tuning a deep learning network.

3.3. Short-Time Fourier Transformation (STFT) and Spectrogram

In this research, hammering sounds were �rstly transformed into spectrograms because of the
Inception-ResNet-v20s strength in image identi�cation. Hence, the STFT was utilized to process the
sounds, as follows:

Sx(n, ! ) =
1X

�1

x(m)w(n � m)e� j! m (1)

where w(n) represents the window function, and ! is the frequency in radians [ 30]. In an STFT process,
it is important to determine the size of the window. A large window leads to poor time resolution,
while a small window leads to a poor frequency resolution. Either window size will degrade the
quality of a spectrogram. Moreover, during programming, the sampling frequency fs, the time lapse
L, and the frequency discretization N also a� ect the resolution of the spectrograms. However, it is
di � cult to determine the exact parameters in di � erent cases. In this research, we found out a set of
parameters through repeated experiments to make the spectrograms look clear.

Spectrograms generated by the STFT are presented in Figure 4. In a spectrogram, there are three
dimensions that correspond to frequency (vertical axis), time (horizontal axis), and sound pressure
(color gradient) or power spectral density (PSD). In the spectrograms example presented in Figure 4,
yellow represents high sound pressure, and blue represents low sound pressure. It is easy to distinguish
how sound pressures are distributed along with the frequencies in a certain period, how the sound
pressures change over time in a certain frequency range, and how the principal frequency changes
over time. Speci�cally, Figure 4a corresponds to the hammering sound of a rock with low strength,
Figure 4b corresponds to a rock with moderate strength, and Figure 4c corresponds to a rock with high
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strength. It is obvious that in Figure 4c the proportion of high frequency is the largest, the attenuating
speed is the slowest, and the di� erentiation of di � erent frequency bands is the clearest.

Figure 4. Examples of spectrograms. The rebound values of (a), (b), and (c) are 20, 54, and 73
respectively. The horizontal axes represent time (/ms), and the vertical axes are frequencies (/kHz).

Additionally, we found that there were no di � erences in parts of the spectrograms that had
frequencies greater than 5 kHz, no matter for high-strength rocks or for low-strength rocks; thus,
the parts with high frequency do not contribute to the analysis. Moreover, research has shown that
human's most sensitive sound frequency is 2 kHz–5 kHz [ 31]. Therefore, only the 0–5 kHz part of the
spectrograms was used for identifying strengths.

3.4. Selection of Training Samples Based on Clustering

3.4.1. Script Program for Cutting Hammering Sound

In this study, thousands of hammering sounds were transform ed into spectrograms. Therefore, a
simple script was programmed to split the hammering sounds a utomatically. First, for a sound file
that contained hundreds of hammering sounds, the time serie s was iterated to determine a series of
mutational points, [ t1, t2, : : : , tn], according to the amplitude, as shown in Figure 5. Next, it w as assumed
that the hammerings occurred at 10 milliseconds before the m utational points and each hammering
sound lasted 150 ms, as shown in the right part of Figure 6. The two durations, 10 milliseconds and
150 ms, were determined by the statistical data in this research. The individual hammering sounds
were then extracted, and the STFT was used to transform all the sound fragments into spectrograms.

However, these spectrograms could not be directly used for training because some sound fragments
may not contain the right hammering sound. For example, some sound fragments may contain loud
talking voices, or some may be produced by hammering at a wrong point by mistake. Therefore,
invalid spectrograms should be eliminated to maximize the e � ectiveness of training.

 
Figure 5. Process of producing spectrograms.

213



Appl. Sci.2019, 9, 3484

3.4.2. Binarization and Feature Extraction

For a set of spectrograms that obtained from the same rock, the biggest di� erence between the valid
and invalid spectrograms is the distribution of frequencies. According to this principle, we suggest
binarizing the spectrograms �rstly to emphasize their features, as shown in Figure 6. The binarization
threshold of each spectrogram can be determined using Otsu's method [ 32]. Otsu's method entails
dividing an image into two sections (background and object) according to the gray-scale gradient.
The formula of Otsu's method is as follows:

g = w1 � w2 � (� 1 � � 2)2 (2)

where w1 is the proportion of the pixels of the object, w2 is the proportion of the pixels of the background,
� 1 is the mean gray value of the object, and � 2 is the mean gray value of the background. The optimal
gray threshold is determined by �nding out the maximum of g.

�• �•

Figure 6. Progress of binarization and feature extraction.

Following this, each binarization was divided into 10 equal parts along the vertical axis.
The number of white pixels in every part was calculated, then normalized by dividing them by
the total amount of the white pixels, as shown in Figure 6. In this way, each spectrogram could be
represented by 10 features. For example, the spectrogram shown in Figure 6 can be represented by
[0.1323, 0.07887, 0.0657, 0.0665, 0.0682, 0.0815, 0.1029, 0.1698, 0.1687].

For a set of spectrograms that obtained from the same rock, the features of the valid spectrograms
are similar to each other, while the invalid spectrograms are various. In this study, we assume that the
spectrograms can be divided into three categories with a clustering method, and the categories that
contain the most spectrograms are regarded as valid spectrograms.

3.4.3. Clustering Based on the Modi�ed K-means Algorithm

The K-means algorithm, as a classical clustering algorithm, is famous for its simplicity and strong
clustering ability [ 33]. As mentioned in Section 3.4.2, we set the value of K as three to divide the
binarization spectrograms into three clusters, meaning that there is a major cluster that contained the
most binarization spectrograms, and the other two clusters represented two extremes that di � ered
from the major cluster.

However, the K-means algorithm is highly random because the initial seeds are selected randomly,
making it easily plunge into local optima. To solve this prob lem, the initial seed selection is modified.
The modified K-means algorithm is as follows:
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Algorithm Modi�ed K-means Algorithm

Input : DatasetX = {x1, x2, : : : , xn}, numbers of clusters N = 3
Output : Clustering result LabelX
1: For i = 1 to n� 1
2: For j = i to n
3: Distance(i, j) = the Euclidean distance between xi and xj

4: End
5: End
6: MaxDistance= the maximum of Distance
7: If number(MaxDistance) > 1
8: Select one of theMaxDistancesrandomly and �nd out its corresponding xmax_i, xmax_j

9: End
10: Seeds(1) = xmax_i, Seeds(2) = xmax_j, Seeds(3) = Mean(xmax_i, xmax_j)
11: LabelX= Kmeans(X, Seeds)

The modi�ed seed selection method identi�es three seeds that have the longest distance from
each other, and can ensure that the di� erences between the three categories are maximized.

The next step is to determine which categories are valid. The category that contains the most
spectrograms is regarded as a valid category �rstly. By experience, the amount of valid spectrograms
occupies approximately more than 85% of the total. Therefore, for the other two categories, if the sum
of them is less than 15%, then the spectrograms of the two categories are determined to be invalid;
if the sum of them is larger than 15%, then only the smaller category is determined to be invalid.

3.5. Prediction Using Machine Learning

Using the re-trained Inception-ResNet-v2 model to determine the surface strength of rocks is
virtually an image classi�cation process. In training the DNN, the inputs are the spectrograms, and the
labels are the values of surface strengths. After training, for a new spectrogram, the DNN can give the
probabilities that the spectrogram belongs to each of the strengths, and classify it into a class according
to the maximum probability, as shown in Table 1.

Table 1. Prediction result of a spectrogram.

Strength 10 20 30 40 50 60 70 80 90 100

Probability 0.0002 0.0000 0.0098 0.0005 0.0000 0.8806 0.1017 0.0004 0.0006 0.0051

It can be seen that the prediction results are discrete. However, surface strength is a continuous
variable. To resolve this problem, the probabilities are regarded as the spectrograms' features extracted
by the DNN model. Therefore, every spectrogram has 10 features and one label (strength value).
Then, the relationship between the features and the strength values can be �tted with regression
algorithms. The regression algorithms used in this research included the K-Nearest Neighbor [ 34],
the Support Vector Machine [35,36], and the Random Forest [37].

4. Experiment and Analysis

4.1. Data Collection

Data for re-training the DNN model comprised the surface strengths and hammering sounds.
In this experiment, two batches of data, Batch A and Batch B, were collected, and the rocks in
Batch B were di� erent from the rocks in Batch A. Batch A was used for re-training and conducting the
preliminary tests. Batch B was used for the �nal test of the method.

The surface strengths of rocks were measured by an N-type rebound device. An N-type rebound
device can measure the rebound values by hitting a rock. As mentioned in Section 2.1, current research
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has demonstrated that there is a strong link between the rebound value and the UCS. Therefore, in this
study, the surface strengths of the rocks were represented by their rebound values.

The objects used in the experiment were rocks that existed in the natural environment. Every rock
was intact and at least 0.05 m3 in volume. Rocks were not limited to a particular type. It was not
possible to measure the strength of the whole rock mass due to the rock anisotropy, and what was
measured was just the strength of one point on the rock. To avoid damage to the surface of the rock
caused by measuring one point too many times (especially when the rock was weak), three measuring
points close to each other were set on one rock. Each point was hit �ve times by the rebound hammer.
In total, there were 15 rebound values for each rock. Then, the surface strength of a rock could be
calculated by �ltering the values with the three sigma rule and calculating the mean of the remaining
rebound values. Moreover, before measuring, the weathered layers of the rocks were removed. Table 2
shows the measurements of 15 rock samples A1–A10 (strengths of Batch A) and B1–B5 (strengths of
Batch B). In addition, the rocks included granites, basalts, killas, and andesites. However, the types
and mineral compositions of rocks were not regarded as the in�uential factors.

The reason why we divided the whole dataset into two batches was that an algorithm (even DNN)
may be sensitive to the data that similar to the training data. The rocks in Batch B were di � erent from
the rocks in Batch A, and the strengths of Batch-B rocks were also di� erent from the Batch-A rocks.
A part of Batch A was for the primary test of our method, and the whole data of Batch B was for the
further veri�cation of the generalization of the method.

Table 2. Rebound values of A and B.

No. Mean Variance No. Mean Variance No. Mean Variance

A1 20 1.12 A6 54 1.56 B1 61 1.88
A2 73 1.13 A7 67 1.18 B2 48 2.37
A3 48 1.50 A8 58 1.72 B3 64 2.39
A4 39 1.73 A9 26 1.00 B4 72 2.43
A5 62 1.15 A10 44 1.88 B5 66 1.92

After measuring the strengths, each rock was hammered 200–260 times with a geological hammer
around the three measuring points. A voice recorder was used to record the hammering sounds.
The hammering rate was approximately one-two times per second, and the hammering force was
slightly varied every 20–30 times to ensure the variability of the hammering force. The voice recorder
had two channels, and its sampling frequency was 24 kHz.

It should be noted that in fact the hammering force mainly a � ects the amplitude of the hammering
sound (sound level). Therefore, we did not hammer the rocks too hard, but put the voice recorder very
near the hammering points to obtain clear sounds, and in this way prevented (or reduced) damage of
the rock surface. Despite that, some rocks were still damaged in our experiment, and in these cases,
new hammering points near the old ones were selected to continue the experiment. However, for those
rocks of which nearby areas of the measuring points were all damaged, the measuring processes were
terminated immediately.

4.2. Producing Spectrograms

With the script described in Section 3.4.1, 2410 hammering sounds were extracted from the sound
�les. The parameters used in STFT were as follows: the size of the window function R = 64, the time
lapse L = 32, the sampling frequency fs = 24 kHz, and the frequency discretization N = 8192.

As shown in Table 2, there are 10 di� erent rebound values in total, each of which corresponded
to 200–260 spectrograms. According to the rebound values, all the spectrograms of Batch A were
assigned to 10 di� erent �le folders, and the folders were named by their rebound values. After that,
the modi�ed K-means clustering algorithm described in Section 3.4.3 was used to remove the invalid
spectrograms in every folder. Table 3 shows the �ltering result of Batch A.
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Table 3. Clustering results of spectrograms.

No. Total Cluster 1 Cluster 2 Cluster 3 Removed Remained

1 201 24 52 125 Cluster 1 177
2 217 85 103 29 Cluster 3 188
3 258 73 16 169 Cluster 2 242
4 239 136 67 36 - 239
5 260 96 18 146 Cluster 2 242
6 232 105 99 28 Cluster 3 204
7 252 10 81 161 Cluster 1 242
8 253 139 20 94 Cluster 2 233
9 259 154 90 15 Cluster 3 250
10 239 2 74 163 Cluster 1 237

Total 2410 - - - - 2254

4.3. Re-Training the DNN

In Batch A, there were 2254 spectrograms. Figure 7 shows some of the spectrograms with
di � erent strengths.

These spectrograms were then used to re-train the Inception-ResNet-v2 model. The parameters
set for training comprised an initial learning rate of 0.002, a learning rate decay of 0.7, an epoch
number of 100, and a batch size of 10. About 80% of the data were used to train the network, and the
remaining 20% were used for validation. The evaluation indicators included the accuracy and the loss.
After training, the structure and weights of the network were determined and were not changed any
further. The training process is illustrated in Figure 8.

 

Figure 7. Spectrograms with di � erent strengths.

As presented in Figure 8, in the �rst 1500 iterations, the accuracy grew rapidly. After about 5000
iterations, the accuracy reached 0.9, and then grew slowly. At the end of the training, the accuracy
was 0.945. In the �rst 3000 iterations, the loss dropped quickly, then held steady between 0.50 and
1.00. We stopped the training at the 18000th step, because the loss showed that it would not be further
decreased, and more training would lead to an over-�tting.
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Figure 8. Re-training of the Inception-ResNet-v2 model.

4.4. Predicting Rock Surface Strength

The training results demonstrate that the �ne-tuned DNN can classify the spectrograms with
high accuracy. In the next step, the outputs of the network were regarded as the features of the
spectrograms. Three regression algorithms, including the KNN, the SVM, and the RF, were then tried
to �t the relationship between the features and the strengths.

4.4.1. Predictions of Batch A

First, Batch A was used as the input to test the method. The regression algorithms were used as
follow: (1) in the SVM, the Gaussian kernel function was adopted; (2) in the KNN, the number of N
was set to 20; (3) in the RF, the number of trees was 800, and the maximum depth was nine. Figure 9
displays the regression results.
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Figure 9. Predictions of Batch A.

The R2 is used to measure the goodness of �t (GOF). Figure 9a,c, and e show that all the three
algorithms can reach a high R2 of more than 0.95. The R2 of the KNN algorithm is the largest and is
more than 0.98. The norm of residual is another measure of GOF, and a lower norm signi�es a better �t.
Among the three algorithms, KNN has the smallest norm of residual. Figure 9b,d,f are the distributions
of the errors of the three algorithms. It also indicates that KNN is more accurate than the other two
algorithms: the range of the errors is within [ � 20, 20], the errors that larger than � 2.5 and smaller than
2.5 occupy 96.88%, and the errors in the range of [� 5, 5] occupy 97.86%. Comprehensively, KNN gets
the best performance, and the followings are the SVM and the RF.

4.4.2. Predictions of Batch B

The samples in Batch B had neither participated in the deep network re-training nor the regression
process. Moreover, four out of �ve of the labels (rebound values) of Batch B were out of the range of
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Batch A. The con�gurations of the regression algorithms were the same as that in Section 4.4.1. Table 4
shows the mean errors and variances between the predictions and the real strength values.

As presented in Table 4, the predictions of the SVM have the minimum mean errors except
for the fourth and the �fth sample sets, and have the minimum variance except for the second set.
The minimum mean error of the 5th samples sets is predicted by KNN. The minimum variance of the
second set is also predicted by KNN. Overall, SVM predictions are the best, the following is KNN,
then RF.

Table 4. Regression results of Batch B.

Strength
Mean Errors Variance

KNN SVM RF KNN SVM RF

48.00 � 1.75 � 1.11 � 1.96 2.19 1.23 2.33
61.00 1.68 1.17 1.49 2.14 2.31 2.41
64.00 � 1.75 � 0.58 � 1.79 6.30 4.66 5.60
66.00 2.44 1.62 1.18 3.15 1.81 3.29
72.00 5.19 6.95 5.73 5.65 4.34 6.47

4.5. Discussion

Based on the results presented in Section 4.4, it can be seen that the predictions of Batch A are
signi�cantly better than the predictions of Batch B. For one thing, the data of Batch A and Batch B
were collected by two groups of researchers, and there might be some non-standard operations when
collecting Batch B—for example, the hitting directions and the hitting speeds when using the rebound
device. Further, the re-trained deep learning network was used for image classi�cation, and there were
only 10 clusters in the training sample. By enlarging the size of training data, the prediction of Batch B
can be improved. For Batch A, the KNN algorithm made the best predictions, meaning that the �tting
accuracy of KNN was the highest. For Batch B, the SVM achieved the best results, meaning that it had
the strongest generalization ability in this regression.

5. Conclusions

In this paper, a new non-destructive measuring method for ro ck surface strength is presented
based on the DNN technique and spectrogram analysis. The process comprises four steps: (1) collect
hammering sounds and strength data, (2) produce spectrograms of the hammering sounds and
remove invalid spectrograms using a modified K-means algor ithm, (3) re-train the Inception-ResNet-v2
model by taking the spectrograms and strength data as the inp uts and labels respectively, and (4) use
regression algorithms to make the prediction results conti nuous. The validation shows that the strengths
(represented by rebound values) of almost all the samples can be predicted within an error of [ � 5, 5].

Moreover, the combination of the re-trained DNN and KNN has the highest �tting accuracy, and
the combination of the re-trained DNN and SVM has the strongest generalization ability. Therefore,
if the size and the number of clusters of training samples are large, we recommend KNN for regression.
Otherwise, SVM is recommended.

The proposed method was accomplished using Python and Tensor�ow programming; however,
it should be noted that the contribution of this research is not about a new deep neural network, and both
the Inception-ResNet-v2 model and transfer learning are well-established techniques. This research is
an application of them, and is aimed at presenting an e � ective and simple method for �eld survey.
Overall, the proposed method o � ers great potential in supporting the implementation for e � cient rock
strength measurement methods in the �eld.

A noted limitation of this research is related to the use of a rebound device to capture the raw
rock strength data, under experimental conditions. The precision of the rebound method is low, and
the measurement is easily a� ected by hitting directions and hitting speed. In the subsequent work,
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higher precision techniques, such as acoustic emission techniques, will be considered to optimize the
performance of the method further.
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Abstract: A void behind the lining in a tunnel is considered to be a critical condition as it can
signi�cantly impair the tunnel service life. In this study, we adopted the impact-echo (IE) method to
detect the voids. We designed two test conditions (tunnel lining with and without a void) for our
experiments performed in a laboratory environment. The in�uences of void size and impact-void
position were analysed using numerical simulations. The vibration response signals were analysed
in the time, frequency, and time–frequency domains using various signal analysis approaches. The
results were comparatively analysed to determine the best approach for void detection. The study
helped establish that a tunnel void can be evaluated through the vibration energy (amplitude and
duration) in the time domain, the resonance frequency and dynamic sti � ness in the frequency domain,
and the energy distribution in time–frequency domain. The wavelet transform analysis is the most
appropriate method to observe the energy �ow during the state changing and the dynamic sti � ness
method can determine the void position precisely.

Keywords: non-destructive test; impact-echo method; tunnel void; experimental model; numerical
simulation; signal analysis

1. Introduction

With the rapid development of railway and highway constructions, the number of tunnels increases,
nevertheless, because of the complicated geological conditions and inappropriate constructions, the
tunnel diseases such as the lining cracks, tunnel leakage, vault roof slab, voids behind the lining, etc.
are also increasing. Particularly, a void located behind the lining in a tunnel may cause leakage and
deformation of the surrounding rocks that can signi�cantly impair the tunnel service life.

The non-destructive testing (NDT) methods commonly adopted for the investigation of a
tunnel void includes ground-penetrating radar (GPR) [ 1,2], ultrasonic resilience method [ 3], infrared
photographing technology of temperature �eld [ 4], etc. Similarly, impact-echo (IE) is one another
widely used NDT method to detect the piles [ 5] and other engineering structures [ 6], and it is also
employed to detect the voids behind a tunnel lining. This method is especially known for locating the
voids in the very early stage of evaluation whereby the stress waves get re�ected between the interfaces;
accordingly, the IE method is based on the analysis of the vibration response signal. Ni et al. [7]
assessed the quality of long drilled piles, such as the pile length, by analysing the test results in time
domain and time–frequency domain. Cheng et al. [ 8] used the transfer function simulated by the IE
method to analyse the bond condition of the concrete and substrate layers. The e� ect of the acoustic
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impedance and thickness of the substrate layer on the simulated transfer function was analysed in
the frequency domain. Aggelis et al. [ 9] reported the e� ectiveness of grouting through a study that
combined the time domain characteristics, spectral content, and wavelet transform. Song and Cho [ 10]
analysed the response signals in the time–frequency domains through short-time Fourier transform
(STFT) to evaluate the bonding state of tunnel shotcrete. They also studied the e� ects of the ground
types, thickness of the shotcrete, undulating surfaces, and impact sources in both frequency and
time–frequency domains [ 11]. Davis et al. [12] calculated the dynamic sti � ness, mobility and damping,
and peak/mean mobility ratio of the tested concrete elements to evaluate the tunnel lining grouting.
Ryden et al. [13] evaluated the quality of back�ll material in the segmental lining of a tunnel based on
the IE ampli�cation factor (Q-factor).

In a previous study, the IE method was used to study the grouting quality, the tunnel shotcrete
bonding state, the material quality, etc. The response signals derived from IE method were analysed
in the time, frequency, time–frequency domains using various methods such as Q-factor, dynamic
sti� ness, STFT, etc. The methods of analysis and the aspects of the response signal were selected based
on the quality or bonding state of the material under study. Various analysis methods were used
to analyse the properties of the data obtained by the IE method. They are usually compared in the
situation of detecting the bonding state or the material quality. However, the tunnel structure that we
studied in this article is in a complex loaded situation compared with the structure mentioned above
such as the concrete slab. Accordingly, in order to study the speci�c aspects of the tunnel lining and
to select an appropriate method of analysis to detect the void behind tunnel lining, it is necessary to
apply various methods and analyse the test results. The properties and applicability of these methods
should be compared.

In this paper, to compare di � erent types of signal analysis method for detection of tunnel voids,
an experimental study was �rst performed to compare two conditions, tunnel lining with and without
voids. The responses were then analysed in the time, frequency and time–frequency domains using
several methods that include fractal box-counting dimension for time history analysis, dynamic
sti� ness, STFT, wavelet analysis, and Hilbert Huang transform (HHT). Then, the in�uences of void
size and impact-void position were calculated using numerical simulations. It was ensured that the
best methods were used for numerical analysis.

2. Experimental Study

2.1. Experimental Outline

Impact echo method is based on the stress wave that is excited by an impact force. During the
impact echo test, an impact force is applied on the surface of the structure by a hammer. The generated
stress waves which include the body waves (P wave and S wave) and the surface wave (Rayleigh
wave) propagate in the structure. Re�ections and refractions happen at the interface of two media
with di � erent wave impedance. The re�ectional signals are then collected by the sensor adjacent to the
impact point. The P wave propagates faster than other types of waves, and if the transducer is placed
close to the impact point, the response is dominated by P-wave echoes [14]. The signals are recorded
and restored by the data acquisition instrument and are analysed in the computer. The response signals
are analysed in the time domain, the frequency domain and the time–frequency domain. Finally, the
property of the structure, such as the location of void and the thickness of the structure [ 6], can be
detected from the patterns of waveform versus time and spectra versus frequency. The test �ew is
shown in Figure 1.
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Figure 1. Test �ow chart.

When the IE method is used to detect the thickness of a slab structure, the excited P wave re�ects
in the slab structure repetitively, which forms a periodic modal related to the thickness of the slab. In
turn, the resonance frequency corresponding to the thickness occurs. Therefore, the thickness of a slab
structure can be detected by the thickness frequency according to the IE method. When there is a
void in the slab, the excited frequency needs to be higher than the thickness frequency. For example,
if the velocity of the P wave is 4000 m/s and the depth of the void is 0.2 m, the resonance frequency
is calculated as about 10 kHz, which should be contained in the excited frequency range. Therefore,
when a void is inside the slab structure, another resonance frequency corresponding to the void can be
seen except for the resonance frequency related to the thickness. Then the void can be detected by the
IE method by observing the resonance frequencies.

In the situation of detecting voids behind the tunnel lining, the resonance frequencies of the
conditions with and without void will be the same, which are both related to the thickness of the tunnel
lining. Thus, the void cannot be detected by the di � erence in the resonance frequency. However, a
void can be recognised by IE method due to di � erent responses caused by di� erent re�ective ratios.
The re�ective ratios are caused by the distinct di � erence in the wave impedance among tunnel lining,
soil and air. The wave impedance Z is expressed as:

Z = � VP, (1)

where � is density and VP is P wave velocity. For the P waves propagate from structure A to structure
B, the re�ective ratio is expressed as:

R =
Ar

A i
=

ZB � ZA

ZB + ZA
, (2)

where Ar is the re�ected amplitude and A i is the incident amplitude. When ZA is much larger than ZB,
the re�ected ratio R is closed to � 1, which means the amplitude of the re�ected wave remains the same,
while the phase of the re�ected changes. This situation happens at the interface of tunnel lining and
air, where almost all of the energy is re�ected. When ZA is approximately equal to ZB, the re�ected
ratio R is closed to 0, which means most of the energy propagates through the interface. This situation
is similar to the condition that the tunnel lining is tightly surrounded by the soil.

This section presents the design of a laboratory principle experiment (Figure 2), whereby di � erent
signal analysis approaches were then employed to compare the vibration responses for the conditions
A and B.
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(a) Condition A (b) Condition B 
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Figure 2. The basic principle of detecting the void behind tunnel lining by impact-echo (IE) method.

The experiment was carried out in a brick box of size 3.6 � 0.94� 1.44 m3 (Figure 3a). A rockwool
material with a thickness of 0.1 m was placed inside the bunker to weaken the wave re�ection at the
boundaries. The soil was �lled into the bunker. The horseshoe tunnel models were buried in the soil.
The cross-sectional size of the tunnel model was 1:16 of a real railway tunnel and the thickness of the
tunnel model was 0.025 m (Figure 3b). The tunnel models were made of polyvinyl chloride (PVC)
material instead of the concrete. The material coe� cients of the soil, the concrete, the PVC, and the
air are shown in Table 1. The wave impedance of the PVC and the concrete is within one order of
magnitude, which is much larger than the wave impedance of the air. This illustrates that the concrete
tunnel can be instead by the PVC, a cheaper material, in this principle experiment. Two di � erent
conditions (A and B) were designed. Condition A referred to a tight contact between the tunnel lining
and the surrounding soils. The re�ected ratio RA at the interface is � 0.31. For Condition B, a void
behind the tunnel wall was modelled using a pre-embedded empty box of 285 � 145� 155 mm3 placed
between the lining and the soil. The re�ected ratio RB at the interface is � 1.

 
(a) Layout of the experiment table (unit: mm) 

 
(b) The tunnel model 

 
(c) Accelerometer arrangement 
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Figure 3. The test system.
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Table 1. Material parameters used in the principle experiment.

Material Density � /(kg/m3) P Wave Velocity Vp /(m/s) Wave Impedance Z/(kg/m2s)

Soil 2000 576 1.1� 106

Concrete (C30) 2400 3691 8.8� 106

PVC 1380 1500 2.1� 106

Air 1.2 343 411.6

The test system consisted of a hand hammer, two unidirectional accelerometers, a data acquisition
instrument with 16 channels, and a computer. The hand hammer, consisted of a hammer head, a
force sensor and a hammer body, was used to apply an impact force on the tunnel model. The type
of the hammer is Dytran Dytranpulse —5800B4T, developed by the Dytran Instruments company in
California, USA. The head of the hammer is made by aluminium with the weight of 100 g and Young's
modulus of 70 GPa. There is a special acceleration compensated piezoelectric force sensor in the
hammer head at the striking face, ensuring a smooth frequency spectrum, which is used to measure
the value of the impact force. The hammer has a sensitivity of 10 mV /lbf and a maximum force of
1000 lbf. The upper limit of the frequency range is 75 kHz. The type of unidirectional accelerometers is
LC0104, developed by LANCE in Ohio, USA. They are used to collect the accelerations perpendicular
to the tunnel lining, which has a sample frequency range of 0.5 Hz-9000 Hz, a sensitivity of 100 mV /g,
a resolution of 0.0002 g, and an acceleration range of 50g. The type of data acquisition instrument is
INV3018C, developed by the China Orient Institute of Noise & Vibration (COINV).

The testing point B was arranged at the tunnel lining behind the empty box on the right tunnel
model, while testing point A was arranged at the same location on the left tunnel model, as shown
in Figure 3a. According to the thickness and the P wave velocity of the tunnel lining in the test, the
thickness resonance frequency is obtained approximately at 28,800 Hz. Since the thickness frequency
of the two conditions is the same, this experiment of detecting the void behind tunnel lining does not
intend to focus on the amplitude of resonance frequency, but to analyse the dynamic responses of these
two conditions in a lower frequency range. The sampling frequency of the accelerometers is set at
2560 Hz. The impact points are 2 cm nearer to the testing points. For each condition, the impact was
repeated 10 times. For each time, the peak of impact force is controlled to be close to 400 N, and the
sampling frequency is 2560 Hz, as shown in Figure 4. It should be noted that the hammer should be
controlled to be perpendicular to the surface of the tested object. To obtain this goal, the coherence
function of the response and the force was calculated in each test. If the coherence function was close
to 1, the impulse force would be quali�ed. Otherwise, the data would be removed.
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(b)  

Figure 4. (a) Time history and ( b) spectrum of the impact force.
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2.2. Time Domain Analysis

Although the impact forces generated by the hand hammer are controlled within a range, the
signals still need to be normalized in order to compare the responses of di � erent conditions. Each
impact force and its related response need to multiply by a coe � cient Ci , which is obtained as:

Ci =
400

Fpeak
i

, (3)

where Fpeak
i is the peak value of the i-th test. Figure 5 shows the time-domain waveforms of the two

conditions, with an intercepted time duration of 0–50 ms. For Condition A, the waveform attenuates
smoothly with the amplitude almost decaying to zero in 10 ms. For condition B, an obvious secondary
peak occurs at 7 ms, while the minor peaks continuing until 15 ms. This phenomenon of a time-domain
waveform with a stronger re�ection energy and a prolonged response is suggestive of the existence of
a void. It indicates that the stress waves re�ect at the interface between the tunnel and the void, and
the re�ective ratio of concrete–air interface is higher than that of concrete–soil interface.
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Figure 5. Time histories of the two conditions (A and B).

The vibration response can be analysed quantitatively using the fractal box-counting dimension
method. The concept of fractal dimension was proposed by Mandelbrot [ 15]. The vibration signal
is irregular but self-similar. It occupies a larger area than the one-dimensional line, smaller area
than the two-dimensional plane. Its fractal dimension is measured by creating multiscale covers
around the signal graph. Square boxes with side length ( � ) are used to cover the signal waves on the
time-amplitude plane. Then, the number of covered boxes ( N) can be obtained (Figure 6). The fractal
dimension is de�ned as:

D = � lim
� ! 0

lgN

lg�
, (4)

228



Appl. Sci.2019, 9, 3280

 
(a) Condition A 

 
(b) Condition B 

  

�ˆ

� �� �� � � �� � � �� � � �� � � �� � � �� � � �� � � �� � � �� � � �� � � � � �
��

��

��

��

��

����

����

����

�O
�J

��

���O�J��
� �� �� � � �� � � �� � � �� � � �� � � �� � � �� � � �� � � �� � � �� � � � � �

��

��

��

��

��

����

����

����

�O
�J

��

���O�J��

�º �ˆ �º

Figure 6. Number of boxes with side length � .

For the measured response signals in this paper, square boxes of a series of side lengths (� 1, � 2, � � � ,
� n) were used to cover the signal waves on the time-amplitude plane, and then a series of covered box
quantities (N1, N2, � � � , Nn) would be obtained. The minimum � should be larger than the sampling
interval Dt, because the signal wave was a straight line on every sampling interval. After calculating
the �tting line of ( � lg� � lgN), the fractal dimension would be obtained as the slope of the �tting line
(Figure 7).
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�º �ˆ �ºFigure 7. The �tting lines of ( � lg� � lgN).

The results show that the fractal dimensions of the conditions A and B are 1.221 and 1.288,
respectively. This illustrates that when the waveforms of the two conditions are in the coordinate
system, with the same time scale and the same amplitude scale, the waveform B is more complicated.
Therefore, when the void exists, the fractal dimension is larger, and the waveform in the time domain
is more complicated.

2.3. Frequency Domain Analysis

Figure 8 shows the frequency spectra of ten test runs conducted on each of the two conditions. In
condition A, all the spectra are similar, and a dominant frequency of approximately 690 Hz is observed.
The amplitudes increase steadily between 0 and 500 Hz. In condition B, larger di � erences among the
tested spectra are observed. The dominant frequency remains the same (~690 Hz) as that of condition
A. Besides, the amplitude �uctuates between 0 and 500 Hz with two additional peaks between 300 and
500 Hz. For each condition, the average frequency spectra of these test runs are calculated, except for
the incoherence test runs (test 1 of condition A and test 4 for condition B), as shown in Figure 8c. The
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amplitude of condition B is higher than that of condition A in the frequency range of 800 Hz–1100 Hz.
There are more dominant frequencies in condition B.
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(a) 10-time experiments data of condition A ( b) 10-time experiments data of condition B 

 

�� ������ ������ ������ ������ �������� �������� ��������
������

������

������

������

������

������ ���&�R�Q�G�L�W�L�R�Q���$
���&�R�Q�G�L�W�L�R�Q���%

�$
�P

�S
�O

�L
�W

�X
�G

�H
���

��J
���

+
�]�

�

�)�U�H�T�X�H�Q�F�\���+�]   
(c) Comparison of the average data for the two conditions 
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Figure 8. Fourier spectra for two conditions.

The dynamic sti � ness was also used to study the in�uential di � erences between the two conditions.
It expresses the resistance to deformation under the impact force [16]. In this test, dynamic sti � ness
re�ects the supporting performance of the tunnel-soil structure. The impact force F(t) and the obtained
acceleration responsea(t) can be transformed into the frequency domain, using Fourier transform, as
F(f ) and a(f ), respectively. The acceleration response is expressed as the superposition of a series of
simple harmonic vibrations, so the amplitude of velocity can be represented as:

V( f ) =
a( f )
2� f

, (5)

The velocity admittance is de�ned as:

Gv =
V( f )
F( f )

, (6)

Then, the dynamic sti � ness can be calculated by:

Kd =
2� f
Gv

=
2� f � F( f )

V( f )
, (7)

Figure 9 compares theKd of the two conditions. The Kd in condition B is lower than condition
A. The reason is that the wave propagation in condition B is approximated as guided by a free-free
boundary condition while the wave in condition A is guided by a free-constrained boundary condition.
This phenomenon shows that the void existence can signi�cantly reduce the dynamic sti � ness in most
frequencies, which means it reduces the ability of the tunnel structure to resist the load.
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Figure 9. Dynamic sti � ness analysis.

2.4. Time–Frequency Analysis

The frequency-domain analysis is widely used to research the frequency distribution of the signals.
However, it is only suitable to the stationary process, not for the non-stationary process. In other
words, the frequency domain analysis illustrates the frequency components of the signals but fails to
�gure out the moment that a certain frequency component appears.

The time–frequency analysis expresses the signal as a function of both time and frequency using
the local transform. It helps understand changes in energy with both frequency and time upon the
occurrence of a certain frequency. The methods usually adopted for time–frequency analysis are
short-time Fourier transform, wavelet transform, Hilbert Huang transform, and so on.

2.4.1. Short-Time Fourier Transform (STFT)

The STFT is used to describe the frequency spectra of local signal sections changing over time.
The original signal is �rst divided into several sections with equal time length by an appropriate
sliding time window function � (t). These sections are approximated as stationary processes. Then, by
applying the Fourier transform from t to f to each section, the frequency spectra vary with time are
obtained. The STFT can be expressed as [17]:

STFTz(t, f ) =
Z 1

�1
z(t0)� � (t0 � t)e� j2� f t0dt0, (8)

where z(t0) is the original signal, � (t) is the window function centered around zero.
The width of the time window should be properly selected. For example, if a wide time window

is selected, the frequency resolution will increase, but the time resolution will decrease, which means
these frequency components can only be determined to appear in this wide time band, not a certain
instantaneous moment.

Figure 10 shows 3-dimensional (3D) graphs of the two conditions calculated by the STFT. For
condition A, three energy peaks can be observed at approximately 700, 900, and 1200 Hz. For condition
B, the number of energy peaks increases, and these peaks are all higher than those of condition A.
Among them, the energy peak at approximately 700 Hz is the highest. On the low-frequency band
between 0 and 100 Hz, the energy distributes widely along the time axis.
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(b) Condition B 
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Figure 10. Time–frequency spectra by STFT.

In summary, when the void exits, the vibration energy becomes stronger, which is indicative of
increased re�ections of the stress waves from the tunnel-air interface. In addition, more energy moves
to the frequency of approximately 700 Hz, which in turn becomes the dominant frequency. It can also
be seen that the low-frequency energy attenuates slowly when the void exists.

2.4.2. Wavelet Transform

Wavelet transform uses the mother wavelet function to express the original signal, which can be
expressed as:

WTz(a,b) =
1
p

a

Z

R
z(t) ' (

t � b
a

)dt, (9)

where z(t) is the original signal. The ' ( t� b
a ) is the mother wavelet function. The a and b are the

scaling and translating parameters, respectively. The scaling parameter represents the dilation or
compression of the mother wavelet, and the translating parameter determines the mother wavelet
moving along the time domain. The dilative mother wavelet corresponds to low-frequency resolution.
The compressive mother wavelet corresponds to high-frequency resolution [ 18]. By calculating the
cross-correlation of the original signal z(t) and the mother wavelet function under di � erent scales, the
frequency components are obtained. The moment that a certain frequency appears is obtained by
moving the mother wavelet along the time domain.

For the STFT, when the width of the time window is determined, the resolution of time and
frequency on the whole time–frequency range is constant. However, in signal analysing, the
high-frequency resolution is needed on the low-frequency range, while the high-time resolution
is needed on the high-frequency range. On this aspect, the wavelet transform meets the requirements
more closely.

Figure 11 shows the contour maps of the two conditions analysed by Cmor wavelet transform.
Except for the characters that are shown in Section 2.4.1 by STFT, new phenomena are found in
Figure 11. When the void exists, the frequency components between 1000 Hz and 1200 Hz appears
from 0 s to 0.005 s, which is the period of the primary peak in Figure 5. In addition, the frequency
components above 1200 Hz occurs from 0.005 s to 0.01 s, which is the period of the secondary peak in
Figure 5.
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(a) Condition A (b) Condition B 

  
Figure 11. Time–frequency spectra by wavelet transform.

For the STFT, it could only be roughly determined when the frequency components appear
because of the low time resolution. However, for the wavelet transform, the moment that a certain
frequency component appears could be clearly �gured out. This means that the wavelet transform can
tell more detail about the characters.

2.4.3. Hilbert Huang Transform (HHT)

The signal can also be presented in the time–frequency domain using the Hilbert Huang Transform
(HHT). The HHT decomposes a signal into intrinsic mode functions (IMFs) along with a trend, and then
obtains instantaneous frequency data. Compared to other transforms, HHT is more like an algorithm
(an empirical approach) that can be applied to a data set, rather than a theoretical tool. The calculation
of the HHT includes two steps: empirical mode decomposition (EMD) and Hilbert transform. By
means of EMD, the acceleration data can be decomposed into di� erent simple non-sinusoidal signals,
called IMFs [19]. Each IMF is transformed into a time–frequency domain by Hilbert transform, and
then the time–frequency spectrum can be obtained after the superposition.

Figure 12 shows the time–frequency spectra of the signals analysed by HHT. The original signals
were separated into several IMFs, and the �rst step of IMF was in the range of 600–1200 Hz. According
to the previous analysis, the study would focus on the �rst-step IMF (600–1200 Hz). For condition A,
the vibration energy peak is at 700 Hz and 5 ms, and the energy attenuates signi�cantly after 5 ms,
almost approaching zero at 10 ms. For condition B, there are two energy peaks, of which one appears
at 1100 Hz and 3.5 ms, while the other one is at 700 Hz and 6 ms. The energy remains high until 10 ms.

 
(a) Condition A (b) Condition B 

  
Figure 12. The time–frequency spectrum.
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In summary, when the void exists, another vibration energy peak of 1100 Hz appears at 3.5 ms
that is indicative of the re�ection of the stress waves at the tunnel-air interface. This phenomenon also
explains that the stress waves take longer time to propagate to the soil, which causes the energy peak
of 700 Hz to appear 1 ms later in condition B. In addition, the vibration lasts longer when a void exists.

By means of HHT, a signal was separated into several sub-signals dominant in di � erent frequency
ranges. As the key frequency band for the sub-signals could be studied individually, the stress wave
propagation and the frequency component distribution could be seen clearly, however, it is less holistic
because of the separation of the original signal.

The STFT and wavelet transform analysis to focus on the overall vibration energy in a
time–frequency plane that could be observed clearly. Similarly, the energy �ow between di � erent
conditions could also be studied clearly. In principle, unlike the STFT, the wavelet transform can
change the scale while analysing di� erent frequencies of the signal. As a result, both high-time and
high-frequency resolution can be achieved using wavelet a transform. Based on these aspects, the
wavelet analysis method would be chosen for the following numerical study to analyse the signals in
time–frequency domains.

3. Numerical Study

The laboratory experiment compared the vibration responses of the two conditions (with and
without voids) using IE method. The approach proved to be more satisfactory in the experimental
study was employed in the signal analysis using the numerical model, whereby the size and the
position of the void were considered.

3.1. Numerical Model

A �nite element (FE) model considering the soil, tunnel, and void on the soil-structure interface
was built in Midas GTS, shown as Figure 13. The material parameters are shown in Table 2. The
coordinate system based on the right-hand rule was shown, and the dimensions of the model were 84
� 84 � 40 m3. The external diameter of the tunnel was 6 m, and the thickness of the tunnel lining was
0.3 m. In order to simulate the wave shape, the size of the mesh needs to be divided smaller than 1/8 of
the smallest wavelength, which is expressed as:

Dl �
Vs

8fmax
, (10)

where Vs is the shear wave velocity and fmax is the highest analysis frequency, which is 150 Hz in
this model. According to the equation, the element of soil should be smaller than 0.25 m and the
element of tunnel lining should be smaller than 1.88 m. In this model, the tunnel elements were set
at 0.3 m. The soil elements near to the top of the tunnel were set as 0.2 m, and the size was getting
bigger as the elements spread from the centre to the boundary of the model. The viscoelastic arti�cial
boundaries were applied to the model to simulate the in�nite soil. The viscoelastic arti�cial boundary
is a continuous distributed parallel spring-damping system with calculated sti � ness and damping
factors. Once these coe� cients are input into the Midas GTS software, the equivalent spring-damping
elements will be applied on the boundary nodes.
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(a) Cross section 

 
(b) Longitudinal profile 
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Figure 13. Tunnel-soil FE model.

Table 2. Material parameters used in the numerical models.

Material
Young's

Modulus
E/(kPa)

Poisson's
Ratio v

Density
� /(kg/m3)

Compressive
Wave Velocity

Vp /(m/s)

Shear Wave
Velocity
Vs/(m/s)

Soil 475,000 0.32 2000 576 297
Tunnel lining 30,000,000 0.20 2400 3691 2260

In the experimental study, the e � ect of void size on the response was not considered. In contrast,
for the numerical study, four conditions with varying void sizes were designed as listed in Table 3. The
cross-sections of the voids were fan-shaped with di � erent radius, and their longitudinal length was
kept the same as 4 m. An impact force signal was applied on the inner surface of the tunnel lining in
the model. The duration of the force was 0.0032 s, and the peak value was 88.26 kN. The frequency
range in�uencing the impact force was between 1 and 150 Hz (Figure 14). The vibration detecting
point was 0.1 m close to the impact point. To analyse the e� ect of the impact-void position, the impact
and response points were varied with reference to the centre of void along the outer surface of the
tunnel lining. The distance between the impact point and the centre of the void, represented by Dx
(Figure 13b), was varied from 1 to 6 m.

Table 3. Conditions with di � erent void sizes.

Conditions Void Size /m3

Condition S0 0 (without void)
Condition S1 0.39
Condition S2 3.14
Condition S3 7.07

������ ������ ������ ������

��

����

����

����

����

������

�)
�R

�U
�F

�H
���

N
�1

�7�L�P�H���V
 

(a) 
 

�� ���� ���� ���� ���� ������ ������ ������ ������
������

������

������

������

������

������

�$
�P

�S
�O

�L
�W

�X
�G

�H

�)�U�H�T�X�H�Q�F�\���+�]

(b) 

Figure 14. (a) Time history and ( b) spectrum of the impact force.

235



Appl. Sci.2019, 9, 3280

3.2. E� ect of Void Size

Figure 15 illustrates the time histories of the four void size conditions. For condition S0, the
acceleration is relatively smaller with a peak value of 6.49 m /s2. For condition S1, the acceleration is
larger with a peak value of 7.02 m /s2. This is because, part of the vibration energy is absorbed by the
soil beside the void, and part of the energy re�ects at the tunnel-void interface. For conditions S2 and
S3, with the increase of the void size, the peak value is higher, which means more energy re�ects at the
interface rather than transmitting into the soil. In short, as the void is larger, the peak value of the
waveform is higher, which means more energy is re�ected back.
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Figure 15. Time histories of void conditions.

Figure 16 shows normalised Fourier spectra of the four void size conditions. For condition S0, the
vibration amplitude distributes in a wide frequency range, and the dominant frequency is not obvious.
The normalised peak amplitude is approximately 0.50. With the increase of void size, the amplitude
increases, and the dominant frequency can be clearly observed. In general, as the void is bigger, the
frequency distributes a narrower range, and the dominant frequency at 90 Hz is more obvious.
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Figure 16. Normalised Fourier spectra of void conditions.
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Figure 17 illustrates that the dynamic sti � ness varies with frequency for the four conditions. With
the increase of void size, the dynamic sti � ness decreases in almost all the frequencies.
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Figure 17. Dynamic sti � ness analysis.

Figure 18 shows the colour contours of the wavelet spectra for the four void size conditions. With
the increase of the void size, the spectrum becomes larger, and an increasing energy concentration
can be obviously found. More energy tends to concentrate over 80–120 Hz, which in turn becomes
the dominant frequency band. The vibration duration is longer especially in the range of 60–120 Hz.
While the frequency is lower, the vibration energy lasts longer.
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(a) Condition S0 (b) Condition S1 

 

(c) Condition S2 (d) Condition S3 
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Figure 18. Wavelet spectra for di � erent void size conditions.
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When the impulse force is applied to the tunnel, the P wave propagates into the structure as a
semi-spherical wave. Figure 19 shows a sectional draw of the re�ection of the stress wave with di � erent
void sizes. According to the wave impendence introduced in Section 2.1, there is a strong re�ection
(red part) in the tunnel-void interface and a weak re�ection (blue part) in the tunnel-soil interface.
While the void becomes larger, the angle of the red part is larger, which means more energy re�ects
back and the attenuation lasts longer. This may cause the spectrum becomes larger in proportion to the
void size.

 
(a) 

 
(b) 
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Figure 19. The re�ections of P wave in the conditions with ( a) small void and ( b) big void.

3.3. E� ect of Distance between Impact and Void Position

When the impact location is far from the void, the void existence is not distinctly recognised.
Accordingly, in this subsection, di � erent impact positions were analysed. The distance between the
impact location and the void centre was de�ned as Dx, which was varied from 0 to 6 m for the di � erent
void size conditions. Figure 20 shows the dynamic sti � nessKd of the responses. The average values of
the dynamic sti � ness were calculated in the range of 20–100 Hz due to the steady amplitudes.
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Figure 20. Dynamic sti � ness of di� erent void positions.

For condition S0, Kd is not a� ected by Dx. When Dx changes from 0 to 1 m, in the range of void
size,Kd for condition S1 decreases slightly, while for conditions S2 and S3 increase slightly.

For conditions S1, S2, and S3, whenDx changes from 1 to 3 m, Kd increases signi�cantly. That is,
the dynamic sti � ness changes quickly when the impact point moves through the void edge. When Dx
changes from 3 to 6 m, Kd increases slowly. The dynamic sti� ness for void conditions becomes almost
the same as that of the non-void condition when Dx reaches to 6 m.

4. Conclusions

To investigate the e� ect of a void behind a tunnel lining using the IE method, both experimental
and numerical studies were performed. The di � erent signal analysis approaches were compared, and
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the in�uence of the void size and impact-void position were analysed. The following conclusions can
be drawn:

� In the analysis of the vibration response in the time, frequency, and time–frequency domains,
the fractal box-counting dimensions and dynamic sti � ness can be used for void recognition
quantitatively, and the wavelet analysis can provide a relatively better visual energy distribution
among the di � erent time–frequency analysis approaches.

� When the void is larger, the dynamic sti � ness decreases. When the impact location is beyond the
range of void size, the dynamic sti � ness changes quickly.

By comparison of di � erent signal analysis approaches, wavelet transform is believed to be the
most appropriate one to show the energy �ow during the void state changing. Besides, the dynamic
sti� ness could be used to detect the void position accurately.
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Featured Application: The work is potential to obtain a permeability invariance (PI) feature in
pulsed eddy current (PEC) signals for reducing the permeability and environment magnetic �eld
in�uence in the conductivity measurement of ferromagnetic samples.

Abstract: Conductivity, as an important index of structural health monitoring, can be used to evaluate
heat treatment condition, and sort di � erent materials or measure the stress of mechanical parts.
However, the permeability of a measured sample has signi�cant impact on the detected signal
in pulsed eddy current (PEC) testing, which is prone to measurement errors due to the e � ect of
permeability change. In this paper, a thrice subtraction method is investigated and utilized to obtain
a permeability invariance (PI) feature for reducing permeability e � ect in conductivity measurement
of ferromagnetic samples. The thrice subtraction method is based on the PEC signals of sample
and air, the di � erence signal between the di� erence PEC signal and its normalization signal, and
the di � erence signal between the di� erence normalization signal and its standard deviation. In the
thrice subtraction signals, the behavior of the obtained PI feature is analyzed by experiments and
simulations. The results demonstrate that the thrice subtraction method is a practicable program and
the PI feature is potential to measure the conductivity of ferromagnetic samples. The work reported
in this paper provides an e � ective approach to obtain a PI feature for estimating the conductivity of
ferromagnetic samples without a permeability e � ect.

Keywords: pulsed eddy current; ferromagnetic sample; conductivity; permeability

1. Introduction

Conductivity, as a parameter of ferromagnetic materials, can serve as an index to sort di � erent
materials, and evaluate heat treatment condition or measure the stress of mechanical parts [1–3]. Due
to the advances in electromagnetic nondestructive evaluation, pulsed eddy current (PEC) testing has
become a feasible and preferred technique for measuring conductivity of materials in recent years [ 4,5].
However, for ferromagnetic samples, the measurement of conductivity is a � ected by the inhomogeneity
of tested samples and the confounding cross-sensitivity to conductivity and permeability, which
is undesirable in precision PEC testing [ 6,7]. Especially, the in�uence of permeability is complex
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and irregular. On the other hand, correspondingly, the permeability of ferromagnetic material will
change when the environmental magnetic �eld changes. Therefore, reducing the permeability e � ect
or the in�uence of environmental magnetic �eld in the measurement of electrical conductivity of
ferromagnetic samples is an important problem to be solved in PEC testing. It is important and
meaningful to improve the detection accuracy of conductivity of ferromagnetic samples.

In PEC testing, the measurements of conductivity and permeability have been studied by many
scholars in recent years. Adewale et al. [8] decoupled the in�uence of permeability and conductivity
in PEC measurements and the contributions of the electromagnetic properties (permeability and
conductivity) were analyzed with a view to isolate the in�uence of these two properties. It was
found that the conductivity e � ects are prominent in the rising edge of the transient response and the
permeability e � ects are prominent in the stable phase of the transient response. Chen et al. [4] studied
the electrical conductivity measurement of ferromagnetic metallic materials using the PEC technique.
In the measurement of conductivity, an inverse problem method based on a PEC analytical model was
proposed to determine the conductivity and permeability of ferromagnetic plates. Dziczkowski et
al. [9] described the method of determining the equivalent parameters of the coil, a scaling method
for a conductivity meter based on the elimination of lifto � on conductivity results, and a proposition
for an e� ective method to measure the conductivity of rough elements. Lu et al. [ 1,10] found a
conductivity lift-o � invariance phenomenon and proposed an inverse problem method to determinate
the conductivity and permeability of ferrite metallic plates. Wang et al. [2] proposed an eddy current
measurement method to determinate electrical conductivity of samples, which indicated that the
logarithm of phase signature of impedance change basically varies linearly with electrical conductivity.
Yu et al. [11] observed a conductivity invariance phenomenon of eddy current non-destructive testing
(NDT), and used it to estimate the magnetic permeability of metals without the in�uence of its
conductivity. Ye et al. [ 12] proposed a novel approach based on decay time (DT) using PEC and a
highly sensitive magnetoresistive (MR) sensor in conductivity measurement of materials. The results
indicate that the DT parameter is linearly correlated with material conductivity allowing it to be used
for estimating the conductivity from the PEC measurement. According to the above studies, it is found
that the conductivity measurements of ferromagnetic samples with a permeability e � ect are rarely
studied by using PEC testing when permeability changes. These works also revealed that the change
of PEC signals caused by conductivity and permeability is indistinguishable in the measurement
of ferromagnetic samples. In other words, when the conductivity is measured, the in�uence of
permeability can not be reduced or eliminated in PEC signals. Thus, it is important and signi�cant
to reduce the in�uence of permeability on PEC signals, and accurately measure the conductivity of
ferromagnetic samples when permeability changes.

It is known that liftoff point of intersection (LOI), as a des irable signal feature, is independent of
liftoff distance [ 13]. The LOI is a common intersection point of PEC signals when l iftoff distance changes.
For the permeability effect on PEC signals, a similar method can be considered in the conductivity
measurement to reduce the influence of permeability. Thus, similarly, a common intersection invariance
point feature is needed in PEC signals of ferromagnetic samples for reducing the permeability effect
when sample permeability changes or the environmental magn etic field changes. Therefore, in the
measurement of conductivity, it is important and significa nt to propose a method to obtain a permeability
invariance (PI) feature for reducing permeability effect o r environmental magnetic field influence.

The main contribution of this paper is that a thrice subtraction method is proposed to obtain
a PI point feature in PEC signals of ferromagnetic samples for reducing the permeability e � ect or
environmental magnetic �eld in�uence. Correspondingly, the availability of the thrice subtraction
method and the obtained PI feature is analyzed and discussed. The rest of this paper is organized as
follows: in Section 2 the PEC analytical model is formulated from a harmonic eddy current model, the
thrice subtraction method is introduced in Section 3, the simulation results are analyzed in Section 4,
in Section 5 the experiments are performed for verifying the simulation results and �nally, Section 6
presents the concluding remarks.
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2. Formulation of the PEC Analytical Model

The PEC analytical model, as an e� ective tool, has been used to analyze the change of PEC signals
caused by thickness, conductivity and permeability [ 4,14]. According to previous studies, it can be
found that it is very di � cult to directly construct a PEC analytical model. However, on the other hand,
it is simpler to construct a PEC analytical model based on the harmonic eddy current analytical model.
It is known that a periodic pulse signal can be expressed as a Fourier series of trigonometric functions.
Therefore, in this paper, the PEC analytical model is reconstructed through using the harmonic eddy
current analytical model. The main process is shown in Figure 1.
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transform
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)• i•\�9ƒ8?Figure 1. Flow chart of pulsed eddy current (PEC) model.

In the process of constructing the PEC analytical model, a pulse voltage signal y(t) serves as
an excitation signal of the coil sensor. The di� erence PEC signalDu(t) is the voltage change of the
coil sensor when a plate is tested. The harmonic eddy current responses DZ(! ) and Zair(! ) in the
frequency domain are the basis of the PEC model construction, which have been built in previous
studies [15,16]. The case for the coil sensor above a conductive plate was considered, as illustrated in
Figure 2. The PEC probe was an air-core cylindrical coil. The plate under research was assumed to
be linear, homogeneous and isotropic. The electrical conductivity, permeability and thickness of the
measured metallic plate are denoted as � , � and d, respectively, where � = � 0� r (� 0 is the permeability
of the vacuum, � r is the relative permeability of the metallic plate). An arti�cial magnetic insulation
boundary was placed at h.
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Figure 2. Coil sensor above a plate.

Based on the harmonic eddy current response and spectral pulse signals, the di� erence PEC
response can be formulated by performing Kirchho � 's Law in the frequency domain. It signi�es that
the algebraic sum of the voltages of the coil sensor is always equal to zero in a closed loop, which can be
expressed asDU =

���Uplate� Uair

��� =
���I � (Zplate� Zair)

���. Correspondingly, the di � erence PEC response in
the frequency domain can be obtained. Where Uplate and Zplate are the voltage and impedance signal of
coil sensor when a plate is tested,Uair and Zair are the voltage and impedance signal of the coil sensor
when the coil sensor is in air, the voltage signal Uair and the impedance signal Zair serve as a reference
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signal, DU is the di � erence PEC response between the detection signalUplate and reference signal Uair,
I is the current of coil sensor, DZ =

���Zplate� Zair

��� is the impedance change response when a plate is
tested. Correspondingly, the di � erence PEC response in the frequency domain can be expressed as

DU(! ) =
Y(! )

DZ(! ) + Zair(! )
� DZ(! ) (1)

where Y(! ) denotes the Fourier transform of pulse voltage signal y(t), Zplate(! ) = DZ(! ) + Zair(! ),
Y(! )/ (DZ(! ) + Zair(! )) = I.

By using inverse Fourier transform (IFT), the di � erence PEC signal in the time domain can be
expressed as

Du(t) = IFT[DU(! )]. (2)

Based on the results, a numerical calculation program can be written in MATLAB software
(MTLAB R2014a, Math Works, Inc, Natick, Massachusetts, United States, 2014). Correspondingly,
some scienti�c explanations can be veri�ed by numerical method.

In Equation (1), when the air-core coil is excited by harmonic excitation [ 15], the impedance
change of air-core coil can be written as

DZ(! ) = j2�!� 0n2
c

1X

i= 1

� 2(� 0ir1, � 0ir2)

� 7
0ih

2[J0(� 0ih)]2
(e� � 0iz1 � e� � 0iz2)

2
R0i,1i . (3)

On the other hand, for the case of the air-core coil in air [15], the impedance can be expressed as

Zair(! ) = j4�!� 0n2
c

1X

i= 1

� 2(� 0ir1, � 0ir2)

� 7
0ih

2[J0(� 0ih)]2
[� 0i (z2 � z1) + e� � 0i (z2� z1) � 1]. (4)

In Equation (3), the R0i,1i can be expressed as

R0i,1i =
(� 0i � r )

2 � � 2
1i + e� 2� 1id[� 2

1i � (� 0i � r )
2]

(� 1i + � 0i � r )
2 � e� 2� 1id(� 1i � � 0i � r )

2
(5)

where nc = Nc/ (r2 � r1)(z2 � z1), Nc denotes the number of the coil turns, r2, r1 are the outer and inner
radius of the coil, (z2 � z1) denotes the height of the coil, � 0i is the i � th positive root of the Bessel
function J1(� 0h), Jm is the m� th order Bessel function of the �rst kind, R0i,1i is a constant related to the

conductivity, permeability and thickness of measured metallic plates, � 1i =
q

� 2
0i + j!�� .

In order to obtain the di � erence PEC response for simulating transient induced voltage, the periodic
pulse signal is applied. Combined with the superposition principle and inverse Fourier transform, the
PEC transient response can be reconstructed from the harmonic eddy current response [17,18]. For the
T-periodic pulse, the formula can be expressed as

y(t) = A[(1 � e� t
a )step(t) + ( e

� � t
a � 1)step(t � � )]� < T (6)

where, a is the time constant, step(t) is the step function, A is the amplitude value of excitation current,
� is the excitation time, T is the excitation period.

3. Thrice Subtraction Method

By analyzing previous research ideas [13,19], a thrice subtraction method was proposed to obtain
a PI feature for reducing the e� ect of permeability change. The thrice subtraction method included
three subtraction steps and the operating process is shown in Figure 3. The �rst subtraction was
implemented to eliminate the e � ect of PEC signal from air. A di � erence PEC signal was obtained after
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the subtraction process. Then, the normalization signal of the di � erence PEC signal was obtained and
the second subtraction was performed between the di � erence PEC signal and its normalization signal,
which was used to amplify the variation of the di � erence PEC signal. Next, the standard deviation of
the di � erence normalization signal was calculated and the third subtraction was implemented, which
was used to reduce the e� ect of permeability. Finally, the PI feature could be extracted from thrice
subtraction signals when permeability changed. The detailed steps are described below.

First, the subtraction between PEC signals of sample and air is implemented to obtain the di � erence
PEC signal. The subtraction process can be shown as

DU(t) =
����U(t)plate� U(t)air

���� (7)

where, U(t)plate is the PEC signal of sample,U(t)air is the PEC signal of air.
Second, the subtraction between the di� erence PEC signal and its normalization signal is performed

to obtain the di � erence normalization signal. The di � erence normalization signal can be formulated as

Unorm
d = DU(t) �

DU(t)
max(DU(t))

(8)

where, DU(t)
max(DU(t)) denotes the normalization signal of the di � erence PEC signal, max(DU(t)) denotes

the maximum value of the di � erence PEC signal.
Then, the third subtraction between the di � erence normalization signal and its standard deviation

is calculated to obtain the thrice subtraction signal. The thrice subtraction signal can be expressed as

Ustd = Unorm
d � std(Unorm

d ) (9)

where, std(Unorm
d ) denotes the standard deviation of the di � erence normalization signal.

By changing the permeability of samples, the di � erent thrice subtraction signals can be obtained
and the PI feature can be extracted by mutual subtraction between them as

Ustd� 1 � Ustd� 2 = 0. (10)

Finally, by solving Equation (10), the amplitude and time of the PI feature can be obtained. It is
easy to think that the common point of both di � erent signals, called the PI feature point, is una� ected
by the change in permeability. In other words, the PI feature is immune to the permeability e � ect.
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Figure 3. Flow diagram of thrice subtraction method.

4. Simulation Results

4.1. PI Feature Acquisition

According to the PEC analytical model, the numerical simulation code was written in MATLAB
software to simulate the PEC signal with di � erent relative permeability and verify the thrice subtraction
method. In simulations, the height, inner and outer radius of the probe coil were 6 mm, 4 mm and
6 mm, respectively. There were 300 turns of coil. The boundary was set to h = 20r2 = 120mm. The
pulse excitation had a 10 V amplitude, 200 Hz frequency and 50% duty cycle. The time constant of
pulse excitation was set to 33� s. The excitation signal of pulse voltage is shown in Figure 4. In Figure 5,
the di � erence PEC signals are shown when permeability changes. It can be observed that the di� erence
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PEC signals integrally decreased when relative permeability decreased. Especially, in the partially
enlarged drawing shown in Figure 6, the variation of di � erence PEC signal is obvious. The results
indicated that the di � erence PEC signals did not show intersection phenomenon and the permeability
e� ect was obvious when permeability changes.
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Figure 4. Pulse excitation voltage signal.
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Figure 5. The di� erence in PEC signals.
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Figure 6. Partially enlarged drawing.

Under the condition that the rise time of pulse excitation is constant, when excitation pulse
frequency increased, the di� erence PEC signals changed as shown in Figure 7. It was observed that the
change of excitation pulse frequency led to the change of excitation pulse period. In experiments, the
di � erence PEC signals were recorded when it was triggered by the rising or falling of pulse excitation.
It can be seen that the di� erence PEC signal did not change in the �rst half part of the di � erence PEC
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signal, as shown in Figure 7a, when the excitation pulse frequency changes at lower excitation pulse
frequency. When the pulse frequency was higher, the recorded di � erence PEC signal in �rst half part of
periodic pulse was incomplete and there was no stationary part in di � erence PEC signal, as shown in
Figure 7b. When the rising time of pulse excitation changed, as shown in Figure 8, it can be observed
that the response time of the di � erence PEC signals to stationary section was shorter.
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Figure 7. The di� erence PEC signals with di� erent frequencies. (a) lower frequency; ( b) higher
frequency.
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Figure 8. The di� erence in PEC signals with di � erent rising times.

By using the thrice subtraction method based on the above di � erence PEC signals, the thrice
subtraction signals could be obtained from the di � erence PEC signals, as shown in Figure 9. It was
observed that the amplitude of thrice subtraction signals was smaller than that in the di � erence PEC
signals. An intersection point phenomenon was exhibited in the thrice subtraction signals, which is
called a PI signal feature. It was observed that at the intersection point of thrice subtraction signals,
the thrice subtraction signals were independent of permeability e � ect. The PI feature was immune
to permeability change. According to above analyses, it is known that the thrice subtraction signal
was a� ected by excitation pulse frequency and rising time of pulse excitation. Thus, some limits are
needed in the application of PI phenomenon. In order to keep the method practical, the excitation
pulse frequency should be kept lower when rising time of pulse excitation is longer.
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Figure 9. Thrice subtraction signals. Permeability invariance (PI) is shown by the red circle at the
intersection of the signals.

4.2. Behavior of PI Feature

When conductivity and thickness of samples changed, the PI time and amplitude were changed,
as shown in Figures 10 and 11. It was found that the PI amplitude and time changed when the thickness
changed from about 0 to 2 mm and the conductivity changed from about 0 to 10 MS /m, which signi�ed
that the thickness and conductivity of sample could be measured by testing the PI amplitude and time.
When the thickness was larger than 2 mm and conductivity changed from 0 to 3 MS /m, the PI time and
amplitude changed with increasing conductivity. When the thickness was larger than 2 mm and the
conductivity changed from 3 MS /m to 10 MS/m, the PI time did not change. The results demonstrated
that the detection range of conductivity was from 0 to 10 MS /m when the thickness was smaller than
2 mm and the detection range of conductivity was from 0 to 3 MS /m when the thickness was larger
than 2 mm. It also indicated that the conductivity measurement was only suitable for a certain range
when sample thickness was determined.
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Figure 10. PIs time change with thickness and conductivity.

When the conductivity of sample was 3.2 MS /m, the PI time and amplitude curves are depicted
with thickness in Figure 12. It was observed that the PI time and amplitude were changed when
thickness was smaller than 3.6 mm. When sample thickness was larger than 4 mm, the PI time and
amplitude were almost unchanged, which signi�ed that the thickness of sample did not a � ect the PI
feature with increasing thickness. The PI time and amplitude curves are shown with conductivity in
Figure 13 for a thickness samples of 0.8 mm. It was found that the PI time and amplitude increased
with increasing conductivity. The PIs changes along a curve with increasing conductivity. The results
indicated that the PI time and amplitude could serve as an index of conductivity when sample thickness
was constant, which signi�ed that the conductivity of ferromagnetic samples could be determined by
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testing PI time or amplitude. In other words, the thrice subtraction method was a feasible program to
obtain a PI feature for reducing the e � ect of permeability in conductivity measurements of ferromagnetic
samples. The results indicated that the behavior of PI feature was a� ected by the conductivity and
thickness of the samples. Thus, in practical measurement of sample conductivity, the thickness of
sample should keep constant and the other variables should also remain unchanged in testing. When
the thickness of sample was bigger than skin depth of eddy current in conductivity measurement,
the thickness did not a � ect the change of PI feature, as shown in Figures 10 and 11. However, the
measurement range of conductivity was changed. In order to measure the conductivity of the sample,
the thickness of sample should be known and the size of sample should also be the same.
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Figure 11. PIs amplitude change with thickness and conductivity.
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Figure 12. PI time and amplitude curves with thickness. ( a) PI time curve; (b) PI amplitude curve.
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Figure 13. PI time and amplitude curves with conductivity. ( a) PI time curve; (b) PI amplitude curve.
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5. Experimental Setup and Results

5.1. Experimental Setup

As shown in Figure 14, the experimental setup included a computer, signal generator (DG1022Z),
data acquisition card (NI USB-6356) and probe. The pulse excitation signal was obtained from the
signal generator and applied to the probe. The data acquisition card communicated with computer
by USB interface. The data acquisition card was set to trigger on the rising edge, which means that
the PEC signal was recorded when the signal rising edge began. The probe signal was processed
by low pass �lter and was enlarged in LabVIEW software (LabVIEW 2015, NI, United States, 2015).
The ferromagnetic material can be seen as many small magnetic domain structures. When the
environmental magnetic �eld changes, the magnetic domain organization is ordered in the direction of
the magnetic �eld. Therefore, a magnet can be used to change the environmental magnetic �eld so that
the permeability of the ferromagnetic material is considered to have changed. In order to change the
permeability of ferromagnetic samples, a magnet piece was used to change the magnetic �eld caused
by material permeability. The magnet piece was only used to change the magnetic �eld in the testing
environment, which means that any magnet piece could be used in testing. The distance between
magnet and sample was set to change the size of the magnetic �eld, as shown in Figure 15.
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Figure 14. Experimental setup.
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Figure 15. Sample and magnet.

5.2. Results and Discussion

In experiments, the pulse excitation had a 10 V amplitude, a 200 Hz frequency and a 50% duty
cycle. The sampling frequency was 1 MHz and the sampling point was 2500. When the rising edge was
triggered, the data acquisition card began to record the probe signals. The samples included 45# steel,
65Mn steel, A3 steel and nodular cast iron plates. The sample had a length of 100 mm, width of 100 mm
and height of 10 mm. The conductivities of the samples are listed in Table 1, which were measured
using the four-wire Kelvin resistivity measurement method [ 20,21] in a laboratory environment on
samples with a polished top surface.
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Table 1. Conductivity of experiment samples.

65Mn Steel 45# Steel A3 Steel Nodular Cast Iron

Conductivity
(MS/m)

4.47 3.76 3.41 1.56

Figure 16 shows the di� erence PEC signals when the distance between the magnet and sample
changed. It was observed that the di � erence PEC signals integrally increased or decreased when the
magnet distance changed. In terms of 45# steel, 65Mn steel, A3 steel and nodular cast iron samples,
the di � erence PEC signals did not exhibit intersection phenomenon and the amplitude of di � erence
PEC signals was obviously a� ected. The results were consistent with the simulation results, which
indicated that the di � erence PEC signals were a� ected when permeability changes and the PI feature
did not appear.
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Figure 16. The di� erence PEC signals. (a) A3 steel; (b) 45# steel; (c) 65Mn steel; (d) nodular cast iron.

Based on the above di� erences PEC signals, the thrice subtraction method was used to obtain
thrice subtraction signals and the PI feature. Figure 17 shows that a PI feature appeared in thrice
subtraction signals in terms of 45# steel, 65Mn steel, A3 steel and nodular cast iron samples. At the PI
feature, the thrice subtraction signals were almost independent of the permeability e � ect. Furthermore,
the PI features were extracted from thrice subtraction signals, as shown in Figure 18. It was observed
that the PI time and amplitude increased along a curve with increasing conductivity. The change rule
of conductivity was consistent with the actual measurement. The result was in agreement with the
simulation result under a certain condition, which demonstrated that by testing PI amplitude and time,
the conductivity of ferromagnetic samples could be determined without the permeability e � ect. The
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results pointed that the thrice subtraction method was a feasible program to obtain a PI feature for
reducing the permeability e � ect in the conductivity measurement of ferromagnetic samples.
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Figure 17. Thrice subtraction signals. (a) A3 steel; (b) 45# steel; (c) 65Mn steel; (d) nodular cast iron.
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Figure 18. PIs with samples of di � erent materials. (a) PI time curve; (b) PI amplitude curve.

In PEC testing, the formulation of the PEC model was established in a simpli�ed condition. Thus,
the simulation results �t one speci�c case in terms of a certain condition. The simulation results were
available to verify the change law of the PEC response with di � erent thickness, conductivity and
permeability. The simulations may have led to the inconsistency with experimental results under the
same conditions. On the other hand, due to the measurement error, there may have been deviation in
the conductivity measured by the four-wire Kelvin resistivity measurement method. According to
experiment and simulation results, it was feasible to verify the variation and trend of the conductivity
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in terms of real value. Although there were some shortcomings in the simulations and experiments, the
change law of conductivity and variation of conductivity was consistent with the actual measurement,
which demonstrated that the measurement results were feasible and the proposed method was e � ective.

6. Conclusions

Permeability, as an in�uence factor, will lead to measurement error in conductivity measurement
of ferromagnetic samples when it changes. In this paper, the e� ect of permeability was considered in
the PEC measurement of conductivity of ferromagnetic samples. In order to reduce the permeability
e� ect, a thrice subtraction method was proposed to obtain a PI feature in conductivity measurement
of ferromagnetic samples. The PI phenomenon was veri�ed and the behavior of the PI feature
was analyzed with changes in conductivity and thickness. Following that, the experiments were
implemented to verify the availability of the thrice subtraction method and the practicality of the
obtained PI feature in the conductivity measurement. The results demonstrated that the thrice
subtraction method was a feasible program to obtain a PI feature for reducing the permeability e � ect.
The PI feature has the potential to enable the measurement of conductivity of ferromagnetic samples
without the permeability e � ect. The next step for further research is to measure ferromagnetic materials
with unknown conductivity and evaluate the thickness of ferromagnetic samples.
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