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Abstract: Lowering the temperatures in heating systems is the key to decarbonizing the heat supply 

in the building sector, because it is a door opener to greater integration of renewable heat, the use 

of excess heat and to improve compatibility for heat pumps. This often fails because heating sys‐

tems, especially in unrenovated building stock, usually require high supply temperatures. Previous 

studies on temperature reduction in existing buildings are performed mainly numerically, whereas 

in this research the numeric calculations are validated by measurements. For this purpose, a demon‐

strator with two different ceiling heating systems is integrated in the listed architecture building of 

the Technical University of Darmstadt and  the achievable  temperature reduction  is  investigated. 

Based on this, parameter variations are conducted through a simulation model in order to test the 

feasibility of the concept for the entire building. The results show that even with an unrenovated 

building envelope, a significant temperature reduction to below 45 °C is possible without exceeding 

the normative limits of thermal comfort. With moderate building envelope renovation, the reduc‐

tion is possible even to below 36 °C. The measures investigated can make the building compatible 

with renewable heat potentials without negative impacts on the cultural heritage. 

Keywords: building energy performance; low‐temperature heating; ceiling heating system; radiant 

heating system; building simulation; thermal comfort; temperature reduction; suspended heating 

system; plastered heating meander; building renovation 

 

1. Introduction 

In view of the increasing pace of global warming, a significant reduction in green‐

house gas (GHG) emissions through energy consumption reduction on the one hand, but 

also through increased use of renewable energies is imperative. The decarbonisation of 

the energy supply of the current building sector is of utmost importance, as it accounts 

for about 37% of global final energy consumption [1]. The current energy crisis has further 

reinforced  the need  to substitute  fossil  fuels.  In Germany, 75% of  the building stock  is 

heated by  fossil  fuels such as oil or gas  [2]. Among existing buildings, non‐residential 

buildings are particularly relevant. Although in Germany their share of the total number 

of all buildings is only about 9%, they are responsible for about one third of the final en‐

ergy consumption  in  the building sector.  In  this group, non‐residential buildings with 

office‐like use have the largest shares of floor space [2]. Accordingly, the leverage for GHG 

savings per building is significantly greater here compared to residential buildings. The 

choice of the case study building, as an existing non‐residential building with mainly of‐

fice‐like use derives from this. 

In  the building  sector,  lowering  system  temperatures  is an  important  strategy  for 

saving GHG. Firstly, it reduces heat distribution losses in district heating networks and 

in  intra‐building heat distribution  systems. Østergaard  estimates heat  savings  of  30% 
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when supply and return temperatures in buildings are  lowered from 80 °C/40 °C to 60 

°C/30 °C  [3]. Secondly,  it will allow efficiently  integrating a higher share of renewable 

energies and excess heat into district heating networks in order to gradually decarbonize 

them in the future. Lund et al. [4] state that for a fourth generation district heating network 

(4GDH), supply temperatures are lowered below 70 °C. Therefore, on the building side, 

the authors recommend not to exceed flow temperatures of 50 °C. Thirdly, in the case of 

an alternative heat supply by a heat pump, efficient operation can only be achieved by 

lowering the temperature in the heating system [5]. 

Temperature reduction in buildings can mainly be achieved by reducing the heating 

load, improving the heat transfer coefficient of the heat transfer system, by the improve‐

ment of the heating control, or by increasing the size of the heating transfer systems [6]. 

Temperature reduction by reducing the heating load as a result of renovation measures is 

studied by Brand and Svendsen [5] and Wang et al. [7], respectively, using Scandinavian 

single‐family houses from the 1960s and 1970s, while Harrestrup and Svendsen [8] stud‐

ied this using multi‐storey residential buildings from the turn of the century (1900). Alt‐

hough the renovation of the building envelope enables a particularly high TR by reducing 

the heating loads, it is also associated with high costs. In contrast, Schmidt et al. evaluate 

low‐investment measures to improve the controllability of the heating system. With the 

installation of string‐balanced valves and pre‐set radiator valves,  including a hydraulic 

balancing [9], the heating curve can be optimized. Temperature reduction by improving 

heat transfer can be achieved, for example, by forced convection with a fan radiator, and 

has also been studied extensively in the past [7,10,11]. To a limited extent, TR can also be 

realized by increasing the mass flow rate [5]. 

In this work, the TR is instead achieved by increasing the size of the heating surfaces. 

In a case study of four Danish single‐family houses from the 1930s, Østergaard demon‐

strates that by replacing undersized radiators with enlarged models the supply tempera‐

ture can be lowered to 50 °C [12]. In addition, Brand and Svendsen replaced the existing 

radiators with larger low temperature radiators in an otherwise unrenovated 1970s Dan‐

ish  single‐family home and  calculated a  reduction  in  the heating  curve  from 78  °C  to 

67.3°C [5]. Few studies deal with the integration of surface heating systems, such as floor, 

wall, or ceiling heating systems into existing buildings. In a parameter study for a generic 

test  room, Ploskić demonstrates a particularly high TR‐potential of underfloor heating 

compared to alternative radiator heating systems [13]. Hasan et al. also investigated the 

installation of underfloor heating in three apartments of a residential multi‐storey build‐

ing built in 2003 in Helsinki, Finland and calculated a reduction of the supply temperature 

from 70 °C to 40 °C compared to the original radiator system [14]. Nagy et al. developed 

a simulation model with which the TR‐potential can be estimated by varying the param‐

eters of building envelope quality and heating surface size. Subsequently, they apply the 

simulation model to a real, historic residential building in Zurich, Switzerland for further 

numerical studies. The results demonstrate that the building could be heated with a sup‐

ply  temperature of  45  °C by  installing underfloor heating,  even with  an unrenovated 

building envelope. The authors conclude that this is an interesting renovation strategy, 

particularly for listed buildings where there are restrictions on retrofitting façade insula‐

tion [15]. Oravec et al. and Bojić et al. used dynamic simulations to compare different sur‐

face heating systems  for  floors, walls and ceilings and also evaluated them  in terms of 

their suitability for building renovation. Even if the thermal output of ceiling heating sys‐

tems is lower in comparison, Oravec et al. recommend ceiling heating panels as the most 

suitable renovation option due to their controllability and lower obstacles for installation 

[16,17]. 

The term TR is not universally defined and often refers to the return temperature, 

especially when  improving  the efficiency of district heating systems  [18–21]. However, 

this work focusses on the reduction of the supply temperature and the logarithmic tem‐

perature difference. 
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Studies on the TR‐potential often focus on detailed comparisons of surface heating 

systems and on the evaluation of indoor thermal comfort. For the retrofit integration of 

surface heating systems in existing office buildings, the ceiling area is often the only avail‐

able surface reservoir. However, especially for ceiling heating systems, the performance 

is limited by the compliance with normative thermal comfort limits [22–24]. Critical as‐

pects are the vertical air temperature difference between floor and ceiling or the radiation 

temperature asymmetry, as a measure for the differences in the local distribution of the 

radiant heat output [25,26]. 

With  regard  to  the vertical air  temperature difference, studies on different ceiling 

heating systems demonstrated an almost linear distribution of the air temperatures over 

the room height, even with different heating capacities [26–28]. Makulla emphasizes the 

influence  of  room  ventilation  on  the  vertical  air  temperature  gradient. Under  the  re‐

striction that a temperature increase of 2 K/m is not exceeded, he determines a maximum 

heating capacity of 50 W/m2 for a 2.5 m high, unventilated room heated by suspended 

heating panels (SHP). It can be increased to 100 W/m2 with turbulent mixed ventilation 

[26]. 

The normative limits for the radiation temperature asymmetry in ISO 7730 [22] are 

based on Fanger’s studies from the 1980s [29]. More recent climatic chamber studies ques‐

tion the general applicability of Fanger’s limits when ceiling heating systems are used and 

show  inconsistent  thermal  sensation  of  subjects  at  asymmetric  radiant  temperatures 

[30,31]. The standard way of demonstrating radiation temperature asymmetry (∆Tୖ ,ୌୗ) is 

to use the “half‐space method” [22] by calculating the difference between the mean radi‐

ation temperatures of an upper and lower half‐space of the room on a point at the centre 

of the body (0.6 m above floor level) [25]. Glück criticizes this approach and evaluates the 

radiation asymmetry at head height (1.3 m) using a cube element by calculating radiation 

temperatures for each cube surface and then forming the difference of minimum value 

and maximum value [32,33]. The visualization of the calculation methods can be seen in 

Figure A1. 

The controllability of heating systems is a relevant field of research, since especially 

structurally integrated heating systems react to parameter changes with a time delay and 

therefore tend to have a “transient behaviour”. Oravec et al. show in a comparative study 

that the response behaviour is influenced by the materials and sequence of the material 

layers in which plastered heating meanders (PHM) is integrated [16]. A characterisation 

is often performed by responses to sudden changes in the settings [34,35]. As an evalua‐

tion  indicator, either  the  time required  for a heat  transfer system  to reach a certain set 

point is determined [36], or time constants for heating or cooling processes are calculated 

[37]. 

Low‐temperature heat transfer systems in well‐insulated new buildings (e.g., nearly 

zero‐energy buildings) are state of the art and the majority of scientific papers also focus 

on their use in new buildings. The literature research showed that fewer studies deal with 

the TR of heating systems in older building stock. Furthermore, hardly any work could be 

found that addressed the installation of ceiling heating systems in unrenovated existing 

buildings. If at all, only underfloor heating systems were investigated numerically using 

simulation models. The authors are not aware of any demonstrators that experimentally 

and numerically investigate the performance of low‐temperature ceiling heating systems 

in unrenovated buildings. The comprehensive analysis by Ovchinnikov et al. and Wahi et 

al. on the state of research regarding completed work on low‐temperature heating systems 

also confirms this finding [38,39]. 

Realized projects with the use of low‐temperature heat transfer systems in unreno‐

vated buildings are also rare because there is often a fear of insufficient thermal comfort. 

There is a lack of holistic system comparisons of surface heating systems by which their 

suitability in existing buildings and their potential for temperature reduction can be as‐

sessed. 
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1.1. Objective 

This work is intended to fill this gap by quantifying the temperature reduction (TR) 

potential of two ceiling heat transfer systems, which have been realized in the architecture 

building of the Technical University of Darmstadt, Germany while taking thermal comfort 

requirements into account. For this purpose, suspended heating panels (SHP) and plas‐

tered heating meanders (PHM) have been numerically and experimentally investigated. 

The novelty presented in this research is the proof that even in buildings where the 

renovation of the building envelope is only possible to a limited extent (e.g., listed build‐

ings), there is a high TR‐potential through the integration of ceiling heating systems while 

thermal comfort requirements are met. The findings give stakeholders in building plan‐

ning technical and practical support to estimate the achievable TR in existing buildings. 

1.2. Case Study 

The architecture building was built in 1967 on Campus Lichtwiese as a part of the 

Technical University of Darmstadt (Figure 1a). It is a listed building of post‐war modern‐

ism and was chosen as the object of study because it has a high transferability potential 

with two other nearly identical buildings on campus. The averaged and weather‐adjusted 

heat consumption of approximately 2.5 GWh per year is comparatively high, so that ren‐

ovation measures have a great leverage for GHG savings. For reasons of heritage protec‐

tion, the application of exterior thermal insulation is not desired. An innovative renova‐

tion  concept  must  therefore  reconcile  GHG  reduction  targets  with  conservation  re‐

strictions. 

   
(a)  (b) 

Figure 1. The (a) current state (2020) of the architecture building (Photo: Jakob Philipp Weise) and 

(b) interior view after installation of suspended heating panels (5th floor) (Photo: David Sauerwein). 

The architecture building houses teaching and research on six full storeys which con‐

sist of a heavy reinforced concrete skeleton construction. With its largely uninsulated con‐

crete façade and single‐glazed windows, the building envelope has a very low energetic 

quality. It is connected to the campus’ own district heating network. Heat is transferred 

to the rooms via radiators. Hot water is supplied decentrally and directly electrically. 

2. Methods, Key Indicators and Measurement Concept 

This study is conducted as part of the project “EnEff: Stadt Campus Lichtwiese II”, 

in  which  measures  for  the  improvement  of  the  overall  energy  system  of  Campus 

Lichtwiese  are  analysed  and  implemented.  In  the demonstrator,  a  suspended heating 

panel (SHP) system was implemented on the top floor (5th floor) and a plastered heating 

meander (PHM) attached to the underside of the ceiling in a standard floor (2nd floor) 

(Figure 2). 
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Within the scope of the research project, the ceiling heating systems could only be 

installed in two small building areas. In order to find out whether the respective system 

could also be implemented in other building areas, the following research design is de‐

veloped. 

The starting point is a comprehensive monitoring of the newly installed ceiling heat‐

ing systems and the existing radiator system, which has already collected data from two 

heating periods. Three meeting rooms of approximately 30 m2 on the 1st, 2nd and 5th floor 

on the north side were identified as critical rooms. They have the highest specific heating 

loads due to their orientation and their window area ratio. These rooms are modelled in 

the simulation environment IDA ICE 4.8 and validated using measured data (Section 3.2). 

Subsequently, a statement can be made about the TR‐potential of the entire building. 

In addition, the model is used to conduct different parameter studies (Section 3.3). Based 

on these findings, a set of tools applicable for planners is developed (Section 3.4). 

 

Figure 2. Study design from construction to simulation. 

2.1. Key Indicators and Restrictions 

In order to evaluate the temperature reduction potential and assess its feasibility in 

terms of thermal comfort, the following key indicators and limit values are defined. 

The systems are designed based on a simulative calculation of the heating load at a 

static outdoor temperature of −10 °C. According to DIN EN 12831 [40], the calculation is 

performed without applying internal heat loads or solar gains. Compared to the norma‐

tive heating  load which corresponds  to the heating demand by balancing transmission 

and ventilation heat losses, the required heating power can vary slightly depending on 

the heat transfer system. Since the type of heat transfer varies between the heat transfer 

systems, the operative room temperature, which is composed of air and radiant tempera‐

tures, is achieved with different heating powers. 

The overall objective  is  to determine  the TR‐potential. This  is evaluated using  the 

temperature reduction index (TRI) according to (1). This dimensionless key indicator is 

defined as the quotient of the average logarithmic excess temperatures between a refer‐

ence scenario (status quo) and a scenario with used TR [41]: 
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TRI ൌ ቈ1 െ ቆ
∑ ∆T୪୬,୘ୖ,నതതതതതതതതതത୬
୧ୀଵ

∑ ∆T୪୬,୰ୣ୤,నതതതതതതതതതത୬
୧ୀଵ

ቇ቉ ∙ 100  (1) 

where TRI is the temperature reduction index;  ∆T୪୬,୘ୖ,୧  is the averaged logarithmic tem‐

perature difference of the scenario with TR, K;  ∆T୪୬,୰ୣ୤,୧  is the averaged logarithmic tem‐

perature difference of the reference scenario, K. 

The logarithmic temperature difference is defined as the difference between the av‐

erage water temperature and the room air temperature and is calculated according to (2). 

It is a clearly defined parameter for the design of a heat transfer system. An evaluation 

based on the supply temperature would be less meaningful, as it is strongly dependent 

on the operating mode of the heat transfer system. With different spreads between supply 

and return temperature, it can vary despite the same heating load: 

∆T୪୬ ൌ
ϑୗ െ ϑୖ

ln
ϑୗ െ ϑ୅
ϑୖ െ ϑ୅

 
(2) 

where  ∆T୪୬  is the  logarithmic temperature difference, K;  ϑୗ  is the supply temperature, 

°C;  ϑୖ  is the return temperature, °C;  ϑ୅  is the air temperature, °C. 

The control behaviour of heat transfer systems is particularly relevant for structurally 

integrated heat transfer systems, as they can only react to setpoint changes with great de‐

lay due to the high system inertia. In addition to setpoint undershoots, thermal comfort 

can be negatively affected by “overshoot behaviour” during rapid load changes. The in‐

vestigation is conducted at an outside temperature of −10 °C for a typical night setback 

scenario with the aid of step responses as a result of an abrupt change in the setpoint for 

the operative room temperature. The control behaviour is evaluated using time constants 

for heating‐up and cooling‐down processes. During the time‐of‐use, the operative start 

temperature should be 21 °C (ϑୌሻ  and during setback operation 19 °C (ϑ୐ሻ. A time con‐

stant corresponds to the duration until 63.2% (1.26 K) of the temperature difference (2 K) 

between the temperature setpoint during daytime and the setpoint of the night setback is 

reached. For cooling‐down operations,  ϑୣ,ୡ୭୭୪  according to (3) is 19.74 °C, while ϑe,heat for 

heating‐up operations corresponds to 20.26 °C. 

ϑୣ,ୡ୭୭୪/୦ୣୟ୲ ൌ ϑ୐/ୌ ൅/െሺϑୌ െ ϑ୐ሻ ∙ eିଵ  (3) 

where  ϑୣ,ୡ୭୭୪  is the critical temperature after reducing by 63.2% of the night setback, K; 

ϑୣ,୦ୣୟ୲  is the critical temperature after heating by 63.2% of the night setback, °C;  ϑ୐  is the 
lower  temperature during night setback, °C;  ϑୌ  is  the higher  temperature during day‐

time operation, °C. 

Thermal  comfort  requirements define minimum heating powers, but  at  the  same 

time they also limit their performance. The system is designed for an operative room tem‐

perature set point of 21 °C. It is calculated as the arithmetic mean between the average air 

temperature and the area‐weighted radiation  temperature of the surrounding surfaces. 

The measuring point is located at a distance of 1 m from the façade and at 0.6 m room 

height (Figure A1b).   

When integrating ceiling heating systems in existing buildings with an unrenovated 

building envelope, large differences of radiant heat between the warm ceiling and the cold 

façade can occur, which is why the radiation temperature asymmetry  ∆Tୖ ,ୌୗ  is a particu‐

larly relevant parameter.  It  is verified as standard using  the “half‐space method”  (ISO 

7730) [22] by calculating the difference between the mean radiation temperatures received 

on two opposite sides of an ideal surface element at a height of 0.6 m in the centre of the 

room. For this purpose, the room is divided into an upper and lower half‐space and the 

mean radiant temperature is calculated using the surface temperatures of the room enclo‐

sure surfaces with their respective visibility factors (4) [25]: 

∆Tୖ ,ୌୗ ൌ หϑୖ,ୌୗ୙ െ ϑୖ,ୌୗ୐ห  (4) 
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∆Tୖ ,େ୊ ൌ หϑୖ,େ െ ϑୖ,୊ห  (5) 

where  ∆Tୖ ,ୌୗ  is the radiation asymmetry according to the half‐space method, K;  ϑୖ,ୌୗ୙ 

is the averaged radiation temperature of the upper half‐space, °C;  ϑୖ,ୌୗ୐  is the averaged 

radiation temperature of the lower half‐space, °C;  ∆Tୖ ,େ୊  is the radiation asymmetry ac‐

cording  to ceiling‐façade calculation, K;  ϑୖ,େ is  the  radiation  temperature of  the ceiling 

area, °C;  ϑୖ,୊  is the radiation temperature of the façade, °C. 

In addition to this, an alternative method of calculating  ∆Tୖ ,େ୊  according to Sauer‐

wein is used [41]. Here, the measuring point is raised to 1.3 m, since it is assumed for the 

“heat from above” constellation that the head is the most exposed and sensitive area, not 

the centre of the body. On the other hand, a horizontal distance of 1 m to the façade is 

chosen, as a workplace located here represents the most critical case. The calculation of 

the ∆TR,CF is performed according to (5) as the difference between the mean radiant tem‐

peratures of the ceiling area  ϑୖ,େ  and the façade area  ϑୖ,୊. For both verification methods, 

a limit value of 5 K according to DIN EN 16798‐1 [23] category II should not be exceeded. 

Figure A1 illustrates the different assessment methods graphically. 

Excessive temperature differences between the head and ankles also have a negative 

effect on thermal comfort. In the norm, the examination of this phenomenon is conducted 

via the vertical air temperature difference between 0.1 m and 1.1 m above the floor. The 

limit value of 2 K/m  is based on DIN EN 16798‐1 category II. In this survey, the upper 

measurement is taken at 1.3 m, therefore the results are on the safe side. 

2.2. Heating System Concept 

The heat distribution  from  the district heating  in  the basement  to  the areas under 

investigation is not taken into account. The distribution losses therefore are only consid‐

ered between decentralized heat exchangers and the rooms under investigation. The two 

different low‐temperature heat transfer systems can be operated both in monovalent and 

bivalent mode with the existing radiators. 

The steel pipe radiators (RAD) are located in all rooms and are currently fed with a 

maximum supply temperature (ϑୗ) of 85 °C. The system operates with a spread between 

supply and return of approximately 20 K. For the demonstrator, the heating circuits of the 

radiators were also decoupled from the district heating using heat exchangers, so that the 

flow rate and supply temperature can be individually adjusted. 

On the 2nd floor (standard floor), a plastered heating meander (PHM) was imple‐

mented in form of heating pipes in a plaster layer on the underside of the ceiling (Figure 

3a).  A  product  from  the manufacturer  “Variotherm Heizsysteme  GmbH” was  used, 

which, according to the manufacturer, has a standard heating capacity of 86 W/m2 at a 

logarithmic temperature difference  ∆T୪୬  of 15 K. In total, the implemented heating sur‐

face is 112.7 m2 with a ceiling occupancy percentage of 36.5%. The supply temperatures 

must not exceed 45 °C, otherwise the load‐bearing capacity of the ceiling plaster could be 

impaired. An aluminium multilayer composite pipe was installed with an inner diameter 

of 8.6 mm and a pipe spacing of 77 mm. The ceiling plaster is a 4 cm thick layer of gypsum 

plaster with a dry bulk density of 1.250 kg/m³. The pipe cover is approximately 2.5 cm. 

The heat transfer to the room is mainly radiation‐based. 

On the top floor (5th floor), suspended heating panels (SHP) from the manufacturer 

“Schmid GmbH” were installed (Figure 3b). The manufacturer specifies a standard heat‐

ing capacity of 154 W/m2 at a  ∆T୪୬  of 15 K. The copper pipes with an internal diameter of 

11 mm have a spacing of 10 cm. The supply temperatures should not exceed 45 °C because 

at higher temperatures the adhesive bond between the pipe and the heat conducting plate 

loosens. As it is a free‐hanging heat transfer system in the room, it has a higher convective 

share of the heat output compared to the PHM. All heat transfer systems are controlled 

via proportional integral controllers. The design of the ceiling heating systems in the ar‐
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chitecture building aimed to maximize temperature reduction. Therefore, the highest pos‐

sible ceiling occupancy percentage and a small spread of 5 K between supply and return 

were chosen. 

   

(a)  (b) 

Figure 3. Mounting the plastered heating meander (a) and the suspended heating panel (b). 

2.3. Measurement Concept 

During all measurements within the northward facing rooms the blinds were closed, 

thus eliminating most indirect radiation and corresponding solar gains. Static monitoring 

records supply and return temperatures and volume flows at all relevant points. In addi‐

tion, variables such as pump or valve settings are measured. The thermal comfort is as‐

sessed using a mobile measurement infrastructure. Figure 4 shows the position and type 

of sensors used. 

 
(a)  (b) 

Figure 4. Measurement concept demonstrator for the 5th floor (a) and the 2nd floor (b). 

The operational room temperature is determined by measuring the air temperature 

with PT100 sensors and the radiation temperature with a globe thermometer. 

The vertical air temperature difference is measured in the centre of the room using 

PT100 sensors at heights of 0.1 m, 1.3 m and 2.8 m above the floor. Air temperature meas‐

urements are conducted at different power outputs of  the heat  transfer systems. These 

occur due to different outdoor temperatures or depending on the different room temper‐

ature setpoints. Monovalent operation (without radiators) was always selected when ob‐

serving the influence of the surface heating system in isolation. The measurement results 

are only determined  for steady‐state conditions since during strong changes  in perfor‐

mance the air temperature differences are also subject to high dynamics. 
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To determine the radiation temperature asymmetry  ∆Tୖ , directional radiation tem‐

peratures must be measured. For this purpose, surface temperatures of all relevant inte‐

rior room surfaces were measured with thermocouples. Taking visibility factors into ac‐

count, it was then possible to determine directional radiation temperatures and finally the 

∆Tୖ   by calculation. 

3. Results 

In  the  following,  the experiences  from  the  realisation of  the demonstrator are de‐

scribed.  Subsequently,  the validation of  the  simulation models with  regard  to perfor‐

mance and comfort is conducted. Based on this, the results of a parameter study are pre‐

sented. Finally, a planning tool for estimating the temperature reduction potential is de‐

veloped. 

3.1. Building Process 

In the construction process, the SHP could be implemented significantly faster due 

to its high degree of prefabrication. Within two weeks, all panels and the heat distribution 

network were installed for a net floor area of approximately 300 m2. In contrast, the instal‐

lation of the PHM was much more labour‐intensive and time‐consuming due to the man‐

ual attachment of  the plastered heating meander  to  the concrete ceiling and  the multi‐

layered plastering work. In addition, drying times of several weeks had to be waited for 

before commissioning. Furthermore, filling with water and venting the heat transfer sys‐

tem was more difficult in the PHM, as the fittings are located lower than the heat transfer 

system [41]. 

3.2. Modelling and Validation 

Thermodynamic  simulations  in  existing  buildings  require  a  validated  simulation 

model based on measurements of the  initial situation. The climate data set  is based on 

measurement data from a local weather station. Air temperature stratifications or air flows 

within the room cannot be precisely validated, since IDA  ICE 4.8 calculates convective 

heat transport processes with a simplified node model. 

3.2.1. Building Structure and Envelope 

For the validation of the building structure and envelope parameters, surface tem‐

peratures are measured simultaneously on the interior and exterior surfaces. On the one 

hand, the model is validated by adjusting the thermal conductivities. On the other hand, 

the dynamic behaviour is validated by step responses. Taking unavoidable deviations be‐

tween model and  reality  into account  (climate, heat  transport processes  from adjacent 

rooms),  the deviations of <0.5 K and a Mean Absolute Percentage Error  (MAPE) < 1% 

shown in Figure A3 and Table A1 are considered tolerable. The used boundary conditions 

can be found in Table 1. The validation of the ceiling construction is described in detail in 

Section 3.2.3. 

Table 1. Boundary conditions of the simulation models. 

  Unrenovated (Status Quo)  Renovated 

External wall  1.51 W/(m2∙K)  0.55 W/(m2∙K) 
Internal wall  0.65 W/(m2∙K)  0.65 W/(m2∙K) 
Roof  0.72 W/(m2∙K)  0.17 W/(m2∙K) 
Ceiling  2.10 W/(m2∙K)  2.10 W/(m2∙K) 

Window 
Ug = 5.00 W/(m2∙K),   
SHGC 1: 0.87 

Ug = 1127 W/(m2∙K), SHGC 1: 0.53 

Ug = 0.9872 W/(m2∙K) SHGC 1: 0.52 

Window area ratio 
1st floor: 68% 

2nd to 4th floor: 58% 

1st floor: 68% 

2nd to 4th floor: 58% 
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5th floor: 32%  5th floor: 32% 

Infiltration 1. Floor  0.92 h−1  0.5 h−1 

Infiltration 2. Floor  0.52 h−1  0.5 h−1 

Infiltration 5. Floor  0.20 h−1  0.5 h−1 

Thermal bridge coefficient  0.1 W/K/(m2 Enveloping surface)  0.05 W/K/(m2 Enveloping surface) 

Ceiling occupancy rates 

1st floor: SHP: 

58%/PHM: 65% 

2nd to 5th floor: 

SHP: 38%/PHM: 44% 

1st floor: 

SHP: 58%/PHM: 65% 

2nd to 5th floor: 

SHP: 38%/PHM: 44% 
1 Solar heat gain coefficient. 

3.2.2. Heat Distribution 

On the one hand, the experimental determination of the heat distribution losses  is 

important  in  order  to  be  considered  in  the  simulation  model.  On  the  other  hand, 

knowledge of the temperature loss in the distribution system is needed to precisely set the 

desired supply temperature for the heat transfer system in the room. Since its control does 

not take place in the room itself, but at the central, upstream point via the heat exchanger, 

the temperature loss within the pipe network must be added to the setpoint. The distri‐

bution loss averages 8% of the supplied energy, which is equivalent to a temperature loss 

of 0.5 K for the surface heating systems. 

3.2.3. Heat Transfer from the Heat Transfer System to the Room 

The design output of heat transfer systems is usually specified for a fixed operating 

point and is based on measurements under laboratory conditions. The heat output on the 

water side was determined by measuring supply and return temperatures and volume 

flows. Based on the air temperature, the logarithmic temperature difference (∆T୪୬) can be 
calculated and a conversion of the power output to standard conditions at  ∆T୪୬ ൌ 9.83 K 
can be made. As a  rule,  the  real output of  the heat  transfer systems deviates  from  the 

standard output due to the specific installation and connection situation. 

The capacity of the existing radiators was initially determined using literature values 

[25] and historical calculation documents from the construction period. This original de‐

sign output (100 °C/60 °C/20 °C) was then adjusted to the current design operating point 

(85 °C/65 °C/20 °C). As a result, a good agreement of the standard normative heating ca‐

pacity with the measured output of the heat transfer system could be determined, if an 

output reduction for installation and connection type of 10% to 15% is taken into account. 

The standard output of the suspended heating panel (SHP) is related to one square 

metre of active surface (DIN EN 14240) [42] and to a logarithmic temperature difference 

∆T୪୬  of 15 K. In a test operation, good agreement with the manufacturer’s specifications 

was observed at an average of 158 W/m2 at  ∆T୪୬  15 K. Deviations are not unusual here 
either, as the manufacturer’s data is determined under standardized test conditions. Dif‐

ferences between the examined room and the normative test conditions exist, for example, 

in the heat flows through the surrounding components, the room geometry and in con‐

vection. 

In contrast  to  the SHP, which  is  located as a  free heating surface  in  the room,  the 

experimental determination of the heat output to the room through the plastered heating 

meander (PHM) is more demanding, as it is a component‐integrated heat transfer system. 

Here, the water‐side power output is divided into a heat flow downwards (into the zone) 

and a heat loss flow upwards into the floor above. Depending on the ceiling construction, 

the proportions of both heat flows can vary significantly. In the simulation, it is assumed 

that the installation situation corresponds to a standard storey with the same heat transfer 

system in the storey above and below. The heat loss flow upwards thus approximately 

equals the heat input through the floor from the storey below. 
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The installation situation of the PHM in the demonstrator deviates from this. Here, 

the PHM is only installed in a single storey, so that the heat input via the floor is missing. 

For the validation, it is therefore necessary to first determine the downward heat flux from 

the PHM before the actual heat output of the PHM to the room can be calculated by mul‐

tiplying the heat output on the water side with the percentage of the heat flux which is 

directed to the room side. The manufacturer specifies the heat output for the PHM at 86 

W/m² at  ∆T୪୬  at 15 K, a plaster overlap of 1 cm below the centre of the pipe and a pipe 
spacing of 77 mm. In the performance data, it is generally assumed that components that 

are adjacent to the outside air are designed with structural thermal insulation according 

to the current state of the art. 

The measurements on the demonstrator showed an average heat output of 87 W/m² 

at  ∆T୪୬ 15 K on the water side and confirmed a good correlation with the manufacturer’s 

specifications. It should be mentioned that the power reference of the PHM can be very 

volatile due to the high mass, which is why the measurements were taken in a “quasi‐

steady state” with approximately steady thermal conditions. 

During heating operation with high supply temperatures, the surface temperatures 

on the floor above the PHM rose to over 30 °C. This is an indication of a high heat loss due 

to insufficient thermal insulation in the ceiling. The validation of the insulation was con‐

ducted simulatively with the software COMSOL Multiphysics, in which temperatures and 

heat  flows  in building components are calculated.  In  the model,  the  thicknesses of  the 

individual material layers was determined on the basis of planning documents. Physical 

properties of the individual materials were initially assumed based on standard values. 

The model was then iteratively adjusted by parameter variations until the calculated sur‐

face temperatures matched the measured values. With the validated model, the tempera‐

ture distribution and heat flows can now be mapped exactly (Figure 5). 

(a)  (b) 

Figure 5. Temperature curve  in  the ceiling component during heating operation of  the plastered 

heating meander (a) and thermography of the ceiling (b). 
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ϑ୊୪୭୭୰ ൌ 0.34 ∙ ϑୗ ൅ 14.14 °C  (6) 

where  ϑ୊୪୭୭୰  is  the  surface  temperature of  the  floor  (upper  side),  °C;  ϑୗ  is  the  supply 
temperature of the plastered heating meander, °C. 

To avoid too high floor temperatures, the supply temperature was limited. The sur‐

face temperature should not exceed 29 °C to ensure thermal comfort according to DIN EN 

16798‐1. EN 1264‐3 requires a limit of 29 °C for floors with tile covering to prevent struc‐

tural damage due to thermal expansion. As there are no expansion joints in the floor con‐

struction in the demonstrator, it was decided to reduce the limit value to 27 °C. 

As a result, a relatively large heat loss of 40% into the storey above was calculated. 

The reasons for this are the larger plaster covering of the PHM of 2.5 cm and a deteriorated 

insulation layer within the floor construction. The heat emission of the PHM to the room 

is thus reduced to approximately 60% to only 52 W/m² with a  ∆T୪୬  of 15 K. The depend‐
ency between floor temperature and supply temperature of the PHM can be shown by a 

regression analysis. By (6), a  ϑୗ  of 37 °C is calculated for a surface temperature of the floor 

of 27 °C and is defined as the maximum  ϑୗ  for all further simulations with PHM. 

3.2.4. Partial Load Behaviour 

According to (7), the performance of heat transfer systems can be adjusted by chang‐

ing the logarithmic temperature difference  ∆T୪୬, which can be influenced by the supply 

temperature ϑୗ  or the mass flow. In heat transfer systems, the output increases dispro‐

portionately as the  ∆T୪୬  increases [43]. This is defined by the radiator exponent (n) and 
varies depending on the heat transfer system due to different proportions of radiative and 

convective heat output. In the study, typical literature values of radiator exponents are 

assumed for the steel tube radiator (n = 1.28) and for the two ceiling heating systems (n = 

1.1) [44]: 

Qሶ ൌ Qሶ ୬ ∙ ቆ
∆T୪୬
∆T୪୬,୬

ቇ
୬

  (7) 

where Qሶ   is the power of the heat transfer system, W; Qሶ n is the standard power of the heat 

transfer system, W;  ∆T୪୬  is the logarithmic temperature difference, K;  ∆T୪୬,୬  is the loga‐

rithmic temperature difference at standard conditions, K; n is the radiator exponent. 

The change in performance by adjusting the mass flow is represented by the charac‐

teristic heat exchanger curve and can be determined mathematically by (8). It is strongly 

dependent on the characteristic heat exchanger value (a) which is calculated according to 

(9) [45]. For the validation of the heat transfer systems, it should be investigated how well 

the measured change  in performance due to an  increase or reduction  in the mass  flow 

correlates with the calculated characteristic curve: 

Qሶ

Qሶ ୬
ൌ

1

1 ൅ a ∙
1 െ

Vሶ
Vሶ ୬

Vሶ
Vሶ ୬

 

(8) 

a ൌ
ϑ୚ െ ϑୖ
ϑ୚ െ ϑ୅

  (9) 

where Qሶ   is the output of the heat transfer system, W; Qሶ ୬  is the standard power of the 

heat transfer system, W;  Vሶ   is the volume flow, m³/h;  Vሶ ୬  is the volume flow at standard 

conditions, m³/h, a is the heat exchanger characteristic value;  ϑୗ  is the supply tempera‐

ture, °C;  ϑୖ  is the return temperature, °C;  ϑ୅  is the room air temperature, °C. 

Due  to  the  low operating  temperatures,  the  relative volume  flow  Vሶ /Vሶ ୬  is equated 
with the relative mass flow because the water density can be assumed to be constant. As 
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expected, Figure 6 shows that the PHM (6a) leads to a greater scattering of the measured 

values due to stronger storage and delay effects in the building mass in contrast to the 

SHP (6b). The correlation coefficient of the individual measured values against a logarith‐

mic trend line is 89.6% for the PHM and 96.5% for the SHP. The agreement between meas‐

ured and calculated values is expressed through the Mean Absolute Percentage Error [46]. 

The logarithmic trend line of the measured values is compared with the calculated heat 

exchanger curve. The result shows good agreement, whereby the SHP has a moderately 

lower MAPE  (3.9%)  compared  to  the PHM  (4.5%). The  strong non‐linear  relationship 

makes it clear that only a small increase in performance can be achieved with an increase 

in mass flow, beyond the design mass flow. This makes it clear, that TR cannot be achieved 

solely by increasing the mass flow. 

 
(a)  (b) 

Figure 6. Heat exchanger characteristics for PHM (a) and SHP (b) as a function of the mass flow 

ratio. 

3.2.5. Thermal Comfort 

The validation of the thermal comfort indicators is performed by matching measure‐

ments with the calculated values in the simulation model. After validating the building 

envelope, the simulation model shows good agreement between the simulated operative 

room temperature and the corresponding measured air and radiation temperatures. Mi‐

nor deviations are mainly due  to deviating wind speeds or  temperature differences  in 

neighbouring rooms or draughts through doors. 

The  vertical  air  temperature  difference was  determined  experimentally.  Figure  7 

shows an almost linear correlation between the vertical air temperature difference and the 

power output for all heat transfer systems investigated. The system behaviour is linearly 

extrapolated by a regression analysis. The operation of the RAD is uncritical even at a very 

high power output (up to 239 W/m2 heating surface). With PHM and SHP, the vertical air 

temperature difference between the ankle and the head (left side of diagram)  increases 

almost identically, but more strongly than with the radiator. The limit value according to 

DIN EN 16798‐1 [23] of 2 K/m is only exceeded at 106 W/m2 (PHM) or at 108 W/m2 (SHP) 

while the height deviates from the standard (1.1 m). The selected height of 1.3 m corre‐

sponds to the head of a seated person. Due to the larger height difference while maintain‐

ing the limit value, the evaluation in this criterion is conservative. Figure 7 (right side of 

diagram) shows a stronger temperature  increase for the SHP between floor and ceiling 

compared to the PHM. 
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The experimental evaluation of the radiation temperature asymmetry with a globe 

thermometer is not trivial, especially in a fully furnished office space. It requires precise 

geometric shielding so that the radiation temperature of a specific component surface can 

be measured in isolation. Therefore, it is determined purely numerically using the vali‐

dated simulation model. 

For this purpose, the surface temperatures of the simulation model were first vali‐

dated using the measured surface temperatures. Even for the high temperature level of 

the RAD, the mean deviation is less than 1 K. The low standard deviation indicates a lim‐

ited scatter of the results. Subsequently, directional radiation temperatures can be calcu‐

lated by  taking visibility  factors  into account and  finally, depending on  the evaluation 

method (half‐room or ceiling‐façade method), the radiation asymmetry can be calculated. 

 

Figure 7. Measured vertical air temperature differences as a function of heating capacity. 

3.3. Parameter Study 

In order to transfer the knowledge gained on the demonstrator to the building as a 

whole, both the current condition with an unrenovated building envelope and a future 

energetic improvement of the building envelope are to be taken into account. For this pur‐

pose, a scenario matrix  is developed  in which,  in addition  to  the energy quality of  the 

building envelope (renovated/unrenovated), the location (1st floor/2nd–fourth floor/5th 

floor) and the heat transfer system (RAD, SHP, PHM) are varied. The results of the sce‐

narios are presented in Table 2. 

Table 1 gives an overview of the main boundary conditions of the simulation models 

“renovated” and “unrenovated”. The renovation concept for the building envelope takes 

into account 6 cm of internal insulation made of foam glass, 14 cm polystyrene as a roof 

insulation and an  improved quality of  thermal bridges. For  the renovation of  the win‐

dows, openable windows with double glazing and fixed triple glazing are planned in al‐

ternation. In accordance with DIN EN 12831 [40], a minimum hygienic air exchange of 0.5 

air changes per hour via windows is taken into account for the renovated scenarios.   

To determine the maximum temperature reduction, the design of radiators and ceil‐

ing heating systems is based on different strategies: In the case of an unrenovated building 

envelope, a maximum ceiling occupancy percentage is specified with a small spread of 5 

K. Afterwards the supply temperature for radiators and ceiling heating is reduced until 

(at ∆Tୋ୰ୟୢൌ 2K)
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∆Tୋ୰ୟୢൌ 0.0235 · qሶ െ 0.5381∆Tୋ୰ୟୢൌ 0.0252 · qሶ െ 0.6667∆Tୋ୰ୟୢൌ 0.0093 · qሶ െ 0.2258

Vertical difference in air temperature
Between floor (0.1m) and head (1.3m)

Vertical difference in air temperature
between floor (0.1m) und ceiling (2.8m)

239 W/m2

Fifth floor

Tୟ୫ୠ ൌ 6°C േ 2K

qሶ ୫ୟ୶ 106 W/m2

Second floor

Tୟ୫ୠ ൌ 10°C േ 2K

108 W/m2

Fifth floor

Tୟ୫ୠ ൌ 7°C േ 2K
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Limit value according
to DIN EN 16798‐1
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the operative setpoint temperature is reached. After the renovation of the building enve‐

lope, the existing radiators are replaced and re‐dimensioned. By specifying uniform sys‐

tem  temperatures  (55  °C/45  °C),  the surface area and power output of  the  radiators  is 

adapted  to  the reduced heating  load. For  the ceiling heating systems,  the ceiling occu‐

pancy percentage and  the spread of 5 K  remain unchanged. Subsequently,  the  supply 

temperature can also be reduced iteratively here. 

The heating load predefines the requested performance of heat transfer systems. In 

the simulations, an outdoor temperature of −10 °C and no internal or solar loads are taken 

into account. In deviation from the standardized heating load calculation, in which the 

standard  inside temperature corresponds to the air temperature, the operative setpoint 

temperature is used here. Since the examined heat transfer systems are characterised by a 

different type of heat delivery, different power requirements arise depending on the heat 

transfer  system. Basically,  a moderately higher power demand  is  recognisable  for  the 

PHM. On the fifth floor it results from the higher heat losses through the roof. It must be 

taken into account that the PHM heats the building mass the most and therefore the high‐

est heat losses occur. However, its installed capacity is significantly lower than that of the 

SHP, so that the residual  load must be covered with an  increased power output of the 

RAD. After the building envelope renovation and the elimination of the RAD, the PHM 

on the top floor shows the highest power demand. 

With an unrenovated building envelope,  the heating  load  is provided at different 

coverage rates by the different heat transfer systems. While the SHP covers between 60% 

and 70% of the heating load, the PHM can only deliver half as much power to the room. 

This is due to the limitation of the supply temperature to 37 °C. The residual load is pro‐

vided by the RAD. 

After the elimination of the existing RAD in course of renovation the output of the 

PHM is not sufficient to cover the remaining heating load. This would only be possible on 

the top floor, as the supply temperature limitation of 37 °C is not required here. On the 

fifth  floor this  limitation  is not given as there  is no storey above  it. Therefore, here the 

operative temperature can be reached. On the first floor, the ceiling occupation rate of the 

heating system is higher than in the second to fourth floor, therefore the installed heating 

power  is enough  to cover  the heating  load. On  the second  to  fourth  floor  the  installed 

power per m² is not sufficient to cover the heating load. Therefore, the operative temper‐

ature cannot be reached. 

The control capability of the heat transfer systems is evaluated using time constants 

(τ଺ଷ) for heating‐up and cooling‐down processes and is shown in Figure 8 as an example 

for the second floor. To enable reheating behaviour in a reasonable time, a 10% over di‐

mensioning is achieved by increasing the supply temperature. All proportional integral 

controllers have a proportional coefficient of 0.3 and a reset time of 300 s.   

Table 2. Results matrix for the scenarios. 

Performance Parameters  System Temperatures  TRI 
Control Behav‐

iour 
Thermal Comfort 

Variation 
Specific 

Heating Load 

Heating Ratio 

RAD/Ceiling 

𝛝𝐒 
RAD 

∆𝐓𝐥𝐧 
RAD 

𝛝𝐒 
PHM/ 

SHP 

∆𝐓𝐥𝐧 
PHM/ 

SHP 

TRI 

Com‐

pared to 

Stock 

t63 Heating‐

Up/Cooling‐

Down 

𝐓𝐨𝐩  ∆𝐓𝐑,𝐇𝐑/∆𝐓𝐑,𝐂𝐅 

[‐]  [W/m²]  [%]  [°C]  [K]  [°C]  [K]  [%]  [Min]  [°C]  [K] 

Unrenovated building envelope 

1st floor_RAD 1  163  100/0  85.0  51.1  ‐  ‐  ‐  29/9  21.0  ‐ 

1st floor_RAD + PHM 3  165  70/30  67.5  38.6  36.8  12.7  24  136/10  21.0  3.2/2.2 

1st floor_RAD + SHP 3  160  29/71  43.3  18.8  43.3  19.2  63  69/10  21.0  0.7/4.4 

2nd–4th floor_RAD 2  114  100/0  69.7  40.3  ‐  ‐  21  31/10  21.0  ‐ 

2nd–4th floor_RAD + PHM 2  119  72/38  59.1  32.1  36.8  13.4  37  125/10  21.0  4.2/2.1 

2nd–4th floor_RAD + SHP 3  115  36/64  42.6  18.3  42.6  18.7  64  50/10  21.0  1.7/0.2 

5th floor_RAD 2  105  100/0  58.1  30.2  ‐  ‐  41  22/9  21.0  ‐ 

5th floor_RAD + PHM 3  123  49/51  43.4  18.2  43.3  17.8  64  97/11  21.0  3.9/1.2 
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5th floor_RAD + SHP 2  121  43/57  41.8  17.3  41.8  17.6  66  55/10  21.0  2.5/0 

Renovated building envelope 

1st floor_RAD 3  49  100/0  55.0  27.5  ‐  ‐  46  329/13  21.0  ‐ 

1st floor_PHM 3  48  0/100  ‐  ‐  37.0  14.4  72  527/382  21.0  1.7/0.2 

1st floor_SHP 3  48  0/100  ‐  ‐  31.8  8.2  84  240/85  21.0  2.5/1.6 

2nd–4th floor_RAD 3  44  100/0  55.0  27.2  ‐  ‐  47  216/10  21.0  ‐ 

2nd–4th floor_PHM 3  44  0/100  ‐  ‐  37.0  18.3  ‐  ‐  17.2  ‐ 

2nd–4th floor_SHP 3  44  0/100  ‐  ‐  34.8  11.2  78  311/64  21.0  2.3/1.4 

5th floor_RAD 3  47  100/0  55.0  28.1  ‐  ‐  45  252/11  21.0  ‐ 

5th floor_PHM 3  56  0/100  ‐  ‐  44.0  21.5  58  453/412  21.0  0.4/1.7 

5th floor_SHP 3  48  0/100  ‐  ‐  35.8  12.2  76  420/99  21.0  0.9/1.4 

Comments: 1 reference, 2 demonstrator (monitoring), 3 projected (simulation). 

In the unrenovated scenarios, the heat loss through the façade by transmission and 

ventilation is so high that the room cools down from 21.00 °C to 19.74 °C within only 10 

min, regardless of the chosen heat transfer system (see Figure 8, top left). Even the addi‐

tional storage mass heated by the PHM has no delaying effect. With the building envelope 

renovation, a significant increase in the time constants is achieved (see Figure 8, bottom 

left). The reduced heat loss through the façade increases the storage efficiency of the ther‐

mal storage of the building. The surface heating systems can charge the storage mass more 

efficiently than the RAD. The RAD heats the storage mass the least, because it releases its 

power mainly convectively. The SHP can store a higher proportion of heat in the storage 

mass due to its large‐surface and radiative heat emission. Compared to the RAD (25 min), 

τ଺ଷ  increases by a factor of 7 to almost 3 h. The PHM, as a structurally  integrated heat 

transfer system, heats the storage mass the most through conductive heat emission and 

achieves a further increase of  τ଺ଷ  to approximately 8 ½ h, a factor of three compared to 

the SHP. 

The cooling‐down behaviour described above can also be transferred to heating‐up 

events. Here, too, the RAD (31 min) and the SHP (50 min) show the fastest reaction, while 

the PHM needs approximately 2 h to heat up the room from 19.00 °C to 20.26 °C due to 

the strong coupling with the storage mass. Since the installed capacity of the heat transfer 

systems is lower after the façade renovation, but the available storage mass remains con‐

stant, the time constants become significantly greater. The RAD requires approximately 

3.5 h, while  the SHP reaches ϑe,heat only after approximately 9 h  [41]. The PHM cannot 

reach  the setpoint  temperature at all due  to  the supply  temperature  limitation and  the 

time constants are therefore not shown. 

The heat transfer systems show different potentials for TR. The reference scenario for 

calculating the temperature reduction index (TRI) is the radiator system on the first floor. 

The results show  in the comparison of the heat transfer systems that the SHP basically 

enables the greatest TRI compared to the PHM. In the unrenovated building, the first floor 

is decisive for the TR‐potential of the entire building. Here, a TRI of 24% could be achieved 

with the PHM and up to 63% with the SHP. The lower potential of the PHM is due to the 

supply temperature limitation of 37 °C. After the building envelope renovation, a TRI of 

approximately 45% can even be achieved by reducing the heating load through the use of 

a RAD system. With  the use of ceiling heating systems,  the potential  increases  to 73% 

(SHP) and 58% (PHM). Only one PHM scenario on the second–fourth floor cannot reach 

the operative setpoint temperature with a renovated building envelope due to the supply 

temperature limitation. 
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Figure 8. Time constants for the 2nd–4th floor for cooling and heating processes. 

The vertical  air  temperature difference  ∆T୚୅ୈ  was only  recorded  experimentally, 

which  is why only the existing situation can be evaluated here. The measurement was 

conducted with an isolated view of the ceiling heating systems although in reality there is 

a bivalent operation with  the RAD. The  findings  from  the monitoring suggest  that  the 

limit value of 2 K/m can be complied with for all heat transfer systems in the entire build‐

ing. The high leakage of the unrenovated building envelope has a reducing effect, because 

the increased air exchange leads to turbulent air movements in the room, which counter‐

act a strong vertical air  temperature stratification  [26]. The evaluation of  the  radiation 

asymmetry (∆Tୖ ) is important for the evaluation of surface heating systems (warm ceiling) 

in unrenovated buildings (cold façade), because here, with the same  ∆Tୖ , the level of dis‐

satisfied users is higher in contrast to temperature control of wall or floor surfaces (ISO 

7730). Therefore, RAD‐only scenarios without surface heating systems are excluded from 

the assessment. Due to the numerous, mutually interacting parameters such as window 

area proportions, thermal envelope and combinations of heat transfer systems, general‐

ized recommendations for compliance with  ∆Tୖ   are not possible. Instead, an individual 
consideration of  the specific case must always  take place. The evaluation  is conducted 

separately according to the half‐room method and the ceiling‐façade method.   

All examined scenarios comply with the limit value of 5 K for  ∆Tୖ   for both calcula‐
tion methods.  In addition  to  the  large  room height  in  the architecture building, which 

decreases irradiation numbers, the bivalent operation of the heat transfer systems also has 

a reducing effect on the  ∆Tୖ , because this effectively raises the surface temperatures of the 

lower half of the façade. When applying the half‐space method, the PHM in the existing 

building represents the most critical case for the second floor. A  ∆Tୖ ,ୌୖ  of 4.2 K results 

from a comparatively warm lower half‐space. The high thermal output of the RAD heats 

the façade area, while the floor is particularly warm due to the loss heat flux of the PHM. 

When applying the ceiling‐façade method, the SHP in the existing building is the most 

critical case for the first floor. On the ceiling side, the high ceiling occupancy percentage 

of the SHP and the high supply temperature increase the radiant temperature, while the 

high glazing percentage with single glazing lower the radiant temperature. As a result, 
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this leads to the highest  ∆Tୖ ,େ୊  of 4.4 K. The renovation of the building envelope causes a 

reducing of the  ∆Tୖ , because higher internal façade temperatures and lower heating out‐

puts have a positive effect. The results also show that after the façade renovation, the RAD 

can be omitted. 

3.4. Planning Tool for TR‐Potential 

Based on the measurement results for the partial load behaviour of the heat transfer 

systems, the diagrams in Figures 9 and A2 provide a set of tools that building planners 

can use to estimate the TR‐potential. The diagram was originally developed by Jagnow 

and Wolff [47] and adapted for this work. It shows the dependencies between supply and 

return temperature, mass flow and output of heat transfer systems. Input parameters are 

their design temperatures (ϑୗ/ϑୖ/ϑ୅) and the respective radiator exponent. Mass flow and 

heat output are shown as relative change compared to the design point (A). The calcula‐

tion is based on the following radiator equations. The first radiator Equation (10) describes 

the power output of the heating water to the heat transfer system and the second radiator 

Equation (11) describes the power output of the heat transfer system to the room air [25]: 

Qଵሶ

Qሶ ୒
ൌ

mሶ ଵ
mሶ ୒

∙
ϑୗ,ଵ െ ϑୖ,ଵ

ϑୗ,୒ െ ϑୖ,୒
  (10) 

Qሶ ଵ
Qሶ ୒

ൌ
Aଵ

A୒
∙ ቈ
∆T୪୬,ଵ

∆T୪୬,୒
቉
୬

  (11) 

where Qሶ ୒/ଵ/ଶ  is the power of the heat transfer system at the operating point N/1/2, W; 

mሶ ୒/ଵ/ଶ  is the mass flow at the operating point N/1/2, kg/s;  ϑୗ,୒/ଵ/ଶ  is the supply temper‐

ature at the operating point N/1/2, °C;  ϑୖ,୒/ଵ/ଶ  is the return temperature at the operating 

point N/1/2, °C;  Aଵ,ଶ  is the area of the heat transfer system, m²;  ∆T୪୬,୒/ଵ/ଶ, is the logarith‐

mic  temperature difference at  the operating point N/1/2,  °C; and n  is  the heat  transfer 

system exponent. 

The radiator equations can also be applied to the SHP because, such as the radiators, 

it is in direct radiative and convective heat exchange with the room. It cannot be applied 

to the PHM, because as a component‐integrated heat transfer system it gives off its heat 

to  the room air via  the building construction. Since  the heat  loss  into  the storey above 

depends strongly on the  installation  location, the ceiling construction and the room air 

temperatures of adjacent storeys, it is not possible to develop a generally valid set of plan‐

ning tools for the PHM. In this case, the system behaviour should always be evaluated 

based on the individual situation. 

Figure 9  shows a  typical design point  (A୙) of 45  °C/40  °C/21  °C  for 100% output 

power and 100% mass flow for a heating surface exponent of 1,10 for the SHP in an un‐

renovated building. By tripling the mass flow (A୙,ଵ), the  ϑୗ  could be lowered to 43 °C at 

the same heating output, but this would also increase the  ϑୖ  to 41 °C. By reducing the 
mass flow (A୙,ଶ) to 33%, the temperature spread can be increased to 14 K at a temperature 

pair of approximately 50 °C (ϑୗ) and 36 °C (ϑୖ). After a heating  load reduction of 50% 
through a building envelope renovation (Aୖ), the required heating load can be provided 

again with  different  temperature  pairs:  Aୖ :  33.5  °C/31  °C  at  mሶ /mሶ ୒   =  100%;  Aୖ,ଵ :  33 

°C/31.8 °C at mሶ /mሶ ୒  = 200%;  Aୖ,ଶ: 37 °C/29 °C at mሶ /mሶ ୒  = 30%. The planning tool for the 

radiator can be used accordingly, as shown in Figure A2. 
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Figure 9. Planning tool for temperature reduction potential for suspended heating panels. 

4. Discussion 

During  the  heating  operation  of  the  demonstrator,  both  ceiling  heating  systems 

showed that a significant TR is possible even during an extremely cold week in February 

2021 with outdoor temperatures of −10 °C. Based on the highest supply temperature in 

the building of 85 °C for the RAD system on the first floor (reference system), Figure 10 

shows the TR‐potential for both surface heating systems. The SHP in parallel operation 

with the RAD (fifth floor) enables a TR of 42.5 K to 44 °C in the supply temperature. For 

the PHM, the TR‐potential is lower due to the risk of structural damage and thermal com‐

fort restrictions due to high floor temperatures on the floor above. Therefore, the supply 

temperature of the PHM had to be limited to 37 °C. Its share in covering the heating load 

is therefore only 28% and the residual heat output must be provided by the RAD. A sup‐

ply temperature of 67.5 °C is required for the RAD, which is why the TR is reduced to 26 

K. Through the renovation, further TR can be achieved as the heating load is reduced and 

a maximum reduction of 49.2 K can be reached by use of the SHP. 

Initial reservations about insufficient thermal comfort could be disproved. Even with 

an unrenovated building envelope, the limit values of category II DIN 16798‐1 for the cri‐

teria of operative room temperature, floor temperature, vertical air temperature difference 

and for radiation asymmetry could be met in the demonstrator. 

Within  the numeric parameter study,  the heat  transfer systems were  tested on all 

floors and a renovated building envelope was also taken into account. It was found that 

only monovalent heating via a PHM (without RAD) is not possible for the second to the 

fourth floor and can therefore not be used for the entire building. Due to the supply tem‐

perature limitation to 37 °C, the heat output is not sufficient. 
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Figure 10. Heating curves for the architecture building with different renovation options. 

All  other  scenarios  fulfil  all  examined  requirements  for  thermal  comfort.  It was 

shown that in the architecture building the limit values for radiation asymmetry are met 

even with an unrenovated building envelope. The large room height and the heating of 

the inside of the façade by the existing RAD have an advantageous effect. The results of 

the parameter study also show that a renovated façade generally has a reducing effect on 

the radiation asymmetry. 

The linear increase in the vertical air temperature difference with increasing heat out‐

put confirms the study results of Wu et al. and Seifert et al. [27,28]. An interesting finding 

is the stronger air temperature stratification of the SHP compared to the PHM between 

floor and ceiling. However, the results between SHP and PHM are not directly compara‐

ble. Although the air temperature was measured at a height of 2.8 m for both systems, in 

the demonstrator the SHP is suspended at 2.9 m, while the PHM is mounted 80 cm higher 

on the concrete ceiling. Therefore, the measurement configuration should be adjusted in 

the future as follows: Air temperatures are to be measured at identical heights of the heat‐

ing surfaces. In addition, the number of measuring points should be increased in order to 

map an exact vertical air temperature gradient. After the envelope renovation, it must be 

assumed that the vertical air temperature difference will increase with the higher air tight‐

ness. 

The investigations also serve another goal of this work: the provision of a planning 

tool for quantifying the TR‐potential of the integrated heat transfer systems. Figures 9 and 

A2 show that a reduction of the supply temperature by increasing the mass flow can only 

be achieved to a limited extent. The reduction of the return temperature can be achieved 

by throttling the mass flow. However, if the power demand remains unchanged, this is 

accompanied by a higher supply  temperature. After a heating  load reduction due  to a 

renovation, new  temperature pairs of  flow and  return  temperature can be determined 

with the help of the planning tool. Jagnow and Wolff point out that after a heating load 

change, a new hydraulic balancing must be conducted, as the thermal and hydraulic prop‐

erties of the heat transfer systems change fundamentally [47]. 

The installation of SHP is recommended for the renovation of the architecture build‐

ing. It offers the greatest TR compared to the reference scenario while at the same time 

complying with the thermal comfort limits and also has good controllability. However, 

until the building envelope is renovated, the RAD must continue to operate in order to 

cover the residual heating load and to effectively reduce the cold air drop on the façade 

side. In the construction process, the SHP showed a much simpler and faster installation 
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compared to the PHM. Additionally, the bright panel undersides increase the light reflec‐

tance of  the ceiling and  thus  improve  the daylight availability  in  the  room. Due  to  its 

acoustic fleece and perforations, it significantly improves the acoustic comfort of the inte‐

rior. Furthermore, the system makes it possible to cool the interior with moderate struc‐

tural adaptation measures. This is a useful feature against the background of increasing 

heat events. 

5. Conclusions 

The research objective was to quantify the temperature reduction (TR)‐potential of 

two ceiling heat transfer systems, which have been realized in the architecture building of 

the Technical University of Darmstadt while  taking thermal comfort requirements  into 

account. 

The study results show that the highest TR can be achieved with the suspended heat‐

ing panel (SHP). It is possible to lower the supply temperature from 85 °C (reference sce‐

nario) down to 43.3 °C. These results are encouraging because this TR is achieved without 

a renovation of the building envelope. However, the continued operation of the existing 

radiators is required. With a moderate improvement of the building envelope with inte‐

rior insulation and replacement of the windows the supply temperature can be lowered 

down to 35.8 °C. This complies with the guide value of 50 °C suggested by Lund et al. [4], 

so that heat pumps could run efficiently and renewable and excess heat can be integrated 

better in the building heating system. 

In contrast, the plastered heating meander (PHM) showed a significantly lower TR‐

potential. This is due to the unexpectedly high heat flow into the floor above. To avoid 

structural damage and too high floor temperatures, the supply temperatures had to be 

reduced to 37 °C so that the radiators have to provide more power at higher supply tem‐

peratures (67.5 °C). These temperatures exceed the previously defined goal of 50 °C. 

With the exception of the PHM combined with a renovated building envelope with‐

out radiators, the normative requirements of the thermal comfort are met in all scenarios. 

Outlook 

The Technical University of Darmstadt intends to renovate the architecture building 

in the coming years. The knowledge gained so far has great potential for subsequent use 

as it has already been  incorporated  into the preliminary planning and the building de‐

partment will implement low‐temperature suspended heating panels (SHP) throughout 

the building. 

The TR makes  it possible  to  integrate  renewable heat  for heating  the architecture 

building. A potential study investigated how the excess heat from a nearby high‐perfor‐

mance computer could be used. The results show that achieving TR with SHP could dis‐

place about 62% of fossil district heating, even with an unrenovated building envelope 

[48]. 

While this paper  focuses purely on the design of the systems,  the energy demand 

should also be investigated. Due to the reduced spread and the potentially higher pressure 

losses inherent in the system, the demand for electrical energy for the circulation pumps 

will have to be investigated in particular. 

The used simulation software does not calculate air flow within zones therefore the 

influence of air movements upon thermal comfort was not included in this paper. This 

will become more relevant, when the studies are expanded by analysing the performance 

under volatile conditions, which will have impact on thermal comfort as well as the TR‐

potential in different part load cases. 

The findings refer to the specific conditions of the architecture building and cannot 

simply be transferred to other buildings. The next phase of the research project will inves‐

tigate how the knowledge gained on TR‐potential could be transferred to other buildings 

on the Campus Lichtwiese. 
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Nomenclature 

∆T୪୬  Logarithmic temperature difference  [K] 

∆T୪୬,୒/ଵ/ଶ 
Logarithmic temperature difference at operating point 

N/1/2 
[K] 

∆T୪୬,୰ୣ୤,୧ 
Averaged logarithmic temperature difference of the refer‐

ence scenario 
[K] 

∆T୪୬,୘ୖ,୧ 
Averaged logarithmic temperature difference of the sce‐

nario with TR 
[K] 

∆Tୖ ,େ୊ 
Radiation asymmetry according to the ceiling‐façade‐cal‐

culation 
[K] 

∆Tୖ ,ୌୗ  Radiation asymmetry according to the half‐space method  [K] 

ϑ୅  Air temperature  [°C] 

ϑୣ,ୡ୭୭୪ 
Critical temperature after reducing by 63.2% of the night 

setback 
[K] 

ϑୣ,୦ୣୟ୲ 
Critical temperature after heating by 63.2% of the night set‐

back 
[K] 

ϑ୊୪୭୭୰  Surface temperature of the floor (upper side)  [°C] 

ϑୌ  Higher temperature during daytime operation  [°C] 

ϑ୐  Lower temperature during night setback  [°C] 

ϑୖ  Return temperature  [°C] 

ϑୖ,େ  Radiation temperature of the ceiling area  [°C] 

ϑୖ,୊  Radiation temperature of the façade  [°C] 

ϑୖ,ୌୗ୐  Averaged radiation temperature of the lower half‐space  [°C] 

ϑୖ,ୌୗ୙  Averaged radiation temperature of the upper half‐space  [°C] 

ϑୖ,୒/ଵ/ଶ  Return temperature at operating point N/1/2  [°C] 

ϑୗ  Supply temperature  [°C] 

ϑୗ,୒/ଵ/ଶ  Supply temperature at operating point N/1/2  [°C] 

Aଵ,ଶ  Area of the heat transfer system 1/2  [m²] 
mሶ ୒/ଵ/ଶ  Mass low at operating point N/1/2  [kg/s] 

n  Radiator exponent  [‐] 

TRI  Temperature reduction index  [‐] 

Qሶ   Power of the heat transfer system  [W] 
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Qሶ N/1/2  Power of the heat transfer system at operating point N/1/2  [W] 

Vሶ   Volume flow  [m³/h] 

Vሶ ୬  Volume flow at standard conditions  [m³/h] 

Appendix A 

 
(a)  (b) 

Figure A1. Visualisation of the calculation method of the radiation asymmetry according to the half‐

space method (a) and ceiling‐façade method (b). 

Appendix B 

 

Figure A2. Planning tool for temperature reduction potential for radiators. 
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Appendix C 

Figure A3 shows the cooling‐down behaviour from a high room temperature of ap‐

proximately 28 °C. 

 

Figure A3. Cooling‐down behaviour PHM (red) and SHP (green) for simulation and measurement 

at external temperatures of 16–20 °C. 

Appendix D 

Table A1 shows  the order of magnitude of  the deviations between measured and 

simulated values. 

Table A1. Deviations of the surface temperatures between simulation and measured values. 

  Window  External wall  RAD  SHP  PHM 

Mean value of deviation [K]  0.25  0.22  0.92  0.08  0.05 

Standard deviation [K]  0.15  0.09  0.50  0.19  0.10 
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